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Westehetetn

Robert P. Astorino
County Executive
Department of Environmental Facilitics

Thomas J. Lauro, P.E
Commissioner

June 30, 2014

Ms. Meena George, P.E.

Environmental Engineer II

NYS Department of Environmental Conservation
Region I1I Office

100 Hillside Ave., Suite |W

White Plains, NMY 10603-2860

RE: WET WEATHER OPERATIONS PLAN MAMARONECK WWTP
ORDER ON CONSENT, No. CO 3-20080730-65

Dear Ms. George:

Please find attached herewith an Addendum to the Wet Weather Operations Plan for the
Mamaroneck WWTTP. This Addendum was prepared to address the questions you raised
in your June 23, 2014 letter.

I trust the Addendum adequately addresses the issues you raised.

. f Ao

incer€ly,

Thomas J.
Commissioner
TIL/RF/
cc: Thomas Rudolph, P.E., NYSDEC Kaitlin Penner, EFC
Shohreh Karimipour, P.E. NYSDEC G. Michael Coley, P.E., WCDEF
Martin Brand, P.E. NYSDEC Robert Funicello, WCDEF
Paul Kolakowski, P.E., NYSDEC Leah Radko, P.E., WCDPW&T
Kelly Turturro, NYSDEC James M. Gavin, P.E., Engineers Consortium, LLP
Paul Kutzy, P.E. WCDOH REDUCE
Cheryl E.Webber, P.E., EFC @Ei i

Division of Solid Waste
Wastewater Treatment
Water Agency

270 North Avenue
New Rochelle, New York 10801 Telephone: (91.1) 813-5:400 Fax: (91.1) 813-5460 Website
westchestergov.com
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June 30, 2014

Mr. James Gavin, P.E., Partner
Engineers Consortium, LLP

3 Campus Drive

Pleasantville, NY 10570

Re: Wet Weather Operations Plan
Mamaroneck Wastewater Treatment Plant
Order on Consent #3-20080730-05
Westchester County, New York
GHD No. 8614362.0

Dear Shay:

Upon review of the June 23, 2014 comments from NYSDEC (attached) and discussion with plant
operations staff regarding the requested clarifications from NYSDEC, please see responses below for
Westchester County’s consideration in responding to the NYSDEC.

1. NYSDEC Comment: Chemical Addition FeCl; The holding tank for this chemical was emply
during the Department's annual inspection. So far no addition of FeCI3 was done during wet/dry
flows. How/Mhen/at what flow does the facility decide to add this chemical and what are the
future plans to ensure that it is available if needed at site during the times of high flows.

Response: Refer to Section 3.2 of the January 2014 WWOP which discusses the flow condition
at which ferric chloride may be added to enhance primary settling. The facllities owner has a
contractin place for ferric chloride and will maintain that contract.

2. NYSDEC Comment: Sludge Handling: Please address Return Activated Sludge/Waste
Activated Sludge changes during the wet weather. Also discuss any changes in the pumping of
sludge to New Rochelle during wet weather flows.

Response:

a. Return Activated Sludge - Refer to Section 6.3 of the January 2014 WWOP where it is
discussed that during wet weather flow conditions, the operator may need to adjust the
Return Activated Sludge flow output to the IFAS reactor basins to maintain a similar return
rate as performed during non-wet weather conditions.

b. Waste Activated Sludge — According to plant operations staff, the flow output of the Waste
Activated Sludge pump system to the sludge transfer wet well is typically maintained at a
constant flow rate during dry and wet weather flows. Therefore, no typical changes are
anticipated during wet weather flow conditions.

c. Pumping of Sludge to New Rochelle WWTP — According to plant operations staff, the flow
output of the sludge transfer system to New Rochelle WWTP is maintained at a constant
flow during dry and wet weather flows at the Mamaroneck WWTP. Therefore, no typical
changes are anticipated during wet weather flow conditions.
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3. NYSDEC Comment: Address the Odor Control System operations during dry/wet weather.

Response: The operation of the odor control system remains unchanged during dry and wet
weather flow events.

4. NYSDEC Comment: Address standby power during dry/wet weather.

Response: The operation of the standby power system remains unchanged during dry and wet
weather flow events. The system is automatically placed into operation upon a failure of the
electricai power feed from the utility service.

Attached is an Addendum to the January 2014 Wet Weather Operating Plan as prepared by GHD
based on the responses to the NYSDEC comments.

If you have any questions or require further information, please call.

Sincerely,

GHD CONSULTING SERVICES INC.

M,é }?@k
Charles'A. Prior, P.E.

Project Manager
CAP/dIr
Enclosure

cc: Thomas Lauro, P.E., Westchester County DEF (w/enc.)
Michael Coley, P.E., Westchester County DEF (w/enc.)
Joseph Gibney, P.E., Westchester County DEF (w/enc.)
Jagdish Mistry, P.E., Westchester County DEF (w/enc.)
Michael Quinn, P.E. Westchester County DEF (w/enc.)
Nicholas Benevento, Westchester County DEF (w/enc.)
Robert Funicello, Westchester County DEF (w/enc.)
Leah Radko, P.E., Westchester County DPWT (w/enc.)
Charles Tatroe, Westchester County DPWT (w/enc.)
Joseph Fiteni, P.E., Engineers Consortium, LLP (w/enc.)
Robert Butterworth, P.E., GHD (w/enc.)
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