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Robert P. Astorino
County Executive

Department of Environmental Facilities

Thomas J. Lauro, P.E
Commissioner

July 10, 2017

EES Case Management Unit

Environment and Natural Resources Division
U.S. Department of Justice

P.O. Box 7611

Washington, D.C. 20044-7611

Chief, Water Compliance Branch

Division of Enforcement and Compliance Assistance
U.S. Environmental Protection Agency, Region Il
290 Broadway, 20th Floor

New York, NY 10007

Chief, Water and General Law Branch

Office of Regional Counsel

U.S. Environmental Protection Agency, Region 11
290 Broadway, 16th Floor

New York, NY 10007

Re: DJ# 90-5-1-1-10536
To Whom Ever This May Concern:
Enclosed herewith is Westchester County’s June 2017 Monthly Operating Report.

Sincerely,

A bilhiot

Anthony Della Valle, P.E.
Director, Wastewater Treatment

cc:  Andrew E. Krause, via e-mail
Cristine Irvin Phillips, via e-mail
EES Case Management Unit, via e-mail

O

Division of Solid Waste
Wastewater Treatment
Water Agency

270 North Avenue
New Rochelle, New York 10801 Telephone: (911) 813-5100 Fax: (91.1) 813-51G0 Website: westchestergov.com
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WaSteheRtStm

Westchester County Water District #1

LT2 Compliant Water report 2017

June LT2 Compliant Water | Non Compliant Water
Gallons Gallons

White Plains 58,710,000 200,175,000

Scarsdale 0 92,088,000

Yonkers 204,908,000 0

Mount Vernon 224,705,000 0

Monthly Total 488,323,000 292,263,000
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Monthly Operation Report for UV Disinfection

Summary
Reporting Period: June-2017 UV Reactor Model: Trojan Swift 6L.24
Water System: WCWD #1 Orchard Street Max Validated Flow Rate (MGD per UV unit): 25.5
PWS ID#: 75903488 Minimum Validated UVT%: 70%
f’i} *f;/f . Target Pathogen: Cryptosporidium
Operator Signature: H /; A - Target Log Inactivation: ’ 3.0
Operator Certification #: it mgfggé; Dose Required (D) (md/iom?)': 12
Date: ’ = f I Validation Factor (VF): Variable
: Minimum Validated ,
Total Production Dose - Total Volume Off-Spec
UV Unit # (MG) (mJlcm?) (MG)
1 0.00 0.00 0.000
2 58.71 13.80 0.000
Total 58.71 0.000
1. % of total volume of water produced this month that was Off-Specification : 0.000
2. Facility meets Off-Specification Requirement (i.e. value in Line 1 is <5%) (Y/N): Yes
3. Number of UV Sensors in use during this month: 3
4. Number of UV Sensors checked for calibration this month: 3
5. % of UV Sensors checked for calibration this month: 100
6. UVT Analyzer calibration checked® (Y/N): Yes

Notes:
' Dreq is the dose required to achieve the target log inactivation of the target pathogen without a VF or Correction Factor (CF)
applied (see Table 1.4 in the USEPA UV Disinfection Guidance Manual (UVDGM)).

2 The Calculated Dose is the dose calculated by the UV system's PLC and reported by the SCADA system.

3 It is recommended that calibration of the UVT analyzer be checked weekly.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : June-2017 Dose Required (D,,,) {mJlem?) : 12
Water System :) #1 Orchard Street Max Validated Flow Rate (MGD / UV unit) : 25.5
PWS ID#: 5903488 Minimum Validated UVT% : 70%

Operational Data Data at Daily Minimum Validated Dose
UV Sensor
Correction | Calculated Validated Validated Total
Total Min. |Max. Flow| Factor® | MS2RED®| Validation | Dose® Dose > | Off-Spec.
Production| UVT Rate (CF) (mdiem?) | Factor* | (mdfem?) |Flow Rate uvr® Diea’? | Volume’
Day (MG) (%) (GPM) Al [B] €] [BAA'C)] | (GPM) (%) (Y/N) (MG)

RN lw[N]—~

30 -
31
MIN. 0.00
MAX. 0.00
Total 0.00

Notes:
' Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day
for the three sensors, and the three sensor readings should always trend in the same direction as one another (i.e. all increase or all
decrease from one day to the next). If not, sensor and/or tamp operation (e.g. calibration, cleaning, etc.) should be checked.

2 Refer to the “Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced. CF = 1 if all sensors for a reactor are within calibration. Never use CF < 1.

3 Calculated dose is calculated by the UV system's PLC and reported by the SCADA system.

4 Validation Factor is calculated by the UV system's PLC and reported by the SCADA system.

5 Validated dose is calculated by the SCADA system. Calculation is based on the following: Validated Dose = (Calculated Dose) / (VF
x CF), where VF = validation factor; CF = Sensor Correction Factor

® D,eq is the dose required to achieve the target log inactivation without a VF or CF applied (see Table 1.4 in the UVDGM).

7 Enter total volume of off-specification water produced each day that an off-specification event(s) occurs. These values are obtained
from the "Off-Specification Calculation” worksheet(s).

8 Transmittance is calculated by the UV Systern's PLC and reported by the SCADA system.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : June-2017 Dose Required (D) (mJ/cm?): 12
Water System :) #1 Orchard Street Max Validated Flow Rate (MGD / UV unit) : 25.5
PWS ID#: 5903488 Minimum Validated UVT% : 70%
Operational Data Data at Daily Minimum Validated Dose
UV Sensor
Correction | Calculated Validated Validated Total
Total Min. {Max Flow] Facto? |MS2RED®| validation | Dose® , Dose > | Off-Spec.
Production | UVT Rate (CF) (mdiem?) | Factor® | (mdicm?) |Flow Rate| UVT® Dieg’? | Volume’
Day (MG) (%) (GPM) IA] {B] €] [BAA*CY | (GPM) | (%) (Y/N) (MG)
1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23
24 7.99 N 7164.00 1 29.10 2.10 14.10 6975.0 91 Y -
25 8.26 92 7194.00 1 29.00 2.10 14.00 6973.0 92 Y -
26 9.02 92 7026.00 1 29.40 2.10 14.20 6988.0 92 Y -
27 7.75 92 6992.00 1 29.60 2.10 14.30 6705.0 92 Y -
28 8.97 92 7342.00 1 28.40 2.10 13.80 7329.0 92 Y -
29 7.98 92 7138.00 1 28.60 2.10 13.90 7138.0 92 Y -
30 8.75 92 6903.00 1 29.30 2.10 14.20 6902.0 92 Y -
31 1
MIN. 7.75 6705.00
MAX. 9.02 1 7329.00
Total 58.71
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day for
the three sensors, and the three sensor readings should always trend in the same direction as one another (i.e. all increase or all
decrease from one day to the next). If not, sensor and/or lamp operation (e.g. calibration, cleaning, etc.) should be checked.

2 Refer to the “Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced. CF = 1 if all sensors for a reactor are within calibration. Never use CF < 1.

3 Calculated dose is calculated by the UV system’s PLC and reported by the SCADA system.

* Validation Factor is calculated by the UV system's PLC and reported by the SCADA system,.

5 Validated dose is calculated by the SCADA system. Calculation is based on the following: Validated Dose = (Calculated Dose) / (VF x
CF). where VF = validation factor; CF = Sensor Correction Factor

5 D,oq is the dose required to achieve the target log inactivation without a VF or CF applied (see Table 1.4 in the UVDGM).

7 Enter total volume of off-specification water produced each day that an off-specification event(s) occurs. These values are obtained
from the "Off-Specification Calculation” worksheet(s).

8 Transmittance is calculated by the UV System's PLC and reported by the SCADA system.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Jun-17 Dose Required (D, ) (mJIcmg): 12

Water System : WCWD#1 Orchard Street  Max Validated Flow Rate (MGD / UV unit) : 255

PWS ID# : 5903488 Minimum Validated UVT% : 70%

uv Validated uv Validated
intensity ‘"1 yvr Dose  |Flow Rate] Intensity (! UvT Dose  |Flow Rate
(Wim?) (%) (mdiem?) | (gpm) (Wim?) (%) {mdfem® | (gpm)
HOUR: 0:00 4:00

DAY
1
2
3
4
5
8
7
8
9
10
11
12
13
14
15
16
17
18
19
20
21
22
23

24 NIS NIS NIS NiS NIS NiS NIS NiS

25 NIS NIS NIS NiS NIS NIS NIS NIS

26 NIS NIS NIS NIS NIS NiS NiS NIS

27 NiS NiS NIS NiS NIS NIS NIS NIS

28 NiS NIS NIS NiS NIS NIS NIS NIS

29 NIS NIS NIS NiS NIS NIS WIS NIS

30 NIS NIS NIS KIS KIS NIS NIS NIS
31

Notes:
1. UV intensity is from UV Sensor #2, which is the duty sensor.
NIS = Not in Service

10F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Jun-17 Dose Required (Droq) (mchmz) H 12

Water System : WCWD#1 Orchard Street  Max Validated Flow Rate {MGD / UV unit) : 255

PWS ID# : 5903488 Minimum Validated UVT% : 70%

uv Validated uv Validated
intensity (7 UvT Dose  |Flow Rate| Intensity (! uvT Dose  |Flow Rate
(Wim?) (%) (mdiem?®) | (gpm) (Wim?) (%) (mdlem?®) | (gpm)
HOUR: 8:00 12:00

DAY

24 NIS NIS NIS NIS NIS NIS NIS NIS

25 NIS NIS NIS NIS NIS NIS NIS NIS

26 KIS NIS NIS NIS NIS NIS NIS NIS

27 NIiS NIS NIS NiS NIS NIS NIS NIS

28 NIS NIS NIS NiS NIS NiS NIS NIS

29 NS NiS NIS NIiS NIS NIS NIS NIS

30 NIS NIS NIS NIS NIS NIS NIS NIS
31

Notes:
1. UV intensity is from UV Sensor #2, which is the duty sensor.
NIS = Not in Service

20F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Jun-17 Dose Required (Drog) (mchmZ) : 12

Water System : WCWD#1 Orchard Street  Max Validated Flow Rate {(MGD / UV unit) : 255

PWS ID# : 5803488 Minimum Validated UVT% : 70%

uy Validated uv Validated
intensity | gyt Dose  |Flow Rate] Intensity (¥ UvT Dose  |Flow Rate
(Wim?) (%) (mdlem®) | (gpm) (Wim%) (%) (mdicm®) | (gpm)
HOUR: 16:00 20:00

DAY

24 NIS NIS NIS NIS NIS NIS NIS NIS

25 NIS NIS NIS NIS NIS NIS NIS NIiS

26 HIS NIS NIS NIS NIS NIS NIS NIS

27 NIS NIS NIS NIS NS NIS NIS NIS

28 NiS NIS NIS NiS NIS NIS NiS NIiS

29 NiS NIS NIS NIS NIS NiS NIS NIS

30 NIS Nis NIS NIS NIS NIS NIS NIS
31

Notes:
1. UV Intensity is from UV Sensor #2, which is the duty sensor.
NiS = Not in Service

30F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2
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Reporting Period : Jun-17 Dose Required (D, {mJicm?): 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate {MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Validated UVT% : 70%
Uy Validated uv Validated
Intensity ¥ uvT Dose  |Flow Ratel Intensity ¥ UvT Dose  |Flow Rate
(W/m?) (%) (mdfem?®) | (gpm) (Wim?) (%) (mJlem? | (gpm)
0:00 4:00
1.33 70 4.30 4740.77 1.32 91 16.70 4791.16
1.33 81 14.10 4990.47 1.32 92 19.90 5003.85
1.32 92 14.00 4808.99 1.32 93 20.90 4794.73
1.31 92 14.20 4918.24 1.31 92 19.80 4923.14
1.32 92 14.30 4828.61 1.33 92 20.70 4765.30
1.32 a2 13.80 4958.37 1.31 93 20.20 4902.63
1.3 92 13.90 4879.45 1.28 92 20.40 4805.43

1. UV intensity is from UV Sensor #2, which is the duty sensor.

NIS = Not inn Service

e
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31

Notes:

Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Archived File - May Not Be ADA Compliant

Reporting Period : Jun-17 Dose Required (D) (mJIcm’) : 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate {(MGD / UV unit) : 255
PWS ID#: 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity Y UyT Dose  |Flow Rate] Intensity UvT Dose  |Fiow Rate
(Wim%) (%) {mdem? | (gpm) (Wim?) (%) (mdlem® | (gpm)
8:00 12:00
1.31 91 16.70 4774.66 1.34 91 16.70 4805.43
1.33 az 19.90 5023.47 1.33 92 18.70 5014.55
1.32 92 14.20 6976.01 1.31 92 14.20 7093.28
1.31 92 19.80 4987.80 1.32 92 18.70 4991.36
1.30 92 13.80 7076.34 1.31 92 13.80 7185.58
1.31 92 19.90 4904.41 1.30 92 18.70 5017.22
1.31 82 14.20 6878.81 1.28 92 14.20 7038.88

1. UV Intensity is from UV Sensor #2, which is the duty sensor.

NIS = Not in Service

20F3




Archived File - May Not Be ADA Compliant

Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Jun-17 Dose Required (D,,,) {mJdfem?): 12
Water System : WCWD#1 Orchard Strest  Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
intensity | gyt Dose  |Fiow Rate] Intensity ¥ uvT Dose  |Fiow Rate
{Wim®} (%) {mdlem?®) | (gpm) (Wim?) (%) (mdlem?®) | (gpm)
HOUR: 16:00 20:00
DAY
24 1.32 91 14.20 7202.97 1.33 91 14.10 7046.46
25 1.32 92 14.00 7266.73 1.32 92 14.00 7044.68
26 1.33 92 14.20 7018.82 1.33 92 14.20 7009.01
27 1.30 92 14.30 6984.48 1.33 92 14.30 4753.70
28 1.32 92 13.80 7056.27 1.30 92 13.80 6998.31
29 1.28 92 13.90 6964.88 1.29 92 13.90 6967.09
30 1.30 ¥4 14.20 6925.63 1.30 92 14.20 6834.22
31
Notes:

1. UV intensity s from UV Sensor #2, which is the duty sensor.
NIS = Not in Service

30F3
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Bureau of Water Supply Protection Microbial Samp1€ Results
Publlc Watcr Swtem Nm ;' Rq:omns Montleear Date Report Submitted Soume ‘Water 'l’y'pe(s) |
o WWD#1 KenSIco Dam { Jun '17 07/07/17 o -
‘ Pubhc ‘Water System ID | Coumy ' TOW'I'I."VIUIge. or City Surface Water
 NY 5903488 ] Westchester Valhalla
Chlorination Other Treatments / Readings
| Treated water Liquid Free chlorine )
DATE Source(s) in|  volume 9 | residual at Caustic Ortho
. . Treated
Use (1,000 Hypochlorite added | entry point Gal Gal Turb
gallons/day) | to crock (gallons) (mg/l) Used Used
1  Kensico Res, 10,600 175 1.52 22 52 0.60
2 Kensico Res, 9,400 154 1.60 19 50 0.56
3 Kensico Res| 10,800 181 1.65 20 52 0.71
4  Kensico Res, 10,900 175 1.58 21 53 0.64
5 [Kensico Res, 9,100 155 1.65 18 48 0.56
6  [Kensico Res, 10,000 165 1.66 20 47 0.53
7 Kensico Res;, 9,400 155 1.60 20 50 0.52
8 [Kensico Res; 12,100 190 1.72 25 60 0.54
. 9 [Kensico Res, 10,700 185 1.68 30 50 0.52
10 Kensico Res; 12,100 200 1.75 28 60 0.60
11 [Kensico Res| 15,000 270 1.76 37 80 0.66
12 Kensico Res| 13,900 225 1.88 40 70 0.60
13 Kensico Res! 16,500 280 1.62 50 85 0.57
14 Kensico Res| 13,000 205 1.70 35 70 0.57
15 Kensico Res; 14,600 230 1.67 35 70 0.56
16 Kensico Res| 10,552 162 1.71 31 53 0.60
17 Kensico Res! 10,854 171 1.69 29 50 0.57
18 [Kensico Res; 13,994 207 1.62 35 67 0.54
19 [Kensico Res] 10,100 185 1.65 30 50 0.59
20 Kensico Res, 12,400 200 1.65 40 65 0.59
21  [Kensico Res; 13,100 219 1.70 45 61 0.58 |
22  Kensico Res] 13,600 221 1.65 50 67 0.71
23  Kensico Res; 11,400 185 1.53 36 52 0.59
24  [Kensico Res; 11,300 210 1.64 42 56 0.63
|25 [Kensico Res, 12,800 210 | lel 44 63 0.58
26 [Kensico Res| 12,900 205 1.61 43 58 0.59
27 [Kensico Res! 12,900 220 1.40 40 65 0.53
28 Kensico Res, 13,900 225 1 L70 50 65 0.57
29 Kensico Res, 12,300 205 | 164 45 60 0.58
30  [Kensico Res, 14,500 245 1.65 [ 55 65 0.62
,,,,,,,,,,, 1,035 | 1,794
,,,,,,,,,, 1.65 35 60 0.59
- qts/gals of % chlorine addedto gals of water
EECTD Title @2 7% LAY 2 NY'S DOH Operator Certification Number: | j . (;/OQ%%Z /
Date: 7 7 ,7 . Operator Grade Level

DOH-360 (02/05) Page 1 of 2
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Microbiological Samples and Free Chlorine Residual

Sin;ge Total £ col c riro?; . Population Served:
Sample Location g:;?p?; 1.Rgutine ggggiﬁ Positive . Residual ) ) _ o '
2.Repeat {(mg/l)  Number of microbiological monitoring samples required:
a|TE L L T e A TR samples required. |
~ Kensico Dam 0810117 1 No No 152 Number of microbiological samples taken: A
Kensico Dam 06/02117 1 No No 1.60 Did an M&R violation occur? No
Kensico Dam 06/05/17 1 No No 16 ¢+ T o
Kensico Dam 06/06/17 1 No No 1.66 If "Yes", check reason(s) below:
Kensico Dam 06/07/17 1 No No 1.60 Actual number of samples is fewer than required.
Kensico Dam 06/08/17 1 No No 1.72 ~ Did not collect/analyze repeat samples.
Kensico Dam 06/09/17 1 No No 1.68 Did not collect/analyze for E.coli for positive total
Kensico Dam 06/12/17 1 No No 1.88 coliform from routine/repeat sample.
Kensico Dam | 06/13/17 1 No No 162
. Kensico Dam 06/14/17 1 No No 1.70 Did an MCL violation occur? No
| KensicoDam | 06/15/17 1 No No 1.67 -
Kensico Dam 06/16/17 1 No No 1.71 if "Yes", check reason(s) below (see also Part 5, Table 6 for
Kensico Dam | 06/19/17 1 No No 1.65  |additional information).
' Kensico Dam 06/21/17 1 No No 1.70 For systems collecting less than 40 samples per month
' Kensico Dam 06/22/17 1 No No 1.65 two or more of the samples (routine and/or repeat) are
Kensico Dam 06/23/17 1 No No 1.53 positive for total coliform (=total coliform MCL violation)
Kensico Dam 06/26/17 1 No No 161 |
' Kensico Dam 06872717 1 No No 1.40 For systems collecting 40 or more samples per month:
Kensico Dam 06/28/17 1 No No 170 more than 5% of the samples (routine and/or repeat)
Kensico Dam 06/29/17 1 No No 1.64 are positive for total coliform (=total coliform MCL
| Kensico Dam 06/30/17 1 No No 1.65 violation).
B The original sample was E.coli positive and at least 1
T repeat sample was positive for total coliform
(=E.coli MCL violation).
] Reminder: System must collect a minimum of five (5) routine
microbiological monitoring samples during the month following a
i repeat sample collection.
As required by 5-1.72, "Operation of a Public Water System”, a
copy of this form shall be sent to your local heaith department
T by the 10th calendar day of the next reporting period.

Sample Collector(s): Larry Dema, Fred McQuillan

Name of NYSDOH Certified Laboratory: WCDLR 10108

Did any MCL violations occur? If so, please describe:

Did an emergency or low pressure problem occur? Did source water bypass an existing treatment process in the system? If so, please explain.

Commenis:
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Vater Systems Operation Report

Bureau of Public Water Supply Protection

UNFILTERED SURFACE WATER SYSTEMS

Instructions: Complete form and submit to your local health unit within 10 days of the close of the reporting month.

NAME OF PUBLIC WATER SYSTEM PROGRAM CODE STATION (NUMBER) REPORTING MONTH/YEAR |
|
WESTCHESTER COUNTY ' |
WATER DISTRICT NO. 1 100 05903488 Jun 17 .
i
Location VALHALLA County WESTCHESTER
(CV.T) -
RAW WATER TURBIDITY
DATE 0000 0400 0800 1200 1600 2000 DATE pe rﬂ";g' nff'(':fg{('::“ es | p effggﬁ%i‘m‘l es
1 0.58 0.53 0.63 0.59 0.59 0.55 1 <18 <1.8 b
2 0.56 0.61 0.64 0.58 0.57 0.49 2 <1.8 <18
3 0.44 0.58 0.66 0.58 0.54 0.46 3
4 0.53 0.58 0.56 0.58 0.59 0.44 4
5 0.45 0.52 0.55 0.55 0.57 0.55 5 <1.8 <18
6 0.54 0.48 0.53 0.49 0.51 0.45 6 <18 <18
7 0.44 0.50 0.56 0.53 0.51 0.50 7 <18 <18
8 0.42 0.42 0.58 0.57 0.57 0.51 8 <1.8 <18
9 0.41 0.56 0.58 0.67 0.48 052 | | 9 <1.8 <1.8 B
10 0.62 0.64 0.63 0.56 0.55 0.60 10 T
" 0.65 0.62 0.68 0.59 0.57 0.63 1 |
12 0.61 0.67 0.85 0.85 0.56 058 | | 12 11.0 <1.8 )
13 0.53 0.59 0.63 0.74 0.77 0.76 13 2.0 <1.8
14 0.83 0.69 0.66 0.76 0.76 0.59 14 <1.8 <18
15 0.51 0.80 0.84 0.80 0.60 0.76 15 <18 <18
16 0.50 0.93 0.78 0.53 0.53 0.41 16 <1.8 <18
17 0.44 0.54 0.52 0.51 0.50 0.48 17
18 0.36 0.41 0.49 0.46 0.47 0.48 18
19 0.39 0.45 0.52 0.49 0.56 0.45 19 2.0 2.0 )
20 0.41 0.57 0.61 0.64 1.1 117 20
21 0.73 117 0.82 0.73 113 1.01 7 6.8 <18 |
22 0.52 0.71 0.71 0.59 0.75 0.57 22 1.8 <1.8
23 0.54 0.57 0.60 0.45 0.62 0.60 23 7.8 <1.8
24 0.51 0.58 0.60 0.52 0.53 057 | | 24
25 053 0.58 0.58 0.54 0.56 056 | | 25
26 0.50 0.53 0.57 0.55 0.55 0.57 26 2.0 <1.8
27 0.59 0.56 0.58 0.51 0.53 0.52 27 2.0 2.0
28 0.51 0.57 0.57 0.55 0.55 0.59 28 7.8 45
29 0.54 0.55 0.61 0.48 0.55 056 29 2.0 <18
30 0.48 0.50 0.63 0.61 0.66 080 30 14.0 <1.8
31 31

1. Record raw water turbidity values every four hours. 4. Minimum number of microbiological samples required
per week N/A

2. Notify state by the end of the next business day
whenever the raw water turbidity exceeds 5 NTU. 5. A daily microbiological sample is required every day the
raw water turbidity exceads 1 NTU.

3. Population served N/A

SOH-014 (381 p. 1 0f 2 (OVER)
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Archived File - May Not Be ADA Compliant

Sample No.AT10742
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG NM
Bottle No : 22-4391
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/01/2017 AT 10:13:00AM
Agency : Westchester County DEF Subn;;t;sd r\? n ggg%1z;/§g17 AT 10:53:00AM
Operations Bldg., Grasslands > NO. :
Valhalla NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro PH: _
Free Cl2: 1.52 Residual CI2 :
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/01/2017 AT 2:19:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 1 SM20 9215B

|E = Estimated Count
Approved By Date Approved : 06/05/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 10of 1
{914} 2311620

These analytical results relate only fo the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT10743
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG NMM
Bottle No : 23-2500
VALHALLA NY CcocC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/01/2017 AT 10:12:00AM
Agency : Westchester County DEF Submitted On : 06/01/2017 AT 10:53:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands . © 002 . 000
Va[ha“a, NY 10595 Type Descrlpto:l : 0 Source ID :
Attn: Mike Ferraro P _
Free CI2: Residual Ci2 ;
Sample chilled on arrival ?: YES
addt’'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/01/2017 AT 2:19:00PM
Heterotrophic Plate Count CFU/mI 8 SM20 9215B
Coliform, Most Probable Number per 100ml| <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

E = Estimated Count ]
Approved By Date Approved : 06/05/2017

Environmental Laboratories EMAIL Copy 7/712017
NYS ELAP # 10108

Page 1 of 1
{914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT10837
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : NM

Bottle No : 15-3642
VALHALLA, NY COocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWDA1 Collection Date : 06/02/2017 AT 9:24:00AM
Agency : Westchester County DEF Submitted On : 06/02/2017 AT 10:44:00AM
. PWS No. : 5903488
Operations Bldg., Grasslands T f : 022 . 000
Valha”a, NY 10595 ype Descrlptgl:: Source ID :
Attn: Mike Ferraro Free Cl2: 1.60 Residual CI2:
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/02/2017 AT 11:54:00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mI 2 SM20 9215B
|E = Estimated Count ]
Approved By Date Approved : 06/05/2017
Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 of 1
(914) 231-1620

These analytical resuits relate only to the sample ideniified ir: this report.



Archived File - May Not Be ADA Compliant

Sample No.AT10838
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : NM

Bottle No : 16-2418
VALHALLA, NY COC:

Collection Point : RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/02/2017 AT 9:25:00AM
Agency : Westchester County DEF Submitted On : 06/02/2017 AT 10:44:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands - © 002 . 000
Valhalla, NY 10595 Type Descnptc:l : Source ID :
Attn: Mike Ferraro pr: .
Free Cl2: Residual CI2 :
Sampile chilled on arrival ? : YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/02/2017 AT 11:54:00AM
Heterotrophic Plate Count CFU/ml 28 SM20 9215B
Coliform, Most Probable Number per 100mi <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

E = Estimated Count

Approved By Date Approved : 06/05/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 1 of 1
{914) 231-1820

These analytical results relate only to the sampie identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT10989
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : NM ERG

Bottle No : 40-3558
VALHALLA, NY COC:

Collection Point : RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/05/2017 AT 11:04:00AM
Agency : Westchester County DEF Submitted On : 06/05/2017 AT 1:34:00PM
: PWS No.: 5903488
Operations Bldg., Grasslands T f : 002 . 000
Valha”a, NY 10595 ype Descnpto}: : Source ID :
Attn: Mike Ferraro Pt _
Free CI2 : Residual C12 .
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/05/2017 AT 3:04:00PM
Heterotrophic Plate Count CFU/mI 120 SM20 9215B
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

E = Estimated Count
Approved By Date Approved : 06/08/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 1of 1
(914} 2311620

These analylical results relate only fo the sample dentified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT10990
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : NM ERG

Bottle No: 41-4178
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/05/2017 AT 11:05:00AM
Agency : Westchester County DEF Submitted On : 06/05/2017 AT 1:34:00PM
; PWS No.: 5903488
Operations Bldg., Grasslands . . 022 . 000
Valhalla, NY 10595 Type Descrlptol: : Source ID :
Attn: Mike Ferraro ph .
Free Cl2: 1.65 Residual C12 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/05/2017 AT 3:04:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mi 4 SM20 92158
E = Estimated Count 1
Approved By Date Approved : 06/08/2017
Environmental Laboratories EMAIL Copy 7/7/2017

NYS ELAP # 10108

Page 1 of 1
{914} 2311620

These analytical results refate only fo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT11112
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location | KENSICO Received By : ERG

Bottle No : B4138

VALHALLA, NY COC:
Collection Point: TREATED Collected By : MCQUILLAN
ID of Source : WWD1 Collection Date : 06/06/2017 AT 11:20:00AM
Agency : Westchester County DEF Submitted On : 06/06/2017 AT 11:55:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands Descri : 022 . 000
Valhalla, NY 10595 Type escrlpto;: Source ID :
Attn: Mike Ferraro P .
FreeCl2: 1.63 Residual Ci2 :

Sample chilled on arrival ? : YES
Sample Type : POT_DW
Comment :WATER QUALITY PARAMETER

addt’l Report To :

Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E Orthophosphate (as P) 0.795 mg/L 0.03 06/06/2017 12:56 pm MO
SM20-4500HB Hydrogen lon 6.92 units 0.1 06/06/2017 2:50 pm RRC

The pH is a field parameter with a 15 minute hold time.
used for regulatory reporting purposes.

The Laboratory provides this test result only as a guide. This result cannot be

DL = Detection Limit LOQ = Limit of Quantitation J=value is an estimate H = exceeds holding time

QA Officer

06/13/2017

Approved By Robert Hilbrandt

Date Approved :

Environmental Laboratories
NYS ELAP # 10108
{914} 2211820

EMAIL Copy 7/7/2017
Page 1of 1

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT11126
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 30-4149
VALHALLA, NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/06/2017 AT 10:20:00AM
Agency : Westchester County DEF Submitted On : 06/06/2017 AT 11:54:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands . . 022 . 000
Valhalla, NY 10595 Type Descnpto:;: Source ID :
Attn: Mike Ferraro pH .
Free Cl2: 1.66 Residual Ci2 :
Sample chilled on arrival ? :  YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/06/2017 AT 2:30:00PM
Coliform Presence/Absence Test per 100m! Absent Colilert-18
Heterotrophic Plate Count CFU/ml 1 SM20 9215B

|E = Estimated Count

Approved By Date Approved : 06/08/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 1 of 1
{914} 2311620

These analytical results relate only fo the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT11127
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location | KENSICO Received By : ERG
Bottle No : 31-2812
VALHALLA, NY CcocC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/06/2017 AT 10:21:00AM
Agency : Westchester County DEF Submitted On : 06/06/2017 AT 11:54:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands f © 002 . 000
Valhalla, NY 10595 Type Descnpto}: : Source ID :
Attn: Mike Ferraro pr: _
Free CI2 : Residual CI2 :
Sample chilled on arrival 2 : YES
addf’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/06/2017 AT 2:30:00PM
Heterotrophic Plate Count CFU/mi 17 SM20 9215B
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probabie Number per 100m| <1.8 SM20 9221E

E = Estimated Count |

Approved By Date Approved : 06/08/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP#10108

Page 1 of 1
{914} 2311620

These analytical results relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT11234
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG NM
Bottle No : 12-4183
VALHALLA, NY COcC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/07/2017 AT 10:28:00AM
Agency : Westchester County DEF Submitted On : 06/07/2017 AT 11:11:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands .
Valhalla. NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro PH : .
Free Cl2: 1.60 Residual Ci2 :
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/07/2017 AT 11:57:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 1 SM20 9215B

E = Estimated Count

Approved By Date Approved : 06/09/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 1 of 1
{914 2311820

These analytical results relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT11235
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG NM

Bottie No : 13-2116
VALHALLA, NY COcC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/07/2017 AT 10:27:00AM
Agency : Westchester County DEF Submitted On : 06/07/2017 AT 11:11:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands .
Valhalla. NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro PH: .
Free CI2: Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/07/2017 AT 11:57:00AM
Heterotrophic Plate Count CFU/ml 12 SM20 9215B
Coliform, Most Probable Number per 100mi <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
E = Estimated Count ]
Approved By Date Approved : 06/09/2017
Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 0of 1
{914} 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT11352

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG NM
Bottle No : 25-4227
VALHALLA, NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/08/2017 AT 10:10:00AM
Agency : Westchester County DEF Submitted On : 06/08/2017 AT 11:34:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands - . 022 . 000
Valhalla, NY 10595 Type Descnpto:lt Source ID :
Attn: Mike Ferraro Pt _
Free Cl2: 1.72 Residual C12 :
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/08/2017 AT 2:23:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 3 SM20 9215B

|E = Estimated Count
Approved By

Date Approved : 06/12/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 of 1
(914) 231-1620 These analylical resulfs relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT11353
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : ERG NM
Bottle No : 26-3620
VALHALLA, NY COcC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/08/2017 AT 10:11:00AM
Agency : Westchester County DEF Submitted On : 06/08/2017 AT 11:34:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands . - 002 . 000
Valhalla, NY 10595 Type Descrlpto:;: Source ID :
Attn: Mike Ferraro ph: .
Free CI2 : Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/08/2017 AT 2:23:00PM
Heterotrophic Plate Count CFU/ml 4 SM20 9215B
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

E = Estimated Count |
Approved By Date Approved : 06/12/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 1 of 1
{914} 2311820

These analytical results relate only fo the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT11359
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location | KENSICO Received By : ERG NM
Bottle No : 28-1515
VALHALLA, NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/08/2017 AT 10:09:00AM
Agency : Westchester County DEF Submitted On : 06/08/2017 AT 11:34:00AM

. PWS No. : 5903488
Operations Bldg., Grasslands .
Ve?lhalla, NY 109595 Type Descnptor ; 022 Source ID: 000

Attn: Mike Ferraro PH: .
Free Cl2: 1.72 Residual Ci2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/08/2017 AT 11:59:00AM
Diatomaceae Organisms ASU per ml 8 SM1810200F
TABELLARIA-8
Chiorophyceae Organisms ASU per ml 0 SM1810200F
Cyanophyceae Organisms ASU per m| 0 SM1810200F
Protozoa Organisms ASU per ml 8 SM1810200F
DINOBRYON-8
Rotifera Organisms ASU per ml 0 SM1810200F
Crustaceae Organisms ASU per ml 0 SM1810200F
Other Microscopic Organisms ASU per ml 0 SM1810200F
Total Microscopic Organisms ASU per ml 16 SM18 10200F
Amorphous Matter ASU per ml 676 SM1810200F

NYSDOH ELAP and NELAC do not offer accreditation for Microscopic Examination. Unless the sample is otherwise qualified, all method
QC requirements were found fo be acceptable.

|E = Estimated Count |

Approved By Date Approved : 06/09/2017
Environmental Laboratories EMAIL Copy 7/7/2017

NYS ELAP # 10108 Page 1of 1

244
(914) 2311620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT11484
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhaila, New York 10595

Sample Location : KENSICO Received By : RRC NM

Bottle No : 25-4299
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/09/2017 AT 12:30:00PM
Agency : Westchester County DEF Submitted On : 06/09/2017 AT 1:48:00PM
; PWS No. : 5903488
Operations Bldg., Grasslands .
Valhalla NY 10595 Type Descnptor : 022 Source ID : 000
Attn: Mike Ferraro PH _
Free Cl2: 1.68 Residual Cl2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/09/2017 AT 2:15:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 9215B
E = Estimated Count
Approved By Date Approved : 06/12/2017
Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1of 1

{ .4
(914) 231-1620 These analytical results relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT11485

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO

VALHALLA, NY
RAW
WWDH1

Westchester County DEF
Operations Bldg., Grasslands
Valhalla, NY 10595

Attn: Mike Ferraro

Collection Point:
ID of Source :

Agency :

addt'l Report To :

Received By : RRC NM
Bottle No : 26-3527

COC:
Collected By : MCQUILLAN
Collection Date : 06/09/2017 AT 12:31.00PM
Submitted On : 06/09/2017 AT 1:48.00PM
PWS No. : 5903488
Type Descriptor : 002 Source ID : 000
pH :
Free ClI2: Residual Ci2 :

Sample chilled on arrival ? : YES
Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/09/2017 AT 2:15:00PM
Heterotrophic Plate Count CFU/ml 11 SM20 92158
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E
E = Estimated Count
Approved By Date Approved : 06/12/2017
Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP #10108 Page 1 of 1

(914) 2311620

These analytical resuils relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT11624
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ;. KENSICO Received By : ERG

Bottle No : 25-2972
VALHALLA, NY COC:

Coliection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/12/2017 AT 10:38:00AM
Agency : Westchester County DEF Submitted On : 06/12/2017 AT 1:41:00PM
; PWS No. : 5903488
Operations Bldg., Grasslands . © 002 - 000
Va'ha”a, NY 10595 Type Descrlpto:;: 0 Source ID :
Attn: Mike Ferraro pr: .
Free ClI2 : Residual C12 :
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/12/2017 AT 2:36:00PM
Heterotrophic Plate Count CFU/mi 5 SM20 92158
Coliform, Most Probable Number per 100m| 11 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
|E = Estimated Count |
Approved By Date Approved : 06/16/2017
Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 of 1
(914} 231-1620

These analytical results relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT11625
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : ERG

Bottle No : 26-3660
VALHALLA, NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWDA1 Collection Date : 06/12/2017 AT 10:37:00AM
Agency : Westchester County DEF SUb";:Ndeb? n ggggz Afggw AT 1:41:00PM
Operations Bldg., Grasslands > MO
Valhalla. NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro PH: .
Free Cl2: 1.88 Residual Cli2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/12/2017 AT 2:36:00PM
Coliform Presence/Absence Test per 100m} Absent Colilert-18
Heterotrophic Plate Count CFU/ml 1 SM20 9215B

E = Estimated Count

Approved By Date Approved : 06/15/2017
Environmental Laboratories EMAIL Copy 7/7/2017

NYS ELAP # 10108 Page 1 of 1
{914} 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT11772
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : NM ERG

Bottle No : 48-3085
VALHALLA, NY cocC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWDA1 Collection Date : 06/13/2017 AT 10:16:00AM
Agency : Westchester County DEF Submitted On : 06/13/2017 AT 12:17:00PM
; PWS No.: 5903488
Operations Bldg., Grasslands . - 002 . 000
Valha”a, NY 10595 Type Descrlpto:‘i.' 0 Source ID :
Attn: Mike Ferraro pr: .
Free Ci2: Residual Ci2 :
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/13/2017 AT 3:15:00PM
Heterotrophic Plate Count CFU/mi 12 SM20 92158
Coliform, Most Probable Number per 100mi 2.0 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

E = Estimated Count
Approved By

Date Approved : 06/16/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT11773

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location: KENSICO Received By : NM ERG
Bottle No: 49-4324
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/13/2017 AT 10:15:00AM
Agency : Westchester County DEF Subn;&esd b? n gggﬂggﬂ AT 12:17:00PM
Operations Bidg., Grasslands > NO.
Valhalla NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro PH: ,
Free Cl2: 162 Residual CI2 :
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/13/2017 AT 3:15:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 9215B

E = Estimated Count
Approved By Date Approved : 06/15/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 1 of 1
{914) 2311620

These analyfical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT11915

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : NM ERG
Bottle No : 26-4400
VALHALLA, NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/14/2017 AT 11:00:00AM
Agency : Westchester County DEF Submitted On : 06/14/2017 AT 12:44:00PM

: PWS No.: 5903488
ldg. land
Sgﬁra?gor;\ls\ﬂcégsése rassiands Type Descriptor: 022 Source ID : 000

Attn: Mike Ferraro PH: _
Free Ci2: 1.70 Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/14/2017 AT 2:50:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mI 3 SM20 92158
|E = Estimated Count
Approved By Date Approved : 06/16/2017
Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT11916
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ! KENSICO Received By : NM ERG

Bottle No : 27-3156
VALHALLA, NY COC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/14/2017 AT 10:59:00AM
Agency : Westchester County DEF Submitted On : 06/14/2017 AT 12:44:00PM
; PWS No.: 5903488
Operations Bldg., Grasslands - © 002 . 000
Va[ha“a, NY 10595 Type Descrlpto:‘ . Source ID :
Attn: Mike Ferraro ph i
Free Cl2: Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/14/2017 AT 2:50:00PM
Heterotrophic Plate Count CFU/mlI 9 SM20 92158
Coliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

|E = Estimated Count
Approved By

Date Approved : 06/16/2017

Environmental Laborafories EMAIL Copy 7/7/2017

NYS ELAP # 10108 Page 10of 1
{ 34-

(914) 231-1620 These analytical results refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT12056
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 27-4350
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Coilection Date : 06/15/2017 AT 10:30:00AM
Agency : Westchester County DEF Submitted On : 06/15/2017 AT 12:10:00PM
: PWS No. : 5903488
Operations Bldg., Grasslands Tvoe Descri . 022 ID: 000
Valhalla, NY 10595 ype Descriptor : Source ID :
Attn: Mike Ferraro pH: ,
Free Ci2: 1.67 Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/15/2017 AT 3:21:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 9215B
|E = Estimated Count
Approved By Date Approved : 06/19/2017
Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT12057
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 28-3664
VALHALLA, NY coc:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/15/2017 AT 10:31:00AM
Agency : Westchester County DEF Submitted On : 06/15/2017 AT 12:10:00PM
: PWS No. : 5903488
Operations Bldg., Grasslands . : 002 .0
Valhalla, NY 10595 Type Descnpto:l: Source ID : 000
Attn: Mike Ferraro ph: .
Free Cl2: Residual CI2 :
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/15/2017 AT 3:21:00PM
Heterotrophic Plate Count CFU/mi 17 SM20 9215B
Coliform, Most Probable Number per 100mi <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

E = Estimated Count
Approved By

Date Approved : 06/19/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 of 1
(914) 231-1620 These analytical resulls relate only fo the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT12144
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sampie Location . KENSICO Received By : ERG NM
Bottle No : 9-2519
VALHALLA, NY cocC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/16/2017 AT 9:31:00AM
Agency : Westchester County DEF Submitted On : 06/16/2017 AT 10:18:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands . : 002 . 000
Valhalla, NY 10595 Type Descrlpto; : Source ID :
Attn: Mike Ferraro pr : _
Free Ci2: Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/16/2017 AT 11:54:00AM
Heterotrophic Plate Count CFU/ml 18 SM20 9215B
Coliform, Most Probable Number per 100mi <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count |
Approved By Date Approved : 06/19/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analyfical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT12145
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : ERG NM

Bottle No : 10-3095
VALHALLA, NY COcC:

Collection Point: TREATED

Collected By : MCQUILLAN
ID of Source : WWD1

Collection Date : 06/16/2017 AT 9:30:00AM

Agency : Westchester County DEF Submitted On : 06/16/2017 AT 10:18:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands f : 022 . 000
Valhalla, NY 10595 Type Descrlpto;: Source ID :
Attn: Mike Ferraro pr: ,
Free Cl2: 1.71 Residual Ci2 :
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type : POT_SRC
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 06/16/2017 AT 11:54:00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mI 22 SM20 9215B

|E = Estimated Count
Approved By

Date Approved : 06/19/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 of 1
(914) 231-1620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT12339
REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : NM

Bottle No : 26-2655
VALHALLA, NY coc:
Collection Point: RAW Collected By : MCQUILLAN
ID of Source : WWD1

Collection Date : 06/19/2017 AT 12:32:00PM

Agency : Westchester County DEF Subn:;t\;esd NO n ggggggw AT 1:28:00PM
Operations Bidg., Grasslands Descri o . 002 . 000
valhalla, NY 10595 Type escnptg;: Source ID :
Attn: Mike Ferraro Free Cl2: Residual C12:

Sample chilled on arrival 7 : YES

addt'l Report To : Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/19/2017 AT 2:39:00PM
Heterotrophic Plate Count CFU/ml 10 SM20 9215B
Coliform, Most Probable Number per 100m| 2.0 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi 2.0 SM20 9221E

|E = Estimated Count
Approved By

Date Approved : 06/23/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 10of 1
(914) 231-1620 These analytical results relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT12340
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : NM

Bottie No : 27-4340
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/19/2017 AT 12:33:00PM
Agency : Westchester County DEF Submitted On : 06/19/2017 AT 1:28:00PM
; PWS No. : 5903488
Operations Bldg., Grasslands . : 022 . 000
Valhalla, NY 10595 Type Descnpto; : Source ID :
Attn: Mike Ferraro pH _
Free Ci2: 1.65 Residual CI2 :
Sample chilled on arrival ?: YES
addt’'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/19/2017 AT 2:39:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 2 SM20 9215B

|E = Estimated Count

Approved By Date Approved : 06/21/2017
Environmental Laboratories EMAIL Copy 7/7/2017

NYS ELAP # 10108 Page 1 of 1
{914} 231-1620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT12341
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location | KENSICO Received By : NM
Bottle No : 28-1515
VALHALLA, NY COcC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/19/2017 AT 12:34:00PM
Agency : Westchester County DEF Submitted On : 06/19/2017 AT 1:28:00PM

Operations Bldg., Grasslands PWS No. : 5903488

Valhalla, NY 10595 Type Descriptg;: 022 Source ID : 000
Attn: Mike Ferrara Free Cl2: 1.65 Residual Ci2 :
Sampile chilled on arrival ? : YES
addt’'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/19/2017 AT 3:45:00PM
Diatomaceae Organisms ASU per ml 16 SM1810200F

ASTERIONELLA-8
TABELLARIA-8

Chlorophyceae Organisms ASU per mi 0 SM1810200F
Cyanophyceae Organisms ASU per ml 0 SM1810200F
Protozoa Organisms ASU per ml 8 SM1810200F
DINOBRYON-8
Rotifera Organisms ASU per ml 0 SM1810200F
Crustaceae Organisms ASU per ml 0 SM1810200F
Other Microscopic Organisms ASU per ml 0 SM1810200F
Total Microscopic Organisms ASU per ml 24 SM18 10200F
Amorphous Matter ASU per ml 190 SM1810200F

NYSDOH ELAP and NELAC do not offer accreditation for Microscopic Examination. Unless the sample is otherwise qualified, all method
QC requirements were found to be acceptable.

E = Estimated Count

Approved By Date Approved : 06/21/2017
Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT12586

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By :
Bottle No :

VALHALLA, NY COC:

Collection Point: TREATED Collected By :
ID of Source : WWD/1 Collection Date :
Agency : Westchester County DEF Subrr;tte;i On ;
Operations Bldg., Grasslands w g No.:

Valhalla, NY 10595 Type Descriptor :

Attn: Mike Ferraro PH:

Free Ci2 :

BS ERG
B1974

MCQUILLAN
06/21/2017 AT 10:20:00AM
06/21/2017 AT 11:19:00AM

5903488
022 Source ID : 000
1.68 Residual CI2 :

Sample chilled on arrival ?: YES

addt'l Report To :

Sample Type : POT_DW

Comment :
Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E Orthophosphate (as P) 0.716 mg/L 0.03 06/21/2017 11:31 am RH
SM20-4500HB Hydrogen lon 71 units 0.1 06/21/2017 3:04 pm RRC

The pH is a field parameter with a 15 minute hold time.
used for regulatory reporting purposes.

The Laboratory provides this test result only as a guide. This resulf canriot be

DL = Detection Limit LOQ = Limit of Quantitation J=value is an estimate

H = exceeds holding time

Approved By Robert Hilbrandt QA Officer

Date Approved :

06/22/2017

Environmental Laboratories
NYS ELAP # 10108
{914) 2311820

EMAIL Copy 7/7/2017

Page 1 of 1

These analytical results relate only to the sample identified in this report.




Archived File - May Not Be ADA Compliant

Sample No.AT12596
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : BS ERG

Bottle No : 23-4235
VALHALLA, NY COocC:

Collection Point: TREATED Collected By : MCQUILLAN
ID of Source : WWD1 Collection Date : 06/21/2017 AT 10:21:00AM
Submitted On : 06/21/2017 AT 11:19:00AM

Agency : Westchester County DEF PWS No. : 5903488

Operations Bldg., Grasslands

Valha”a, NY 10595 Type Descriptﬂ;: 022 Source ID : 000
Attn: Mike Ferraro pr: .
Free Cl2: 168 Residual CI2 :
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/21/2017 AT 11:59:00AM
Coliform Presence/Absence Test per 100ml| Absent Colilert-18
Heterotrophic Plate Count CFU/ml 8 SM20 92158
|E = Estimated Count
Approved By Date Approved : 06/23/2017
Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT12598

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : BS ERG
Bottle No : 25-2937
VALHALLA, NY CcocC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWDA1 Collection Date : 06/21/2017 AT 10:22:00AM
Agency : Westchester County DEF Submitted On : 06/21/2017 AT 11:19:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands T . © 002 . 000
Valhalla, NY 10595 ype Descnpto‘:: Source ID :
Attn: Mike Ferraro pr: .
Free CI2: Residual Ci2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/21/2017 AT 12:00:00PM
Heterotrophic Plate Count CFU/ml 20 SM20 92158
Coliform, Most Probable Number per 100ml 6.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

E = Estimated Count

Approved By Date Approved : 06/26/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 1 of 1
{914} 2311820

These analytical results relate only to the sample ideniified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT12695
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location: KENSICO Received By : RRC ERG
Bottle No : 12-2731
VALHALLA, NY CocC:

Collection Point: RAW Collected By : DEMA

ID of Source : WWDA1 Collection Date : 06/22/2017 AT 11:05:00AM
Agency : Westchester County DEF Submitted On : 06/22/2017 AT 11:20:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands Descri . 002 . 000
Valhalla, NY 10595 Type escnpto}: : Source iD ;
Attn: Mike Ferraro pr: _
Free CI2: Residual Ci2 :
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/22/2017 AT 12:00:00PM
Heterotrophic Plate Count CFU/mI 645 SM20 9215B
Coliform, Most Probable Number per 100mi 1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

E = Estimated Count
Approved By Date Approved : 06/26/2017

Environmental Laboratories EMAIL Copy 7/7/2017
MNYS ELAP # 10108

Page 1 of 1
{914} 2311820

These analytical results relate only fo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT12696
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : RRC ERG
Bottle No : 13-4356
VALHALLA, NY COC:

Collection Point: TREATED Collected By : DEMA

ID of Source : WWD1 Collection Date : 06/22/2017 AT 11:00:00AM
Agency : Westchester County DEF Submitted On : 06/22/2017 AT 11:20:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands . . 022 . 000
Va[ha"a, NY 10595 Type Descrlpto:‘{: Source ID :
Attn: Mike Ferraro pr: ]
Free Cl2: 165 Residual Ci2 :
Sample chilled on arrival ? : YES
addt’'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/22/2017 AT 12:01:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 2 SM20 9215B

E = Estimated Count

Approved By Date Approved : 06/26/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 1 of 1
{914} 231-1620

These analytical results relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT12800
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

‘Sample Location : KENSICO Received By : RRC ERG
Bottle No : 24-3157
VALHALLA, NY coc:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/23/2017 AT 9:45:00AM
Agency : Westchester County DEF Submitted On : 06/23/2017 AT 1:19:00PM
; PWS No. : 5903488
Operations Bldg., Grasslands . . 002 . 000
Valhalla, NY 10595 Type Descrlpto:; : Source ID :
Attn: Mike Ferraro ph .
Free Ci2: Residual CI12 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/23/2017 AT 2:22:00PM
Heterotrophic Plate Count CFU/mI 10 SM20 92158
Coliform, Most Probable Number per 100ml 7.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m} <1.8 SM20 9221E

[E = Estimated Count
Approved By Date Approved : 06/27/2017

Environmental Laboratories EMAIL Copy 7/7/12017
NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical resulls relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT12801
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : RRC ERG
Bottle No : 25-4094
VALHALLA NY CocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Coilection Date : 06/23/2017 AT 9:44:00AM
Agency : Westchester County DEF Submitted On : 06/23/2017 AT 1:19:00PM
; PWS No.: 5903488
Operations Bldg., Grasslands . . 022 . 000
Valha"a, NY 10595 Type Descnptﬂ;t Source ID: 00
Attn: Mike Ferraro pr: ,
FreeCl2: 1.53 Residual CI2 :
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/23/2017 AT 2:22:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/ml 1 SM20 9215B

|E = Estimated Count
Approved By Date Approved : 06/26/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

Page 1 of 1
{914} 2311620

These analytical results refate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT12903
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : BS NM
Bottle No : 9-2627
VALHALLA, NY CocC:

Colilection Point: RAW Collected By : DEMA

ID of Source : WWD1 Collection Date : 06/26/2017 AT 9:32:00AM
Agency : Westchester County DEF Submitted On : 06/26/2017 AT 10:18:00AM
. PWS No. : 5903488
Operations Bldg., Grasslands . . 002 . 000
Valhalla, NY 10595 Type Descnpto}l;: Source ID :
Attn: Mike Ferraro pr: _
Free Cl2 : Residual Ci2:
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/26/2017 AT 11:59:00AM
Heterotrophic Plate Count CFU/m 8 SM20 9215B
Coliform, Most Probable Number per 100mi 2.0 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

[E = Estimated Count
Approved By Date Approved : 06/30/2017

Environmental Laboratories EMAIL Copy 7/7/12017
NYS ELAP # 10108

Page 1 of 1
{914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT12904
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location | KENSICO Received By : BS NM

Bottle No : 10-4096
VALHALLA, NY COcC:

Collection Point: TREATED Collected By : DEMA

ID of Source : WWD1 ‘ Collection Date : 06/26/2017 AT 9:30:00AM
Agency : Westchester County DEF Submitted On : 06/26/2017 AT 10:18:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands . © 022 . 000
Valhalla, NY 10595 Type Descnptol:._ Source ID :
Attn: Mike Ferraro Pt .
Free Ci2: 1.61 Residual Ci2 :
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/26/2017 AT 11:59:00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 92158

|E = Estimated Count

Approved By Date Approved : 06/28/2017
Environmental Laboratories EMAIL Copy 7/7/2017

NYS ELAP#10108 Page 1 of 1
{914} 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT13060
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : NM

Bottle No : 30-3278
VALHALLA, NY COC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWDH1 Collection Date : 06/27/2017 AT 10:58:00AM
Agency : Westchester County DEF Subn:tvtvesd No n gggﬁggw AT 1223.00PM
Operations Bldg., Grasslands > NO. .
Valhalla, NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro pH: .
Free ClI2 : Residual Ci2 :
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Deseription Units Results Qualifier Method
Date/Time Set 08/27/2017 AT 2:00:00PM
Heterotrophic Plate Count CFU/ml 8 SM20 9215B
Cofiform, Most Probable Number per 100mi 20 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi 2.0 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 07/03/2017
Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 10of 1

(914) 231-1620 These analylical results reiate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT13061
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : NM
Bottle No: 31-4311
VALHALLA, NY COC:
Collection Point: TREATED Collected By : MCQUILLAN
ID of Source : WWDH1 Collection Date : 06/27/2017 AT 10:57:00AM
Agency : Westchester County DEF Submitted On : 06/27/2017 AT 12:23:00PM
. PWS No. : 5903488
Operations Blidg., Grasslands T . . 022 . 000
Valhalla, NY 10595 ype Descnptg;: Source ID :
Attn: Mike Ferraro FreeCl2: 140 Residual Ci2 :
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/27/2017 AT 2:00:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 2 SM20 9215B

E = Estimated Count |

Approved By Date Approved : 06/29/2017
Environmental Laboratories EMAIL Copy 7/7/2017

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical results relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT13173
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : NM ERG

Bottle No : 31-3350
VALHALLA, NY CocC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/28/2017 AT 9:49:00AM
Agency : Westchester County DEF Submitted On : 06/28/2017 AT 12:53:00PM
; PWS No. : 5903488
Operations Bldg., Grasslands - . 002 . 000
Valhalla, NY 10595 Type Descnpto}:t Source ID :
Attn: Mike Ferraro pr: _
Free CI2 : Residual Ci2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_SRC
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 06/28/2017 AT 2:26:00PM
Heterotrophic Plate Count CFU/ml 14 SM20 9215B
Coliform, Most Probable Number per 100m| 7.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| 4.5 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 07/03/2017
Environmental Laboratories EMAIL Copy 7/7/2017

NYS ELAP # 10108 Page 1 of 1
{914} 2311620

These analytical results relate only io the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT13174
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : NM ERG
Bottle No : 32-4091
VALHALLA NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/28/2017 AT 9:48:00AM
Agency : Westchester County DEF Submitted On : 06/28/2017 AT 12:53:00PM
: PWS No.: 5903488
Operations Bldg., Grasslands . . 022 . 000
Valhalla, NY 10595 Type Descnpto}:: Source ID :
Attn: Mike Ferraro pr: .
FreeCl2: 1.70 Residual Ci2 :
Sample chilled on arrival ? . YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/28/2017 AT 2:26:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 9215B

|E = Estimated Count
Approved By Date Approved : 06/30/2017

Environmental Laboratories EMAIL Copy 77712017
NYS ELAP # 10108

Page 1 of 1
{914} 2311620

These anaiytical resulls relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT13281
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location | KENSICO Received By : NM ERG

Bottle No : 20-2542
VALHALLA, NY CcOcC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/29/2017 AT 10:44:00AM
Agency : Westchester County DEF Submitted On : 06/29/2017 AT 1:11:00PM
. PWS No. : 5903488
Operations Bldg., Grasslands f . 002 . 000
Valhalla, NY 10595 Type Descrlpto':: Source ID :
Attn: Mike Ferraro pr: ,
Free CI2: Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/29/2017 AT 2:29:00PM
Heterotrophic Plate Count CFU/ml 13 SM20 9215B
Coliform, Most Probable Number per 100ml 20 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

E = Estimated Count
Approved By

Date Approved : 07/03/2017

Environmental Laboratories EMAIL Copy 7/7/2017

NYS ELAP # 10108 Page 1 of 1
¢ -

(914) 2311620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT13282
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : NM ERG

Bottle No : 21-4179
VALHALLA, NY CcOcC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/29/2017 AT 10:43:00AM
Agency : Westchester County DEF Submitted On : 06/29/2017 AT 1:11:00PM
: PWS No. : 5903488
Operations Bldg., Grasslands . : 022 . 000
Valhalla, NY 10595 Type Descrlptol:: Source ID :
Attn: Mike Ferraro pH: _
Free Cl2: 164 Residual Cl2 :
Sample chilled on arrival 7 : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Deseription Units Results Qualifier Method
Date/Time Set 06/29/2017 AT 2:29:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml <1 SM20 92158

E = Estimated Count

Approved By Date Approved : 07/03/2017
Environmental Laboratories EMAIL Copy 7/7/2017

NYS ELAP # 10108 Page 1 0of 1
{914) 2311820

These analytical results relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT13327
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 16-3465
VALHALLA, NY COcC:

Collection Point : RAW Collected By : MCQUILLAN
ID of Source : WWD1 Collection Date : 06/30/2017 AT 9:31:00AM
Agency : Westchester County DEF Submitted On : 06/30/2017 AT 1:16:00PM

Operations Bldg., Grasslands PWS No.: 5903488

Valhalla, NY 10595 Type Descripto;i 002 Source iD : 000
Attn: Mike Ferraro pH )
Free Cl2: Residual Ci2 :
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 06/30/2017 AT 2:07:00PM
Heterotrophic Plate Count CFU/ml 14 SM20 92158
Coliform, Most Probable Number per 100m| 14 SM20 92218
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E
E = Estimated Count ]
Approved By Date Approved : 07/05/2017
Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT13328
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhaila, New York 10595

Sample Location . KENSICO Received By : ERG

Bottle No : 17-4116
VALHALLA, NY COC:

Collection Point : TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 06/30/2017 AT 9:30:00AM
Agency : Westchester County DEF Submitted On : 06/30/2017 AT 1:16:00PM
; PWS No.: 5903488
Operations Bldg., Grasslands . . 022 . 000
Valhalla, NY 10595 Type Descnpto’:: Source ID :
Attn: Mike Ferraro PR .
Free Cl2: 1.65 Residual Ci2 :
Sample chilled on arrival 2 : YES
addt'l Report To : Sample Type : POT_DW
Comment:
Test Description Units Results Qualifier Method
Date/Time Set 06/30/2017 AT 2:07:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mi 2 SM20 92158

E = Estimated Count |
Approved By

Date Approved : 07/03/2017

Environmental Laboratories EMAIL Copy 7/7/2017
NYS ELAP # 10108

, Page 1 of 1
(914) 2311620 These analytical results relate only to the sample identified in this report,



