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Robert P. Astorine
County Executive
Department of Environmental Facibtios

Thomas J. Lauro, I,
Commissioner

September 11, 2017

EES Case Management Unit

Environment and Natural Resources Division
U.S. Department of Justice

P.O. Box 7611

Washington, D.C. 20044-7611

Chief, Water Compliance Branch

Division of Enforcement and Compliance Assistance
U.S. Environmental Protection Agency, Region Il
290 Broadway, 20th Floor

New York, NY 10007

Chicf, Water and General Law Branch

Office of Regional Counsel

U.S. Environmental Protection Agency, Region 11
290 Broadway, 16th Floor

New York, NY 10007

Re: DJ # 90-5-1-1-10536

To Whom Ever This May Concern:

Enclosed herewith is Westchester County’s August 2017 Monthly Operating Report.

Sincerely,

AP

Anthony Della Valle, P.E.
Director, Wastewater Treatment

Andrew E. Krause, via e-mail
Cristine Irvin Phillips, via e-mail
EES Case Management Unit, via e-mail

cc.

Division of Solid Waste
Wastewater Treatment
Water Agency

270 North Avenue

New Rochelle, New York 10801 Telephone: (311 813-5100 [Fax: (91.0) 81:3-5 160

O

Website: westchestergov.com
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Westchester County Water District #1

LT2 Compliant Water report 2017

August LT2 Compliant Water | Non Compliant Water
Gallons Gallons

White Plains 145,175,000 149,807,000

Scarsdale 0 98,620,000

Yonkers 216,086,000 0

Mount Vernon 242,987,000 0

Monthly Total 604,248,000 248,427,000
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MENT OF HEAL

Bureau of Water Supply Protection

Water Systems Operation Report

Microbial Sample Results

Public Water S)slc—m-Nnmc ' Reporting Month Year Date RLPOn Submnud ! Sou-r-c;c Water Type(s)
Ea WWD#1 - Kensico Dam | “Aug 17 09/11/17 "“;i -
Public Water Systcm D County Town, Village, or City ‘! Surface Water
NY 59‘01488 Westchester Valhalla 1
Chlorination Othcr Trealmcms /Readings_
.| Treated water Liquid Free chlorine !r— T
DATE | Source(s)in  volume - 4 residual a2 i<8 Caustic Ortho S
Use (1000 L " Hypochlorite added | entry poimt |- Gal Gal ;"c._:l rl:
gallons/day) ' 1 1o crock {gallons) (mg/l) } : Used Used
1 - 16,200 254 1.60 & 61 83 | 054
2 11,700 189 1.69 | 55 61 0.54
3 13,000 219 1.69 67 64 0.54
4 12,300 204 1.67 IS 62 57 0.55
5 11,100 . 185 163 | 56 | 57 0.48
6 - 12,300 % 223 167§ 61| 6l 047
| 7 11,400 171 1.64 ; 63 57 0.52
8 9,700 160 153 R 48 50 0.45
9 12,300 220 162 [sfoll 60 70 0.52
10 13,800 230 1.64 71 70 0.52
Y 11,800 BT 163 [DESd 60 | ss | 057
12 10,900 160 1.76 | 46 55 0.52
13 13,200 220 1.65 60 65 | 0.50
14 {1,960 200 1.64 54 58 0.56
15 12,700 190 1.64 ' 51 62 0.55
16 11,700 215 1.67 58 1 72 0.45
17 13,400 215 168 65 73 045
18 9, 400 165 1.62 57 47 0.51
19 10,997_ g 63 60 ~ 0.55
20 12,603 [ " 70 74 | 054
2] 13,800 |& - 72 69 ~0.58
2 12,656 S 79 | 79 053
I R R T 77 i 7) 64 | 053
24 13,800 [ 80 69 0.48
25 B 11,900 68 | 67 | 045 |
2612600 72 68 | 0.44
t 27 14,100 i 83 98 048 |
8 111500 62 | 65 | 0s2
29 ] 14400 o 85 | 70 043
[ : 10,900 S5 64 68 60 042
31 13,000 __ s 57 75 0.45
Total " 1 383,000 “-QF& """ T eas ARG 1985 | 2035 |7 &0A
LAVG. [HETENEY 12,355 (RGNRelTUNE 204 L4 "EEE 64 | 66 | 0_§9J
Chlorine Mix Ratio __qusigads of ... ‘tochlorincaddedto gals of water
Reported by Title: é& __"\J\ S DOH Operator Certification Numbet: MC%W4/

Signature:
i

DOH-360 (02/05) Page 1 of 2

owe A1) )=

Operator Grade Level

;_ﬁ'f.%
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Microbiological Samples and Free Chlorine Residual

S$m;;le Total Els Cr';_lroi; . Population Served:
Sample Location SD:rl:p?é 1 R;tp.lline 'C::gLfi?‘rlr: Posutwe Residual _ _ ] .
2 Repeat {mgfl)  Number of microbiological monitaring samples required-
I HTE

Kensico Dam  08/01/17 1 No  No 180  Number of microbiological samples taken 23
Kensico Dam 0802117 1 No No 169  Did an M&R violation occur? No
Kensico Dam 08/0317 1 No No 169
Kensico Dam 08/04/17 1 Na No 167 i “Yes", check reason(s) below:
Kensico Dam 0BIO7TI7 1 No No E 1.64 I Actual number of samples is fewer than required
Kensico Dam | osioeny ' 1 No  No | 153 | Did not collect/analyze repeat samples.
Kensico Dam | oaioen7 . 1 No No ' 162 “} Did not collect/analyze for E coli for positive total
Kensico Dam 08/10/17 1 No No 1.64 cotiform from routine/repeal sample
Kensico Dam osning 1 No No 1.63
Kensico Dam = 08/14/17 = 1 No | No J 164 Did an MCL violation occur? No

" Kensico Dam o8nsn7 1 Ir No I No 1.64 }
Kensico Dam | 0BM16/17 1 No | No : 1.67 If "Yes™, check reason(s) below {see also Par 5. Table & for
KensicoDam 081717 1 No | No | 168 'additional information)
KensicoDam  08/1817 ' 1 | No No | 162 For systems collecting less than 40 samples per month,
Kensico Dam | 08121717 1 No | No | 157 two or more of the samples (routine and/or repeat) are
Kensico Dam  08R22/17 1 No  Ne | 170 | positive for total coliform (=total coliform MCL violation)
Kensico Dam = 08/2317 1 No No 70
Kensico i:_)arn ] 65_!2@1_7 1 | _No | No 1.64 | Far systems collecting 40 or more samples per month;
Kensico Dam | 08/25/17 1 Yes |  No 1.65 more than 5% of the samples (routine and/or repeat)
Kensico Dam  08/28M17 | 1 No No 160 | are pasitive for 1otal coliform (=total caliform MCL
Kensico Dam 08[?9[17 ‘ 1 No No 1.63 violation)
Kensico Dam | 08/3017 | 1 No = No | 1.64 <|
Kensico Dam | 08/31/17 i " Na | No r 161 The original sample was E coli positive and at least 1

| | repeat sample was positive for total coliform
‘ {=E coli MCL violation),

i 1 ' Reminder. System must collect a minimum of five (5) routine
microbiolagical monitoring samples during the month following a
repeat sample coliection

As required by 5-1.72, “Operation of a Public Water System”, a
copy of this form shall be sent to your local health department
by the 10th calendar day of the next reporting period.

Sample Collector(s) Larry Dema. Fred McQuillan
Name of NYSDOH Certified Laboratory WCDLR 10108

Oid any MCL violations accur? If so, please describe

Did an emergency or low pressure problem ocewr? Did source waler bypass an existing treaiment process in the system? If so. please explain

Commenis
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Bureau of Public Water Supply Pratection Water SYStems Operatlon Report
UNFILTERED SURFACE WATER SYSTEMS

Instructions: Complete form and submit to your lacal health unit within 10 days of the close of the reporting month.

NAME OF PUBLIC WATER SYSTEM PROGRAM CODE STATION (NUMBER) REPORTING MONTH/YEAR
WESTCHESTER COUNTY '
WATER DISTRICT NO. 1 100 05903488 Aug "7
Location VALHALLA County WESTCHESTER
{CVT)
RAW WATER TURBIDITY
DATE = 0000 0400 0800 1200 = 1600 2000 DATE perT1°Joa'nfl‘."(':'§g'l‘“ . peffgs:n?"’gg‘l’;';‘i o
1 ' 043 " 050 | os0 053 | 048 049 ! | 3 270 [ 18
2 048 081 | 054 050 | 043 | 044 | 2 | 78 - <18
3 040 | 049 | 053 | o047 048 047 | : 3 83 <18
4 041 | 049 0.54 047 0.47 0.49 4 9.2 | <18
5 0.43 048 " 040 | o040 046 | 038 | 5 '
6 040 | 046 | 050 040 | 045 042 6 |
7 040 | 049 052 045 042 040 | 7 270 i 78
8 037 | 039 | 047 | 041 | 039 042 8 170 i <18
9 036 042 | 050 ' 043 | 045 | 047 g 220 f 45
10 043 ' 048 | 054 048 ' 048 | 051 10 230 ' <18
1 0.45 052 | 054 @ 051 | 048 | 052 1 13.0 [ 20
" 12 [ o046 | 048 | 048 | 045 o048 o048 | | 12
13 042 | 049 | 051 | 045 | 045 | 049 | 12
14 044 . 053 | 055 = 050 043 | 048 14 6.1 ' <18
15 | 043 049 | 053 | o043 043 | 044 15 ! 7.8 ’ <18
% | 044 | 047 | 053 | 04z 041 | 044 16 | 6.0 i 6.0
17,4 0415 baF e 050 < ol 042 050 17 <1.8 <18 7
18 039 | o5 053 | 047 046 | o 18 20 : <18
19 041 | 044 | 053 045 | 046 | 046 19 '
T | 039 048 | 047 | 047 04t ' 048 | 20 .
21 0.40 0.49 057 = o048 0.44 051 21 68 <1.8
22 041 | 047 054 | 045 047 | 046 22 68 ' <18 '
23 041 050 055 = 042 . 040 | 045 a3 14.0 ' 20
24 0.42 043 050 04 0.41 041 24 <18 <18
25 | 039 0.43 047 | 038 038 041 25 130 ' 20 ;
26 03 039 044 032 038 | 038 26
27 0.36 0.42 0.44 ¢37 | 039 039 27
28 034 042 045 040 041 0.38 28 260 ' 20
29 036 0 40 0 44 036 036 037 29 78 i <18
30 032 037 042 033 035 039 30 20 <18
31 0.40 043 049 042 7 042 ' 042 31 78 <18
1. Record raw water turbidity values every four hours 4. Minimum number of microbiological samples required
per waek N/A

2. Natify state by the end of the next business day
whenever the raw water turbidity exceeds 5 NTU 5 Adaily microbiologica' sample i required every day the
raw water turbidity exceeds 1 NTU

3 Population served NA
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Monthly Operation Report for UV Disinfection

Summary
Reporting Period August-2017 UV Reactor Madel Trojan Swift 6L24
Waler System WCWD #1 Orchard Street Max Validated Flow Rate (MGD per UV unit) 25.5
PWS ID# , 5903488 Minimum Validated UVT% 70%
& / ; :’ Target Pathogen: Cryptosporidium
Operator Signature X e Target Log Inactivalion : 3.0
Operator Cerlification 8. 7 J =) Dose Required (D} (mJicm*) - 12
Date ALl = . Validation Factor (VF): Variable
LA LI
Minimum Validated
Total Production Dose Total Volurne Off-Spec
UV Unit # {MG) {mJiem?) {MG)
1 60.39 18.90 0.000
2 61.53 15.90 0.000
Total 121.92 0.000
1. % of total volume of water produced this month that was Off-Specification : 0.000
2, Facility meets Off-Specification Requirement {i.e. value in Line 1 is <5%) (Y/N): Yes
3. Number of UV Sensors in use during this month: 6
4. Number of UV Sensors checked for calibration this month: 6
5. % of UV Sensors checked for calibration this month: 100
6. UVT Analyzer calibration checked® (YIN): Yes

Notes:
' Dyeq 18 the dose required to achieve the larget fog inactivation of the target pathogen without a VF or Correction Faclor (CF)
applied (see Table 1.4 in the USEPA UV Disinfection Guidance Manual (UVDGM))

2 The Calculaled Dose is the dose calculated by the UV system's PLC and reported by the SCADA syslem

3 It is recommended that calibration of the UVT analyzer be checked weakly.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : August-2017 Dose Required {Dyeq) imdiem?) : 12
Water System :) #1 Orchard Street Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID#: 5903488 Minimum Validated UVT% ; 70%
Operational Data Data at Dally Minlmum Validated Dosa
UV Sensor
Correction | Calcutated Validated Validated Total
Totat Min. |Max. Flow| Faclo? |MS2RED?| Validation | Dose® Dose > | Off-Spec.
Production | UvT Rate {CF) {(mliem®) | Factor* | (mdiem?) |Flow Rate]  UvT® Dwa®? | Volume’
Day | (MG) (%) {GPM) [A] i8] {C] [BAA'CH | (GPM) {%) (YIN) (MG)
1 2.80 94 4554 00 1 42.30 1.80 23 40 4536.0 94 Y -
2 2.01 94 4716.00 1 39.40 1.80 21.50 4644.0 84 Y -
3 - - - 1 - - - - - -
4 4.78 94 4746.00 1 40.8¢ 1.80 21.70 4684 0 94 Y -
5 - - - 1 - - - - - -
6 3.87 93 4740.00 1 40.30 1.80 2200 4727.0 93 Y -
7 . = - 1 . = : e E -
8 3.94 93 479300 1 39.50 1.90 21.20 4781.0 93 Y -
9 E 2 - 1 - - . s - -
10 4.67 94 4750.00 1 40 70 1.80 22,30 4693.0 94 Y -
11 - - - 1 - - - - - -
12 4.01 94 4760.00 1 41.00 1.80 22.60 46544.0 94 Y -
13 - - - 1 - - - - - -
14 1.60 93 4723.00 1 40.00 1.80 21.70 4692 0 93 Y -
15 1.10 94 4563 00 1 41.70 1.80 22.90 4537.0 94 Y &
16 1.35 94 4709.00 1 41.40 1.80 2300 4673.0 94 Y -
17 1.32 94 4536.00 1 4270 1.80 23.90 4522 0 94 Y -
18 3.78 93 4737.00 1 39.80 1.90 21.50 4703.0 93 Y -
19 - - - 1 - - - - - -
20 4.10 93 4749.00 1 36.40 1.90 1890 4710.0 93 Y -
21 . s 2 1 2 . E . . E
22 4.54 94 4722 00 1 41.00 1.80 22 60 4705.0 94 Y -
23 5 . . 1 2 E . - s -
24 4.07 94 474600 1 40.90 1.80 22.60 4687.0 94 Y -
25 - - - 1 - - - - - -
26 .72 94 474500 1 41.30 1.80 23.00 4713.0 04 Y -
27 - - - 1 - - - - - -
28 4.37 94 4740.00 1 4090 1.80 22.60 4697.0 94 Y -
29 . . - 1 . - 2 : - -
30 4.36 94 4748 00 1 41.20 1.80 2300 4722 0 94 Y -
31 . - - 1 s s e = 5 -
MIN 110 36.40 18 50 4522.00 93
MAX 4.78 4270 23.80 4781.60 94
Total 6@ 19 0.000
Notes:

' Minimum sensor reading far each sensor must be recorded once each day. Minimum reading shoutd occur at the same lime of day
for the three sensors, and the three sensor readings should always trend in the same direction as one another (i.e. al increase or il
decrease from one day to the next). If not, sensor andlor lamp operation (e g. calibration, cleaning, elc.) should be checked.,

¢ Refer la the “Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required If UV Sensor 2 is out of
calibration and cannot be replaced. CF = 1 if alt sensors for a reactor are within calibration. Never use CF <1,

3 Caleutated dose is cailculated by the UV system's PLC and reparted by the SCADA system.

* Validation Factor is calculated by the UV syslem's PLC and reported by the SCADA system

% Validaled dose is calculated by the SCADA system. Calculation is based on the following: Validated Dose = (Calculated Dose) / {VF
x CF}. where VF = validalion factor: CF = Sensor Correction Factor

& Dyuq is the dose required to achieve the larget log inactivation without a VF or CF applied (see Table 1 4 in the UVDGM).

? Enter total volume of ofi-specification water produced each day that an off-specification event{s} occurs. These values are obtained
from the “Off-Specification Catculation” worksheat(s).

8 Transmittance is calculated by the UV Systern’s PLC and reported by the SCADA system
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactar # 1

Reporting Period : Aug-17 Dose Required {(D,,;) (mJIcm’) ) 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# ; 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity "' UvT Dose Flow Rate| Intensity ©*! uvt Dose  |Flow Rate
(Wlmz) (%} (mJ!cmz) {gpm} (Wlmz) {%) (mJIcmz} {gpm}
HOUR: 0:00 4:00
DAY
1 1.25 94 16.30 2788.67 NIS NIS NIS NIS
2 NIS NIS NIS NIS MNIS NIS NIS NIS
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 NIS NIS NiS NIS MIS NIS NIS NIS
5 NIS NIS NIS NIS NIS NIS NIS NIS
6 NIS NIS NIS NIS NIS NIS NIS NIS
7 NIS NIS NIS NIS NIS NIS NIS NIS
8 NIS NIS NIS NIS NIS NIS NIS NIS
9 NIS NIS NIS NIS NIS NIS NIS NIS
10 NIS NIS NIS NIS NIS NIS NIS NIS
11 NIS NIS NIS NIS NIS NIS NIS NIS
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 NiS NIS NIS NIS NIS NIS NIS NIS
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 NIS NiS NIS NIS NIS NIS NIS NIS
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 NIS NIS NIS NIS NIS NIS NIS NIS
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 NIS NIS NIS NIS NIS NIS NIS NIS
K| NIS NIS NIS NIS NIS NIS NIS NIS

Notes
1. UV Intensity is from UV Sensor #2. which is the duty sensor
NIS = Not in Service

10F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Aug-17 Dose Required {D,.q} {mJiem?®) : 12
Water System : WCWD#1 Orchard Stree{ Max Validated Flow Rate (MGD / UV unit} : 255
PWS IDA : 5003488 Minimum Validated UVT%:  70%
uv Validated uv Validated
Intensity "' uvT Dose  |Flow Rate| Intensity'" uvT Dose |Flow Rate
(Wim?) {%) (mdem®) | (gpm) {Wim?) (%) (mdiem?) | {(gpm)
HOUR: 8:00 12:00
DAY
1 NIS NIS NIS NIS NIS NIS NIS NIS
2 1.25 94 21.50 4827.72 1.26 94 21.50 4841.10
3 NIS NIS NiIS NIS NIS NIS NIS NIS
4 1.25 94 21.70 4827.72 1.25 94 21.70 4909.77
5 NIS NIS NIS NIS NIS NIS NIS NIS
6 1.25 94 22.40 4876.77 1.25 a3 22.00 4882.12
7 NIS NIS NIS NIS NIS NIS NIS NIS
8 1.25 94 23.70 4843.33 1.26 93 21.20 4907.09
9 NIS NIS NiIS NIS NIS NIS NIS NIS
10 1.25 94 22.40 484912 1.26 94 22.30 4895.05
11 NIS NIS NIS NIS NIS NIS NIS NIS
12 1.25 94 23.40 4869.64 1.26 94 23.00 4906.20
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 1.24 93 21.70 4855.37 NIS NIS NIS NIS
15 1.29 94 26.00 4727.40 NIS NIS NIS NIS
16 1.25 94 23.60 4848.23 NIS NIS NIS NIS
17 1.25 94 24.40 4707.33 NIS NIS NIS NIS
18 1.25 93 21.50 4861.16 1.25 93 21.50 4864.29
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 1,29 94 25.20 4904.41 1.26 a3 18.90 4B899.51
21 NIS NIS NIS NIS NIS NIS NIS NIS
22 1.24 94 22.20 4882.12 1.26 94 22.70 4902.19
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 1.29 94 25.60 4827.72 1.25 94 22.90 4895.94
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 1.30 a5 27.10 4848.68 1.26 94 23.00 4B48.68
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 1.24 94 22.60 4849.12 1.25 94 22.60 4877.22
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 1.25 94 23.50 4837.53 1.26 94 23.00 4934.29
k| NIS NIS NIS NIS NIS NIS NIS NIS
Notes

1. WV Intensity is from UV Sensor #2, which is the duty sensor
NIS = Not In Service

20F 3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Aug-17 Dose Required (D,,,) {mdlem?) : 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# - 59013488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity "' uvr Dose  |Flow Rate| Intensity ‘" uvT Dose  |Flow Rate
(Wim?) (%) (mdiem?®) | (gpm) (Wim?) (%) {mJicm?) | (gpm)
HOUR: 16:00 20:00 o
DAY
1 1.24 94 23.40 4642.23 1.26 94 23.40 4726.51
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 1.25 94 21.70 4899.96 1.26 94 21.70 4920 .47
5 NIS NIS NIS NIS NIS NIS NIS NIS
6 1.26 93 22.00 4825.05 NIS NIS NIS NIS
7 NIS NIS NIS NiIS NIS NIS NIS NIS
B 1.28 2 21.20 4929.83 NiS NIS NIS NIS
9 NIS NIS NIS NiS NIS NIS NIS NIS
10 1.24 24 22.30 4830.40 1.25 94 22.30 4903.08
1 NIS NIS NIS NIS NIS NIS NIS NIS
12 1.26 94 23.00 4818.36 1.28 94 22.60 4811.22
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 NIS NIS NIS NIS NIS NIS NIS NiS
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 NIS NIS NIS NiS NIS NIS NIS NIS
17 NIS NIS NIS NiS NIS NIS NIS NIS
18 1.25 93 21.50 4899.51 NIS NiS NIS NIS
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 1.27 23 18.90 4841.10 1.25 93 18.90 4799.63
21 NIS NIS NIS NIS NIS NIS NIS NIS
22 1.25 94 22.60 4882.12 1.25 94 22 60 4897.28
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 1.26 94 22.80 4832.18 1.27 94 22.60 4849.12
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 1.25 a4 23.00 4861.16 NIS NIS NIS NIS
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 1.26 94 22.60 4827.72 1.24 94 22.60 4890.59
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 1.26 94 23.00 487945 1.25 94 23.00 4804.98
3t NIS NIS NIS NIS NIS NIS NIS NIS
Notes:

1. UV Inlensily is from UV Sensor #2_ which is Ihe duly sensor
NIS = Not in Service

A0F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : August-2017 Dose Required (D,,,} (mJicm?) : 12
Water System : } #1 Orchard Streel Max Validated Flow Rate (MGD / UV unit) : 25.5
PWS ID#: 5903488 Minirmum Validated UVT% : T0%
Operational Dala Data at Daily Minimum Validated Dose
UV Sensor
Cormrection | Calculated Validated Validaled Total
Total Min, |Max.Flow| Facto? |M52RED® | Validation | Dose® Dose > | Off-Spec.
Production | UVT Rate (cr) (mdtem®) | Factor' | (mdem?) |FlowRate] v Dra®? | Volume’
Day {MG) {%) (GPM) [A] [B] (€l [BAA'C) | {GPM) (%) (Y/MN) (MG}
1 2.97 93 4675.00 1 41.60 1.80 22.90 4675.0 93 Y -
2 1.77 94 4798.00 1 41.10 1.80 2280 47680 94 Y -
3 4.25 93 4540.00 1 42.00 1.80 23.10 46130 93 Y -
4 g . 5 1 - - = . - -
5 3.14 94 4662.00 1 42.40 1.80 23.60 4608.0 94 Y -
6 - - - 1 - - - - - -
7 3.86 jx] 4652.00 1 40.80 1.80 22.00 46170 93 Y -
8 - - - 1 - - - - - -
9 472 93 4640.00 1 41.90 1.80 23.00 4561.0 93 Y -
10 - g s 1 E - . . .
11 4.35 94 4647.00 1 42.40 1.80 2340 4581.0 94 Y -
12 - - - 1 s - g . - .
13 4.15 94 4656 00 1 42.50 1.80 2360 4596.0 94 Y -
14 1.77 94 4799.00 1 42.00 1.80 23.50 4739.0 94 Y -
15 1.71 94 4622.00 1 43 00 1.80 23.90 4550.0 94 Y
16 2.08 94 4807.00 1 41.90 1.80 23.40 47440 94 Y -
17 1.44 94 46817.00 1 43.70 1.80 24.70 45380 94 Y 3
18 - . . 1 - - - - - -
19 156 94 4633.00 1 42 30 1.80 23.50 4597.0 94 Y -
20 - - - 1 - - - - - -
21 4.88 93 4706.00 1 41.90 1.80 23.10 4586.0 93 Y T
22 - - - 1 - - - - - -
23 4.23 94 4635.00 1 42.70 1.80 23.50 4604.0 94 Y -
24 : . - 1 - - 2 . E -
25 4.33 94 4633.00 1 42 90 1.80 24.00 4566.0 94 Y -
26 - - - 1 . - - - - -
27 421 93 4635.00 1 42 30 1.80 23.30 4579.0 93 Y -
28 - - - 1 - - - - - -
29 4.12 93 $821.00 1 30.40 1.90 15.90 6798.0 93 Y G
30 - - - 1 - - - - - -
31 5 5 5 1 . g g s . .
MIN 144 30 40 15.90 4338.00 [k
MAX 4 88 43.70 24.70 6798.00 94
Total 6153 0.000
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same fime of day for
the three sensors. and the three sensor readings should always trend in the same direction as one another (i e all increase or all
decrease from one day fo the next} If not, sensor and/or lamp operation (e.g. calibration, cleaning, etc ) should be checked

2 Refer ia the "Monthly UV Senscr Calibration Check Report™ worksheet for CF values. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced CF = 1 if al} sensors for a reactor are within calibration. Never use CF < 1.

3 Calculated dose is calcutated by the UV system’s PLC and reported by the SCADA system

* Validation Factor is calculated by the UV system’s PLC and reported by the SCADA system

% Validated dose is calculated by the SCADA system. Calcufation is based on the following: Validaled Dose = (Calculated Dose) / (VF x
CF): where VF = validation factor; CF = Sensor Correction Factor

& D, is the dose required to achieve the target log inactivation without a VF or CF applied (see Table 1.4 in the UVDGM)

! Enter total volume of off-specification water produced each day that an off-specification evenl{s) occurs  These values are ablained
from the “Of-Specification Calculation” worksheet{s).

# Transmittance is calculated by the UV System's PLC and reporied by the SCADA sysiem



Archived File - May Not Be ADA Compliant

Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Petiod : Aug-17 Dose Required (D,,.) {mJicm’): 12
Water System : WCWD#1 Orchard Street Max Validated Flow Rate (MGD !/ UV unit) : 255

PWS 1D# : 5903488 Minimum Validated U¥VT% :___m’:__

_____ T
uv Validated uv Validated
Intensity " uUvT = Dose |Flow Rate| Intensity'" uvT Dose  |Flow Rate
(Wim?) (%) : {mdicm®) | (gpm} (Wim®) (%) {mJicm®) | (gpm)
HOUR: 0:00 4.00 1
DAY
1 NS NIS NIS NS | 133 | o4 37.20 | 282167

2 NIS NIS NIS NIS NIS NIS NIS NIS
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 NIS NIS NIS NIS HIS NIS NIS NIS
5 NIS NIS NIS NIS NIS NIS NIS NIS
6 NIS NIS NIS NIS NIS NIS NIS NIS
7 NIS NIS NIS NIS NIS NIS NIS NIS
B NIS NEIS NIS NIS NIS NIS Nis NIS
9 NIS NIS NIS NIS NIS NIS NIS NIS
10 NIS NIS NIS NIS NIS NIS NIS NIS
11 NS NIS NIS NIS NIS NIS NIS NIS
12 NIS NIS NIS NIS NIS NIS NIS NIS
i3 NIS NIS NIS NIS NIS NIS NiS NIS
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 NIS NIS NIS NIS NIS NIS NIS NIS
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 NIS NIS NIS NIS NIS NIS NIS NIS
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 NIS NIS NIS NIS NIS NIS NIS NIS

N NIS NIS NIS NIS NIS NIS HIS NIS i

Noles
1 UV intensity 1 from UV Sensor #2. which is the duty sensor
NIS = Not in Service

10F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Aug-17 Dose Required {D,,) (mJ/cm’) : 12
Water System : WCWO#1 Orchard Street  Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Validated UVT% : T0%
uv Validated uv Validated
Intensity 't gyt Dose  |Flow Rate| Intensity " UvT Dose  |Flow Rate
{(Wim?) (%) (mdiem®) | (gpm) {Wim?) {%) (mdicm?} | (gpm)
HOUR: 8:00 o 12:00
DAY N
] 1.33 94 24.00 4849 57 1.3 93 22.90 4734.09
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 1.32 93 23.10 4763.07 1.31 a3 2310 4763.96
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 NIS NIS NIS NIS 1.33 94 23.60 4821.48
6 NIS NIS NIS NIS NiS NiS NIS NIS
7 1.30 93 22.00 4763.07 1.32 93 22.00 4779.57
8 NIS NIS NIS NIS NIS NiS NIS NIS
9 1.3 93 23.00 474211 1.32 93 23.00 4792.94
10 NIS NIS NIS NIS NIS NIS NIS NIS
11 1.30 94 23.40 4696.19 1.3 94 23.90 4790.00
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 1.37 94 27.20 4726.51 1.34 94 23.60 4774.66
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 NIS NIS NIS NIS NIS NIS NIS NiS
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 NIS NIS NIS NIS NIS NIS NIS NIS
18 1.37 94 27.20 4770.20 1.34 94 23.50 4776.00
20 NIS NIS NIS NIS NIS RIS NIS NIS
21 1.29 94 23.70 4751.92 1.32 94 23.70 4765.74
22 NIS NIS NIS NIS NIS NIS NIS NiS
23 1.29 94 24.20 4736.76 1.29 94 2390 4798.74
24 NIS NIS NIS NIS NIS NIS NIS Nis
25 1.30 94 24.50 4798.74 1.3 94 24.50 4804.54
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 1.32 94 23.80 4787.15 1.30 94 23.50 4819.70
28 NIS NIS NIS NIS NIS NIS NIS NIS
29 1.30 94 15.90 695372 1.3 93 15.90 4763.07
30 NIS NIS NIS NIS NIS NIS NIS NIS
kil 1.37 95 28.70 4798.29 1.32 94 24.50 4705.55

Notes
1 UV Intengity is from UV Sensor #2. which is tha duty sensor
NIS = Not in Service

20F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Aug-17 Doss Required (D) (mJfcm®): 12
Water System : WCWD#1 Orchard Sireel  Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Validated UVT% :  70%
uv Validated uv Validated
Intensity " UVT Dose |Flow Rate| Intensity !” uvT Dose  |Flow Rate
(Wim?®) (%) {mJicm’) | {gpm) (Wim’) {%) (mJdicm?) | (gpm)
HOUR: 16:00 20:00
DAY ;s =
1 NS NIS NIS NiS NIS NIS NiIS | NIS |
20 13 Y 2280 | 4905.75 NIS NIS NIS NIS
3 133 a3 2310 | 4743.45 1.31 93 2310 | 4715.36
4 NIS NIS NIS NIS NIS NIS NIS NIS
5/ 133 94 2360 | 474523 NIS NIS NIS NIS
6 NIS NIS NIS NIS NIS NIS NIS NIS
7l 132 93 2200 | 4761.73 NIS NIS NIS NIS
8| NIS NIS NIS NIS NIS NIS NIS NIS
9 132 93 2300 | 473587 1.32 93 2300 | 4750.14
10! NS NIS NIS NIS NIS NIS NIS NIS
1 132 94 2340 | 4810.33 1.31 94 2340 | 4779.57
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 13 94 23.60 | 4689.50 1.31 84 2360 | 4668.09
14] 485 1000 1000.00 | 3007.16 1.32 94 2370 | 489550
15/ NIS NIS NIS NIS 1.33 94 2430 | 475237
18]  s5.07 1000 1000.00 | 300315 1.32 84 2350 | 4B9B17
17| NIS NIS NIS NIS 1.32 94 2480 | 474479
18] NIS NIS NIS | NS NIS NIS NIS NIS
18 130 94 2350 | 4760.84 127 84 2350 | 4709.56
200 NIS NIS NIS NIS NIS NIS NIS NIS
21 1.30 94 2330 | 4793.83 1.30 93 2310 | 4730.96
22 NI NIS NIS NIS NIS NIS NIS NIS
23] 1.3 94 23.90 | 471893 1.30 94 2390 | 4684.50
24  NIS NIS NIS NIS NIS NIS NIS NIS
25 1.31 94 24.40 | 4728.29 1.30 94 2400 | 4724.28
A DE NIS NIS NIS NIS NIS NIS NIS
27 1.33 94 2350 | 4744.79 1.30 94 2350 | 4661.4%
8] NS NIS NIS NIS NIS NIS NIS NIS
29] 132 93 1590 | 4742.56 1.31 93 1590 | 4749.69
o[ NIS NIS NIS NIS NIS NIS NIS NIS
M 132 94 2450 | 4751.92 1.30 94 2450 | 473587
Noles

1 UV Inlensiy is from UV Sensor #2. which is lhe duty sensor

NIS = Not in Service

30F2
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Sample No.AT15910
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10585

Sample Location KENSICO Received By : ERG

Bottle No : 45-4348
VALHALLA NY CocC:

Collection Point: TREATED Collected By : DONAHUE

ID of Source : WWD1 Collection Date : 08/01/2017 AT B 59 00AM
Agency : Westchester County DEF Submitted On : 08/01/2017 AT 12 23 00PM
PWS No. : 5903488
Operations Bidg = Grasslands . .
Valhalla. NY 10595 Type Descriptor: 022 Source ID: 000
Attn Mike Ferraro PH; .
Free Ci2; 160 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/01/2017 AT 3.0500PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI <1 SM20 92158
|E = Estimated Count ]
Approved By Date Approved : 08/03/2017
Environmental Laboratories EMAIL Copy 971172017
NYS ELAP # 10108 Page 1 of 1
(914) 231-1620

These analytcal rasuits reiate only to the sample sdentifiad n this report
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Sample No.AT15911
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG
Bottle No ; 46-3081
VALHALLA, NY coc:

Collection Point: RAW Collected By : DONAHUE

1D of Source : WWD1 Collection Date : 08/01/2017 AT 9.02:00AM
Agency : Westchester County DEF Submitted On : 08/01/2017 AT 12:23:00PM
g PWS No.: 5903488
QOperations Bldg., Grasslands
Valhalla. NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro PH:
Free Cl2 ; Residual CI2 :
Sample chitled on arrival 7: YES
addt'l Report To : Sample Type : POT_SRC
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 08/01/2017 AT 3.05:00PM
Heterotrophic Plate Count CFU/mI 46 SM20 9215B
Coliform, Most Probable Number per 100mI 27 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml 1.8 SM20 9221E

|E = Estimated Count
Approved By

Date Approved : 08/07/2017

Environmental Laboratories EMAIL Copy 971172017
NYS ELAP # 10108 Page 1 of 1
(914) 231-1520 These analylical results relate oniy 1o the sample identified in this report
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Sample No.AT16085
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : PR ERG
Bottle No : 22-3454
VALHALLA, NY CocC:

Collection Point: RAW Collected By : DEMA

ID of Source : WWDA1 Collection Date : 08/02/2017 AT ©47.00AM
Agency : Westchester County DEF Submitted On : 08/02/2017 AT 11.46:00AM
i PWS No. : 5903488
Operations Bidg., Grasslands . : .
Valhalla, NY 10595 Type Descrlpto;: 002 Source ID : 000
Attn: Mike Ferraro P
Free CI2 : Residual CI2 :
Sample chilled on arrival ? : YES
addt’'l| Report To: Sample Type : POT_SRC
Comment :
Test Deseription Unils Results Qualificr Method
Date/Time Set 08/02/2017 AT 2:44.00PM
Heterotrophic Plate Count CFU/ml 33 SM20 9215B
Coliform, Most Probable Number per 100ml 7.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

E = Estimated Count
Approved By Date Approved : 08/07/2017

Environmental Laboratories EMAIL Copy 91172017
NYS ELAP # 10108

Page 1t of 1
{914} 231-1620

These analylical resulls relate only to the sample identified in this report
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Sample No.AT16088
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location KENSICO Received By : PRERG
Bottle No : 25-4358
VALHALLA, NY COC:
Collection Point: TREATED Collected By : DEMA
1D of Source : WWIN Collection Date : 08/02/2017 AT 9.45:00AM
Agency : Westchester County DEF Submitted On : 08/02/2017 AT 11:46:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands "
Valhalla, NY 10595 Type Descriptor : 022 Source ID ;: 000
Attn: Mike Ferraro PH:
Free Cl2: 169 Resldual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 08/02/2017 AT 2.44.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 2 SM20 92158
|E = Estimated Count ]
Approved By Date Approved : 08/04/2017
Environmental Laboratories EMAIL Copy 9/11/2017

NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical resulls relate only to the sample identified in this report
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Sample No.AT16123

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location

Collection Point:

1D of Source :

Agency :

addt’| Report To :

KENSICO Received By :

Bottle No :
VALHALLA, NY COcC;
Uldarla Collected By :
WwWD1 Collection Date :

Wesichester County DEF Submitted On :

Operations Bldg., Grasslands PWS No.
Valhalla, NY 10595 Type Descripto;:
Attn: Mike Ferraro pH:

Free Ci2 :

PR ERG
B4140

DEMA
08/02/2017 AT 9:40:.00AM
08/02/2017 AT 11.46:00AM

5903488
022 Source ID: 000
169 Residual Ci2 ;

Sample chilled on arrival ? : YES
Sample Type : POT_DW

Comment :
Method Test Description Results  Qualifier  Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E  Orthophosphate (as P) 0701 maoil 0.03 08/03/2017 10:22 am MO
SM20-4500HB Hydrogen lon 695 units 0.1 08/02/2017 3.00pm RRC

The pH is a field parameter with a 15 minule hald lime. The Laboralory provides this test result only as a guide. This resull cannol be
used for regulalory reporling purposes

OL= Deleclldr]_ Cimit

~ LOQ =Timit of Guantilation J=value is an estimate

Approved By Robert Hifbrandt

QA Officer

~ " H = exceeds holding time

Date Approved : 08/04/2017

Environmental Laboratories

NYS ELAP # 10108
{914) 231-1620

EMAIL Copy §/11/2017

Page 1 of 1

These analytical resulls refate only to the sample identified in this report
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Sample No.AT16231
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location KENSICO Received By : ERG KA
Bottle No : 30-4347
VALHALLA, NY COcC:
Coliection Point: TREATED Collected By : DEMA .
ID of Source : WWD1 Collection Date : 08/03/2017 AT 9.10.00AM
Agency : Westchester County DEF Submitted On : 08/03/2017 AT 12.30.00PM
PWS No. : 5903488
Operations Bldg., Grasslands . . 022 .
valhalla, NY 10595 Type Desc:npto:l : Source |D : 000
Attn: Mike Ferraro e
Free Cl12: 169 Residual CI2 :
Sample chilled on arrival 7 : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/03/2017 AT 3:10:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 4 5M20 92158
[E = Estimated Count
Approved By Date Approved : 08/07/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analyhcal results refate only to the sample identified in this report
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Sample No.AT16232
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Vailhalla, New York 10595
Sample Location KENSICO Received By : ERG KA
Bottle No : 31-3478
VALHALLA, NY COC:

Collection Point: RAW Collected By : DEMA

ID of Source : WWD1 Collection Date : 08/03/2017 AT 912.00AM
Agency : Westchester County DEF Submitted On : 08/03/2017 AT 12:30:00PM
; PWS No. : 5903488
Operations Bldg., Grassiands . - 002 . 000
Valha"a, NY 10595 Type Descnptﬂ;.l Source D :
Attn: Mike Ferraro P
Free Ci2 : Residual CI2 :
Sample chilled on arrival ? ; YES
addt'l| Report To : Sample Type : POT_SRC
Comment :
Test Descrigtion Units Results Qualifier Method
Date/Time Set 08/03/2017 AT 3:10.00PM
Heterotrophic Plate Count CFWml 34 SM20 9215B
Coliform, Most Probable Number per 100ml 8.3 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 8221E
THIS IS ACORRECTED COPY See Note

Note: Corrected Fecal Coliform MPN result. JC

{E = Estimated Count ]
Approved By Date Approved : 08/07/2017
Environmental Laboratories EMAIL Copy 9/11/2017

NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical resulls relate only to the sampie identified in this report
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Sample No.AT16287
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : PR KA

Bottle No : 18-2925
VALHALLA, NY COcC:

Collection Point: RAW Collected By : DEMA

1D of Source ; WWDH1 Collection Date : 08/04/2017 AT 9:32:00AM
Agency : Westchester County DEF Submitted On : 08/04/2017 AT 9:58:00AM
. PWS No. : 5903488
Operations Bldg., Grasslands X
Valhalla. NY 10595 Type Descriptor : 002 Source ID : CO0
- Mil pH:
B LD Free CI2: Residual CI2 ;
Sample chilled on arrival 7 : YES
addt'l Report To ; Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/04/2017 AT 11:56:00AM
Heterotrophic Plate Count CFU/mi 49 8M20 9215B
Coliform, Most Probable Number per 100ml g2 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <18 SM20 9221E
|E = Estimated Count |
Approved By Date Approved ; 08/08/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resulls relate only to the sample identified in this report
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Sample No.AT16288
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : PR KA
Bottle No : 19-4318
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : DEMA

iD of Source ;: WWD1 Collection Date : 08/04/2017 AT 9:30:00AM
Agency : Wesichester Counly DEF Subitted On : OBI0412017 AT 958 00AM
Operations Bidg., Grasslands 0.
valhalla. NY 10595 Type Descriptor : 022 Source tD : 000
Attn: Mike Ferraro 8
Free Ci2: 167 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/04/2017 AT 11:56:00AM
Coliform Presence/Absence Test - per 100m! Absent Colilert-18
Heterotrophic Plate Count CFUImI 1 SM20 92158

[E = Estimated Count

Approved By Date Approved : 08/07/2017

Environmenta! Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108

Page 10of 1
{914) 231-1620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT16411
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location KENSICO Received By : KAERG
Bottle No : 27-4218
VALHALLA, NY coc:
Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWDA1 Collection Date : 08/07/2017 AT 945.00AM
Agency : Westchester County DEF Submitted On : 08/07/2017 AT 10:11.00AM
PWS No.: 5903488
Operations Bldg., Grasslands y
Valhalla. NY 10595 Type Descriptor : 022 Source ID : 000
Atin. Mike Ferraro PH:
Free Cl2: 164 Residual Ci2 :
Sample chilled on arrival 7 : YES
addt’l| Report To : Sample Type : POT_DW
Comment :
Test Description Unils Results Qualifier Method
Date/Time Set 08/07/2017 AT 11.47.00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 2 SM20 9215B
|E = Estimated Count |
Approved By Date Approved : 08/09/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical resuils refate only o the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT16412
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : KAERG

Bottle No : 28-3541
VALHALLA, NY COC:

Coltection Point: RAW Collected By : DONCHUE
ID of Saurce : WWD1 Collection Date : 08/07/2017 AT 9.42.00AM
Submitted On : 08/07/2017 AT 10:11:00AM

Agency ; Westchester County DEF PWS No. - 5003488

Operations Bldg , Grasslands

Valhalla. NY 10595 Type Descriptor : 002 Source ID: 000
Attn. Mike Ferraro g
Free Cl2: Residual CI2 ;
Sample chilled on arrival 7 : YES
addt’l Report To : Sample Type : POT_SRC
Comment :
T'est Deseription Units Results Qualifier Method
Date/Time Set 08/07/2017 AT 11:47:00AM
Heterotrophic Plate Count CFU/ml 78 SM20 92158
Colform, Most Probable Number per 100ml 27 SM20 92218
Fecal Coliform, Most Prohable Number per 100ml 7.8 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 08/11/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analylical resulls relate only to the sample identified n this report



Archived File - May Not Be ADA Compliant

Sample No.AT16413

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location

Collection Point :

ID of Source ;

KENSICO Received By :

Bottle No :
VALHALLA, NY CcocC:
Liii=aul2e Collected By :
WWD1 Collection Date :

Subrmitted On ;

KAERG
29-1525

DONOHUE
08/07/2017 AT 9:40:00AM
08/07/2017 AT 10:10:00AM

Agency : Westchester County DEF :
Operations Bidg , Grasslands T DPWS, No. : 3323488 D 000
Vathalla, NY 10595 ype 950"9‘;’;; Source ID ;
G LR FreeCI2: 164 Residual €12 :

Sample chilled on arrival 7 : YES

addt't Report To ; Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/07/2017 AT 11.36:00AM
Diatomaceae Organisms ASU perml 8 SM1810200F
FRAGILARIA-8
Chlorophyceae Organisms ASU per ml 0 SM1810200F
Cyanophyceae Organisms ASU per mi 0 SM1810200F
Protozoa Organisms ASU per ml 15 SM1810200F
DINOBRYON-15
Rotifera Organisms ASU per mi 0 SM1810200F
Crustaceae Organisms ASU per ml 0 SM1810200F
Other Microscopic Organisms ASU per m| 0 SM1810200F
Total Microscopic Organisms ASU per ml 23 SM18 10200F
Amorphous Matter ASU per ml 68 SM1810200F

NYSDOH ELAP and NELAC do not offer accreditation for Microscopic Examinalion. Unless the sample is otherwise qualified, all method
QC requirements were found io be acceplable

|E = Estimated Count
Approved By

Date Approved : 08/08/2017

Environmental Labaratories
NYS ELAP # 10108
{914) 231.1620

EMAIL Copy 9/11/2017
Page 1 of 1

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT16596

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : PR ERG

Bottle No : 52-2938
VALHALLA NY COcC:

Collection Foint: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date ; 08/08/2017 AT 12:09:00PM
Agency : Westchester County DEF Submp:&e;: n gg’o%a‘;ggw AT 1:41:00PM
Operations Bidg., Grasslands > NO. <
Valhalla. NY 10595 Type Descriptor : 002 Source ID : 000
Attn. Mike Ferraro PH:
Free CI2 ; Residual Cl2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Unity Resulis Qualifier Method
Date/Time Set 08/08/2017 AT 3:13.00PM
Heterotrophic Plate Count CFU/mi 42 SM2a 9215B
Coliform, Most Probable Number per 100ml 17 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml =1.8 SM20 9221&
|E = Estimated Count |
Approved By Date Approved : 08/14/2017
Environmentai Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT16597
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : PR ERG
Bottle No : 53-3453
VALHALLA, NY coc:

Collection Point; TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 08/08/2017 AT 12:11:00PM
Agency : Westchester County DEF Subn:;t:sd h? n gg:'o%tﬁggﬂ AT 1:41.00PM
Operations Bldg , Grasstands > NO.
Vathalla. NY 10595 Type Descriptor : 022 Source ID: 000
SR pH :
Rl L O L) Free Cl2: 153 Residual CI12 :
Sample chilled on arrival ?: YES
addt'| Report To : Sample Type : POT_DW
Comment :
Test Description Units Resulis Qualifier Method
Date/Time Set 08/08/2017 AT 3:13:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 4 SM20 92158

|E = Estimated Count
Approved By Date Approved : 08/10/2017

Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108

Page 1 of 1
(914) 231-1620

These analytical results relate only lo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No. AT16725
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG
Bottle No : 38-2542
VALHALLA, NY coc:

Collection Point: RAW Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 08/09/2017 AT 8.31:.00AM
Agency : Wesichester County DEF Submitted On : 08/09/2017 AT 1.39:00PM

Operations Bldg.. Grasslands PWS No. : 5903488

Valhalla, NY 10595 Type Descriptor ; 002 Source ID : 000
iy pH:
i LA L) Free CI2: Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method

Date/Time Set 08/09/2017 AT 2:30:00PM
Heterotrophic Plate Count CFU/ml| 129 SM20 92158
Coliform, Most Probable Number per 100m! 22 SM20 92218
Fecal Coliform, Most Probable Number per 100m| 45 Sm20 9221E

|E = Estimated Count

Approved By Date Approved : 08/14/2017
Environmental Laboratories EMAIL Copy 911172017
NYS ELAP # 10108 Page 1 of 1

(314) 23153620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT16726
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 40595

Sample Location KENSICO Received By : ERG

Bottle No : 39-4230
VALHALLA, NY COCGC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date ;: 08/09/2017 AT 8 30:00AM
Agency : Westchester County DEF Subng&esd b? n gg"oogggw AT 2900PM
Operations Bldg., Grasslands 0.:
valhalla NY 10595 Type Descriptor : 022 Source ID : 000
Attn’ Mike Ferraro pH:
Free Cl2: 162 Residual CI2 :
Sample chilled on arrival 7 : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/09/2017 AT 2:30 00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mi 2 SM20 92158
[E = Estimated Count ]
Approved By Date Approved : 08/11/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1

{914) 231-1820 These analytical resulls retate only fo the sample identified i this report



Archived File - May Not Be ADA Compliant

Sample No.AT16827
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG

Bottle No : 50-2570
VALHALLA, NY cocC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 08/10/2017 AT 8:44:00AM
Agency : Westchester County DEF s“b"g;t:g : n gggggg” ATRNISA;00EM
Operations Bldg., Grasslands > NO. -
valhalla, NY 10585 Type Descrlptort 002 Source ID : 000
Altn’ Mike Ferraro PH:
Free CI2 ; Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Typs : POT_SRC
Comment :
Test Deseription Unils Results Qualifier Method
Date/Time Set 08/10/2017 AT 2:47.00PM
Heterotrophic Plate Count CFU/mi 200 SM20 92158
Coliform, Most Probable Number per 100ml 23 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

[E = Estimated Count

Approved By Date Approved : 08/15/2017
Environmental Laboratories EMAIL Copy 9/11/2017

NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT16828
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location  KENSICO Received By : ERG
Bottle No : 51-3465
VALHALLA, NY coc:

Callection Point: TREATED Coflected By : MCQUILLAN
ID of Source : WWD1 Collection Date : 08/10/2017 AT 8:45.00AM
Agency : Westchester County DEF Submitted On : 08/10/2017 AT 1:54.00PM

; PWS No.: 5903488
\?;z;TlgorLsYB:%%'QSG‘ rassiands Type Descriptor;: 022 Source ID : 000

Attn: Mike Ferraro PH:
Free C12: 164 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :

Test Description Units Results Qualifier Method

Date/Time Set 08/10/2017 AT 2:47:00PM

Coliform Presence/Absence Test per 100m| Absent Colilert-18

Heterotrophic Plate Count CFU/mi 56 SM20 92158
[E = Estimated Count
Approved By Date Approved : 08/14/2017
Environmental Laboratories EMAIL Copy 971172017
NYS ELAP # 10108 Page 1 of 1

(814) 231-1620 These analytical results relate only to the sample identified i this report



Archived File - May Not Be ADA Compliant

Sample No.AT16923
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG

Bottle No : 23-3244
VALHALLA, NY coc:

Collection Point : RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date ; 08/11/2017 AT 9.01.00AM
Agency : Westchester County DEF Submitted On ;: 08M11/2017 AT 1.28:00PM
‘ PWS No.: 5903488
Operations Bldg., Grasslands ,
Valhalla, NY 10595 T]Fpe Descrlptor : 002 Source ID : 000
Attn’ Mike Ferraro PH:
Free CI2: Residual Ci2 :
Sample chilled on arrival 7 ; YES
addt'l Report To : Sample Type : POT_SRC
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 08/11/2017 AT 2:37:00PM
Heterotrophic Plate Count CFU/mI 105 SM20 92158
Coliform, Most Probable Number per 100ml 13 SM20 92218
Fecal Colform, Most Probable Number per 100ml 20 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 08/15/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1

e These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT16924
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG

Bottle No : 24-4016
VALHALLA, NY COocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source ; WWD1 Collection Date : 08/11/2017 AT 9:00 00AM
Agency : Westchester County DEF Submitted On : 08/11/2017 AT 1:28:00PM
) PWS No. : 5903488
Operations Bldg., Grasslands g
Valhalla. NY 10595 Type Descriptor: 022 Source ID : 000
Attn Mike Ferraro PH:
Free C12: 163 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08M1/2017 AT 2:37:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mlI 1 SM20 92158

|E = Estimated Count
Approved By

Date Approved : 08/14/2017

Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1
(814) 2311620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17002
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG
Bottle No : 13-2644
VALHALLA, NY cocC:

Collection Peint: RAW Collected By : MCQUILLAN
ID of Source : WWD1 Collection Date : 08/14/2017 AT 10:30.00AM
Agency : Westchester County DEF Submitted On ; 08/14/2017 AT 10:57.00AM

) PWS No.: 5803488
Operations Bldg., Grasslands P
V;Ihaiia, NY 109595 Type Descriptor : 002 Source ID: 000

Attn: Mike Ferraro PH :
Free CI2: Residual C12 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_SRC
Comment :

Test Deseription Units Results Qualifier Method

Date/Time Set 08/14/2017 AT 11:59:00AM

Heterotrophic Plate Count CFU/mI 62 SM20 92158

Coliform, Most Probable Number per 100ml 6.1 SM20 92218

Fecal Coliform, Most Probable Number per 100mil <18 SM20 9221E
[E = Estimated Count B
Approved By Date Approved : 08/18/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17003
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG
Bottle No : 14-4281
VALHALLA, NY CcocC:

Collection Point: TREATED Collected By : MCQUILLAN

1D of Source : WWD1 Collection Date : 08/14/2017 AT 10:29.00AM
Agency : Wesichester County DEF Subn;&esdﬁ n gggﬂggﬁ AT 10:57.00AM
Operations Bldg., Grasslands > NO. -
Valhalla NY 10595 Type Descriptor ; 022 Source ID : 000
Attn: Mike Ferraro PH:
Free CI2: 164 Residual CI2 :
Sample chilled on arrival 7 ;: YES
addt’l Report To : Sampla Type : POT_DW
Comment :
Test Description Units Results Quualificr Method
Date/Time Set 08/14/2017 AT 11:59.00AM
Coliform Presence/Absence Test per 100mil Absent Colilert-18
Heterotrophic Plate Count CFU/mi 2 SM20 92158
[E = Estimated Count ]
Approved By Date Approved : 08/16/2017
Environmental Laboratories EMAIL Copy S/11/2017

NYS ELAP # 10108

Page 1 of 1
{914) 2311620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17087
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : KAERG

Bottle No : 6-3628
VALHALLA, NY cocC:

Collection Point: TREATED Coltected By : DONNAHUE

ID of Source : WWD1 Collection Date : 08/15/2017 AT 9:20:00AM
Agency : Weslchester County DEF Subm;&e: th) n gggﬂgg” AFT10:03:00AM
Operations Bldg., Grasslands . O ¢
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Altn: Mike Ferraro pH:
Free Cl12: 164 Residual CI2:
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type : POT_DW
Comment :
lest Description Units Results Qualilicr Method
Date/Time Set 08/15/2017 AT 11:54 00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml <1 SM20 9215B
|E = Estimated Count
Approved By Date Approved : 08/17/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1

R SRS e These analytical results relate only to the sarnple wdenlified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17089
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : KAERG
Bottle No : 8-2818
VALHALLA, NY CocC:

Collection Point : RAW Collected By : DONNAHUE

ID of Source : WWD1 Collection Date : 08/15/2017 AT 9:18 00AM
Agency : Westchester County DEF S“bml;t‘}:sd : A gggﬂgg” UL it
Operations Bldg., Grasslands > NO.
Vaihalta. NY 10595 Type Descriptor : 002 Source ID: 000
. pH:
AtinzeMike Reraro Free Ci2: Residual €12 :
Sample chilled on arrival 7 : YES
addt't Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/15/2017 AT 11.54.00AM
Heterotrophic Plate Count CFU/ml 27 SM20 9215B
Coliform, Most Probable Number per 100mi 7.8 SM20 92218
Fecal Coliform, Most Probable Number per 100m) <18 SM20 9221E

|E = Estimated Count
Approved By Date Approved : 08/21/2017

Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analylical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17289
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location KENSICO Received By : NM KA
Bottle No : B1936
VALHALLA, NY coOcC:
Collection Point: TREATED Collected By : DONAHUE
ID of Source : WWD1 Collection Date : 08/16/2017 AT 9:39.00AM
Agency : Wesichester County DEF Sme;$:£ " gggﬂgg” GLEL AL
Operations Bldg., Grasslands > NO. : o . 000
Valhalla, NY 10595 Type DESCﬂptO:I.. 022 Source 1D :
Attn: Mike Ferraro e
Free Ci2: 167 Resldual CI2 :
Sample chilled on arrival 7 : YES
addt'l Repert To : Sample Type : POT_DW
Comment :
Method Test Description Results  Qualificr Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E Orthophosphale (as P) 0740 mg/l. 0.03 08/16/2017 3.56 pm MO
SM20.4500HB  Hydrogen lon 697 units 0.1 08/16/2017 320 pm RRC

The pH is a field parameter with a 15 minute hold lime. The Laboralory provides this les! result only as a guide. This result cannot be
used for requiatory reporting purposes

"DL=DetectionLimit ~ LOQ = Limit of Quantitaion ~ Jovalue is an eslimate ~ H = exceeds holding time
Approved By Robert Hilbrandt QA Officer Date Approved : 08/23/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1

e These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17296
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : NM ERG
Bottle No : 18-4157
VALHALLA, NY CcoOcC:

Collection Point : TREATED Collected By : DONOHUE

ID of Source ; WWDH1 Collection Date : 08/16/2017 AT 9 36:00AM
Agency : Westchester County DEF Submitted On : 08/16/2017 AT 11:55.00AM
; PWS No. : 5903488
Operations Bldg., Grasslands .
Vathalla. NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro PH :
Free CI2: 167 Residual CI2 :
Sample chilled on arrival 7 : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Mecthod
Date/Time Set 08/16/2017 AT 2:26:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFUWml 1 SM20 92158
E Estimated Count
Approved By Date Approved : 08/18/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1

(514) 231-1620 These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17297
REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : NM ERG

Bottle No : 19-2736
VALHALLA, NY cocC:
Collection Point: RAW Collected By : DONOHUE
tD of Source : WWDH1

Collection Date : 0B/16/2017 AT 9:34.00AM

Agency : Wesichester County DEF s"b";;;t\fsdh? L : gggﬂggw AT 11:55:00AM
Operations Bidg., Grasslands 0. :
valhaila, NY 10595 Type Descriptor.l 002 Source ID : 000
Attr: Mike Ferraro pH:
Free CI2: Residual CI2 :

Sample chilled on arrival 7 : YES

addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/16/2017 AT 2:26:00PM
Heterotrophic Plate Count CFU/ml 48 SM20 92158
Coliform, Most Probable Number per 100m| 6.0 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml 6.0 SM20 9221E

|E = Estimated Count |
Approved By

Date Approved : 08/21/2017

Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108

Page 1 of 1
(914) 2311620 These analytical results relate only to the sample identified m this report



Archived File - May Not Be ADA Compliant

Sample No.AT17358
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : KAERG

Bottle No : 6-4389
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 08/17/2017 AT 8:33.00AM
Agency : Westchester County DEF Submitted On : 08/17/2017 AT 9.49.00AM

Operations Bldg., Grasslands PWS No.: 5903458

Valhaila, NY 10595 Type Descriptlc:; 022 Source iID: 000
g UL SIS Free Ci2: 168 Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DwW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 081772017 AT 11:50.00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 92158

[E = Estimated Count
Approved By Date Appraved : 08/21/2017

Environmental Lahoratories EMAIL Copy 9/11/2017
NYS ELAP # 10108

Page 1 of 1
(914) 231-1620

These analylical results relate only lo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17359

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : KAERG

Bottle No : 7-3412
VALHALLA, NY CcOcC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWDH Collection Date : 08/17/2017 AT 8:31:.00AM
Agency : Weslchester County DEF Submitted On : 08/17/2017 AT 9.49.00AM
i PWS No.: 5903488
Operations Bidg., Grasslands :
Valhalla NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro PH
Free ClI2 : Residual Cl12 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/17/2017 AT 11.50.00AM
Heterotrophic Plate Count CFU/mi 150 SM20 92158
Colform, Most Probable Number per 100mi <18 SM20 9221B
Fecal Colform, Most Probable Number per 100ml <18 SM20 9221E
|E = Estimated Count |
Approved By Date Approved : (8/21/2017
Environmental Laberatories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1
(914) 231-1620

These analytical results relate only lo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17489
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : KAERG

Bottle No : 28-4242
VALHALLA, NY coc:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWDH1 Collection Date ;: 08/18/2017 AT 9.33.00AM
Agency : Westchester County DEF Submitted On : 08/18/2017 AT 1.23.00PM
; PWS No. : 5903488
Operations Bldg., Grasslands !
Valhalla NY 10595 Type Descriptor : 022 Source ID : 000
Altn: Mike Ferraro pH:
Free CI2: 182 Residual CI2 :
Sample chilled on arrival 7: YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/18/2017 AT 2.45.00PM
Caliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/ml 1 SM20 92158
|E = Estimated Count j
Approved By Date Approved : 08/21/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1

{914) 2311620 These analytical results refate only to the sampie identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17490
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 40 Dana Road Valhalla, New York 10595

Sample Location KENSICO

Received By : KAERG
Bottle No : 29-2861

VALHALLA, NY COC:
Collection Peoint : RAW Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 08/18/2017 AT 9.34.00AM
. [ s 3
Agency : Weslichester County DEF Submitted On : 08/18/2017 AT 1:23:00PM

3 PWS No. : 5903488
Operations Bldg., Grasslands
Vglhaﬁa_ NY 10%95 Type Descriptor ; 002

o pH:
Attn: Mike Ferraro Free CI2:

Sample chilled on arrival 7: YES
Sample Type : POT_SRC

Source ID : 000
Residual CI2 :

addt'l Report To :

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/18/2017 AT 2:45:00PM
Heterotrophic Plate Count CFU/mi 34 SM20 92158
Coliform, Most Probable Number per 100mt 20 SM20 92218
Fecal Colform, Most Probable Number per 100mi <18 SM20 9221E
[E = Estimated Count
Approved By Date Approved : 08/22/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1t of 1

{914) 231-1620

These analylical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17558
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG KA

Bottle No : 4-3144
VALHALLA, NY coc:

Collection Point: TREATED Collected By : DEMA

ID of Source : WWDH1 Collection Date : 08/21/2017 AT 848 00AM
Agency : Westchester County DEF Submitted On : 08/21/2017 AT 9.28:00AM
; PWS No.: 5903488
Operations Bldg., Grasslands _
Valhalla. NY 10595 Type Descriptor ; 022 Source ID : 000
Attn: Mike Ferraro pH:
Free Cl2: 157 Residual Cl2 :
Sample chilled on arrival ?: YES
addt'| Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/21/2017 AT 11:57.00AM
Caohform Presence/Absence Test per 100m| Absent Colitert-18
Heterotrophic Plate Count CFU/mI 4 SM20 92158
|E = Estimated Count ]

Approved By Date Approved ;. 08/23/2017

Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311820 These analytical results relate only 1o the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17559

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG KA
Bottle No : 5-2751
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DEMA

ID of Source : WWD1 Collection Date : 08/21/2017 AT 8:46:00AM
Agency : Wesichester County DEF Subng:;asd I\? n gggz;‘:ggﬂ AT 9:28:00AM
Operations Bldg., Grasslands > MO
Valhatla NY 10595 Type Descrlptor : 002 Source ID : 000
YT pH:
Aln;Mike Ferraro Free CI2: Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l ReportTo : Sample Type : POT_SRC
Comment :
Test Deseription Units Results Qualifier Method
Date/Time Set 08/21/2017 AT 11.57.00AM
Heterotrophic Plate Count CFLU/mI 35 SM20 92158
Coliform, Most Probable Number per 100m| 68 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <18 SM20 9221E

[E = Estimated Count |
Approved By Date Approved : 08/25/2017

Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108

Page 1 of 1
(914) 231-1620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17560

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location

Collection Point:
ID of Source :

Agency :

KENSICO Received By :
Bottle No ;

VALHALLA, NY COcC:
S0 Collected By :
WwD1 Collection Date :
Westchester County DEF Subn::;’esd h? n X
Operations Bldg., Grasslands > 0. -
Valhalla, NY 10595 Type Descriptor :
Attn. Mike Ferraro pH :
Free Ci2 ;

ERG KA
6-3705

DEMA

06/21/2017 AT 8'53.00AM
08/21/2017 AT 9:29.00AM
5903488

022 Source ID ; 000

Residual CI2 :

Sample chilled on arrival 7 : NA

addt’l Report To : Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/21/2017 AT 10:17:00AM
Diatomaceae Organisms ASU per ml 15 SM1810200F
FRAGLARIA-15
Chlorophyceae Organisms ASU per mi 0 SM1810200F
Cyanophyceae Organisms ASU per ml 0 SM1810200F
Protozoa Organisms ASU per ml 0 SM1810200F
Rotifera Organisms ASU perml 0 SM1810200F
Crustaceae Organisms ASU perml 0 SM1810200F
Other Microscopic Organisms ASLU per ml 0 SM1810200F
Total Microscapic Organisms ASU perml 15 SM18 10200F
Amorphous Matter ASU per mi 91 SM1810200F

NYSDOH ELAP and NELAC do not offer accreditation for Microscopic Examination Unless the sample is otherwise qualified, all method
QC requiremenis were found to be acceplable

|E = Estimated Count
Approved By

Date Approved : 08/22/2017

Environmental Laboratories
NYS ELAP # 10108
{914) 231-1620

EMAIL Copy 9/11/2017
Page 1 of 1
These analytical resulls relate only to the sampie identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17729
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhaila, New York 10595

Sample Location  KENSICO Received By : KAERG
Bottle No : 27-3624
VALHALLA, NY COcC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 08/22/2017 AT 10:34.00AM
Agency : Westchester County DEF Submitted On : 08/22/2017 AT 12:12.00PM
- PWS No, : 5903488
Operations Bldg., Grasslands ! . 022 . 00
Valhalla, NY 10595 Type Descrlpto'l-'l: 02 Source D ; 0
Attn: Mike Ferraro A
Free CIZ: 1.70 Residuat CI2 :
Sample chilled on arrivat ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/2212017 AT 2:43.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFWml 2 SM20 92158

[E = Estimated Count
Approved By

Date Approved : 08/24/2017

Environmental Laboratorias EMAIL Copy 9/11/2017
NYS ELAP # 10108

Page 1 of 1
(914) 231-1620

These analytical results relale only to the sample identified in this repont



Archived File - May Not Be ADA Compliant

Sample No.AT17730
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : KAERG
Bottle No : 28-2983
VALHALLA, NY COC:

FolectonprontE A Collected By : MCQUILLAN
ID of Source ; WWD1 Collection Date : 08/22/2017 AT 10:35:00AM
T Submitted On : 08/22/2017 AT 12:12:00PM

i PWS No.: 5903488
Bidg , Grassland
8§ﬁraa;gor;jy 10%é5 rassiancs Type Descriptor : 002 Source ID : 000

Attn: Mike Ferraro PH:
Free CI2 : Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type: POT_SRC
Comment :

Test Description Units Resulls Qualifier Method

DatelTime Set 08/22/2017 AT 2:43:00PM

Heterotrophic Plate Count CFU/ml 34 SM20 92158

Coliform, Most Probable Number per 100mi 68 SM20 92218

Fecal Coliform, Most Probable Number per 100m! <18 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 08/28/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analyhical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17831
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : KA

Bottle No : 16-3206
VALHALLA, NY CcocC:

Collection Point: RAW Collected By : DONOHUE

1D of Source : WWD1 Collection Date : 08/23/2017 AT 9:45:00AM
Agency : Westchester County DEF Submitted On : 08/23/2017 AT 10:29:00AM
. PWS No. : 5903488
Operations Bidg., Grasslands T . . 002 . 000
Vathalla, NY 10595 ype Descrlpto':: Source ID; 00
Attn. Mike Ferraro P
Free Cl2: Residual CI2 :
Sampie chilled on arrival 7 : YES
addt’l Report To : Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/23/2017 AT 11.56 00AM
Helerotrophic Plate Count CFU/mi 50 SM20 92158
Coliform, Most Probable Number per 100ml 14 SM20 9221B
Fecal Colform, Most Probable Number per 100m!I 20 SM20 9221E

|E = Estimated Count |

Approved By Date Approved ; 08/28/2017
Environmental Laboratories EMAIL Copy 9/11/2017

NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical resuffs relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17832
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : KA

Bottle No: 17-4139
VALHALLA, NY COC:

Collection Point: TREATED

Collected By : DONOHUE
ID of Source : WWDA1

Collection Date : 08/23/2017 AT 9:47 00AM

Agency : Westchester County DEF Subn;i:’tvesd h? n gg%ﬂggﬂ AT 10.55.00AM
Operations Bidg., Grasslands > NO. -
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Caane pH:
Attn: Mike Fearo Free CI2: 170 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/23/2017 AT 11:56:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI <1 SM20 92158
|E = Estimated Count ]
Approved By Date Approved : 08/25/2017

Environmentaf Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108

Page 1 0f 1
(914) 2311620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No. AT17936
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10585

Sample Location KENSICO Received By : ERG KA
Bottle No : 15-4239
VALHALLA, NY CcocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 08/24/2017 AT 8.56 00AM
Agency : Westchester County DEF Subn:&esd h? n ggfozeﬂggﬁ AT 10.48.00AM
Operations Bldg., Grasslands > NO. -
Valhalla NY 10595 Type Descriptor : 022 Source ID : 000
. pAE pH :
Attn: Mike Ferraro Free CI2: 164 Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Desceriplion Units Results Qualifier Method
Date/Time Set 08/24/2017 AT 12:00-00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterolrophic Plate Count CFU/m| 4 SM20 92158
|E = Estimated Count |
Approved By Date Approved : 08/28/2017
Environmental Laboratories EMAIL Copy 9/11/2017

NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical results refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT17937
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG KA

Bottle No : 16-3182
VALHALLA, NY CcocC:
Collection Point: RAW Collected By : DONOHUE
1D of Source ; WWD1

Collection Date : 08/24/2017 AT 8:55:00AM

Agency : Westchester County DEF s"bm;tv?: : n : gggz;gﬂ AT 10:48:00AM
Operations Bldg., Grasslands LB
Valhalla, NY 10595 Type DescnptorE 002 Source ID: 000
Attn' Mike Ferraro pH:
Frea CI2: Residual CI2 :

Sample chilled on arrival ?: YES

addt’l Report To : Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/24/2017 AT 12.00:00PM
Heterotrophic Plate Count CFUW/mi 215 SM209215B
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m! <18 SM20 9221E
|E = Estimated Count ]
Approved By Date Approved : 08/28/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1
{814) 231-1620

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT18016
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10535

Sample Location KENSICO Received By : KA
Bottle No : 16-2909
VALHALLA NY COC:

Collection Point: RAW Collected By : DONOHUE

ID of Source ; WWD1 Collection Date : 08/25/2017 AT 9.39:00AM
Agency : Westchester County DEF Submitted On : 08/25/2017 AT 12:32:00PM
d PWS No. : 5903488
Operations Bldg., Grasslands : : 002 . 000
Valhalla, NY 10595 Type Descnptgl:: Source ID :
AL Free CI2: Residual CI2 :
Sample chilled an arrival 7 : YES
addt'l| Report To: Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/25/2017 AT 2:26:00PM
Helerotrophic Plate Count CFU/mI 42 SM20 92158
Coliform, Most Probable Number per 100m| 13 SM20 9221B
Fecal Colform, Most Probable Number per 100m| 20 SM20 9221E

|E = Estimated Count
Approved By Date Approved : 08/29/2017

Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108

Page 1 of 1
(914) 231-1620

These analylical results relate only lo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT18017
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : KA

Bottle No : 17-4076
VALHALLA NY cocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 08/25/2017 AT 940 00AM
Agency : Weslchester County DEF Smep:tutue: p? y 2332354:3317 AT 12:32 00PM
Operations Bldg.. Grasslands 0.:
Valhalla NY 10595 Type Descriptor ; 022 Source lD : 000
- pH:
Attn: Mike Ferraro Free Cl2: 165 Residual Ci2 :
Samnple chilled on arrival ?: YES
addt’l Report To : Sample Type : POT_DW
Comment ;
Test Description Units Resuits Quualifier Method
Date/Time Set 08/25/2017 AT 226 00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 1 SM20 92158

|E = Estimated Count

Approved By Date Approved : 08/28/2017

Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108

Page 1 of 1
(914) 231-1620

These analytical resulls relate only to the sample wdentified in this report



Archived File - May Not Be ADA Compliant



Archived File - May Not Be ADA Compliant



Archived File - May Not Be ADA Compliant

Sample No.AT18116
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : ERG
Bottle No: 16-3540
VALHALLA NY CocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 08/28/2017 AT 10.14 00AM
Agency : Westchester County DEF SUb":;t;sd l‘? n ggfg‘;‘gﬂ AT 11:52:00AM
Operations Bidg., Grasslands 0.
Valhalla NY 10595 Type Descriptor: 022 Source ID : 000
Attn: Mike Ferraro pH:
Free Cl2: 169 Residual CI2 :
Sample chilled on arrival 7 : YES
addt’l Report To : Sample Type : POT_DW
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 08/28/2017 AT 2:2500PM
Coliform Presence/Absence Test per t00m! Absent Colilert-18
Heterolrophic Plate Count CFU/mi 1 SM20 92158

[E = Estimated Count

Approved By Date Approved : 08/30/2017
Environmental Laboratories EMAIL Copy 911172017
NYS ELAP # 10108 Page 1 of 1

ALl v These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT18117
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG

Bottle No : 17-2798
VALHALLA, NY cocC:
Collection Point: RAW Collected By : DONOHUE
ID of Source : WWD1

Collection Date : 08/28/2017 AT 10:16:00AM

Agency : Westchester County DEF Subn";tvl\;asd ,.? n gg?gﬁg” AT T15200AM
Operations Bldg., Grasslands > O ! 002 D: 000
Valhalla, NY 10585 Type Descrlptgl:: Source ID :
Altn: Mike Ferraro Free CI2: Residual CI2 :

Sample chilled on arrival 7 : YES

addt'l Report To : Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/28/2017 AT 2:25.00PM
Heterotrophic Plate Count CFU/mI 63 SM20 92158
Coliform, Most Probable Number per 100mli 26 SM209221B
Fecal Coliform, Most Prabable Number per 100ml 20 SM20 9221E
|E = Estimated Count 1
Approved By Sandy Vannelli VOC Supervisor Date Approved : 09/01/2017

Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108

Page 1 of 1
(914) 231-1620 These analytical results relate only to the sample wdentified in this repornt



Archived File - May Not Be ADA Compliant

Sample No.AT18200

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG

Bottle No : 11-4026
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 08/29/2017 AT 7 40.00AM
Agency : Westchester County DEF Submitted On 08/29/2017 AT 930'00AM
. PWS No. ;: 5903488
Operations Bldg., Grasslands .
Valhalla, NY 10595 Type Descnpto': 1 022 Source ID : 000
3 pH :
Attn: Mike Ferraro Free CI2: 163 Residual CJ2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 08/25/2017 AT 11:26.00AM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plale Count CFU/mi 12 SM20 92158
[E = Estimated Count i
Approved By Date Approved : 08/31/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT18201
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhaila, New York 10595

Sample Location KENSICO Received By : ERG
Bottle No : 12-2877
VALHALLA, NY COCGC:

Collection Point: RAW

Collected By : DONOHUE
ID of Source : WWDH1

Collection Date : 08/29/2017 AT 7.42:00AM

Agency : Westchester County DEF Su"";&f; I\? n gggzagiggw AT 9.30.00AM
Operations Bldg., Grasslands > NO. 2
Valhalla, NY 10595 Type Descriptor : 002 Source ID ;: 000
A pH:
Altn: Mike Ferraro Free CI2 : Residual CI2 :
Sample chilled on arrival 7 : YES
addt'i Report To : Sampie Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/29/2017 AT 11.27.00AM
Heterotrophic Plate Count CFU/mI 1 SM20 92158
Coliform, Most Probable Number per 100ml 78 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <18 SM20 9221E
{E = Estimated Count ]
Approved By Date Approved : 09/05/2017

Environmental Laboratories EMAIL Copy 9/11/20%7
NYS ELAP # 10108

Page 1 of 1
(914) 231-1620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT18395
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Lacation KENSICO Received By : KA

Bottle No : 25-4331
VALHALLA, NY COcC:

Collection Point: TREATED Collected By : MGQUILLAN

ID of Source : WWD1 Collection Date : 08/30/2017 AT 12.0500PM
Agency : Weslchester County DEF Submitted On : 08/30/2017 AT 1.13:00PM
: PWS No. : 5903488
Operations Bldg., Grasslands ! i
Valhalia, NY 10595 Type Descnpto:; 022 Source ID : 000
Altn: Mike Ferraro P
Free Cl2: 164 Residual CI2 :
Sample chilled on arrival 7 : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/30/2017 AT 2:20:00PM
Coliform Presence/Absence Test per 100ml| Absent Colilert-18
Heterotrophic Plate Count CFU/mI 2 SM20 92158
[E = Estimated Count ]
Approved By Sandy Vannelli VOC Supervisor Date Approved ;: 09/01/2017
Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analylical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT18396
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By ; KA

Bottle No : 26-2341
VALHALLA, NY coc:

et LGB A Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date ; 08/30/2017 AT 12:06:00PM
Agency : Weslchester County DEF S"b";&es"h?" : ggg’;ﬁg” AT 1:13,00PM
Operations Bldg., Grasslands 0.1
Valhalla. NY 10595 Type Descriptor : 002 Source ID : 000
Attn' Mike Ferraro L
Free CI2: Residual CI2 ;
Sample chilled on arrival 7 : YES
addt'l| Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 08/30/2017 AT 2:20 O0OPM
Heterotrophic Plate Count CFU/mI 26 SM20 92158
Coliform, Most Probable Number per 100m| 20 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <18 SM20 9221E

E Estimated Count
Approved By

Date Approved : 09/05/2017

Environmental Laboratories EMAIL Copy 9/11/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620 These analylical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT18397
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 1 0595
Sample Location KENSICO Received By : KA
Bottle No : 84171
VALHALLA, NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

1D of Source : WWD1 Collection Date : 08/30/2017 AT 12.05.00PM
Agency : Wesichester County DEF Subn:&esto n gggﬁg” AT 1.13.00PM
Operations Bidg , Grasslands ) NO.
Vathalia, NY 10595 Type Descriptor : 022 Source ID: 000
o pH :
Attn: Mike Ferraro Free Ci2: 164 Residual Ci2 ;
Sample chilled on arrival ? : YES
addt't Report To : Sample Type : POT_DW
Comment :
Method Test Deseription Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E Orthophosphate (as P) 0 751 mg/L 003 09/01/2017 9:25 am MO
5M20-4500HB Hydrogen lon 650 units 0.1 08/30/2017 323 pm RRC

The pH is a field Parameter with a 15 minute hold time. The Laboratory provides this test result only as a guide. This resulf cannot be
used lor reguiatory reporting purposes.

OL = Deteciion Limit (6@ = Lim of Quanfitaion " Jevale is an esiimate —F=exceeds holdig fime
Approved By Robert Hilbrandt QA Officer Date Approved : 009/05/2017
Environmentaj Laborataries EMAIL Copy 9/11/2017

NYS ELAP # 10108

FPage 1 of 1
{914) 231-1620

These analytical resulls relate only to the sample iclentified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT18445
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG

Bottle No : 12-3292
VALHALLA, NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

1D of Source : WWD1 Collection Date : 08/31/2017 AT 9 20:00AM
Agency : Westchester County DEF Submitted On 08/31/2017 AT 11:02 00AM
; PWS No.: 5903488
Operations Bldg., Grasslands . . 022 . 0
valhalia, NY 10595 Type Descrlpto;: 0 Source ID : 000
Attn: Mike Ferraro e
Free CiZ: 161 Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualificr Method
Date/Time Set 083172017 AT 11.56.00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mI 1 SM20 9215B
|E = Estimated Count i
Approved By Date Approved : 08/05/2017
Environmental Laboratories EMAIL Copy 9/1172017
NYS ELAP # 10108 Page 1 of 1

1814) 231-1620 These analytical results relate only to the sample identified in this repornt



Archived File - May Not Be ADA Compliant

Sample No. AT18446
REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG

Bottle No ; 13-1852
VALHALLA NY

CocC:
Collection Point: Raw Collected By : MCQUILLAN
ID of Source : WWD1 Collection Date : 08/3112017 AT ¢ 21:00AM
Agency : Westchester County DEF Submitted On - 08/31/2017 AT 11:02.00AM
; PWS No. : 5903488
Operations Bldg., Grasslands .
Valhalla NY 10595 Type Descrlptor: 022 Source ib: 000
A pH:
Alln: Mike Ferraro Free Ci2: Residual cj2 ;
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualificr Method
Date/Time Set 08/31/2017 AT 11:56 00AM
Heterotrophic Pate Count CFUimi 18 SM20 92158
Coliform, Most Probable Number per 100m) 78 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <18 SM20 9221E
{E = Estimated Count ]
Approved By Date Approved : 09/05/2017
Environmenta| Laboratories EMAIL Copy 97117201 7
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resuits relate only to the sample identified in this report



