gov.com

Robert P. Astorino
County Executive
Department of Envirenmental Facilities

Thomas J. Laum, PE
Commisstoner

MNovember 9, 2017

EES Casc Management Unit

Environment and Natural Resources Division
U.S. Department of Justice

P.O. Box 7611

Washington, D.C. 20044-7611

Chief, Water Compliance Branch

Division of Enforcement and Compliance Assistance

U.S. Environmental Protection Agency, Region 11
290 Broadway, 20th Floor
New York, NY 10007

Chief, Water and General Law Branch

Office of Regional Counsel

U.S. Environmental Protection Agency, Region 11
290 Broadway, 16th Floor

New York, NY 10007

Re: DJ#90-5-1-1-10536

To Whom Ever This May Concern:

Archived File - May Not Be ADA Compliant

Enclosed herewith is Westchester County’s October 2017 Monthly Operating Report.

Sincerely,

A K ll_

Anthony Della Valle, P.E.
Director, Wastewater Treatment

cc:  Andrew E. Krause, via e-mail
Cristine Irvin Phillips, via e-mail
EES Case Management Unit, via e-mail

ihvision of Solid Waste
Whastewater Treatment
Water Agency

270 North Avenue

New Rochelle, New York 10801 Telephone: (911} 813-5 100

Fax: (919 81135 16O

Ouse

Website: westchestergov.com
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Westchester:
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Westchester County Water District #1

LT2 Compliant Water report 2017

October LT2 Compliant Water | Non Compliant Water
Gallons Gallons

White Plains 217,823,000 15,788,000

Scarsdale 11,987,000 62,330,000

Yonkers 204,928,000 0

Mount Vernon 222,682,000 0

Monthly Total 657,420,000 78,118,000
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NT U A vV

Microbial Sample Results

Bureau of Water Supply Protection

!f Public Water System Name . Reparting Month/Year Date Report Submitted Source Water 'I)_pl(;)—]
7 WWD# - Kensico Dam i Oct 17 106117
| Public Water System {D County Tow ﬂ-,\ll'ldgc- or City Surface Water
L— NY 5903488 1 Westchester Valhalla
i I T Chlorination ] Other Treatments / Readings
. . Treated water | i Liﬁuid Free chlorine f _—-_
DATE Source(s)in  volume . residual al & Caustic Ortho Treated
_ Use (1,000 % Hypochlorite added | cntry point Gal Gal Turb
i gallons/day) to crock {gallons) {mg/l) Used Used
1 ozl - 13,210 220 1.64 99 . 61 0.51
220 12,583 L 210 1,71 88 68 0.48
o3 013,317 220 1.70 92 67 0.45
B ___4__1__ _________ 1.72 85 35 0.45
TR SR 1.70 98 67 0.51
;_ 6 | 1.74 92 60 0.58
| 7 | 1.73 86 59 53.00
8 | ] 78 51 0.51
b 9 - i 69 52 0.50
o 77 51 0.62
11 | 50 | 045
i 12 1 88 70 0.46
13 ey | 92 70 0.43
14 1 68 55 0.36
T3 92 0 | 047
16 | ] 174 80 60 0.51
| 17 111,700 eSS 95 70 0.59
18 | 80 70 0.50
19 | 1 80 60 0.48
20 T 79 72 0.52
21 2 L 987 81 64 0.49
22 | 11,750 90 69 0.50
23 | 9,818 83 65 0.49
L 24 | 997 82 60 0.46 |
. 2S5 ool e 0,510 77 63 0.51
26 19600 93 | 80 0.55
|27 \ 0.45
28
Y ’
|30 | 5
T
Total [0
[AVG. |

__us/galsof %a chlorine added 10 gals of water

Tithe: J:/?’_Q‘, ,"A_? 2 NYS DOH Operator Certification Number: M%&%# /
15/ 7 =

Dare: Operator Grade Level

DOH-360 (02/05) Page 10f 2
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Microbiological Samples and Free Chlorine Residual

Free Populalion Served:

T Totat E -
Sample Location SD;I“e pcl’; 1.Rgﬁﬁne gggﬁ;’: Plgs?lci've F(!:z;?r;t‘:r | ) o o )
Z;f‘g%al (mafll  Number of microbiological monitoring samples required
Kensico Dam  10/02117 . No _ No | 171 Number of microbiological samples taken 22
Kensico Dam 10/03/17 . No Ne 170 'Didan MR violation occur? No
Kensico Dam 10/04/17 No No 1.72
Kensico Dam | 1000517 No | No | 170  If*ves".check reason(s) below:
Kensico Dam ' 10/0617 | I No | No | 174 Aclual number of samples is fewer than required.
Kensico Dam 10/09117 l No  No l 164 Did not collectanalyze repeat samples
Kensico Dam 10110117 No No 1.72 Did not collect/analyze for E.coli for positive totat
Kensico Dam 1011717 l ' No : No | 1.77 colifarm from routinefrepeat sample,
| KensicoDam | 1012017 | [T Ne | Ne 1 175
| Kensico Dam I 1onyty No i No 168  Did an MCL violation occur? Na
I-Ee_z_ns_icu _Dam i 10/16/1?’ ! i No | Noe | 1.74 i
_K_eqsico_Dam ' 1041 TI17_’ 1 ’lr No L No 1_ ‘_1_2 _:Ff "Yes”, check reason{s) below (see also Part 5, Table 6 for
Kensico Dam ' 10/18M17 | | No i Noo | 1.70 additional information}.
' Kensico Dam 1011917 | No | No | 166 For systems collecting less than 40 samples per month
1 Kensico Dam 1012017 " Ne } No ! 1 _TE i two or more of the samples (routine andfor repeat) are
Kensico Dam | 10/23117 No : Mo 1.78 | positive for total coliform (=total colifarm MCL violation)
| KensicoDam | 10/24/17 BRI e B T ae
Kensico Dam ! 1025117 | No  No | 177 { For systems collecling 40 or more samples per month:
Kensico Dam | 10/26/17 | [ Ne No | 175 | more than 5% of the samples {routine and/or repeat)
Kensico Dam | 10127/17 | ' Ne T N | 1er are positive for lotal coliform (=total cotiform MCL
Kensica Dam 1013017 i ! No | No : 184 1 violation).
Kensico Dam : 10131417 ‘ | No No | 1 70 i
: I The original sample was E.coli positive and at least 1
T | ‘ repeal sample was positive for total colifarm
| I ! ; | (=E.coli MCL violation).
: ] 4 .' l ! Reminder: System must collect a minimum of five (5) routine
l | | microbiglogical monitaring samples during the month following 2
| repaat sample collection.
i ! i .
- x ;
i | As required by 5-1.72, "Operation of a Public Water System®, a
| i ! i | copy of this form shall be sent to your local health department
; | by the 10th calendar day of the next reporting period.
' [ I |

Sample Col'eclor(s). Larry Dema, Fred McQuillan
Name of NYSDOH Certified Laboratory WCDLR 10108

Did any MCL violations occur? If so, please describe:

Did an emergency or low pressure problem aoccur? Did source water bypass an exisling trealment process in the system? If so, please explain

Comments
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Water Systems Operation Report
UNFILTERED SURFACE WATER SYSTEMS

Bureau of Public Water Supply Protection

Instructions: Complete form and submit to your local health unit within 10 days of the close of the reporting month.

NAME OF PUBLIC WATER SYSTEM | PROGRAM CODE STATION (NUMBER) | REPORTING MONTH/YEAR
WESTCHESTER COUNTY '
WATER DISTRICT NO. 1 100 05903488 Oct 17
Location VALHALLA County WESTCHESTER
(CVT)
RAW WATER TURBIDITY
DATE 0000 | 0400 0800 | 1200 I 1600 2000 DATE erﬂ";g’"?,""(':’:gl v | pef :g:::i"g;‘?;’:ies |
1| om | om } 0.42 i 037 | o03% | om | | 1 ] + |
2 | 03 | 040 | 045 JICECRRCE 0.40 2 1.0 | <18 i
3 | 040 | o043 ' 043 | 037 | 041 o043 3 68 _ <t8 4-
$ | o® o4 | o0& | oar | 0% oss | & | 10 | 20 |
5 f 0.38 0.42 0.47 0.40 039 042 s 120 <18 .
6 | 032 | 042 044 041 | 039 | o037 e 45 ] <18 |
7 | 03 o | oa [ o3 | ow | 0w | | 7 | | |
s 032 | 042 | o038 | 035 | 037 | 042 | 5 |
9 | 034 | 038 ' 036 l’ 036 | 034 | 041 ’ I s | 78 20
10 | 0¥ | 0w, | 0% | o [ 0% | 0% | | 10 S B
1 03 | 038 | 03 | 040 = 033 | 032 1 68 . 40
2| 0% | oar | oy [om | e®m 0% | ¢ | om0 | 20
13 032 | o4 | 042 | 037 | 034 IT 037 | 13| 78 | 20 |
14 0.47 037 0.33 032 036 l 033 14 |
s | om | om | oa | om | om | 0@ | | w5 | |
16 03 ' 051 | 049 | 044 | 043 | 043 | % | 7.8 _ <18
17 041 | 042 ‘l 0.46 0.45 0.35 0.36 17 2.0 | <18
18 | 043 | o043 046 041 | 034 | 039 18 40 ? <18 |
19 | 038 04 | o042 | 040 | 033 | 0.38 19 | <45 ! <45 |
| 20 | 040 046 | 045 | 040 | 036 | 037 2 | <18 ' <18
2 | 043 0% | o042 | 03 | 04 | 03 | o« |
22 | 039 041 | 042 | 035 | 040 | 043 | 2 | |
B 035 | 042 | 044 | 039 | 03¢ | 039 | 23 ] <18 | <18
| 24 039 042 | 041 | 036 | 034 | 037 24 55 <1.8
25 0.40 046 | 048 | 048 @ 048 | 043 25 6.8 . <18
26 046 = 046 048 | 049 ' 042 | o041 26 | 1.0 I <18
27 033 | 038 | 045 038 | 039 : 036 27 <18 <18
28 038 0.38 043 = 036 036 0.33 28 |
29 036 = 034 037 036 040 034 29
30 037 ~ 030 ' 036 @ 041 037 038 30 45 i <18
31 035 030 031 035 03 | 035 31 5.5 <18
1. Record raw waler turbidity values every four hours. 4. Minimum number of microbiological samples required
per week N/A

2 Notify state by the end of the next business day
whenever (he raw water turbidity exceeds 5 NTU 5 A daily microbiciogical sample is required every day the
raw water {urbidity exceeds 1 NTU

3 Population served N/A

DO HOFE (3§t 8003 OvER
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Monthly Operation Report for UV Disinfection

Summary
Reporting Period October-2017 UV Reactor Madel Trojan Swift 6124
Water System: WCWD #1 Orchard Street Max Validated Flow Rate (MGD per UV unit) 25.5
PWS ID# 5903488 Minimum Validated UvVT4: 70%
/7/;§ / ) o - 2 Target Pathogen: Cryptasporidium
Operator Signature / /, ) e Target Log Inactivation; 30
Operalor Certification #. A o = 5.5 f /]  DoseRequired (D,e) (mdicm)": 12
Dale 150 = ) Validalion Factor (VF) Variable
Minimum Validated
Tota! Production Dose Total Volume Off-Spec
UV Unit # (MG) {mJdicm?) (MG)
1 110.10 14.80 0.000
2 110.31 15.10 0.000
Total 220.42 0.000
1. % of total volume of water produced this month that was Off-Specification : 0.000
2. Facility meets Off-Specification Requirement (i.e. value in Line 1 is <5%} (YIN): Yes
3. Number of UV Sensors in use during this month: 6
4. Number of UV Sensors checked for calibration this month: 6
5. % of UV Sensors checked for calibration this month: 100
6. UVT Analyzer calibration checked® (Y/N): Yes

Notes:
' Dyeq is the dose required Lo achieve the target leg inactivation of the target pathogen without a VF or Correction Factor {CF)
applied (see Table 1.4 in the USEPA UV Disinfection Guidance Manual {UVDGM)).

? The Calculated Dose is the dose calculated by the UV system's PLC and reported by the SCADA system,

3 ltis recommended that calibration of the UVT analyzer be checked weekly.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactlor # 1

Reporting Period : Oclober-2017 Dose Required (D,,q) {mJicm?): 12
Water System : ) #1 Orchard Street Max Validated Flow Rate (MGD / UV unil) : 25.5
PWS ID#: 5903488 Minimum Validated UVT% : 0%
Operational Dala Dala at Daily Minimum Validaled Dose
UV Sensor
Correction | Calculated Validated Validated | Total
Total Min. |Max. Flow| Facto? | MS2RED®| validation | Dose® Dase > | Of-Spec.
Production | UVT Rate {CF) (mdiem®) | Factor® | (mliem?) |Flow Rate| UVT? Dea? | Volume'
Day | (MG} (%) {GPM) [A] [B) IC] [BIA'C)] | (GPM) (%) (YIN) (MG}
1 - - - 1 - - - - - -
2 586 93 6905.00 1 29.30 2.00 14.80 6830.0 93 Y -
3 3.26 94 4770.00 1 40.80 1.80 22.60 47490 94 Y -
4 5.01 94 6849.00 1 31.50 1.90 16.50 6658.0 94 Y -
5 3.71 93 6760.00 1 31.50 1.90 16.40 6572.0 93 Y -
5] 4.89 94 7007.00 1 32.30 1.90 17.20 6563.0 94 Y -
7 124 94 4732.00 1 40.90 1.80 22.40 4668.0 94 Y -
8 4.34 93 6963.00 1 31.40 2.00 16.00 6358.0 93 Y -
9 299 93 4739.00 1 39.20 1.90 20.80 4688.0 93 Y -
10 437 93 6472.00 1 33.30 1.90 17.30 5924.0 a3 Y -
11 3.24 93 4723.00 1 39.00 1.80 20.60 4676.0 93 Y -
12 4.16 93 6621.00 1 31.90 1.90 16.80 6609.0 93 Y -
13 3.54 93 4972.00 1 40.00 1.80 21.60 4655.0 93 Y -
14 3.93 93 6700.00 1 32.20 1.90 16.90 6347.0 a3 Y -
15 3.10 93 4520.00 1 41.40 1.80 22.50 4467.0 93 Y -
16 3.81 93 7010.00 1 30.00 2.00 15.20 6720.0 93 Y -
17 3.09 93 4732.00 1 41.30 1.80 22.40 4461.0 93 Y -
18 4.09 93 7108.00 1 30.00 2.00 15.20 6791.0 93 Y -
19 324 93 6763.00 1 30.30 1.90 15.60 6752.0 93 Y -
20 3.99 93 65530.00 1 32.20 1.90 17.20 6530.0 93 Y -
21 321 93 4685.00 1 38.40 1.90 2010 4648.0 93 Y -
22 4.15 93 7058.00 1 30.00 2.00 15.30 6728.0 93 Y -
23 322 93 4787.00 1 39.40 1.90 20.90 4615.0 83 Y -
24 3.70 93 4720.00 1 38.90 1.90 20.60 4677.0 93 Y -
25 310 a3 70:34.00 1 32 40 1.80 18.10 7025.0 93 Y -
26 335 94 4702.00 1 41.80 1.80 23.50 4668.0 94 Y -
27 311 94 4985.00 1 41.10 1.70 23.40 4984.0 94 Y -
28 3.70 94 4719.00 1 43.20 1.70 25.00 4696.0 94 Y -
29 2.56 94 6954.00 1 33.10 1.80 18.60 £935.0 94 Y -
30 3.70 94 4714.00 1 43.00 1.70 24.90 4696.0 94 Y -
N 244 94 6779.00 1 33.70 1.80 19.00 6779.0 94 Y -
MIN 244 2930 14.80 4464.00 83
MAX 5.86 43.20 25.00 7025.00 94
Total] 11010 0.000
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day
for the three sensors, and the three sensor readings should always trend in the same direction as one another (i e. all increase or all
decrease from one day lo the next). If nal, sensor andfor lamp operation (e g. calbration, cleaning, elc.} should be checked

2 Refer lo the "Monthly UV Sensor Calibration Check Report” worksheet lor CF values. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced. CF = 1 if all sensors for a reactor are within calibration. Never use CF < 1.

¥ Caleulated dose is calculated by the UV system’s PLC and reported by the SCADA system.

4 Validation Faclor is calculated by the UV system's PLC and reported by the SCADA system.

* validated dose is calculated by the SCADA syslem. Calculation is based on the following: Validated Dose = (Calculaled Dose) ! (VF
x CF}; where VF = validation factor; CF = Sensor Correction Factor

5 D, is the dose required to achieve the target log inactivation without a VF or CF applied (see Table 1.4 in the UVYDGM)

7 Enter total volume of off-specification water produced each day that an off-specification event(s} occurs These values are obtained
from the “Off-Specification Calculation” worksheet(s).

* Transmittance is calculated by the UV System's PLC and reported by the SCADA system,
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Oct-17 Dose Required {D,,,] (mJ/cm’) : 12
Water System : WCWD#1 Orchard Sireet  Max Validated Flow Rate {MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity '] Qv Dose  |Flow Rate] Intensity " uvT Dose |Flow Rate
{(Wim?) (%) (mdiem?®) | (gpm) (Wim?®) {%s) (mJdiem®) | (gpm)
HOUR: 0:00 4:00
DAY
1 NiS NIS NIS NIS NIS NIS NIS NIS
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 1.24 93 14.80 4804.98 1.23 94 22.80 4834.86
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 1.22 94 16.50 6B60.53 1.24 94 19.20 4879.45
6 NIS NIS Nis NIS NIS NIS NIS NIS
7 1.24 24 17.20 4860.27 1.23 o4 2310 4811.22
8 NIS NIS NIS NIS NIS NIS NIS NIS
9 1.23 93 16.00 4841.10 1.24 93 21.20 2790.90
10 NIS NIS NIS NIS NIS NIS NIS NIS
1" 1.24 93 17.30 4907.09 1.23 93 20.60 4814.35
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 1.23 93 16.80 4875.88 1.23 03 21.60 4848.68
14 NIS NIS NIS NIS NIS NiS NIS NIS
15 1.25 93 16.90 4688.16 1.25 93 22.70 4651.15
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 1.23 93 15.20 6319.22 1.24 93 22.40 4585.16
18 NIS NIS MIS NIS NIS NIS NIS NIS
19 1.23 93 15.20 7020.60 1.23 93 15.60 4660.07
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 1.23 93 17.20 4844.22 1.23 93 20.90 4820.59
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 1.22 93 15.30 4869.19 1.24 93 21.40 4769.76
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 1.22 93 20.60 6560.89 1.22 94 18.10 4579.36
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 1.24 94 23.50 2871.16 1.23 a4 23.40 4626.18
28 NIS NIS NIS NIS NIS NIS NIS NIS
29 1.22 94 25.00 4850.46 1.25 84 16.60 2766.38
30 NIS NIS NIS NIS NES NiS NIS NIS
31 1.23 a4 24 90 4878.11 1.25 94 18.00 2785.11
Notes

1. UV Intensity 1s from UV Sensor #2, which is ihe duty sensor
MIS = Not in Service

10F 3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reaclor # 1

Reporting Period : Qct-17 Dose Required {D,,q) (mJicm) : 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate {MGD / UV unlt) : 255
PWS ID# : 5903488 Minimum Validated UVT% : T0%
uv Validated uv Validated
intensity | gyt Dose  |Flow Rata| Intensity ' uvTt Dose  |Flow Rate
{(Wim’) (%) (mdicm?) | (gpm) | (wim’) {%) (mdicm®) | (gpm)
HOUR: 8:00 12:00
DAY
1 NIS NIS NIS NIS NIS NIS NIS NIS
2 1.22 94 23.00 4631.53 1.24 94 2260 4697.08
3 1.24 94 22.80 4940.98 NIS NIS NIS NIS
4 NIS NiS NIS NIS 1.23 94 17.80 6499.36
5 1.25 94 18.60 6725.87 NIS NIS NIS NIS
6 NIS NIS NIS NIS 1.23 94 18.90 6352.66
7 1.24 94 22.40 4895.50 NIS NIS NIS NIS
8 NIS NIS NIS NIS 1.23 94 2410 4701.98
9 1.23 a3 2110 4886.13 NIS NIS NIS NIS
10 NIS NIS NIS NIS 1.24 94 19.20 5724.85
11 1.23 93 20.60 4887.47 NIS NIS NIS NIS
12 NIS NIS NIS NIS 1.23 93 22.80 4705.10
13 1.24 93 21.60 4855.81 1.22 93 21.60 4927.60
14 NIS NIS NIS NIS 1.21 94 22.90 4843.77
15 1.25 a3 22.60 4618.60 NIS NIS NIS NIS
16 NIS NIS NIS NIS 1.23 94 23.00 4851.80
17 1.24 93 22,40 4668.99 NIS MNIS NIS NIS
18 NIS NIS NIS NIS 1.24 94 22.90 4859.38
19 1.24 a3 15.60 4710.01 NIS NIS NIS NIS
20 NIS NIS NIS NIS 1.22 93 18.20 5813.58
21 1.23 93 20.10 4789.82 NIS NiS NIS NIS
22 NIS NIS NIS NIS 1.23 93 22.00 4853.38
23 1.21 93 20.90 4965.95 NIS NIS NIS NIS
24 NIS NIS NIS NIS 1.21 94 2310 4841.99
25 1.21 94 18.10 4611.47 NIS NIS NIS NIS
26 NIS NIS NIS NIS 1.23 94 24.00 4340.21
27 1.22 94 23.40 4658.73 NIS NIS NIS NIS
28 NIS NIS NIS NIS 1.22 95 26.60 4887.92
29 1.23 94 18.60 4634.21 NIS NIS NIS NIS
30 NIS NIS Nis NIS 1.23 85 26.60 4836.19
Kyl 1.24 94 19.00 465293 NIS NIS NIS NIS

Moles
1 UV Intensity 15 from UV Sensor #2, whicki is the duly sensor
MIS = Mot tn Service

20F 3
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Manthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Archived File - May Not Be ADA Compliant

Reparting Period : Ocl-17 Dose Required (D,.,} (mdfem?) : 12
Water System : WCWD#1 Qrchard Street  Max Validated Flow Rate (MGD / UV unit) ; 255
PWS ID# : 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity | yyT Dose  |Flow Rate| Intensity "' uvT Dose |Flow Rate
{Wim?) (%) (mJicm®) | (gpm) {(Wim?) (%) {mdiem®) | (gpm)
16:00 20:00
NIS NIS NIS NIS NIS NIS NIS NiS
1.24 94 22.60 4750.58 1.23 a3 14.80 7086.59
NIS NIS NIS NIS NIS NIS NIS NIS
1.23 94 17.30 6967.08 1.25 94 16.50 6965.76
NIS NIS NIS NIS NIS NIS NIS NIS
1.2 94 17.80 6700.90 1.23 94 17.50 £698.67
NIS NIS NIS NIS NIS NIS NIS NIS
1.22 93 16.70 6613.06 1.23 93 16.00 6642.93
NIS NIiS NIS NIS NIS NIS NIS NIS
1.22 93 17.30 5909.89 1.23 93 17.30 5891.17
NIS NIS NiS NIS NIS NIS NIS NIS
1.23 93 16.80 6313.87 1.24 93 16.80 5908.11
NIS NIS RIS NIS NIS NIS NS NIS
1.15 94 22.10 4888.81 1.17 93 17.40 6271.95
NIS NIS NIS NIS NIS NIS NIS NIS
1.25 93 22,00 4867.85 1.24 a3 22.00 4848.68
NIS NIS NIS NIS NIS NIS NIS NIS
1.23 94 22.50 4920.91 1.23 94 22.50 4881.23
NIS NIS NIS NIS NIS NIS NIS NIS
1.22 93 18.00 5645.48 1.23 a3 17.20 4904.41
NIS NIS NIS NIS NIS NIS NIS NiS
1.23 93 22.00 4665.42 1.22 93 15.80 6977.35
NIS NIS NIS NIS NIS NIS NIS NIS
1.23 93 21.10 4811.67 1.22 a3 20.60 4906.64
NIS NIS NIS NIS NIS NIS NIS NIS
1.2 94 21.60 4864.73 1.23 94 23.50 4829.51
NIS NIS NiS NIS NIS NIS NIS NIS
1.23 95 25.80 4883.01 1.23 94 25.00 4866.51
NIS NIS NIS NIS NIS NIS NIS NIS
1.22 94 25.40 4818.80 1.23 94 25.40 4905.75
NIS NIS NIS NIS NIS NiS Nis NIS

1. UV Intensity is from UV Sensor #2, which is the duty sansor
MIS = Not i Setrvce

J0OF 3
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Monthly Operation Report for UV Disinfection
Operalting Data for UV Reactor # 2

Reporting Period ;: QOclober-2017 Dose Required (D,.,) {mJicm?): 12
Water System : ) #1 Orchard Streel Max Validated Flow Rate (MGD / UV unit) ; 255
PWS ID#: 5903488 Minimum Validated UVT% : 70%
Operationat Data Data at Daily Minimum Validated Dose
UV Sensor
Comection | Calculated Validated Valldated Total
Total Min. |Max Flow| Facte® | MS2RED?| validation | Dose® Dose> | Off-Spec.
Production| UVT Rate (CF) (mdlem?) | Factor* | (mJiem?) |Flow Rate| UVT® Oig’? | Volume’
Day {MG) (%) {GPM) {Al [B] (] [BI(A*C)I | (GPM) (%) (Y/N) (MG}
1 3.64 94 4815.00 1 41.40 1.80 22.90 4774.0 94 Y -
2 - - - 1 - - - - - -
3 5.03 94 7041.00 1 31.30 1.90 16.50 6936.0 94 Y &
4 167 94 7412.00 1 31.30 1.80 16.90 73280 94 Y -
5 4.90 94 6768.00 1 32.70 1.90 17.30 6603.0 94 Y -
6 .27 93 £623.00 1 34.80 1.80 19.080 §180.0 93 Y -
7 4.71 93 7075.00 1 32.20 1.90 16.80 6510.0 93 Y -
8 318 93 4604.00 1 40.40 1.90 21.40 4541.0 93 Y -
9 4.56 93 7088.00 1 31.30 2.00 15.80 6454.0 93 Y -
10 3.03 93 6695.00 1 31.80 1.90 16.70 6678.0 93 Y -
11 419 93 6690.00 1 33.80 1.80 17.40 6013.0 93 Y -
12 321 93 6689.00 1 32.40 1.90 17.20 6648.0 93 Y -
13 1.84 93 6845.00 1 32.20 1.80 17.20 6845.0 93 Y -
14 327 93 4772.00 1 40.60 1.80 22.10 4722.0 93 Y -
15 395 93 6738.00 1 31.80 1.90 16.50 6571.0 93 Y -
16 3.27 93 4990.00 1 38.10 1.80 2140 4729.0 93 Y -
17 3.85 93 7084.00 1 29.80 2.00 15.10 7075.0 93 Y -
18 3.27 93 5263.00 1 38.30 1.80 21.00 5263.0 93 Y -
19 3.92 93 7087.00 1 29.70 200 15.10 7082.0 93 Y -
20 3.54 93 6795.00 1 31.00 1.90 16.00 6761.0 93 Y -
21 4.25 93 7171.00 1 3060 1.90 15.70 6780.0 93 Y -
22 313 93 4589.00 1 41.50 1.80 2240 4489.0 93 Y -
23 .75 93 4790.00 1 39.60 1.90 21.10 4736.0 93 Y -
24 3.27 92 4979.00 1 35.80 2.00 17.90 4944.0 92 Y -
25 3.61 94 4608.00 1 42.50 1.80 23.60 4559.0 94 Y -
26 3.26 04 6935.00 1 32.50 1.80 17.60 6935.0 94 Y &
27 3.61 94 4620.00 1 43.70 1.70 25.00 4588.0 94 Y -
28 3.27 94 7053.00 1 32.40 1.80 17.80 7041.0 94 Y -
29 3.60 94 4612.00 1 44.80 1.70 26.10 4575.0 94 Y -
30 2.68 95 6533.00 1 34.20 1.80 19.40 6914.0 95 Y -
K1l 3.60 95 4597.00 1 45.60 1.70 26.90 4579.0 95 Y -
MIN. 2.68 2370 15.10 4489 00 92
MAX 503 4560 26.80 7128 00 93
Total] 11031 0.000
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day for
the three sensors. and the three sensor readings should always trend in the same direction as one anather {i.e. all increase or all
decrease from one day to the next). If not, sensor and/or lamp operation (e 9. calibration, cleaning, et¢ } should be checked.

? Refer to the “"Monthly UV Sensor Calibration Check Report™ worksheel for CF values. CF is only required if UV Sensor 2 is oul of
calibration and cannol be replaced. CF = 1 if all sensors for a reaclor are within calibration Never use CF < 1,

* Calculated dase is calculated by the UV system's PLC and reported by the SCADA system.

* Validation Faclor is calculated by the UV sysiem's PLC and reported by the SCADA sysiem.

% Vahdated dose is calculated by the SCADA system. Caleulation is based on the following Validated Dose = (Calculated Dose) / (VF x
CF); where VF = validation facior; CF = Sensor Correclion Factor

¢ Dipq is the dose required to achieve the target log inactivation without a VF or CF applied (see Table 1.4 in the UVDGM).

T Enter tolal volume of off-specification water produced each day that an off-specification event(s} occurs. These values are obtained
from the "Off-Specification Calculation” worksheet(s),

® Transmittance is calculated by the UV System's PLC and reported by the SCADA system
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Oct-17 Dose Required {D,,,) {(mJicm’) : 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# ; 5903488 Minimum Validated UVT%:  70%
uv Validated uv Validated
Intensity | gyt Dose  |Fiow Rate| Intensity ! uvT Dose  |Flow Rate
(Wim?) {%) {mJiem®) | (gpm) (Wim?) (%) (mdrem?) | (gpm)
HOUR: 0:00 4:00
DAY
1 NIS NIS NIS NIS NIS NIS NIS NIS
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 1.31 24 16.50 6715.61 1.32 94 20.10 4744 34
5 NIS NIS NIS NIS NIS NIS NiS NIS
6 1.33 94 17.30 4730.52 1.30 94 25.70 4674.34
7 NIS NIS NIS NIS NIS NIS NIS NIS
8 1.32 93 16.80 4706.89 1.30 94 25.60 4112.24
g NS NIS NIS NIS NIS NIS " NIS NIS
10 1.32 93 15.80 4670.32 1.31 93 22.50 470287
14 NIS NIS NIS NIS NIS NIS NIS NIS
12 1.31 93 17.40 554872 1,30 93 17.20 4689.50
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 1.31 23 17.20 4903.52 1.31 a3 22.10 4963.27
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 1.3 93 16.50 4869.19 1.30 93 22.00 4848.568
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 1.29 93 15.10 6707.14 1.3% 93 21.00 4878.55
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 1.28 03 15,10 £950.15 129 a3 16.00 4846.00
21 NIS NIS NIS NIS NIS NIS NIS NIS
22 1.31 93 15.70 4714.91 1.30 93 22.90 4682.81
23 NIS NIS NIS NIS NIS NIS NIS NIS
24| 1.29 93 21.10 4966.39 1.29 93 20.80 4833,52
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 1.3 94 23.60 4700.64 1.29 94 17.60 4898.17
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 1.31 04 25.00 4714.47 1.30 94 17.80 4901.74
29 NIS NIS NIS NIS NIS NIS NS NIS
30 1.3 94 2610 4745.23 1.29 95 19.40 284263
3 NIS NIS NIS NIS NIS NIS NIS NIS
Moles

1. UV intensily ts from UV Sensor #2. which 15 the duty sensor
NIS = Not it Secvice

10F 3
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Monthly Operation Report for UV Disinfection
Operaling Data for UV Reactor # 2

Reporting Pariod : Oct-17 Dose Required (D,,,) {mlicm’): 12
Water System : WCWD#1 Orchard Sireet Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Validated UVTY ; 70%
uv Validated uv Validated
tntensity " uvT Dosa  |flow Rate] Intensity " uvT Dose  |Flow Rate
{Wim%) {%} {mJdiem?) {gpm) (Wlmzj {%a) (mJIcmzi {gpm)
HOUR: 8:00 12:00 B
DAY
1 1.38 94 26.30 4962.38 1.33 94 23.30 4962.38
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 NIS NIS NIS NIS 1.31 94 23.10 5041.75
4 1.30 94 17.80 6941.68 NIS NIS NIS NIS
5 NIS NIS NIS NIS 1.31 94 17.30 6946.58
6 1.3t 93 23.20 4743.00 NIS NIS NIS NIS
7 NIS NIS NIS NIS 1.32 a4 23.60 495837
8 1.30 93 22.30 4740.77 NIS NIS NIS NIS
9 NIS NIS NIS NIS 1.32 93 22.60 4932.95
10 1.31 93 22.50 N 4728.29 NIS NIS NIS NIS
[ NS NIS NIS | NIS 1.32 94 2310 | 4911.99
12 1.32 93 17.20 4706.89 NiS NIS NIS NIS
13 NiS NIS NIS NIS NIS NIS NIS NiS
14 1.31 a3 2210 4865.62 NIS NIS NIS NIS
15 NIS NIS NIS NIS 1.32 94 24.20 4770.65
16 1.29 23 22.00 4941.87 NIS NIS NIS NIS
7 NIS NIS NIS NIS 1.30 94 24 60 4677.46
18 1.28 93 21.00 4891.04 NIS NiS NIS NIS
19 NIS NIS NIS NIS 1.30 93 23.20 4691.73
20 1.30 93 16.00 4883.46 NIS NIS NIS NIS
21 NIS NIS NIS NIS 1.30 93 2210 4892.38
22 1.29 93 22.40 4668.09 NIS NIS NIS NIS
23 NIS NIS NIS NIS 1.31 93 22.20 4907.09
24 1.28 23 20.80 4907.98 NIS NIS NIS NIS
25 NIS NIS NIS NIS 1.30 94 24.50 4676.57
26 1.30 94 17.60 4869.64 NIS NIS NIS NIS
27 NIS NIS NIS NIS 1.20 94 25.80 4714.47
28 1.20 94 17.80 4815.68 NIS NIS NIS NIS
29 NIS NIS NIS NIS 1.3 95 27.80 4718.93
30 1.28 a5 19.40 4922 25 NIS NIS NIS NIS
W M8 [ ms | ws NIS 1.30 95 | 2170 | 475995

Nolas
T UV intensdy 15 from UV Sansor 52 whichis tha duly sensor
NIS * Nol in Service
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Pariod : Oct17 Dose Required (D,,,) (mJfcm?) ; 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate {MGD / UV unit) : 255
PWS ID# : 5903488 Minimurn Vatidated UVT% : 70%
uv Validated uv Validated
Intensity "I yvt Dose  |Flow Rale“ Intensity "' UvT Dose  [Fiow Rate
{Wim?) (%) {mdcm’) | (gpm) (W/m?) {%) {mdicm?} | (gpm)
HOUR: 16:00 20:00
DAY
1 1.33 94 22.90 4933.84 NIS NIS NIS NIS
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 1.30 84 16.60 6936.77 1.32 94 16.50 71498.46
4 NIS NiS NIS NIS NIS NIS NIS NIS
5 1.31 94 17.30 6870.34 1.32 94 17.30 6769.57
6 NIS NIS NIS NIS NIS NIS NIS NiS
7 1.32 93 16.80 6761.99 1.32 93 16.80 6804,35
8 NIS NIS NIS NIS NIS NIS NIS NIS
9 1.33 93 15.80 6719.18 1.32 23 15.80 6639.37
10 NIS NIS NIS NIS NIS NIS NIS NIS
11 1.3 93 17.40 5750.27 1.32 93 17.40 5654.40
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 1,30 93 17.20 6013.79 1.32 93 17.20 4969.96
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 1.33 94 23.30 4784.73 1.29 93 18.20 5980.34
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 1.31 04 24.10 4726.06 1.3 93 22.40 4682.81
15 NIS NIS NIS Nis NIS NiIS NIS NIS
19 1.30 a3 23.00 4709.12 1.30 a3 21.80 4728.73
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 1.31 93 22.00 4919.13 1.30 93 15.80 7020.60
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 1.30 93 22.20 4960.15 1.30 93 21.10 492493
24 NIS NIS NIS NIS NIS NIS Ni§ NIS
25 1.30 94 23.60 4699.75 1.30 94 23.60 4706.44
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 1.30 94 25.10 4736.76 1.29 94 25.00 4734.98
28 NIS NIS NIS NIS NIS NIS NIS NIS
29 1.3 94 26.60 4718.48 1.28 94 26.60 4705.99
30 NIS NIS NIS NIS NIS NIS NIS NIS
3 1.3 a5 27.40 4681.47 1.29 95 27.00 4760.94
Notes

1 UV titensity 1s from LW Sensor #2, which s the duty sensor
NIS = Nol in Setvice

J0OF 3
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Sample No.AT20806
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ;: KENSICO Received By ;: KA ERG
Bottle No ; 19-1524
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 10/02/2017 AT 9:37.00AM
Submitted On : 10/02/2017 AT 12:01:00PM

Agency : Westchester County DEF PWS No.: 5903488

Operations Bldg., Grasslands

Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro PH:
FreeC2: 1.81 Residual Ci2 :
Sample chilled on arrival 7: NA
addt'l| Report To : Sample Type : POT_DW
Comment :
Test Description Units Resuits ___Qualifier Method
Date/Time Set 10/02/2017 AT 2:40:00PM
Diatomaceae Organisms ASU per ml 16 SM1810200F
FRAGILARIA-8
TABELLARIA-8
Chlorophyceae Organisms ASU per ml 0 SM1810200F
Cyanophyceae QOrganisms ASU per mi 0 SM1810200F
Protozoa Organisms ASU per ml 0 SM1810200F
Rotifera Organisms ASU perml 0 SM1810200F
Crustaceae Organisms ASU per ml 0 SM1810200F
Other Microscopic Organisms ASU per ml 0 SM1810200F
Total Microscopic Organisms ASU per ml 16 SM18 10200F
Amorphous Matter ASU per ml 160 SM1810200F

NYSDOH ELAP and NELAC do not offer accreditation for Microscopic Examination. Unless the sample is otherwise qualified, afl method
QC requirements were found lo be acceplable.

|E = Estimated Count |

Approved By Date Approved : 10/03/2017
Environmental Laboratories EMAIL Copy 11/6/2017

NYS ELAP # 10108 Page 1 of 1

A el These analytical results refate only to the sample identified in this report
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Sample No.AT20809
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No ; 22-4231
VALHALLA, NY CcoC:

Collection Point: TREATED Collected By : DONGHUE

ID of Source : WWD1 Collection Date : 10/02/2017 AT 9:15:00AM
Agency : Westchester County DEF Submitted On : 10/02/2017 AT 12:02:00PM
. PWS No. : 5903488
Operations Bldg., Grasslands .
Valhalla, NY 10595 Type Descrlptor : 022 Source ID ;: 000
Atin: Mike Ferraro pH;
FreeCl2: 171 Residual CI2 ;
Sample chilled on arrival ?: YES
addt'l Report To: Sample Type : POT_DW
Comment ;
Test Description Units Results  Qualificr Method
Date/Time Set 10/02/2017 AT 3:11.00PM
Coliform Presence/Absence Test per 100mi| Absent Colilert-18
Heterotrophic Plate Count CFU/ml i SM20 9215B

[E = Estimated Count

Approved By Date Approved : 10/04/2017
Environmental Laboratories EMAIL Copy 11/6/2017

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical results refate only to the sample identified in this report.
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Sample No.AT20810
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 23-3557
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 10/02/2017 AT 9:15.00AM
Agency : Westchester County DEF Submitted On : 10/02/2017 AT 12:02:00PM

Operations Bldg., Grasslands PWS No. : 5903488

Valhalla. NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro ks
Free CR2: Residual Ci2 :
Sample chilled on arrlval ?: YES
addt’l Report To : Sample Type: POT_SRC
Comment :
Test Description Units __Results Qualifier Method
Date/Time Set 10/02/2017 AT 3:12:00PM
Heterotrophic Plate Count CFU/mlI 36 SM20 92158
Coliform, Most Probable Number per 100ml 11 SM20 92218
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 10/06/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 10of 1

(914) 2311620 These analytical results relate only to the sample identifiad in this report.
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Sample No.AT20911
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 13-3427
VALHALLA, NY COcC:
Collection Point ;: RAW Collected By : DONOHUE
ID of Source ; WWD1 Collection Date : 10/03/2017 AT 10:07:00AM
Agency : Westchester County DEF Subn:‘t,tvesd b? ) ;ggosazgg” AT LT
Operations Bldg., Grasslands 0.:
Valhalla. NY 10595 Type DESCﬂPtOI' : 002 Source ID : 000
Attn: Mike Ferraro PH:
Free CI2 : Residual CI2 ;

Sample chilled on arrival ?: YES

addt’l Report To: Sample Type: POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/03/2017 AT 12:27:00PM
Heterotrophic Plate Count CFU/mI 29 SM20 92158
Coliform, Most Probable Number per 100ml 6.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <18 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 10/10/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

(314} 231620 These analytical results relate only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT20912
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : KA
Bottle No: 14-4111
VALHALLA, NY cocC:
Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 10/03/2017 AT 10:08:00AM
Agency : Wesichester County DEF Subng‘ljtvesdh? " 23303312317 AT 11:10:00AM
Operations Bidg., Grasslands 0. :
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro pH:
FreeCI2: 1.70 Residual CI2 :
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/03/2017 AT 12:27.00PM
Coliform Presence/Absence Test per 100mil Absent Colilert-18
Heterotraphic Plate Count CFU/m| <1 SM20 9215B
|E = Estimated Count |
Approved By Date Approved : 10/05/2017
Environmental Laboratories EMALL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical resulls refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT21103
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Vailhalla, New York 10595

Sample Location : KENSICO Received By : KA ERG

Bottle No : 41-4431
VALHALLA, NY coc:

Collection Point: TREATED Collected By : MCQUILLAN

1D of Source : WWDH1 Collection Date : 10/04/2017 AT 11:22.00AM
Agency : Westchester County DEF Submitted On : 10/04/2017 AT 12:24.00PM
g PWS No.: 5903488
Operations Bldg., Grasslands .
Valhalla, NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro pH:
FreeCl2: 1.72 Residual C12 :
Sample chilled on arrival ?: YES
addt'i Report To: Sampla Type : POT_DW
Comment :
Test Description Units Results ____Qualifier Method
Date/Time Set 10/04/2017 AT 3:05:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 1 SM20 9215B

|E = Estimated Count

Approved By Date Approved : 10/06/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 10of 1

(914} 2311620 These analytical results relate only to the sample identified in this regort.



Archived File - May Not Be ADA Compliant

Sample No.AT21104

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA ERG

Bottle No : 42-3108
VALHALLA, NY COcC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWDH1 Collection Date : 10/04/2017 AT 11:23:008M
Agency : Westchester County DEF Submitted On : 10/04/2017 AT 12:24:00PM
. PWS No. ; 5903488

Operations Bldg., Grasslands

Valhalla. NY 10595 Type Descriptor ; 002 Source {D ; 000

Attn: Mike Ferraro L6

Free C12 ; Residual CI2 ;
Sample chilled on arrival ?7: YES
addt’l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method

Date/Time Set 10/04/2017 AT 3:05.00PM
Heterotrophic Plate Count CFU/mI 50 SM20 9215B
Coliform, Most Probable Number per 100ml 14 SM20 92218
Fecal Coliform, Most Probable Number per 100ml 20 SM20 9221E

|E = Estimated Count
Approved By

Date Approved : 10/10/2017

Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108

Page 1of t
(614) 2341620 These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT21155
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA

Bottle No : 8-3262
VALHALLA, NY CcoC:
Collection Point : TREATED

Collected By : DONOHUE
ID of Source : WWD1

Collection Date : 10/05/2017 AT 8:20:00AM

Agency : Westchester County DEF Submitted On : 10/05/2017 AT 10:25:00AM

Operations Bldg., Grasslands
Valhalla, NY 10595
Attn: Mike Ferraro

Type Descriptor : 022

PWS No. : 5903488

Source ID: 000
pH:

FreeC2: 1.70 Residual CI2 :
Sample chilled on arrival ?: YES

addt'l Report To : Sample Type : POT_DW

Comment :
Test Description Unils Results Qualifier Method
Date/Time Set 10/05/2017 AT 12:07.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi <1 SM20 9215B

[E = Estimated Count
Approved By

Date Appraved ; 10/10/2017

Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108

Page 1 of 1
(3357 231:1620 These analytical resulls relate only to the sample identified in this repornt.



Archived File - May Not Be ADA Compliant

Sample No.AT21156

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

KENSICO

Received By : ERG KA
Bottle No : 9-2620
VALHALLA, NY CocC:
Collection Point: RAW Collected By : DONOHUE

ID of Source ; WWD1 Collection Date : 10/05/2017 AT 8:21:00AM
Agency : Westchester County DEF sub"::rt:s':’p? n ;ggogggv AT 10:25:00AM

Operations Bldg., Grasslands 0.
Valhalla, NY 10595 Type Descriptor : 002 Source ID : 000

Attn: Mike Ferraro ak

Free C12 : Residual Ci2 :

Sample chilled on arrival 7: YES

addt'l Report To : Sample Type : POT_SRC

Comment :
Test Description Units Results ____Qualifier Method
Date/Time Set 10/05/2017 AT 12:07:00PM
Heterotrophic Plate Count CFU/mI 40 SM20 9215B
Coliform, Most Probable Number per 100mi 12 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 10/10/2017
Environmental Laboratories EMAIL Copy 11/6/12017
NYS ELAP # 10108 Page 1 of 1
(814) 2311620

These analyfical resulls relate only o the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT21232
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No : 9-2500
VALHALLA, NY COocC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 10/06/2017 AT 9:19:00AM
Agency : Westchester County DEF Submitted On : 10/06/2017 AT 10:03:00AM
; PWS No.: 5903488
Operations Bldg., Grasslands . 002 . 000
Valhalla, NY 10595 Type Descripto:; : SourcelD :
Atin: Mike Ferraro P
Free CI2 : Residual CI2 :
Sample chilled on arrival 7: YES
addt’'l Report To ; Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/06/2017 AT 11:58:00AM
Heterotrophic Plate Count CFU/ml 39 SM20 92158
Coliform, Most Probable Number per 100ml 45 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
|E = Estimated Count i
Approved By Date Approved : 10/10/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT21233
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 10-4222
VALHALLA, NY coc:
Collection Pcint: TREATED Collected By : DONOHUE
ID of Source : WWDA1 Collection Date : 10/06/2017 AT 9:20:00AM
Agency : Westchester County DEF Subn:‘t’t;;: n ;ggﬁgg” AT 10:03:00AM
Operations Bldg., Grasstands 250
Valhalla. NY 10595 Type Descriptor : 022 Source ID; 000
Py pH:
Atin: Mike Ferraro FreeCl2: 1.74 Residual CI2 ;

Sample chilled on arrival ?: YES

addt'l| Report To: Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method

Date/Time Set 10/06/2017 AT 11:58:00AM
Coliform Presence/Absence Test per 100ml Absent Colitert-18
Heterotrophic Plate Count CFU/mI 1 SM20 92158

|E = Estimated Count

Approved By Date Approved : 10/10/2017

Environmental Laboratories EMAIL Copy 11/6/2017

NYS ELAP # 10108 Page 1 of #

(814) 2311620 These analytical results refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT21329
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : EM ERG

Bottle No : 12-4446
VALHALLA, NY COC:

Collection Point: RAW Collected By : MCWILLIAMS

1D of Source : WWD1 Collection Date : 10/09/2017 AT 9:42:00AM
Agency : Westchester County DEF Subng;t;sd'? n ;ggoaﬁgg” AT 10:29:00AM
Operations Bldg., Grasslands > NO. &
Valhalla, NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro pH:
Free CI2 : Residual CI2 :
Sample chilled on arrival ?: YES
addt'l| Report To: Sample Type: POT_SRC
Comment :
Test Descriplion Units Results Quulifier Method
Date/Time Set 10/08/2017 AT 12:32:00PM
Heterotrophic Plate Count CFUiml 27 SM20 92158
Coliform, Most Probable Number per 100ml 7.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml 20 SM20 9221E

|E = Estimated Count |

Approved By Date Approved : 10/13/2017
Environmental Laboratories EMAIL Copy 11/6/2017

NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical results relate only to the sampie identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT21338

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : EM ERG
Bottle No ;: 21-4439
VALHALLA, NY COC:
Collection Point: TREATED Collected By : MCWILLIAMS
ID of Source : WWD1 Collection Date : 10/09/2017 AT 9:40:00AM
Agency : Westchester County DEF Su"“gwsdr? " ;ggﬁggﬂ AT 10:23:.00AM
Operations Bldg., Grasslands > MO -
Valhalla. NY 10595 Type Descriptor : 022 Source ID ; 000
Atin: Mike Ferraro 158
FreeCR2: 1.70 Resldual C2 :

Sample chilled on arrival ?: YES

addt'l Report To: Sample Type : POT_DW

Comment :
Test Description Units Results ____Qualifier Method
Date/Time Set 10/09/2017 AT 12:33:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mI 3 SM20 9215B
|E = Estimated Count |
Approved By Date Approved : 10/11/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

FhLE L These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT21379

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:

ID of Source :

KENSICO Received By :

Bottle No :
VALHALLA, NY CocC:
UL Collected By :
WWDH1 Collection Date :

Submitted On :

KA ERG
11-4370

ROMEO
10110/2017 AT 9:30:00AM

Agency : Weslchester County DEF PWS No. : ;gg\'ﬂggw AT T0zB 00N
Operations Bldg., Grasslands o.: 022 : 000
Valhallr-:!. NY 10565 Type Descriptg; : Source ID; 00
Attn: Mike Ferraro Free C2: 1.72 Residual CI2 ;

Sample chilled on arrival ?: YES

addt'l| Report To : Sample Type : POT_DW

Comment :
Test Deseription Units Results Qualifier Method
Date/Time Set 10/10/2017 AT 11:49.00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mI 7 SM20 92158
|E = Estimated Count
Approved By Date Approved : 10/12/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 10of 1
(914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT21380

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA ERG

Bottle No : 12-4339
VALHALLA, NY

COC:
Collection Paint : RAW Collected By : ROMEO
ID of Source : WWD1 Collection Date : 10/10/2017 AT 9:30:00AM

Agency : Westchester County DEF Suhng&esd : n ;gggggw AT 10:28:00AM
Operations Bldg., Grasslands D > 0. . 002 . 000
Valhalla, NY 10595 Type escnptt;:l : Source ID :
Aftn: Mike Ferraro Free CR2: Residual CR2 :

Sample chilled on arrival ?: YES

addt'l Report To : Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/10/2017 AT 11:49:00AM
Heterotrophic Plate Count CFU/ml 50 SM20 92158
Colifarm, Most Probable Number per 100mi 4.5 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 10/16/2017
Environmentai Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT21521
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By ; KA
Bottle No : 27-4284
VALHALLA, NY CocC:

Collection Point: TREATED

Collected By :

DONOHOE

ID of Source : WWD1 Collection Date : 10/11/2017 AT 9:56:00AM
Agency : Westchester County DEF Subn:)i&esdh? = ;gg;igg” AT 1:14:00PM
Operations Bldg., Grasslands > NO.5
Vaihalla, NY 10595 Type Descriptor : 022 Source 1D : 000
Atin: Mike Ferraro PH:
FreaC2: 1.77 Residual CI2 :

Sample chilled on arrival 7: YES

addt'l| Report To: Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10M11/2017 AT 3:13.00PM
Coliform PresencefAbsence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mi 4 SM20 9215B
|E = Estimated Count
Approved By Date Approved : 10/13/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of
{914) 231-1620

These analylical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT21522

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalta, New York 10595

Sampie Location :

KENSICO

Received By : KA
Bottle No : 2B-3062
VALHALLA, NY CocC:
Collection Point : RAW Collected By : DONOHOE
ID of Source : WWD1 Collection Date : 10/11/2017 AT 9:53:00AM
Agency : Westchester County DEF Submitted On : 10/11/2017 AT 1:14:00PM
; PWS No.: 5903488
Operations Bldg., Grasslands : .
Valhalla, NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro PH:
Free CI2 : Residual CI2 :

Sampie chilled on arrival 7: YES

addt’l Report To ; Sample Type: POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/11/2017 AT 3:13.00PM
Heterotrophic Plate Count CFU/mi 55 SM20 92158
Coliform, Most Probable Number per 100ml| 6.8 SM20 92218
Fecal Coliform, Most Probable Number per 100mi 4.0 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 10/16/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical results refate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT21523

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO

VALHALLA, NY
Collection Point: TREATED
ID of Source : WWD1
Agency : Westchester County DEF

Operations Bldg., Grasslands

Valhalla, NY 10595
Aftn: Mike Ferraro

addt'l Report To:

Received By : KA
Bottle No : B1865
cocC:

Collected By : DONCHOE
Collection Date ;: 10/11/2017 AT 9:55:00AM
Submitted On : 10/11/2017 AT 1:14:00PM
PWS No. : 55803488
Type Descriptor : 022
pH:

FreeC2: 1.77
Sample chilled on arrival ?: YES
Sample Type : POT_DW

Source ID: 000

Residual Ci2 :

Comment :
Method Test Description Results  Qualifier  Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E  Orthophosphate (as P) 0657 mg/L 0.15 1012/2017 10:39am MO
SM20-4500HB Hydrogen lon 7.05 units 0.110/11/2017 3:20pm RRC

The pH is a field parameter with a 15 minute hold time.
used for regulalory reporting purposes.

The Laboratory provides this lest result only as a guide. This result cannot be

DL = Detection Limit

“COG = Limit of Quantitation

J=value is an estimate

Approved By Robert Hilbrandt

QA Officer

Date Approved : 10/16/2017

Environmental Laboratories
NYS ELAP # 10108
{914} 2311620

EMAIL. Copy 11/6/2017
Page 1 of 1

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT21639
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA ERG

Bottle No : 38-2047
VALHALLA, NY CocC:

Collection Point: RAW Collected By : ROMEO

ID of Source : WWD1 Collection Date : 10/12/2017 AT 8:20:00AM
Agency : Westchester County DEF S"b"gw’: h? 0 ;ggﬁggw LA L
Operations Bldg., Grasslands > NO. ¢
Valhalla, NY 10595 Type Descriptor : 002 Source ID: 000
Altn: Mike Ferraro L
Free CI2 : Residual C2 :
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/12/2017 AT 3:01:00PM
Heterotrophic Plate Count CFU/ml 78 SM20 92158
Coliform, Most Probable Number per 100ml 33 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml 20 SM20 9221E
|E = Estimated Count |

Approved By Date Approved : 10/16/2017

Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108

Page 1of 1
{914) 2311620 These analytical results relate only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT21640
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : KA ERG
Bottle No : 39-3009
VALHALLA, NY COC:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWD1 Collection Date : 10/12/2017 AT 8:20:.00AM
Agency : Wesichester County DEF Submitted On : 10112/2017 AT 1:19:00PM
i PWS No. : 5903488
Operations Bidg., Grasslands T . 022 . 000
Valhalla, NY 10595 ype Descripto:; : Source D :
Attn: Mike Ferraro pH:
FreeCR: 1.75 Residual Ci2 :
Sample chilled on arrival ?: YES
addt'| Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/12/2017 AT 3:01:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFUImI 2 SM20 92158
|E = Estimated Count
Approved By Date Approved : 10/16/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

{914) 2311820 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT21694

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location

Collection Point:
ID of Source ;
Agency :

addt'l| Report To:

KENSICO Received By :
Bottle No :

VALHALLA, NY CocC:
ULZU=0) Collected By :
WWD1 Collection Date :
Westchester County DEF SO
Operations Bldg., Grasslands Pws. o
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro pH:
Frea CR2:

KA ERG
19-3664

ROMEQ
10/13/2017 AT 9:15.00AM
101312017 AT 11:10:00AM
5903488

022 Source ID: 000

1.68 Residual CI2 :

Sample chilled on arrival ?: YES
Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/13/2017 AT 1.39.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 1 SM20 92158
|E = Estimated Count
Approved By Date Approved ; 10/16/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

{914) 2311620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT21695
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA ERG
Bottle No : 20-1106
VALHALLA, NY cOocC:

Collection Point: RAW Collected By : ROMEO

ID of Source : WWD1 Collection Date : 10/13/2017 AT 9:15:00AM
Agency : Weslchester County DEF Subn;j&e;lh? n ;gg;;gg” AT 11:10:00AM
Operations Bldg., Grasslands > NO. -
Valhalla NY 10595 Type Descriptor : 002 Source ID ; 000
Attn: Mike Ferraro PH;
Free CI2 ; Residual C12 ;
Sample chilled on arrival ?: YES
addt’'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/13/2017 AT 1:39:00PM
Heterotrophic Plate Count CFU/mi 46 SM20 9215B
Coliform, Most Probable Number per 100ml 7.8 SM20 92218
Fecal Coliform, Most Probable Number per 100mi 20 SM20 9221E
IE = Estimated Count H
Approved By Date Approved : 10/17/2017
Environmental Laboratories EMAIL Copy 11/6/2017

NYS ELAP # 10108

Page 1 of 1
(914) 231-1620

These analytical results refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT21822
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sampie Location : KENSICO Received By : ERG

Bottle No : 24-3338
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DEMA

D of Source : WWD1 Collection Date ;: 10/16/2017 AT 12:35.00FPM
Agency : Westchester County DEF Submitted On : 10/16/2017 AT 1:18:00PM

Operations Bldg,, Grasslands PWS No.: 5903488

Valhalla, NY 10595 Type Descriptor 1 002 Source [D: 000
Attn: Mike Ferraro )8
Free CI2: Residual Ci2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Resulis Qualifier Method

Date/Time Set 10162017 AT 2:41:.00PM
Heterotrophic Plate Count CFU/mI 38 SM20 92158
Coliform, Most Probable Number per 100mi 7.8 SM20 92218
Fecal Coliform, Most Probable Number per 100m! <1.8 SM20 9221E

|€ = Estimated Count

Approved By Date Approved : 10/20/2017
Environmental Laboratories EMAIL Copy 11/6/2017

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT21823

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By :
Bottle No :

VALHALLA, NY cocC:

Collection Point: TREATED Collected By
1D of Source : WWDH Collection Date :

3 Submitted On :

Agency : Westchester County DEF PWS No. :

Operations Bldg.. Grasslands

ERG
25-4433

DEMA

1016/2017 AT 12:30.00PM
10/116/2017 AT 1:18:00PM
5903488

Valhalla NY 10595 Type Descriptor ; 022 Source ID : 000
Attn: Mike Ferraro pH:
FreeCR2: 1.74 Residual CI2 :

Sample chilled on arrival ?: YES

addt'l Report To : Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/16/2017 AT 2:41:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI <1 SM20 9215B
[E = Estimated Count
Approved By Date Approved : 10/18/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT21918
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ;: KENSICO Received By : ERG KA
Bottle No : 13-2457
VALHALLA NY cocC:

Collection Point: RAW Collected By : ROMEO

D of Source : WWD1 Collection Date : 10/17/2017 AT 8:40.00AM
Agency : Westchester County DEF Submitted On : 10/17/2017 AT 11:21.00AM
: PWS No. : 5903488
Operations Bldg., Grasslands
Valhalla. NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro pH:
Free CI2: Residual CI2 :
Sample chilled on arrival 7: YES
addt'l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/17/2017 AT 11.49:00AM
Heterotrophic Plate Count CFU/ml 28 SM20 92158
Coliform, Most Probable Number per 100ml 20 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <18 SM20 9221E
[E = Estimated Count |
Approved By Date Approved : 10/23/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resulls relate only lo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT21919
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 14-3118
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date ; 10/17/2017 AT 8:41.00AM
Agency ; Westchester County DEF s“b":w"sdh? n ;g‘ggﬁgﬂ UL
Operations Bldg., Grasslands O
Valhalla. NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro (Lal5
FreeCi2: 1.72 Residual Ci2 :
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type; POT_DW
Comment :
Test Description Units Results Qualificr Method
Date/Time Set 10/17/2017 AT 11:49:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 4 SM20 92158

|E = Estimated Count

Approved By Date Approved: 10/19/2017
Environmental Laboratories EMAIL Copy 11/6/2017

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22056

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

KENSICO

Received By : ERG KA
Bottle No : 16-3363
VALHALLA, NY CcoOcC:
Collection Point: TREATED Collected By : DONOHOE
ID of Source : WWD1 Collection Date : 10/18/2017 AT 9:12.00AM
Agency : Westchester County DEF Subn:aesd h? " ;gg;ﬁgﬂ AT 11:37.00AM
Operations Bldg., Grasslands > NO. -
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro ;4B
Free CR2: 1.70 Residual CI2 :

Sample chilled on arrival ?: YES

addt'l Report To : Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method

Date/Time Set 10/18/2017 AT 3:08:00PM
Coliform Presence/Absence Test per 100m! Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 92158

|E = Estimated Count

Approved By Date Approved : 10/20/2017

Environmental Laboratories EMAIL Copy 11/6/2017

NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22057
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By ;: ERG KA
Bottle No : 17-2763
VALHALLA, NY CcocC:

Collection Point: RAW Collected By : DONOHOE

ID of Source : WWD1 Collection Date : 10/168/2017 AT 9:11:.00AM
Agency ;: Westchester County DEF s“b":wsdh?: ;g‘gﬂggﬂ AT 11:37:00AM
Operations Bldg., Grasslands R
Attn: Mike Ferraro PH:
Free C12 ; Residual CI2 ;
Sample chllled on arrival ?;: YES
addt’| Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/118/2017 AT 3:08:00PM
Heterotrophic Plate Count CFU/m| 43 SM20 92158
Coliform, Most Probable Number per 100ml 4.0 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 8221E
|E = Estimated Count
Approved By Date Approved : 10/23/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

(3%¢):23%-1620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22178
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New Yark 10595

Sample Location : KENSICO Received By : KA
Bottle No : 21-2741
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date ;: 10/19/2017 AT 9:15.00AM
Agency : Westchester County DEF Submitted On : 10/19/2017 AT 12:03.00PM
. PWS No. : 5803488
Operations Bldg., Grasslands -
Valhalla NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro pH:
Free C2 : Residual CI2 :
Sample chilled on arrival ?7: YES
addt'l Report To : Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/19/2017 AT 2:02:00PM
Heterotrophic Plate Count CFU/mI 21 SM20 92158
Coliform, Most Probable Number per 100mi <4.5 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <4.5 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 10/23/2017
Environmenta! Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108

Page 1 of 1
(914) 2311820 These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22179
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No : 22-3148
VALHALLA, NY cocC:

Collection Pcint: TREATED Collected By ; DONOHUE

ID of Source : WWD1 Collection Date : 10/19/2017 AT 9:16:00AM
Agency : Westchester County DEF Submitted On : 10/19/2017 AT 12:03:00PM
: PWS No. : 5503488
Operations Bldg , Grasslands
Valhalla. NY 10595 Type Descriptor: 022 Source ID : 000
Attn: Mike Ferraro pH:
FreeCR: 166 Residual CI2 :
Sample chilled on arrival ?: YES
addt'l Report To: Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/19/2017 AT 2:02:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mi <1 SM20 9215B

|E = Estimated Count

Approved By Date Approved : 10/23/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 0of 1

(914) 2311620 These analytical results refate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT22269
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Vathalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No : 18-3374
VALHALLA, NY COC:

Collection Point: RAW Collected By : ROMEO

ID of Source : WWD1 Collection Date : 10/20/2017 AT 9:20:00AM
Agency : Westchester County DEF Subn:aesd':‘) n ;gfﬂgg” AT 12:04:00PM
Operations Bldg., Grasslands s
Valhalla, NY 10595 Type Descriptor : 002 Source ID ; 000
Attn: Mike Ferraro pH:
Free CI2 : Residual CI2 ;
Sample chilled on arrivat ?: YES
addt'l Report To: Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/20/2017 AT 2:00:00PM
Heterotrophic Plate Count CFU/ml 205 SM20 92158
Coliform, Most Probable Number per 100m| <1.8 SM20 9221B
Fecal Coliforrn, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count
Approved By

Date Approved : 10/23/2017

Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108

Page 1 of 1
{914) 2311620 These analytical resulls relate only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT22270

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

addt'l Report To ;

KENSICO Received By :

Bottle No :
VALHALLA, NY cocC:
TREATED Collected By :
WWD1 Collection Date :

Westchester County DEF s"b":,%ed On
Operations Bldg., Grasslands S yieh
Valnalla, NY 10595 Type Descriptor :
Altn: Mike Ferraro PH:

Free CL2 ;

KA
19-3626

ROMEQ
10/20/2017 AT 9:20.00AM
1072072017 AT 12:04:00PM

5903488
022 Source ID ; 000
176 Residual CI2 ;

Sample chilled on arrival 7: YES
Sample Type: POT_DW

Comment :
Test Description Units Results ____Qualifier Method
Date/Time Set 10/20/2017 AT 2:01.00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mI 1 SM20 92158
|E = Estimated Count
Approved By Date Approved : 10/23/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

{914} 231-1620

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT22347

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Paint:
iD of Source :
Agency :

NORTH HYDRANT Received By :
OLD ARMY ROAD Bottle No :
SCARSDALE, NY cocC:
U Collected By :
WwbD1 Collection Date :
Westchester County DEF LD el
Operations Bldg., Grasslands PWS No.:
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro PH:

Free CI2:

ERG
14-4094

DEMA

10/23/2017 AT 9:15:00AM
10/23/2017 AT 9:47:00AM
5803488

022 Source ID : 000

0.43 Residual Ci2 :

Sample chilled on arrival 7: YES

addt'l Report To: Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/23/2017 AT 10:59:00AM
Coliform Presence/Absence Test per 100m! Absent Colilert-18
Heterotrophic Plate Count CFUW/mI 1 SM20 92158
|E = Estimated Count
Approved By Date Approved : 10/25/2017
Environmental Laboratories EMAIL Copy 11/672017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analylical resulls refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22349
Westchester County Department of Labs and Research 10 Dana Road Vathalla, New York 10595
Sample Location : NORTH HYDRANT Received By : ERG
OLD ARMY ROAD Bottle No : T650 K0804 0793 0796
SCARSDALE, NY coc:
Collection Point: TREATED Collected By : DEMA
ID of Source : WWD1 Collection Date : 10/23/2017 AT 9:20:00AM

Submitted On : 10/23/2017 AT 9:44:.00AM

Agency : Weslchester County DEF PWS No.: 5903488

Operations Bldg., Grasslands

Valhalla. NY 10595 Type Descriptor : 022 Source ID : 000
i H:
: Ferraro P
Atthabike Frea Cl2; 043 Reslidual Ci2 ;
Sample chilled on arrival ?;: YES
addt'l Report To: Sample Type : POT_OW
Comment :
Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Trihalomethanes
EPA 524 2 Bromodichloromeathane 4.05 ug/lL 050 107232017 MG
EPA 5242 Bromoform < 1L0Q ugl.  0.50 10/23/2017 MG
EPA 524.2 Chloroform 27.9 ug/llL 050  10/23/2017 MG
EPA 5242 Dibromochloromethane 0.330 J ug/ 050 1072322017 MG
"J" Flag - Estimated value on an analyte found below the calibralion range and at or above the delection limit. RWHJr
Haloacetic Acids
EPA 552.2 Bromochloroacetic Acid 1.57 ugiL 1.00 10/24/2017 MG
EPA 5522 Dibromoacetic Acid < LOG ug/ll 1.00 1012412017 MG
EPA 552.2 Dichloroacetic Acid 12.7 uglk,  1.00  10724/2017 MG
EPA 552 2 Monobromoacetic Acid < LOQ ug/.  1.00  10/24/2017 MG
EPA 552 2 Monochloroacetic Acid = LOQ ugiL  1.00 10/24/2017 MG
EPA 552 2 Trichloroacetic Acid 326 ug/lL 100  10/24/2017 MG
Stat charge for semi-volatile tests Completed 10/26/2017 939 am RRC
Stat charge for VOLATILE organic lests Completed 10/23/2017 10:33 pm MG
DL = Detection Limit LOQ = Limit of Quaniitation ~ J=valueTs an estimate H = exceeds holding time
Approved By RobertHilbrandt QA Officer Date Approved : 10/26/2017
Znvironmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1
914) 231-1620

These analytical results relate only to the sample identifiad in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT22390
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No : 32-4080
VALHALLA, NY CocC:

Collection Point: TREATED

Collected By : DONOHUE
ID of Source ; WWD1

Collection Date : 10/23/2017 AT $:27.00AM

Agency : Westchester County DEF
Operations Bldg., Grasslands
Valhalla, NY 10595
Attn: Mike Ferraro

Type Descriptor : 022

Submitted On : 10/23/2017 AT 11:54:00AM

PWS No.: 5903488

Source ID : 000
pH:

Free Cl2: 1.78 Residual CI2 :
Sample chilled on arrival ?7: YES

addt’l Report To : Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/23/2017 AT 2:48.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 6 SM20 92158

|E = Estimated Count
Approved By

Date Approved : 10/25/2017

Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108

Page 1 of 1
kel These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT22391
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No : 33-3385
VALHALLA, NY COC:

Collection Point: RAW Collected By : DONOHUE
ID of Source : WWDH1 Collection Date : 10/23/2017 AT 9:26:00AM
Agency : Westchester County DEF Submitted On : 10/23/2017 AT 11:54.00AM

Operations Bidg., Grasslands PWS No.: 5503488

Valhalla. NY 10595 Type Descriptor 002 Source 1D : 000
Attn: Mike Ferraro pH:
Free CI2 : Residual CI2 ;
Sample chilled on arrival ?7: YES
addt'l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/23/2017 AT 2:48:00PM
Heterotrophic Plate Count CFU/ml 29 SM20 92158
Colifarm, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E
{E = Estimated Count
Approved By Date Approved : 10/25/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22465

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

KENSICO

Sample Location : Received By : ERG
Bottle No : 5-3459
VALHALLA, NY COC:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWD1 Collection Date : 10/24/2017 AT 9:30:00AM
Agency : Westchester County DEF Subngaesd’? " ;ggﬂggw AT 10:04:00AM
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro a0
FreaCI2: 152 Residual CI2 :

Sample chilled on arrival ?: YES

addt'l Report To : Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/24/2017 AT 10:49:00AM
Coliform PresencefAbsence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 92158
|E = Estimated Count
Approved By Date Approved : 10/26/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results relate anly to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22466
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 6-2849
VALHALLA, NY cocC:

Collection Point: RAW Collected By : ROMEO
ID of Source : WWD1 Collection Date : 10/24/2017 AT 9:30:00AM
Agency : Westchester County DEF Submitted On : 10/24/2017 AT 10:04:00AM

Operations Bldg., Grasslands PWS No.: 5903488

Valhalla. NY 10595 Type Descriptor ; 002 Source ID : 000
Attn: Mike Ferraro ik
Free CI2 : Residual C12 :
Sample chilled on arrival ?: YES
addt'l Report Ta: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/24/2017 AT 10:49:00AM
Heterotrophic Plate Count CFU/ml 28 SM20 9215B
Coliform, Most Probable Number per 100ml 55 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 10/30/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results relate only to the sample idenlified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22474
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KB 48 IN. PIPELINE Received By ;: ERG
OLD ARMY ROAD Bottle No : 14-4160
YONKERS, NY cocC:

Collection Paint: NORTH HYDRANT Collected By : MCQUILLAN

1D of Source : WWD1 Collection Date : 10/24/2017 AT 10:40:00AM
Agency : Weslchester County DEF Submitted On : 10/24/2017 AT 11:17.00AM
; PWS No. : 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro PH:
FreeCl2: 070 Residual Ci2 :
Sampie chilled on arrival 7: YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results ____Qualifier Method
Date/Time Set 10/24/2017 AT 2:42.00PM
Coliform Presence/Absence Test per 100mil Absent Colilert-18
Heterotrophic Plate Count CFU/mi <1 SM20 92158
THIS IS A CORRECTED COPY See Note

Added Heterotraphic Plate Count per original request. RRC, 10/26/17.

|E = Estimated Count
Approved By Date Approved : 10/26/2017

Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22556
REPORT OF ANALYSIS

Westchester County Department of L.abs and Research 10 Dana Road Valhalla, New York 10595

Sample Location | KENSICO Received By : ERG
Bottle No : 6-4048
VALHALLA NY cocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWDH1 Collection Date : 10/252017 AT 10:15:00AM
Agency : Westchester County DEF Submitted On : 10/25/2017 AT 11.08:00AM
; PWS No. : 5903488

Operations Bldg., Grasslands

Valhalla. NY 10595 Type Descriptor : 022 Source |D: 000

Altn: Mike Ferraro i

FreeCR2: 1.77 Residual CI2 :
Sample chllled on arrival 7: YES
addt'l Report To ; Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method

Date/Time Set 10/25/2017 AT 11:50:00AM
Caliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mi <1 SM20 52158

|E = Estimated Count

Approved By Date Approved : 10/27/2017
Environmental Laboratories EMAIL Copy 11/6/2017

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical resulls refate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT22557
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No: 7-3379
VALHALLA, NY COC:

Collection Point : RAW

Collected By : MCQUILLAN
ID of Source : WWD1

Collection Date : 10/25/2017 AT 10:16:00AM

Agency : Westchester County DEF s"'b":w’sdh? n ;ggﬂgg” AT 11:08:00AM
Operations Bldg., Grasslands 0.
Va'ha"a NY 10595 Type Descriptor : 002 Source ID : 000
Atin: Mike Ferraro PH:
Frea Cl2: Residual CI2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Typa: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/25/2017 AT 11:50.00AM
Heterotrophic Plate Count CFU/mI 28 SM20 92158
Coliform, Most Probable Number per 100ml 6.8 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

|E = Estimated Count
Approved By

Date Approved : 10/30/2017

Environmental Laboratories EMAIL Copy 11/6/12017
NYS ELAP # 10108

Page 1 of 1
HiLJeia e These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22580
Woestchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERG
Bottle No; B1718
VALHALLA, NY COoC:
Collection Point: TREATED Collected By : MCQUILLAN
ID of Source : WWDH Collection Date : 10/25/2017 AT 10.15:00AM

Agency : Westchester County DEF Submitted On ; 10/25/2017 AT 11:08.00AM

. PWS No. : 5903488
Idg., land "
32|i::|tlaonswa%gsG rasspnds Type Descriptor ;: 022 Source ID; 000

Attn: Mike Ferraro pH:

FreeCR2: 1.77 Residual CI2 :
Sample chilled on arrival ?: YES
addt'l Report To: Sample Type : POT_DW
Comment :

Method Test Description Resulis  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E  Orthophosphate {(as P) 0.861 mgfl. 0.03 10/26/2017 1:38 pm MO
SM20-4500HB Hydrogen lon 701 units 0.1 10/25/2017 2:51 pm RRC

The pH is a field parameter with a 15 minufe hold time. The Laboratory provides this test result only as a guide. This result cannol be
used for regulatory reporting purposes.

“DL = Detection Limit ——L0Q = Limit of Quaniitation J=value is an estimate H = exceeds hoiding time
Approved By RobertHilbrandt QA Officer Date Approved : 10/27/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

{914) 2311620 These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT22628
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA ERG

= Bottle No: 6-1144
VALHALLA, NY CcocC:

Collection Peint : RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 10/26/2017 AT 8:46:00AM
Agency : Westchester County DEF Submitted On : 10/26/2017 AT 10:48.00AM
; PWS No.: 5903488
Operations Bldg., Grasslands )
valhalla, NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro pH:
Free C2 : Residual CI2:
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/26/2017 AT 11.44:00AM
Heterotrophic Plate Count CFU/mi 41 SM20 92158
Coliform, Most Probable Number per 100mI 11 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

[E = Estimated Count
Approved By

Date Approved : 10/30/2017

Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108

Page 1 of 1
(it esiol 2y These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT22629
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KAERG
Bottle No : 7-4363
VALHALLA, NY coc:

Collection Point: TREATED Collected By : DONOHUE

iD of Source : WWD1 Collection Date ; 10/26/2017 AT 8:45.00AM
Agency ; Westchester County DEF Submitted On : 10/26/2017 AT 10:48:00AM
. PWS No. : 5903488
Operations Bldg., Grasslands .
Valhalla NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro pH:
FreeC2: 1.75 Residual C12 :
Sample chilled on arrival 7: YES
addt’l Report To ; Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Tirme Set 10/26/2017 AT 11:44:00AM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mi 1 SM20 92158

|E = Estimated Count |
Approved By Date Approved : 10/30/2017

Environmenta! Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108

Page 1 of 1
{914} 2311620

These analytical results refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22759

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 23-8040
VALHALLA, NY COC:
Collection Point: TREATED Collected By : MCQUILLAN
ID of Source : WWD1 Collection Date : 10/27/2017 AT 11:50.00AM
Agency : Westchester County DEF Subn:&esd:‘) n: ;gggggﬂ AT 12:52:00PM
Operations Bldg., Grasslands 0.:
Valhalla. NY 10595 Type Descriptor : 022 Scurce ID; 000
Attn: Mike Ferraro a8
FreaC2: 1.67 Residual CI2 :

Sample chillled on arrival ?: YES

addt'l Report To : Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/27/2017 AT 2:25:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 1 SM20 92158
|E = Estimated Count ]
Approved By Date Approved : 10/30/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Fage 1 of 1

(914) 2311620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22760
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No ;: 24-3242
VALHALLA, NY cocC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 10/27/2017 AT 11:51:00AM
Agency : Westchester County DEF Subm;tvt\;estO n ;ggzg‘ggﬁ AT 12:52:00PM
Operalions Bldg., Grasslands DT
Valhalla NY 10595 Type Descﬂptor : 002 Source ID : 000
Attn: Mike Ferraro pH:
Free CI2 : Residual CI2 :
Sample chilled on arrival ?: YES
addt'l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results ____Qualifier Method
Date/Time Set 10/27/2017 AT 2:25:00PM
Helerotrophic Plate Count CFU/mI 42 SM20 92158
Coliform, Most Probable Number per 100mi <18 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 10/31/2017
Environmental Laboratories EMAIL Copy 11/612017

NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT22875
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ;| KENSICO Received By : KA ERG

Bottle No : 19-1464
VALHALLA, NY COcC:

Collection Point: RAW Collected By : DEMA

1D of Source : WWD1 Collection Date : 10/30/2017 AT 9:25:00AM
Agency : Wesichester County DEF Submitted On : 10/30/2017 AT 12:11.00PM
; PWS No.: 5903488
Operations Bldg., Grasslands : .
Valhalla, NY 10595 Type Descriptor : 002 Source ID ; 000
Attn: Mike Ferraro pH:
Free CI2: Residual Ci2 :
Sample chilled on arrival ?: YES
addt’l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results ___Qualifier Method
Date/Time Set 10/30/2017 AT 2.32:00PM
Heterotrophic Plate Count CFU/ml 30 SM20 92158
Coliform, Most Probable Number per 100mi 4.5 SM20 9221B
Fecal Caliform, Most Probable Number per 100m! <1.8 SM20 9221E

|E = Estimated Count
Approved By

Date Approved : 11/03/2017

Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP #10108

Page 1 of 1
i ety These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22876
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : KAERG
Bottle No: 20-4383
VALHALLA, NY CocC:
Collection Point: TREATED Collected By : DEMA
ID of Source : WWD1 Collection Date : 10/30/2017 AT 9:22.00AM

Submitted On : 10/30/2017 AT 12:11:00PM

Agency : Westchester County DEF PWS No.: 5903488

Operations Bldg., Grasslands

Valhalla. NY 10595 Type Descriptor: 022 Source ID : 000
Attn: Mike Ferraro PH:
FreeC2: 1.73 Residual CI2 :
Sampile chilled on arrival 7: YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/30/2017 AT 2:32:00PM
Caliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mI 4 SM20 92158
|E = Estimated Count |
Approved By Date Approved: 11/01/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

Ak fiesi L) These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22878
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : KA ERG
Bottle No : 22-2894
VALHALLA, NY coc:
Collection Point; TREATED Collected By : DEMA
ID of Source : WWD1 Collection Date : 10/30/2017 AT 9:20:00AM

Submitted On : 10/30/2017 AT 12:11:00PM

Agency : Westchester County DEF PWS No.: 5903488

Operations Bidg., Grasslands

Valhaliz. NY 10595 Type Descriptor : Source ID: 000
Attn: Mike Ferraro PH:
FreeCI2: 1.73 Residual Ci2 :
Sample chilted on arrival ?: YES
addt’l Report To: Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/30/2017 AT 2:56:00PM
Diatomaceae Organisms ASU per ml 46 SM1810200F

TABELLARIA - 38
ASTERIONELLA -8

Chlorophyceae Organisms ASU per m| 0 SM1810200F
Cyanophyceae Organisms ASU per ml 0 SM1810200F
Protozoa Organisms ASU per mi 30 SM1810200F
DINOBRYON - 30
Rotifera Organisms A3U perml 0 S5M1810200F
Crustaceae Organisms ASU per ml 0 SM1810200F
Other Microscopic Organisms ASU per ml 0 SM1810200F
Total Microscopic Organisms ASU per ml 76 SM18 10200F
Amorphous Matter ASU per ml 175 SM1810200F

NYSDOH ELAP and NELAC do not offer accreditation for Microscopic Examination. Unless the sample is otherwise qualified, all method
QC requirements were found to be acceptable.

[E = Estimated Count

Approved By Date Approved : 11/01/2017
Environmental Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT22917
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Vathalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No : 3-2669

VALHALLA, NY COcC:
Collection Point; RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 10/31/2017 AT 8:54.00AM
Agency : Westchester County DEF Subrr:wasdh? " ;gga;ﬁgw AT 10:10:00AM

Operations Bldg., Grasslands b
Valhalla, NY 10595 Type Descriptor : 002 Source ID: 000

Attn: Mike Ferraro pH:

Free CI2 : Residual CI2 :

Sample chilled on arrival 7: YES

addt'l Report To :

Sample Type: POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 10/31/2017 AT 11:59:00AM
Heterotrophic Plate Count CFU/mI 30 SM20 9215B
Coliform, Most Probable Number per 100m} 55 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 11/06/2017
Environmental Laboratories EMAIL Copy 11/8/2017
NYS ELAP # 10108 Page 1 of 1

L) esial These analylical results relate only to the sample idenlified in this report
e ——



Archived File - May Not Be ADA Compliant

Sample No.AT22918
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 4-3637
VALHALLA, NY coc:
Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 10/31/2017 AT 8:55.00AM
Agency : Westchester County DEF SUb";\t::sdh?"f ;ggﬁg” AT 10:10:00AM
Operations Bldg., Grasslands 0.:
Valhalla. NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro pH:
Free CI2: 1.70 Residual Ci2 :

Sample chilled on arrival ?: YES

addt'l Report To: Sample Type : POT_DW

Comment :
Test Description Units Eults Qualifier Method
Date/Time Set 10/31/2017 AT 11:59.00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/m| 6 SM20 92158
|E = Estimated Count
Approved By Date Approved ; 11/02/2017
Environmenta! Laboratories EMAIL Copy 11/6/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical results refate only to the sample identified in this repornt



Archived File - May Not Be ADA Compliant



