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Westchester
gOV.CO

Robert P. Astorinoe
County Executive
Depirtment of Envionmental Facihities

Yineent F Kopickd, 11
Acting Cinumissioner

December 11, 2017

EES Case Management Unit

Environment and Natural Resources Division
U.S. Department of Justice

P.O. Box 7611

Washington, D.C. 20044-7611

Chief, Water Compliance Branch

Division of Enforcement and Compliance Assistance
U.S. Environmental Protection Agency, Region II
290 Broadway, 20th Floor

New York, NY 10007

Chief, Water and General Law Branch

Office of Regional Counsel

U.S. Environmental Protection Agency, Region Il
290 Broadway, 16th Floor

New York, NY 10007

Re: DJ#90-5-1-1-10536
To Whom Ever This May Concern:
Enclosed herewith is Westchester County’s November 2017 Monthly Operating Report.

Sincerely,

S I

Anthony Della Valle, P.E.
Director, Wastewater Treatment

cc:  Andrew E. Krause, via e-mail
Cristine Irvin Phillips, via e-mail
EES Case Management Unit, via e-mail

@7 H

Ihvision of Solid Waste
Wastewater Treatment
Water Agency

270 North Avenue
New Rochelle. New York 10801 Telephone: (91 1) 813-5 100 Fax: (91 1) B13-5160 Website: westchestergov.com
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Westchester
govcom

Westchester County Water District #1

LT2 Compliant Water report 2017

November LT2 Compliant Water | Non Compliant Water
Gallons Gallons

White Plains 177,925,000 16,931,000

Scarsdale 39,684,000 0

Yonkers 161,100,000 0

Mount Vernon 219,138,000 0

Monthly Total 597,847,000 16,931,000
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NEW YORK STATE DEPARTMENT OF HEAL
Bureau of Water Supply Protection

Water Systems Operation Report
Microbial Sample Results

Public Water System Name Reporting Month/Year Date Report Submitted Source Waler Type(s) l
WWD#1 - Kensico Dam Nov 17 12/07/17 l
Public Water System ID County lown, Village, or City Surface Water
. NY 5903488 Westchester Valhalla
_ _Chlorination | Other Treatments / Readings
| Treated water Liquid | Free chlorine |
Source(s) in|  volume e residual at Caustic Ortho
DATE | esidua a Treated |
Use (1,000 Hypochlorite added | entry point Gal Gal Turb
gallons/day) to crock (gallons) (mgfl) Used Used
] 709 ST S B 2
12 | 112
3 | B 120
e | ]
I R
_6 1 |
ENEy P S
AT T 6,700

quigalsof % chlorine added tv gals of water

) ooz /

Operator Grade Level

it E,, 2. LV,NY DOH Operator Centification Number:
Date: }‘ ; / / 7

R

=2

DOH-360 (02/05) Page 10of 2
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Microbiological Samples and Free Chlorine Residual

Sample Tota! Free  |Population Served
Date of Type Colifarm E.coli Chiorine

Sample Location Sauet T?Fl;?a:lég? Positive Posttve Rf;grﬂa' Number of microbiological monitoring samples required
3 HTE

Kensico Dam nwoinz No No | 173 |Numberof microbiological samples taken: 20
Kensico Dam nznr No No 1.68  |Did an M&R violalion occur? Mo
Kensico Dam 11/0317 Nag No 1.72
Kensico Dam 11/06/17 i No | No 1.79 If "Yes", check reason(s) below:
Kensico Dam | 110717 | " Ne | No 1.78 Actual number of samples is fewer than required.
Kensico Dam | 11/08117 No ! No 1.78 Did not collect/analyze repeat samples
Kensico Dam 110917 No | Na 1.72 Did no{ collect/analyze for E.coli for positive total
Kensico Dam | 11/13/17 No ' No 1.70 coliform from routine/repeat sample.
Kensico Dam | 1114117 No | No 158
Kensico Dam | 11517 No No 1.1 Did an MCL violation occur? Nao
Kensico Dam | 11H617 No No | 166
Kensico Dam | 1117117 No No ‘ 1.74 Ii “Yes", check reason(s) below (see also Part 5, Table & for
Kensico Dam | 11/20117 No No | 169 ladditional information). |
Kensico Dam 12AnT No No | 1.79 l For systems collecting less than 40 samples per mon!hI
Kensico Dam 1112217 No No I 1.72 | two ar more of the samples {routine and/or repeat) are
Kensico Dam 172517 No No 1.75 | positive for total colform (=total coliform MCL vicnlz;\ticm)I
Kensico Dam 112117 No No l 1.59 |
Kensico Dam 11728117 No No | 167 | For systems collecting 40 or more samples per month: |
Kensico Dam 11/2917 No No | 1.7 more than 5% of the samples {routine and/or repeat) '
Kensica Dam 11/30{17 No No 154 | are positive for total coliform {=total coliform MCL

1 vioiation), [

The original sample was E.coli positive and at least 1

i repeat sample was positive for lotal coliform |
(=E.coli MCL violation).

o
A e L I

| Reminder: System must collect a minimum of five (5) routine
| microbiological monitering samples during the month foliowing a
! i repeat sample coliection. !

l J !

]:_ | } 1' As required by 5-1.72, "Operation of a Public Water System”, a
|

copy of this form shall be sent te your local health department
! 1 by the 10th calendar day of the next reporting period.

Samgple Colleclor{s). Larry Dema, Fred McQuillan
Name of NYSDOH Certified Laboralory. WCDLR 10108

Did any MCL violations occur? I so, please describe:

Did an emergency or low pressure problem occur? Did source water bypass an existing treatment process in the system? If so, please explain,

Comments:
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NEW YORK STATE DEPARTMENT QF HEALTH
Bureau of Public Water Supply Protection

Water Systems Operation Report
UNFILTERED SURFACE WATER SYSTEMS

Instructions: Complete form and submil to your local health unit within 10 days of the close of the reporting month

NAME OF PUBLIC WATER SYSTEM PROGRAM CODE STATION (NUMBER) REPORTING MONTH/YEAR
WESTCHESTER COUNTY .
WATER DISTRICT NO. 1 100 05903488 Nov ™17
Localion VALHALLA County WESTCHESTER
(CVT)
RAW WATER TURBIDITY
DATE | 0000 | 0400 | 0BOO | 1200 | 1600 | 2000 DATE | er‘?&g'n“:{"(':'gg',‘ﬂ o | p o fgg:n?ggl’g:tes
1 0.36 0.31 0.36 0.39 037 0.37 1 45 <18
2 037 0.31 0.35 0.36 0.37 0.39 2 78 <18
3 038 0.35 043 0.40 0.38 0.40 3 78 45
4 0.51 0.36 039 0.40 037 0.39 4
5 037 035 038 038 0.37 0.38 5
6 037 0.33 0.39 042 0.41 037 6 78 <1.8
7 039 0.32 0.40 0.36 039 038 7 700 <18
8 0.39 0.34 044 043 042 0.42 8 78 <1.8
9 0.41 0.34 043 041 0.40 0.36 9 <1.8 <18
10 0.47 0.38 043 0.44 0.44 0.44 10 <18 <18
1 0.43 0.39 043 044 0.43 0.4 1
12 0.45 0.40 0.44 043 0.43 045 12
13 0.43 0.40 044 0.46 0.44 0.41 13 40 <18
14 0.41 0.39 0.44 045 045 0.44 14 68 <18
15 0.45 0.40 0.49 0.44 0.47 0.46 15 36 <18
16 0.46 042 048 045 0.46 047 186 20 <18
17 0.44 0.43 0.51 0.47 0.47 048 17 20 <18
18 0.46 0.45 0.47 045 0.48 048 18
19 0.47 043 0.48 0.52 0.48 0.49 19
20 0.47 0.45 0.50 0.49 0.48 0.46 20 6.8 <18
21 0.49 0.45 0.49 0.52 051 0.53 21 <1.8 <18
22 0.50 0.51 052 0.52 053 052 22 45 <18
23 050 049 051 0.51 051 052 23 ;
24 0.51 0.51 051 052 052 052 24
25 0.54 053 057 055 056 062 25 <1.8 <1.8
26 0.56 056 057 053 0.56 055 26
27 056 057 057 0.60 063 056 27 <18 <18
28 0.55 0.56 064 058 0.57 058 28 68 <18
29 0.58 055 067 064 062 059 29 45 <18
30 0.55 0.58 064 059 058 061 30 20 <18
31 H
1. Record raw water turbidity values every four hours. 4. Minimum number of microbiological samples required
per week NIA

2. Notify state by the end of tha next business day
whenever the raw water turbidity exceeds 5 NTU 5 A daily microbiological sample is required every day the
raw water lurbidity exceeds 1 NTU

3. Population served NiA

DOHYMa (3% )0 1012 OVER
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Monthly Operation Report for UV Disinfection

Summary
Reporting Period: November-2017 UV Reaclor Modetl: Trojan Swift 61.24
Water System: WCWD #1 Orchard Street Max Validated Flow Rate (MGD per UV unit): 255
PWS ID#: , 9803488 Minimum Validated UVT%: 70%
y “&B/ Target Pathogen: Cryplosporidium
Operator Signature:for™ __ML . F.2 YA Target Log Inaciivation: 30
Operator Certification #: &0z 24\ Dose Required (D,..} {mJicm®)": 12
Date: [(Z--1F Validation Factor {VF): Varizble
Minimum Validated
Total Production Dose Total Volume Off-Spec
UV Unit # {MG) {mJicm?) (MG)
1 89.71 5.70 0.156
2 8553 5.70 0.272
Total 175,24 0.429
1. % of total volume of water produced this month that was Off-Specification ; 0.245
2. Facility meets Off-Specification Requirement (i.e. value in Line 1 is <5%} (YIN): Yes
3. Number of UV Sensors in use during this month: 8
4. Number of UV Sensors checked for calibration this month: 6
5. % of UV Sensors checked for calibration this month: 100
6. UVT Analyzer calibration checked?® (Y/N): Yes

Notes:
! Dy, is the dose required to achieve the larget log inactivation of the larget pathogen withaul a VF or Correction Factor {CF)

applied (see Table 1.4 in the USEPA UV Disinfection Guidance Manual {UVDGM)).
? The Calculated Dose is the dose calculated by the UV system's PLC and reported by the SCADA system,

3 Itis recommended that calibration of the UVT analyzer be checked weekly.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporiing Period : November-2017 Dose Required (D,,,) (mdem?): 12
Water System :) #1 Orchard Sireet Max Validaled Flow Rate (MGD / UV unit) ; 25.5
PWS ID#: 5903488 Minlmum Validated UVT% : 70%
Operational Data Data at Dally Minimum Validated Dose
UV Sensor
Correction | Calculated Validated Validated| Total
Total Min. |Max. Flow| Facto? [ MS2RED?| Validation| Dose® Dose > | OR-Spec.
Production | UVT Rate {CF) {(myem®) | Factor' | (mJiem?) |FowRate| uvVT® Dua’? | Volume
Day | (MG) {%} {GPM) [A] (B] ] [BAA'C)] | (GPM) (%) (Y/N) {MG)

1 3.70 94 4718.00 1 40.30 1.80 22.00 4700.0 94 Y o

2 2.59 93 6805.00 1 31.00 1.90 16.30 6803.0 93 Y -

3 3.73 93 4745.00 1 39.90 1.80 21.60 4721.0 93 Y -

4 2.45 93 6657.00 1 31.60 1.90 16.70 6655.0 93 Y -

5 372 94 4736.00 1 40.40 1.80 22.10 4688.0 94 Y -

6 2.58 93 6943.00 1 30.40 1.90 15.90 6919.0 93 Y -

7 3.71 93 4726.00 1 40.00 1.80 21.80 4699.0 93 Y -

B 2.44 93 6874.60 1 30.50 1.90 15.90 6874.0 93 Y -

9 3.17 94 4746.00 1 40.80 1.80 22.50 4669.0 94 Y -
10 2.40 93 4735.00 1 44.00 1.70 25.60 4505.0 93 Y -
11 3.71 94 4727.00 1 43.40 1.70 2520 4677.0 94 Y -
12 2.17 95 5041.00 1 42.00 1.70 24.60 5036.0 95 Y -
13 .24 94 A4714.00 1 42.10 1.80 23.70 4679.0 94 Y S
14 2. 94 5064.00 1 42.90 1.80 24.40 4535.0 94 Y -
15 3.72 94 4742.00 1 41.70 1.80 23.50 4697.0 94 Y -
16 [™234 - 84— 15091.00 1 39.80 1.80° 22401803100 T e Y -
17 3.74 93 4730.00 1 38.10 1.90 20.90 4714.0 93 Y -
18 2.00 23 5044.00 1 40.20 1.80 22.00 4692.0 23 Y -
19 3.29 93 4761.00 1 39.40 1.90 20.80 4504.0 93 Y -
20 2.33 93 4979.00 1 40.40 1.80 22.30 4665.0 93 Y -
21 3.36 93 4701.00 1 40.50 1.80 22.60 4672.0 93 Y -
22 2.29 93 4740.00 1 38.50 1.80 21.50 4683.0 93 Y -
23 3.57 93 5075.00 1 37.90 1.90 19.80 4721.0 83 Y -
24 1.97 93 4940.00 1 38.80 1.90 20.50 4679.0 93 Y -
25 3.62 92 5050.00 1 36.00 1.90 18.50 4692.0 92 Y -
26 1.91 92 4987.00 1 35.40 1.90 18.90 4961.0 92 Y -
27 3.37 89 5040.00 1 31.40 2.30 13.70 4688.0 89 Y -
28 2.28 85 5126.00 1 29.80 2.50 11.70 4679.0 85 N -
29 3.50 84 5070.00 1 28.10 2.50 11.80 4674.0 84 N -
30 4.49 70 5108.00 1 21.50 3.70 5.70 4685.0 70 N 0.156
31 - - - 1 - - - - - -

MIN. 1.91 21,50 5.70 4504.00 70

MAX. 4.49 44,00 25.60 6919.00 95

Total 89 71 0.156
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day
for the three sensors, and the three sensor readings should always trend in the same direction as one another (i.e. all increase or all
decrease from one day to the next). If not, sensor and/for lamp operation (e.g. calibration, cleaning, etc.) should be checked.

* Refer to the "Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced  CF = 1 if all sensars for a reactor are within calibration. Never use CF < 1.

? Calculated dose is calculated by the UV system's PLC and reported by the SCADA system.

! Validation Factor is calculated by the UV system’s PLC and reporied by the SCADA system

* Validated dose is calculated by the SCADA system. Calculation Is based on the following. Validated Dose = (Calculated Dose) / {VF
x CF), where VF = validation faclor; CF = Sensor Correction Factor

% D,., Is the dose required lo achieve the targel log inactivation without 2 VF or CF applied (see Table 1.4 in the UVDGM)

! Enter total volume of off-specification water produced each day that an off-specification avenl{s) cccurs. These values are obtained
from the “Off-Specification Calculation” warksheel(s).

¥ Transmittance is calcutated by the UV System's PLC and reported by the SCADA system
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Notes

Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Nov-17 Dose Required {D,,,) (micm?) ; 12
Water Systemn : WCWD#1 Orchard Streel  Max Validated Flow Rate (MGD / UV unit) ; 255
PWS ID# : 5903488 Minimum Valldated UVT% ; 70%
uv Validated uv Validated
ntensity " gyt Dose  |Flow Rate] Intensity " UvT Dose  |Flow Rate
{(Wim?) (%} (miem®) | (gpm) {Wim?) (%) (mdiem?®) | (gpm)
0:00 4:00
NIS NIS NIS NIS NIS NIS NIS NIS
1.22 94 22.00 4873.20 1.25 94 16.30 2815.87
NIS NIS NIiS NIS NIS NIS NIS NIS
.21 93 15.80 7056.72 1.24 a3 16.70 2792.24
NIS NIS NIS NIS NIS NIS NIS NIS
1.23 94 2210 4916.01 1.23 93 15.90 2804.28
NIS NIS NIS NIS NIS NIS NIS NIS
1.23 93 21,80 4892.82 1.23 94 15.90 3012.96
NIS NIS NIS NIS NIS NIS NiIS NIS
1.25 94 22.50 4922.70 1.23 a3 25.90 2841.29
NIS NIS NIS NIS NIS NiS NIS NIS
1.22 94 25.20 4861.16 1.25 95 24.60 2850.65
NIS NIS NIS NIS NIS NIS NIS NIS
1.24 94 23.70 2815.87 1.25 94 25.80 2898.36
NiS NIS Nis NIS NIS NIS NIS NIS
1.22 94 23.50 4821.72 1.21 94 22.40 2799.28
NIS NIS NIS Nis NIS NIS NIS NIS
1.21 93 20.90 4878.55 1.23 a3 22.00 2825.24
NIS NIS NIS NIS NIS NIS NIS NIS
1.2 93 20.80 4562.74 1.23 92 22.70 2869.83
NIS NIS NIS NIS NIS NIS NIS NIS
1.23 a3 22.60 2827.91 1.22 84 35.10 2844.86
NIS NIS NIS NIS NIS NIS NIS NIS
1.21 a3 19.80 2874.28 1.21 93 32.50 2813.64
NIS NiS NIS NIS NIS NIS NIS NIS
1.1% 92 18.50 2818.55 1.22 92 28.30 2877.41
NIS NIS NIS NIS NIS NIS NIS NIS
1.22 89 13.70 2842.18 1.21 88 19.60 2860.91
NIS NIS NIS NIS NIS NIS NIS NiS
1.21 84 11.80 2842.63 1.22 82 12.40 2883.20

1. UV Intensity is fram UV Sensor #2, which is the duty 5engor

MIS = Not in Service

10F 3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Nov-17 Dose Required (D,,) {mdiem?) : 12
Water System : WCWD#1 Orchard Street Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# : 5803488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity | yyr Dose  IFlow Rate| Intensity " UvT Dose  |Flow Rate
{Wim?) (%) (mdicm?®) | (gpm) (Wim?) (%) (mJdiem?) | (apm)
HOUR: 8:00 12:00
DAY
1 NIS NIS NIS NIS 1.23 94 2410 4879.89
2 1.22 94 16.30 4657.84 NIS NIS NIS NIS
3 NIS NIS NIS NIS 1.22 94 21.70 4885.24
4 1.24 93 16.70 4686.82 NIS NIS NIS NIS
5 NIS NIS NIS Nis 1.22 94 22.10 4866.96
6 1.23 93 15.90 4714.02 NIS NIS NIS NIS
7 NIS NIS NIS NIS 1.21 93 21.80 4855.37
] 1.23 94 15.90 3045.95 NIS NIS NIS NIS
9 NS NIS NIS NIS 1.22 94 24.80 4873.65
10 1.25 93 25.90 4634.21 NIS NIS NiS NIS
11 NIS NIS NIS NIS 1.20 94 25,30 4814.35
12 1.24 a5 24.60 2774.41 NIS NIS NIS NIS
13 NIS NIS NIS NIS 1.21 04 23.70 4835.30
14 1.23 94 25.40 4709.12 NIS NIS NIS NIS
15 NIS NIS NIS NIS 1.21 94 23.50 4917.79
16 1.23 94 22.40 2809.63 NIS NIS NIS NIS
17 NIS NIS NiIS NIS 1.20 94 23.80 4888.81
18 1.24 93 22,00 2827.02 NS NIS NIS NIS
19 NIS NIS NIS NIS 1.22 93 33.30 2802.05
20 1.22 93 22,70 2884.09 NIS NIS NIS NIS
21 NIS NIS NS NIS 1.20 94 22.90 4861.16
22 1.22 94 23.40 4848.68 NIS NIS NIS NIS
23 NIS NiS NIS NIS 1.47 93 20.7¢ 4890.59
24 1.22 93 32.50 2831.93 NIS NIS NIS NIS
25 NiS NIS NIS NIS 1.19 93 20.00 4B30.40
26 1.22 92 28.30 2818.55 NIS NIS NIS NIS
27 NIS NIS NIS NIS 1.20 a0 14.40 4895.94
28 1.21 87 17.50 2842.63 NIS NIS NIS NIS
29 NIS NIS NIS NIS 1.56 85 12.60 4848.68
30 1.23 81 12.20 2846.64 NIS NIS NIS NIS
n
Nofes

1. UV Intensity is from UV Sensor #2, which is the duly sensor
NIS = Not in Service

20F3



Archived File - May Not Be ADA Compliant

Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Nov-17 Dose Required (D,,.} imJicm?) : 12
Water System : WCWD#1 Orchard Sireel Max Validated Flow Rate {(MGD / UV unit) : 255
PWS ID# : 5803488 Minimum Validated UVT® : 70%
uv Validated uv Validated
ntensity |yt Dose  {Flow Rate] Intensity " uvT Dose  |Flow Rate
(Wim?) (%) {mdiem?) | (gpm) (Wim?) (%) (mdicm?) | (gpm)
HOUR: 16:00 20:00
DAY
1 1.23 94 23.30 482549 1.22 94 22.10 4870.08
2 NIS NIS NIS NIS NIS NIS NIS NIS
] 1.23 93 21.60 4891,04 1.23 a3 21.80 4888.81
4 NIS NIS NIS NIS NIS NIS NiS NIS
5 1.23 94 22.10 4848.68 1.24 94 22.10 4879.45
6 NIS NIS NIS NIS NIS NIS NIS NIS
7 1.23 93 21.8B0 4814.35 1.23 93 21.80 4858.49
8 NIS NIS NIS NIS NIS NIS NIS NIS
9 1.23 84 24.80 4871.87 1.23 94 22,50 27087.59
10 NIS NIS NIS NI NIS NIS NIS NIS
1" 1.22 94 25.20 4875.88 1.22 94 25.20 4873.65
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 1.23 94 23.70 4822.82 1.22 94 23.70 4844.22
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 1.23 a4 23.50 4879.45 1.22 94 23.50 4865.62
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 1.21 94 23.50 4899.51 1.20 94 22.70 4904.86
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 1.20 93 21.30 4632.87 1.21 93 21.30 4655.61
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 1.20 94 22.60 4898.62 1.21 94 22.60 4791.16
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 121 93 19.80 4928.05 1.20 93 19.80 4920.47
24 NIS NIS NiS NIS NIS NIS NIS NIS
25 1.20 92 18.10 4849.57 1.21 92 19.10 4865.18
26 NIS NIS NIS NIS NIS NIS NIS Nis
27 1.20 90 13.70 483173 1.20 an 13.70 4811.22
28 NIS NIS NIS NIS NIS NIS NIS Nis
29 1.36 85 12.10 4873.65 1.25 B5 11.80 4820.14
30 4.73 70 570 4852.69 4.76 70 5.70 5265.14
k3|
Notes

1 UV Inlensity is from UV Sensor #2. which is the duty sensor.
NIS = Nat in Service

A0F 3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : November-2017 Dose Required {Deq) {mJdiem?): 12
Water System :) #1 Orchard Street Max Validated Flow Rate (MGD / Uy unit} ; 255
PWS ID¥: 5903488 Minimum Validated UVT?, : 70%
Operationai Data Data at Daily Minimum Validated Dose
UV Sensor
Comection | Calculated Validated Valldated Tol
Total Min. |Max. Flow{ Facto? | MS2RED®| validation| Dose® Dose > | OH-Spec.
Production | UVT Rate (CF) (mdlem®) | Factor* | (mdfem?) {FlowRate| UVT® Drq’? | Volume’
Day | (MG) (%) (GPM) Al 8] I€] [BAACY | (GPM) (%) (YN} (MG)
1 2.74 94 6733.00 1 35.20 1.70 20.20 6733.0 94 Y -
2 361 94 4613 00 L 4210 1.80 23 30 4587.0 a4 Y -
3 2.80 93 6929.00 1 31.50 1.90 16.60 6898.0 93 Y -
4 363 94 4639.00 1 41.80 1.80 23.10 4605.0 94 Y &
5 2.44 94 6991.00 1 31.10 1.90 16.40 6977.0 94 Y -
6 360 93 4612.00 1 41.50 1.80 22.80 4576.0 93 Y -
7 242 93 5057.00 1 39.90 1.80 22.00 5019.0 93 Y =
8 3.60 92 4589.00 1 39.10 1.90 20.10 4532.0 92 Y -
g 2.42 94 5068.00 1 40.10 1,80 22.40 5060.0 94 Y -
10 3.62 95 4615.00 1 45.30 1.70 26.70 4582.0 95 Y -
11 2.39 94 5057.00 1 42.80 1.70 25.30 5051.0 94 Y s
12 3.61 95 4609.00 1 45.30 1.70 26.70 4569.0 95 Y -
13 2.44 94 5139.00 1 42.00 1.80 23.80 47650 94 Y -
14 a6 94 4611.00 1 43.40 1.80 24.60 4572.0 94 Y =
15 2.43 94 5106.00 1 40,90 1.80 23.20 5087.0 94 Y -
16 2.84 94 4555 00 1 43.80 1.80 24.90 4533.0 94 Y -
17 2.43 94 5094.00 1 40.10 1.80 22.40 5076.0 94 Y =
18 N 93 6411.00 1 33.60 1.90 18.10 6407.0 93 Y -
19 2.05 93 4790.00 1 38.80 1.90 20.50 4756.0 83 Y -
20 3.28 94 5054.00 1 39.90 1.80 22.30 5054.0 94 Y =
21 232 94 5191.00 1 39,70 1.80 22 40 5181.0 94 Y -
22 3.72 93 5186.00 1 38.40 1.80 21.00 5181.0 93 Y -
23 1.94 93 5057.00 1 40.80 1.70 23.30 50460 93 Y S
24 368 93 5150.00 1 37.80 1.90 19.60 4758.0 93 Y -
25 1.93 93 5075.00 1 38.40 1.80 20.90 5061.0 93 Y -
26 A67 91 5170.00 1 32.00 2.10 15.10 511.0 9N Y =
27 2.32 0 5159.00 1 33.00 2,20 1510 4713.0 90 Y -
28 3.29 86 5080.00 1 27,30 2.40 11.20 4720.0 86 N -
29 2.32 83 5210.00 1 31.00 2.60 12.00 4742.0 83 N -
30 0.97 70 4779.00 1 21.40 3.70 5.70 4708.0 70 N 0.272
3 - - - 1 - - - - - -
MIN. 057 21.40 5.70 4532.00 0
MAX. 3.72 45.3¢ 28.70 6977.00 95
Total 85.53 0272
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day for
the three sensors, and the three sensor readings should always trend in the same direction as one another (i.e. all increase or all
decrease from one day (o the next). If not, sensor and/or lamp operation (e.g. calibration, cleaning, etc.} should be checked.

2 Refer o the ‘Monthly UV Sensor Calibration Check Report” worksheel for CF values. CF is anly requived if UV Sensor 2 is gut of
calibralion and canno! be replaced. CF = 1 if all sensors for a reactor are within calibration. Never use CF<1,

? Calculated dose is calculated by the UV system’s PLC and reported by the SCADA system,

4 Validation Factor is calculated by the UV system’s PLC and reported by the SCADA system,

5 validaled dose is calculated by the SCADA system, Calculation is based on the following: Validated Dose = (Calculated Dose} / (VF x
CF). where VF = validation factor: CF = Sensor Correction Factor

¥ Dyoq 5 the dose required to achieve the target log inactivation without a VF or CF applied (see Tabie 1.4 in the UVDGM).

" Enter total volume of off-specification water produced each day that an ofi-specification evenl{s} occurs. These values are oblained
from the “Off-Specificalion Calcutation” worksheel(s).

® Transmittance is calculated by the UV System’s PLC and reparted by the SCADA syslem,
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Nov-17 Dose Reguired (D,..) (md/em’) : 12
Water System : WCWD#1 Orchard Streel  Max Validated Flow Rate (MGD / UV unit) : 25.5
PWS ID# ; 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity | yyt Dose  [Flow Rate Intensity ® uvT Dose  |Flow Rate
(Wim%) (%) {mJicm?) | (gpm) (Wim?) {%) (mJdiem?) | (gpm)
HOUR: 0:00 4:60
DAY
1 1.29 95 26.90 4725.61 1.32 95 20.20 2861.80
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 1.28 94 23.30 AT44.34 1.32 24 16.60 2849.76
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 1.3 94 23.10 4771.99 1.28 94 16.40 2901.93
6 NIS NIS NIS NIS NIS NIS NIS NIS
7 1.29 03 22.B0 4757.27 1.30 a3 22.00 2807.28
8 NIS NIS NIS NIS NIS NIS NIS NIS
9 1.3 92 20.10 4751.92 1.28 94 22.40 2901.93
10 NIS NIS " NIS NIS NIS NIS NIS NIS
1" 1.20 95 26.70 4735.87 1.28 a5 25.30 2914.86
12 NIS NiS NIS NIS NIS NIS NIS NIS
13 1.29 895 26.70 4728.73 1.30 95 24.60 2918.87
14 NIS NIS NIS NIS NIS NIS NIS NiIS
15 1.29 94 24,60 4804.54 1.29 94 23.20 2928.24
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 1.28 94 24.90 289212 1.29 94 35.20 2501.04
18 NIS NIS NIS NIS NIS NiS NIS NIS
19 1.26 93 18.10 4881.23 1.30 93 20.50 292467
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 1.28 94 22.30 2872.95 1.29 94 36.50 2878.30
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 1.28 93 21.00 2934.03 1.28 93 33.80 2871.61
24 NIS NiS NIS NIS NIS NIS NIS NIS
25 1.27 93 19.60 2939.83 1.27 93 32.20 2918.87
28 NIS NIS NIS NIS NIS NIS NIS NIS
27 1.26 3] 15.10 2903.27 1.29 91 25.30 2901.04
28 NiS NIS NIS NIS NIS NIS NIS NIS
29 13 86 11,20 2949.64 1.29 87 17.60 289301
30 NIS NiS NIS NIS NIS NIS NIS NIS
K}
Nolas

1 UV intensity is from UV Sensor #2, which is the duty sensor
HIS = Nol in Service
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Pariod : Nov-17 Dose Raquired {Dyeq) (mdicm?) : 12
Wator System : WCWD#1 Orchard Street  Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# ; 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity " UVT Dose  |Flow Rate| Intensity ¥ uvT Dose  |Flow Rate
{Wim?%) {%) {mdicm?) | (gpm) {Wim?) {%) {mdicm?) | (gpm)
HOUR: 8.00 12:00
DAY
1 1.30 94 20.20 402716 | NIS NIS NIS NIS
2 NIS NIS NIS NIS 1.28 94 23.60 4745.23
3 1.29 94 16.60 4958.37 NIS NiS NIS NIS
4 NIS NIS NIS NIS 1.30 94 23.30 4749.25
5 1.30 94 16.40 2935.82 NIS NIS NIS NIS
6 NIS NIS NIS NIS 1.30 94 23,80 4718.48
7 1.30 93 22,00 290193 NIS NIS NIS NIS
8 NIS NIS NIS NIS 1.29 93 22.90 4679.24
9 1.30 94 22.40 2023.78 NiS NIS NIS NIS
10 NIS NIS NIS NIS 1,29 85 26.80 4770.20
11 1.31 95 25.30 2872.95 NIS NIS NIS NiS
12 NIS NIS NIS NiS 1.29 95 27.10 4740.33
13 1.30 95 24.60 2807.28 NIS NIS NIS NIS
14 NIS NIS NIS NIS 1.29 94 25.00 4703.32
15 1.29 94 23.20 4869.19 NIS NIS NIS NIS
16 NS NIS NIS NIS 1.29 94 24.90 4661.41
17 1.28 94 22,40 4941.87 NIS NIS NIS NIS
18 NIS NIS NIS NiS 1.28 94 36.90 2872.95
19 1.29 93 20.50 2859.12 NIS NIS NIS NIS
20 NIS NIS NIS NIS 1.27 94 22.90 4907.54
21 1.28 94 28.00 4501.33 NIS NIS NIS NIS
22 NIS NIS NIS NIS 1.27 94 22.20 4941.87
23 1.27 a3 33.60 2B34.16 NIS NIS NIS NIS
24 NIS NIS NIS NIS 1.26 93 20.00 4945.44
25 1.28 93 31.90 2886.32 NIS NIS NIS NIS
26 NIS NIS NIS NIS 1.28 92 18.20 493474
27 1.29 91 24.60 3352.72 NIS NIS NIS NIS
28 NIS NIS NIS NiS 1.58 86 12.30 4903.97
29 1,29 85 15.50 4549.93 NIS NIS NIS NIS
30 NIS NIS NIS NIS 2.02 80 12.20 4910.21
31
Notas

1 UV Intensity is lrom UV Sansor £2. which is the duty sensor
MIS = Mot in Service

20F 3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Nov-17 Dose Required {Duq} {mJIcm') : 12
Water System : WCWD#1 Orchard Sireet  Max Validated Flow Rate (MGD / UV unity ; 255
PWS ID# : 5903488 Minimum Validated UVT%:  70%
uv Validated uv Validated
Intensity ") gyt Dose  (Flow Rate| Intensity ™" uvT Dose  |Flow Rate
{Wim?) (%) {mdiem?) | (gpm) {Wim?) (%} {mJem®) | (gpm)
HOUR: 16:00 20:00
DAY
1 NIS NIS NIS NIS NIS NiS Nis NIS
2 1.30 94 23.30 4756.38 1.29 94 2330 4718.48
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 1.29 94 23.30 4737.65 1.29 94 23.20 4771.54
5 NIS NIS NIS NIS NIS NIS NIS NIS
6 1.31 94 2330 4705.10 1.31 94 23.30 4702.87
7 NIS NIS NIS NIS NIS NIS NIS NIS
8 1.31 93 22.80 4718.03 1.30 92 20,10 4741.67
9 NIS NIS NIS NIS NIS NIS NIS NIS
10 1.29 95 26.80 4723.83 1.29 95 26.70 4795.17
1 NIS NIS NIS NIS NIS NIS NIS NIS
12 1.29 95 27.00 4720.711 1.30 95 26.70 472472
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 1.29 94 25.00 4739.44 1.29 94 24.60 470243
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 1,30 94 24.90 4742.11 1.30 94 24.90 2829.70
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 1.28 93 18.10 492493 1.28 93 18.10 4976.65
19 NIS NIS NIS NIS Nis NIS NIS NIS
20 1.28 94 22.80 4886,13 1.26 94 22.80 4987.80
21 NIS NIS NIS NIS NIS NIS NIS NIS
22 1.28 93 21.30 48971.74 1.27 93 21.30 4045.88
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 1.28 93 20.00 4965.06 1.28 93 19.60 4941.87
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 1.28 92 17.20 4916.01 1.27 91 16.80 49B0.66
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 1.33 86 12,10 4940.09 1.26 86 11.20 5062,26
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 NIS NIS NIS NIS NIS NiS NIS NIS
3
Notes.

1 UV intensity is from UV Sersor #2, which is the duty sensor
NiS = Not in Service

30F 3
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Sample No.AT23065
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSIO Received By : KAERG
Bottle No : 31-2630
VALHALLA, NY CocC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 11/01/2017 AT 10:31.00AM
Agency : Westchester County DEF Subn:%esd':) n ;;‘ggi‘;g” AT 12:07:00PM
Operations Bldg., Grasslands > NO.:
Valhalla, NY 10595 Type Descriptor ; 002 Source ID : 000
Atin: Mike Ferraro pH:
Free CI2 ; Residual Ci2 :
Sample chilled on arrlval ?: YES
addt'| Report To ; Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/01/2017 AT 2:56:00PM
Heterotrophic Plate Count CFU/mI 33 SM20 92158
Coliform, Most Probable Number per 100ml 4.5 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count |
Approved By Date Approved : 11/06/2017
Environmental Laboratories EMAIL Copy 127712017
NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical results relate only to the sample identified in this report
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Sample No.AT23066
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSIO Received By : KA ERG

Bottle No : 32-3247
VALHALLA, NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 11/01/2017 AT 10:30:00AM
Agency : Westchester County DEF Submitted On : 11/01/2017 AT 12.07:00PM
i PWS No. : 5903488
Operations Bldg., Grasslands . 02 - 000
Valhalla, NY 10595 Type Descriptc;; : 2 Source ID :
ALl S FreeC2: 173 Residual C2 ;
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/01/2017 AT 2:56:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFUiml 2 SM20 9215B
|E = Estimated Count |
Approved By Date Approved : 11/03/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resulls relate only to the sample identified in this report
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Sample No.AT23172
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA ERG
Bottle No : 27-8052
VALHALLA, NY CcOoC:

Collection Point: TREATED Collected By : DEMA

ID of Source : WWDH Collection Date : 11/02/2017 AT 9:35:00AM
Agency : Weslchester County DEF Submitted On ;: 11/02/2017 AT 12:51:00PM
\ PWS No. : 5903488
Operations Bldg., Grassiands
Valhalla. NY 10595 Type Descriptor: 022 Source ID: 000
Attn: Mike Ferraro pH:
Free CI2: 168 Residual CI2 :
Sample chilled on arrival 7: YES
addt'l Report To: Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 1110212017 AT 2:39:00PM
Coliform Presence/Absence Test per 100mil Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 92158

|E = Estimated Count
Approved By

Date Approved : 11/06/2017

Environmental Laboratories EMAIL Copy 12/772017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620 These analytical results relate anly to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT23173
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA ERG

Bottle No: 28-3413
VALHALLA, NY CcocC:

Collection Point: RAW Collected By : DEMA

ID of Source : WWD1 Collection Date : 11/02/2017 AT 9:37:00AM
Agency ;: Westchester County DEF Subn'g&e:NO n ;;6032;2317 AT 12:51100PM
Operations Bldg., Grasslands > MO -
Valhalia. NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro PH:
Free CR: Residual CI2 :
Sample chilled on arrival ?: YES
addt’l Report To ; ‘ Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/02/2017 AT 2:39:00PM
Heterotrophic Plate Count CFU/m| 8550 E SM20 9215B
Coliform, Most Probable Number per 100ml 7.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| =1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 11/06/2017
Environmental Laboratories EMAIL Copy 12/7/2017

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical resulls relate only to the sample identified in this report.
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Sample No.AT23218
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Vathalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 16-4084
VALHALLA, NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 11/03/2017 AT 9:40:00AM
Agency : Wesichester County DEF SUb":‘t’t::b? " ;;‘g)sszggﬂ AT 11:46:00AM
Operations Bldg., Grasslands LB
Valhalla, NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro a0
Free Cl2: 1.72 Residual CI2 ;
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type: POT_DW
Comment ;
Test Description Units _Results ___ Quslifier Method
Date/Time Set 11/03/2017 AT 2:24.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Flate Count CFU/mi 1 SM20 92158

|E = Estimated Count

Approved By Date Approved : 11/06/2017
Environmental Laboratories EMAIL Copy 12/7/2017

NYS ELAP #10108 Page 1 of 1
(914) 231-1620

These analytical results relate only to the sample identified in this report
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Sample No.AT23219
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERG
Bottle No : 17-3498
VALHALLA, NY COC:
Collection Point: RAW Collected By : MCQUILLAN
ID of Source : WWD1 Collection Date : 11/03/2017 AT 9:41:00AM
Agency : Westchester County DEF Submitted On : 11/03/2017 AT 11:46:00AM
; PWS No.: 5903488
Operations Bldg., Grasslands .
Valhalla, NY 10595 Type Descriptor : 002 Source ID ; 000
Atin: Mike Ferraro pH:
FreeCI2: Resldual CI2 ;
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 110312017 AT 2:24:00PM
Heterotrophic Plate Count CFU/mi 53 SM20 9215B
Coliform, Most Probable Number per 100mi 7.8 SM20 9221B
Fecal Coliform, Most Probable Number pet 100ml 45 SM20 9221E
|E = Estimated Count 1
Approved By Date Approved : 11/08/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT23333
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No: 18-4327
VALHALLA, NY COC:

Collection Point: TREATED Collected By : PALOMBO

ID of Source : WWD1 Collection Date ; 11/06/2017 AT 9:50:00AM
Agency : Westchester County DEF Submitted On : 11/06/2017 AT 11:07:00AM
: PWS No.: 5903488
Operations Bldg., Grasslands
Valhalla. NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro Ik
Free CI2: 1.79 Resldual C12 ;
Sample chilled on arrivat ?: YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/06/2017 AT 11:50:00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mi <1 SM20 9215B

[E = Estimated Count

Approved By Date Approved : 11/08/2017
Environmental Laboratories EMAIL Copy 12/7/2017

NYS ELAP # 10108 Page 1 of 1
{914) 2211620

These analytical results relate only o the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT23334
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 19-2898
VALHALLA, NY COcC:
Collection Point: RAW Collected By : PALOMBO
ID of Source : WWD1 Collection Date : 11/06/2017 AT 9:51:00AM
Agency : Wesichester County DEF Subrr:;t:sduo " ;;{Jogggﬂ AT 11:07:00AM
Operations Bldg., Grasslands " 0.4
Valhalla. NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro pH:
Free CI2 : Residual CI2 :

Sample chilled on arrivat ?: YES

addt'l Report To: Sample Type : POT_SRC

Comment :
Tesi Description Units Results Qualifier Method
Date/Time Set 11/06/2017 AT 11:50:00AM
Heterotrophic Plate Count CFU/ml 28 SM20 9215B
Coliform, Most Probable Number per 100ml 7.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 11/13/2017
Environmental Laboratories EMAIL Copy 12772017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT23371

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Vathalla, New York 10595

Sample Location : KENSICO DAM Received By : MC ERG
Bottle No : 4-4150
VALHALLA, NY COC:
Collection Point: TREATED Collected By : DEMA
ID of Source : WWD1 Collection Date : 11/07/2017 AT 8:20.00AM
Agency : Wesltchester County DEF Subrl::&e; '? n ;;'gﬁgg” AT 10:21:00AM
Operations Bldg., Grasslands 0.:
Valhalla NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro ;L6
Free Cl2: 1.74 Residual Ct2 ;

Sample chilled on arrival 7: YES

addt’'l Report To : Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/07/2017 AT 2:11:00PM
Coliform Presence/Absence Test per 100mi Absent Calilert-18
Heterotrophic Plate Count CFU/mi 3 SM20 9215B
|E = Estimated Count il
Approved By Date Approved : 11/09/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 10of 1
(814) 231-1620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT23372
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By : MC ERG
Bottle No ;: 5-2857
VALHALLA, NY coc:

Collection Point: RAW Collected By : DEMA

ID of Source : WWD1 Collection Date : 11/07/2017 AT 8:22.00AM
Agency : Westchester County DEF Submitted On : 11/07/2017 AT 10:21:00AM
- PWS No. : 5903488
Operations Bldg., Grasslands .
Valhalla. NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro PH:
Free Ci2: Residual Ci2 :
Sample chilled on arrival ?: YES
addt’l ReportTo : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/07/2017 AT 2:11:.00PM
Heterotrophic Plate Count CFU/mI 40 SM20 92158
Coliform, Most Probable Number per 100ml 70 SM20 9221B
Fecal Caliform, Most Probable Number per 100ml <1.8 SM20 9221E

E = Estimated Count
Approved By Date Approved : 11/13/2017

Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108

Page 1 of 1
{914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT23429
Westchester County Department of Lahs and Research 10 Dana Road Valhalla, New York 10595
Sample Location ;: KENSICO Received By : ERG
Bottle No : 7-4120
VALHALLA, NY COC;
Collection Point: TREATED Collected By : DEMA
D of Source : WWD1 Collection Date : 11/08/2017 AT 9:15:00AM
Agency : Westchester County DEF Subn:,iw.-sdh? n ;;:]038;2217 AT 9:48:00AM
Operations Bldg., Grasslands > NO. :
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Altn: Mike Ferraro )8
FreaCi2: 1.78 Residual CI2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results ____Qualifier Method
Date/Time Set 11/08/2017 AT 1:09:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 2 SM20 92158
|E = Estimated Count |
Approved By Date Approved : 11/13/2017
Environmental Laboratories EMAIL Copy 127772017
NYS ELAP # 10108 Page 1 of 1

[BAk sl rs These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT23430
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No ; 8-1464
VALHALLA, NY cocC:

Collection Point: RAW

Collected By ;: DEMA
ID of Source : WWD1

Collection Date : 11/08/2017 AT 9:17.00AM

Agency : Wesltchester County DEF Subn::;t:sto n ;g&eﬁgﬂ AT 9ABI00AM
Operations Bldg., Grasslands > NO- 3
Valhalla, NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro L
Free CI2 : Residual Ci2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Deseription Units _Results Qualifier Method
Date/Time Set 11/08/2017 AT 1:08:00PM
Heterotrophic Plate Count CFU/ml 40 S5M20 92158
Coliform, Most Probable Number per 100m| 7.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count ]

Approved By Date Approved : 11/13/2017

Environmental Laboratories EMAIL Copy 12/712017
NYS ELAP # 10108

Page 1 of 1
(914) 2311620 These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT23447
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERG
Bottle No ;: B1936
VALHALLA, NY CocC:
Collection Pecint: TREATED Collected By : DEMA
ID of Source : WWD1 Collection Date : 11/08/2017 AT 9:10:00AM

Submitted On : 11/08/2017 AT 9:48.00AM

Agency : Westchester County DEF PWS No. : 5903488

Operations Bldg., Grasslands

Valhalla, NY 10595 Type Descriptor : 022 Source D ; 000
Attn: Mike Ferraro it
FreeC2: 1.78 Residual CI2 :
Sample chilled on arrival 7: YES
addt’l Report To : Sample Type: POT_DW
Comment :
Method Test Description Results  Qualifier  Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E  Orthophosphale (as P) 0.846 mg/L 0.03 11/08/2017 11:40 am MO
SM20-4500HB Hydrogen fon 7.21 units 0.1 11/08/2017 2:45pm RRC

The pH is a field parameter with a 15 minute hold time. The Laboratory provides this test result only as a guide. This result cannot be
used for regulatory reporting purposes.

~ DL = Detection Limit LOQ = Limit of Quantitation ~ J=value is an estimate H = exceeds holding time
Approved By RobertHilbrandt QA Officer Date Approved : 11/14/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT23592
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 10-3465
VALHALLA, NY COC:

Collection Point: TREATED Collected By : DEMA

ID of Source : WWD1 Collection Date : 11/09/2017 AT 9:15:00AM
Agency : Westchester County DEF s"b";:w’sdh? n ;;’g)gggw AT 10:37:00AM
Operations Bldg., Grasslands > NOxt
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro PH:
FreeC2: 168 Residual CI2 :
Sample chilled on arrival ?7: YES
addt’l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/09/2017 AT 11:56:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 5 SM20 9215B

|E = Estimated Count

Approved By Date Approved : 11/13/2017
Environmental Laboratories EMAIL Copy 12/7/2017

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical results relate only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT23593

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Paint:
ID of Source :

Agency :

addt'l Report To :

KENSICO Received By :
Bottle No :

VALHALLA, NY COoC:
RAW Collected By :
WWD1 Collection Date :
Westchester County DEF St tedion
Operations Bldg., Grasslands Pws. )50
Valhalla, NY 10595 Type Descriptor :
Atin: Mike Ferraro 28
Free C2:

ERG
11-3025

DEMA

11/09/2017 AT 9:17:00AM
11/09/2017 AT 10:36:00AM
5903488

002 Source ID : 000

Residual CI2 :

Sample chilled on arrival ?: YES
Sample Type : POT_SRC

Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 11/09/2017 AT 11:56:00AM
Heterotrophic Plate Count CFU/mI 20 SM20 9215B
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
[E = Estimated Count
Approved By Date Approved : 11/13/2017
Environmental Laboratories EMAIL Copy 121712017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT23655

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location: KENSICO Received By : EM ERG

Bottle No : 10-3275
VALHALLA, NY
Collection Point: TREATED Collected By : MCWILLIAMS
ID of Source VW3 Ly D | Collection Date : 11/10/2017 AT 933 00AM
- 11 .
Agency : Westchester County DEF Subn::&esd : n i 15 EIE15012E0517 ATHD700AM
Operation Bldg. Grasslands o > 022 % g
Vahalla NY 10595 Type Descripto:l: Source I : 000
Altn: Mike Ferraro P
Frea Cl2: 1.70 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : FOT_DW
Comment :
‘Test Description 1!nits Results Quulifier Method
DatefTime Set 1171072017 AT 1.03.00PM
Coliform Presence/Absence Test per 100mil Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM2092158
EE = Estimated Count
Approved By Jian Cal QA Officer Date Approved : 11/13/2017
Environmental Laboratories EMAIL Original 11/13/2017
NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

Thase analytical resulls relate only lo the sample entified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT23647
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : EMERG

Bottle No : 2-2865
VALHALLA, NY CoOcC:

Sellsction’ Roint s RAW Collected By : MCWILLIAMS

ID of Source : WWD1 Collection Date : 11/10/2017 AT 9:30:00AM
Agency : Westchester County DEF Submitted On : 11/10/2017 AT 10:17.00AM
; PWS No. : 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descriptor: 002 Source ID: 000
Altn: Mike Ferraro pH:
Free CI2 ; Residual CI2 :
Sample chilled on arrival 7: YES
addt’'l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/10/2017 AT 1:03:.00PM
Heterotrophic Plate Count CFU/mI 43 SM20 9215B
Coliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 11/13/2017
Environmental Laboratories EMAIL Copy 12/7/2017

NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resulls refate anly to the sample identified in Ihis report.



Archived File - May Not Be ADA Compliant

Sample No.AT23797
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ; KENSICO Received By : KA

Bottle No : 40-2873
VALHALLA, NY COC:

Collection Point : RAW Collected By : MCWILLIAMS

ID of Source : WWD1 Collection Date : 11/13/2017 AT 11:38:00AM
Agency : Westchester County DEF SUb";,itvt:sdh? n ;;g‘::gg” AT 12:07:00PM
Operations Bldg., Grasslands > NO. -
valhalla NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro pH:
Free Cl2: Residual Ci2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Deseription Units Results Qualifier Method
Date/Time Set 11/13/2017 AT 3:09:00PM
Heterotrophic Plate Count CFU/mi 28 SM20 92158
Coliform, Most Probable Number per 100ml 4.0 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

[E = Estimated Count

Approved By Date Approved : 11/17/2017
Environmenta! Laboratories EMAIL Copy 12/7/2017

NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analylical results relate only to the sampla identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT23798
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No : 41-4055
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : MCWILLIAMS

ID of Source : WWD1 Collection Date : 11/13/2017 AT 11:40:00AM
Agency : Westchester County DEF Subn:&esd h? n ;;Q;iggﬂ Gt
Operations Bldg., Grasslands ? NO. :
Valhalla. NY 10595 Type Descriptor ; 022 Source ID : 000
Attn: Mike Ferraro phi
FreeC2: 1.74 Residual C2 ;
Sample chilled on arrival ?7: YES
addt'l Report To: Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/13/2017 AT 3:09:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mt 2 SM20 92158
|E = Estimated Count !
Approved By Date Approved: 11/16/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT23864
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location - KENSICO Received By : ERG KA

Bottle No : 14-4083
VALHALLA, NY CcOocC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWDH Collection Date : 11/14/2017 AT 8:50:00AM
Agency : Westchester County DEF Subrrgtvtve;! l\? n ;;Qﬂzag” AT 1T1:01:00AM
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descriptor : 002 Source ID : 000
Atin: Mike Ferraro PH:
Free C2 : Residual CI2 :
Sample chilled on arrival 7: YES
addt’l Report To : Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/14/2017 AT 12,02:00PM
Heterotrophic Plate Count CFU/ml 32 SM20 9215B
Coliform, Most Probable Number per 100m| 6.8 SM20 8221B
Fecal Coliform, Most Probable Number per 100mil <18 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 11/20/2017
Environmental Laboratories EMAIL Copy 12/7/2017

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analylical resulis relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT23865
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 15-4423
VALHALLA, NY coc:

Collection Point: TREATED Collected By : DONOHUE

1D of Source: WWD1 Collection Date : 11/14/2017 AT 8:52.00AM
Agency : Westchester County DEF Submittad On : 11142017 AT 11:01:00AM
Operations Bldg., Grasslands > NO. -
Valhalla NY 10595 Type Descriptor : 022 Source ID: 000
Aftn: Mike Ferraro PH:
Free CI2: 1.58 Residual CI2 :
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Resulls ___Qualifier Method
Date/Time Set 11/14/2017 AT 12:02:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/m| 4 SM20 92158

|E = Estimated Count

Approved By Date Approved : 11/16/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT23976

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

KENSICO Received By :
Bottle No :

VALHALLA, NY coc:
LS4 Collected By :
WWDH Collection Date :
Westchester County DEF UL L)
Operations Bldg., Grasslands PWS No. :
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro 32
Free ClI2 :

ERG KA
7-8005

DEMA
11/15/2017 AT 9:20.00AM
11/15/2017 AT 9:41:00AM
5903488

022 Source 1D : 000

1.7 Residual CI2 :

Sample chilled on arrival ?: YES

addt’'l Report To : Sample Type: POT_DW

Comment ;
Test Description Units Resuits ___Qualifier Method
Date/Time Set 11/15/2017 AT 12:01:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 7 SM20 9215B
|E = Estimated Count
Approved By Date Approved : 11/17/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analylical results refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT23977

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source ;
Agency :

addt't Report To :

KENSICO

Received By :

Bottle No :

VALHALLA, NY COC:
RAW Collected By :
WwWD1 Collection Date :
Westchester County DEF Sl S e
Operations Bldg., Grasslands PWS_ e
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro PH:
Free CI2:

ERG KA
8-3114

DEMA

11/15/2017 AT 9:25:00AM
11115/2017 AT 9:41:.00AM
5803488
002 Source ID ; 000

Residual Ci2 :

Sample chilled on arrival ?: YES
Sample Typa: POT_SRC

Comment :
Test Description Units Results Qualificr Method

Date/Time Set 11/16/2017 AT 12:01:00PM
Heterotrophic Plate Count CFU/ml 18 SM20 52158
Coliform, Most Probable Number per 100ml 36 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

[E = Estimated Count

Approved By Date Approved : 11/20/2017

Environmental Laboratories EMAIL Copy 12/7/2017

NYS ELAF # 10108 Page 1 of 1

(914} 2311620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT24119

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point :
ID of Source :

KENSICO Received By :

Bottle No :
VALHALLA, NY coc:
RAW

Collected By :

WwWD1 Collection Date :

ERG KA
18-2499

MCQUILLAN
11716/2017 AT 10:16:00AM

Agency : Wesltchester County DEF Subn::i;t:sdh?n ;;’ggggﬂ AT 11:03:00AM
Operations Bldg., Grasslands > N0
Valhalla, NY 10595 Type Descriptor : 002 Source ID : 000
Aftn: Mike Ferraro PH:
Free CI2 ; Resldual Ci2 :

Sample chilled on arrival ?7: YES

addt'| Report To ; Sample Type : POT_SRC

Comment :
Test Description Units Results __ Qualifier Method
Date/Time Set 1116/2017 AT 2:19:00PM
Heterotrophic Plate Count CFU/mI 10 SM20 9215B
Caliform, Most Probable Number per 100ml 20 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
[E = Estimated Count |
Approved By Date Approved : 11/20/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT24120
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA

Bottle No : 19-4263
VALHALLA, NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 11/16/2017 AT 10:15.00AM
Agency : Westchester County DEF Subrr;,i&esdhcl) n ;;‘:)1364%317 R AL WL
Operations Bldg., Grasslands 2 .
Valhalla, NY 10595 Type Descriptor ; 022 Source ID : 000
Attn: Mike Ferraro pH:
Free CR2; 166 Residual CI2 :
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/16/2017 AT 2:19:00PM
Coliform PresencefAbsence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 1 SM20 92158
|E = Estimated Count |
Approved By Date Approved : 11/20/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resuits relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT24186

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location

Collection Point:
ID of Source :

Agency :

KENSICO Received By :
Bottle No :

VALHALLA, NY cocC:
Ui=aE Collected By :
WwDH1 Collection Date :
Waesichester County DEF Sl el
Operations Bldg., Grasslands PWS No. :
Valhalla, NY 10595 Type Descriptor :
Atin: Mike Ferraro [
Free CI2 :

ERG KA
9-8040

DEMA
1172017 AT 7:35:00AM
1NM7/12017 AT 9:43:00AM

5903488
022 Source ID : 000
1.74 Resldual CI2 :

Sample chilled on arrival ?7: YES

addt’'l Report To: Sample Type: POT_DW

Comment :
Test Description Units Results Qualificr Method
Date/Time Set 111742017 AT 12:05:00PM
Coliform Presence/Absence Test per 100ml Absent Calilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 9215B
[E = Estimated Count ]
Approved By Date Approved ;: 11/20/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical resulls relale only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT24187

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 10-3604
VALHALLA, NY coc:
Collection Point: RAW Collected By : DEMA
ID of Source : WWD1 Collection Date : 11/17/2017 AT 7:40:00AM
Agency : Westchester County DEF Subn'gaesd S n ;;Qgggﬂ AT 9:43:00AM
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro B
Frae CI2 ; Residual CI2 :

Sample chillad on arrival ?7: YES

addt'l Report To : Sample Type: POT_SRC

Comment :
Test Description Units Results ___Qualifier Method
Date/Time Set 111712017 AT 12:05:00PM
Heterotrophic Plate Count CFU/ml 13 SM20 92158
Coliform, Most Probable Number per 100ml 2.0 SM20 92218
Fecal Coliform, Most Probable Number per 100mil <1.8 SM20 9221E
[E = Estimated Count
Approved By Date Approved : 11/21/2017
Environmental Laboratories EMAIL Copy 127712017
NYS ELAP #10108 Page 1 of 1
(914) 2311620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT24339
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 25-4380
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date : 11/20/2017 AT 10:10.00AM
Agency : Westchester County DEF Submitted On : 11/20/2017 AT 11:33:00AM
i PWS No. : 5503488
Operations Bldg., Grasslands
Valhalla. NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro gt
FreeCl2: 1.69 Residual CI2 ;
Sample chilled on arrival ?: YES
addt'l Report To: Sample Type: POT_DW
Comment :
Test Description Unils Results Qualifier Method
Date/Time Set 11/20/2017 AT 2:23:.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml B SM20 92158

|E = Estimated Count

Approved By Date Approved : 11/22/2017
Environmental Laboratories EMAIL Copy 12/7/2017

NYS ELAP # 10108 Page 1 of 1
(914} 2341620

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT24341
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 27-3637
VALHALLA, NY COC:

Collection Point: RAW Collected By : DONOHUE

1D of Source : WWD1 Collection Date : 11/20/2017 AT 10:07:00AM
Agency : Westchester County DEF Subrrg;t:; I\? n ;;g:;gg"? LR e b
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro pH:
Free CI2 : Residual CI2 :
Sample chilled on arrival 7;: YES
addt'l Report To: Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/20/2017 AT 2:23:00PM
Heterotrophic Plate Count CFU/ml 27 SM20 92158
Coliform, Most Probable Number per 100ml 6.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count J
Approved By Date Approved : 11/27/2017
Environmental Laboratories EMAIL Copy 12712017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resuits relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT24460
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 13-3351
VALHALLA, NY CocG:

Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date : 11/21/2017 AT 10:15.00AM
Agency : Weslchester County DEF Subn:tvt\;asdh(‘) 0 ;;gzgﬁg” s MY
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type DEBGI’iptDI'Z 022 Source ID : 000
Attn: Mike Ferraro PH:
FreeCl2: 1.79 Resldual CI2 ;
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Resulls Qualifier Method
Date/Time Set 1112172017 AT 2:20.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterolrophic Plate Count CFU/ml 2 SM20 9215B

|E = Estimated Count
Approved By Date Approved : 11/27/2017

Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP#10108

Page 1 of 1
{914) 231-1620

These analylical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT24461
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No: 14-2680
VALHALLA, NY cocC:

Collection Point: RAW

Collected By : ROMEO
ID of Source : WWD1

Collection Date : 11/21/2017 AT 10:15:00AM

Agency : Westchester County DEF subngtvl‘:lesd NO N ;;Bzgggﬂ AT TTSB 00N
Operations Bldg., Grasslands 0.
Valhalla, NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro pH:
Free CI2 ; Residual CI2 :
Sample chilled on arrival ?7: YES
addt'l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 112172017 AT 2:20.00PM
Heterotrophic Plate Count CFU/ml 26 SM20 9215B
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

{E = Estimated Count
Approved By

Date Approved : 11/27/2017

Environmental Laboratories EMAIL Copy 127772017
NYS ELAP #10108

Page 1 of 1
ik el These analylical results refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT24476

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO

VALHALLA, NY
Collection Point: TREATED
ID of Source : WWD1
Agency : Wesichester County DEF

Cperations Bldg., Grasslands

Valhalla, NY 10595
Attn: Mike Ferraro

Received By : ERG KA
Bottle No: B1800
coc:

Collected By : ROMEO
Collection Date : 11/21/2017 AT 10:20.00AM
Submitted On : 11/21/2017 AT 11:56:00AM
PWS No.: 5903488
Type Descriptor : 022
pH:

FreeC2: 1.79

Sample chilled on arrival 7: YES

Source ID : 000

Residua) CI2 ;

addt't Report To : Sample Type: POT_DW
Comment :
Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E  QOrthophosphate {as P) 0.825 mg/L 0.15 11/22/2017 10:46 am MO
SM20-4500HB Hydrogen lon 7.31 units 0.1 11/21/2017 3:08 pm RRC

The pH is a field parameter with a 15 minute hold time.
used for regulalory reporting purposes.

The Laboratory provides this test result only as a guide. This resull cannot be

DL = Detection Linut

LG4 = Cimit of Quantitation

J=value ?s_a_r] esgimale H = exceeds holding time

Approved By RobertHilbrandt

QA Officer

Date Approved : 11/28/2017

Environmental Laboratories
NYS ELAP # 10108
{914) 231-1620

EMAIL Copy 12/7/2017
Page 1 of 1

These analylical results relate only lo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT24556
REPORT OF ANALYSIS

Westcheaster County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No: 5-2925
VALHALLA, NY COocC:;

Collection Point: RAW

ID of Source : WWD1

Agency : Westchester County DEF
Operations Bldg., Grasslands
Valhalla, NY 10595
Attn: Mike Ferraro

Collected By : ROMEO
Collection Date : 11/22/2017 AT B8:41:00AM
Submitted On : 11/22/2017 AT 9:28:00AM
PWS No, : 5903488

Type Descriptor : 002
pH:

Source ID : 000

Frea CI2 : Residual Ci2 :
Sample chilled on arrival 7: YES

addt'l ReportTo : Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/22/2017 AT 12:04:00PM
Heterotrophic Plate Count CFU/ml 14 SM20 9215B
Coliform, Maost Probable Number per 100ml 4.5 SM20 9221B
Fecal Caliform, Most Probable Number per 100m} <1.8 SM20 9221E
|E = Estimated Count -
Approved By Date Approved : 11/27/2017

Environmental Laboratories
NYS ELAP # 10108
(914) 2311620

EMAIL Copy 121712017
Page 1 of 1
These analytical results relate only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT24557

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 6-3576
VALHALLA, NY COC:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWD1 Collection Date : 11/22/2017 AT 8:40:00AM
Agency : Westchester County DEF Submitted On : 11/22/2017 AT 9:28:00AM
; PWS No.: 5903488
Operations Bldg., Grasslands : . 00
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro pH:
FreeCl2: 1.72 Residual CL2 :

Sample chilled on arrival 7: YES

addt'l Report To: Sample Type: POT_DW

Comment :
Test Description Units Results Qualificr Method
Date/Time Set 11/22/2017 AT 12:04.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 9215B
[E = Estimated Count
Approved By Date Approved : 11/27/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT24679

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location !

KENSICO

Received By : EP KA
Bottle No : 20-2909
VALHALLA, NY cocC:
e Collected By : MCQUILLAN

ID of Source ; WWD1 Collection Date : 11/25/2017 AT 9:16:00AM
Agency : Wesichester County DEF Subng‘t‘t:sdﬁ " ;;:]235::3317 AT 11:14:00AM

Operations Bldg., Grasslands 250
Valhalla, NY 10595 Type Descrlptor : 002 Source ID : 000

Attn: Mike Ferraro 156

Free CI2 : Residual CI2 :

Sample chilled on arrival 7: YES

addt’l Report To: Sample Type : POT_SRC

Comment :
Test Description Units Results Qualilier Method

Date/Time Set 11/25/2017 AT 12:38:00PM
Heterotraphic Plate Count CFU/mI 12 SM20 92158
Coliform, Most Probable Number per 100m| <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 11/27/2017

Environmental Laboratories EMAIL Copy 12/7/2017

NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical resulfs relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT24680
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : EP KA
Bottle No : 21-4043
VALHALLA, NY coc:

Collection Point: TREATED Collected By : MCQUILLAN

iD of Source : WWD1 Collection Date ;: 11/25/2017 AT 9:15:00AM
Agency : Westchester County DEF S"b";,'&esdh? n: ;;gggg” U G
Operations Bldg., Grasslands 2
Valhalla, NY 10595 Type Descriptor ;: 022 Source ID: 000
Attn: Mike Ferraro PH:
Free Ci2: 1.75 Residual CI2 ;
Sample chilled on arrival 7: YES
addt’'l Report To: Sample Type : POT_DW
Comment :
Test Description Units Results Qualificr Method
Date/Time Set 11/25/2017 AT 12:38:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi <1 SM20 9215B
|E = Estimated Count B
Approved By Date Approved : 11/27/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical resuifs relate only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT24710

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 10-4459
VALHALLA, NY coc:
Collection Point: TREATED Collected By : DEMA
ID of Source : WWD1 Collection Date : 11/27/2017 AT 7:50.00AM
Agency : Westchester County DEF S"b";‘t't:sd h? n ;;:{')2;;3317 AT 10:01:00AM
Operations Bldg., Grasslands 0.:
valhalla, NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro pH:
FreeCI2: 158 Residual CI2 :

Sample chiiled on arrival 7: YES

addt'l Report To : Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 1142712017 AT 12:13:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/ml <1 5M20 9215B
|E = Estimated Count
Approved By Date Approved : 11/29/2017
Environmental Laboratories EMAIL Copy 12712017
NYS ELAP # 10108 Page 1 0of 1

(814) 2341620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT24712
REPORT OF ANALYSIS

Westchester County Department of L.abs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA

Bottle No : 12-4056
VALHALLA, NY COC:

Collection Point : RAW Collected By : DEMA

ID of Source : WWD1 Collection Date : 11/27/2017 AT 7:55:.00AM
Agency : Westchester County DEF Submitted On : 11/27/2017 AT 10:01:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands : . 002 - 000
Valhalla, NY 10595 Type Descriptor : Source ID :
Attn: Mike Ferraro pH:
Free CI2: Residual CI2 :
Sample chilled on arrival ?: YES
addt'l Report To ; Sample Type : POT_SRC
Comment :
Test Description Units . Results Qualifier Method
Date/Time Set 11727712017 AT 12:13:00PM
Heterotrophic Plate Count CrU/ml 22 SM20 92158
Coliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count ]
Approved By Date Approved : 11/29/2017
Environmental Laboratorfes EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1
(914) 231-1620

These analytical resulls relate only to the sample identified in this repor.



Archived File - May Not Be ADA Compliant

Sample No.AT24713
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location ;: KENSICO Received By : ERG KA
Bottle No : 13-9
VALHALLA, NY CcocC:
Collection Pcint: TREATED Collected By : DEMA
ID of Source : WWD1 Collection Date ; 11/27/2017 AT 7:55.00AM

Submitted On : 11/27/2017 AT 10:01:00AM

Agency : Westchester County DEF PWS No. - 5903488

Operations Bldg., Grassiands

Valhalla. NY 10595 Type Descriptor : 022 Source ID: 000
Altn: Mike Ferraro g6
FreeCR2: 159 Residuai CI2 :
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 1112712017 AT 2:24:00PM
Diatomaceae Organisms ASU per ml 0 SM1810200F
Chlorophyceae Organisms ASU per ml 0 SM1810200F
Cyanophyceae Organisms ASU per mi 0 SM1810200F
Protozoa Organisms ASU per ml 8 SM1810200F
DINOBRYON-8
Rotifera Organisms ASU per mi 0 SM1810200F
Crustaceae Organisms ASU per ml 0 SM1810200F
Other Microscapic Organisms ASU per mi 0 SM1810200F
Total Microscopic Organisms ASU per ml 8 SM18 10200F

Amorphous Matter ASU per ml 144 SM1810200F

NYSDOH ELAP and NELAC do not offer accreditation for Microscopic Examination. Unless the sample is otherwise qualified, all method
QC requirements were found to be acceptable.

|E = Estimated Count ]

Approved By Date Approved : 11/28/2017
Environmental Laboratories EMAIL Copy 12/7/2017

NYS ELAP # 10108 Page 1 of 1

(914} 2311620 These analytical resulls refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT24848
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No : 8-4464
VALHALLA, NY coc:

Collection Point: TREATED Collected By : DONOHUE

ID of Source ;: WWDH1 Collection Date ; 11/268/2017 AT 8:25:00AM
Agency : Westchester County DEF Submitted On : 11/28/2017 AT 10:56:00AM
- PWS No. : 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro pH:
Free C2; 167 Residual CI2 :
Sample chilled on arrival ?: YES
addt'l| Report To: Sample Type: POT_DW
Comment :
Test Description Units Results ___Qualificr Method
Date/Time Set 11/28/2017 AT 12:11:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mI 8 SM20 92158
|E = Estimated Count N
Approved By Date Approved : 11/30/2017
Environmental Laboratories EMAIL Copy 12/712017
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analylical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT24849
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 9-3290
VALHALLA, NY coc:

Collection Point; RAW Collected By : DONOHUE

ID of Source : WWD1 Coliection Date : 11/28/2017 AT 8:24:.00AM
Agency : Westchester County DEF Subn::i&esd IN? n ;;6238;:217 AT 10:56:00AM
Operations Bldg., Grasslands LO5
Valhalla NY 10595 Type Descriptor : 002 Source D : 000
Attn: Mike Ferraro PH:
Free CI12 ; Residual Ci2 :
Sample chilled on arrival ?; YES
addt'| Report To: Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/28/2017 AT 12:11:00PM
Heterotrophic Plate Count CFU/mI 16 SM20 92158
Caliform, Most Probable Number per 100ml 6.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <18 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 12/04/2017
Environmental Laboratories EMAIL Copy 12/7/2047

NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT24968
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 15-4454
VALHALLA, NY COocC:

Collection Point: TREATED Collected By : DEMA

ID of Source : WWD1 Collection Date : 11/29/2017 AT ©15.00AM
Agency : Westchester County DEF Subn:;t:g I\? n ;;:(’)239‘;’3(8)17 G Rt R L
Operations Bldg., Grasslands > N0
Valhalla. NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro it
FreeCl2: 1.72 Residual CI2 :
Sample chilled on arrival 7: YES
addi’l Report To: Sample Type : POT_DW
Comment :
Test Description Units Resulis Qualifier Method
Date/Time Sel 11/29/2017 AT 11:58:00AM
Colifarm Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/ml 6 SM20 92158
|E = Estimated Count J
Approved By Date Approved : 12/01/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analylical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT24969

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location .

Collection Point:

1D of Source ;

KENSICO

Received By :

Bottle No :

VALHALLA, NY CocC:

RAW Collected By :
WWD1

Collection Date :

KA
16-2109

DEMA
11292017 AT 9:17.00AM

Agency : Westchester County DEF S“b"g;t:d On : 114'02392%317 AT 9:51:.00AM
Operations Bldg., Grasslands S No.: 59
Valhalla, NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro pH:
Free CI2: Residual Ci2 ;

Sample chilled on arrival ?: YES

addt'l Report To : Sample Type: POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/29/2017 AT 11:59:00AM
Heterotrophic Plate Count CFU/ml 21 SM20 92158
Coliform, Most Probable Number per 100l 4.5 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E
[E = Estimated Count |
Approved By Date Approved : 12/04/2017
Environmental Laboratories EMAIL Copy 127712017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT25070
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 21-3588
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWDH1 Collection Date : 11/30/2017 AT 9:52:00AM
Agency : Westchester County DEF Submitted On: 11/30/2017 AT 11:19:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands ;022 ID: 000
Valhalla, NY 10595 Type Descrlptoll-‘i: 2 Source ID ;
Attn: Mike Ferraro ke
FreeCR2: 1.54 Residual CI2 ;
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/30/2017 AT 12:00:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/m| 2 SM20 92158
[E = Estimated Count |
Approved By Date Approved : 12/04/2017
Environmental Laboratories EMAIL Copy 12/7/12017
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT25071
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 22-2619
VALHALLA, NY coc:

Collection Point: RAW Collected By : DONOHUE

1D of Source : WWD1 Collection Date : 11/30/2017 AT 9:53:00AM
Agency : Westchester County DEF Submitted On : 11/30/2017 AT 11:19:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro PH:
Free CI2: Rasldual Ci2 ;
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type: POT_SRC
Comment :
Test Description Units Results Qualificr Method
Date/Time Set 11/30/2017 AT 12:00:00PM
Heterotrophic Plate Count CFU/mI 26 SM20 9215B
Coliform, Most Probable Number per 100m! 2.0 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count ]
Approved By Date Approved : 12/04/2017
Environmental Laboratories EMAIL Copy 12/7/2017
NYS ELAP # 10108 Page 1 of 1
(914} 2311620

These analylical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant



