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George Latimer
County Executive
Department of Environmental Facilitics

Vincent F. Kopicki, P.E.
Acting Commissioner

January 9, 2018

EES Case Management Unit

Environment and Natural Resources Division
U.S. Department of Justice

P.O. Box 7611

Washington, D.C. 20044-7611

Chief, Water Compliance Branch

Division of Enforcement and Compliance Assistance
U.S. Environmental Protection Agency, Region I
290 Broadway, 20th Floor

New York, NY 10007

Chief, Water and General Law Branch

Office of Regional Counsel

U.S. Environmental Protection Agency, Region 11
290 Broadway, 16th Floor

New York, NY 10007

Re: DJ # 90-5-1-1-10536

To Whom Ever This May Concern:

Enclosed herewith is Westchester County’s December 2017 Monthly Operating Report.

Sincerely,

LYt

Anthony Della Valle, P.E.
Director, Wastewater Treatment

cc.  Andrew E. Krause, via e-mail
Cristine Irvin Phillips, via e-mail
EES Case Management Unit, via e-mail

Division of Solid Waste
Wastewater Treatment
Water Agency

270 North Avenue
New Rochelle, New York 10801 Telephone: (214) §13-5.100

Fax: (914) 813-54G0

©

Website: westchestergov.com
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Westchester County Water District #1

LT2 Compliant Water report 2017

December LT2 Compliant Water | Non Compliant Water
Gallons Gallons

White Plains 191,093,000 17,610,000

Scarsdale 49,842,000 0

Yonkers 232,849,000 0

Mount Vernon 242,363,000 0

Monthly Total 716,147,000 17,610,000
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vvater oysiems

Jperation Repo

Microbial Sample Results

Public Water System Name

chonmg Manth/Year

Date Report Submitted

Source Water Type(s) |

WWD# - Kensico Dam

Dec 47

01/05/18

Public Waler System ID -

County

Town, Viliage, or City

Surface Water

T NY 5903488

Westchester

Valhalla

\olumc
- (1,000

Source(s) in

DATE Use

" 1 6 498
____6 157

ld}v—-l
]

~ S ith bW

-oioo
|

|
1
|

I
—

Signature.

DOH-360 {02/05) Page 10f 2

gallons/day) |0

Chlorination

Liquid

| Free chlorine

Caustic
Gal
Used

| residual at |

I entry point
{mg/1)

67

Ortho
Gal
Used

8 .4

62

35 069

67

39 0.72 |

35

34

__qtsigals of

Date

1)al s

1,796 |

1,206
39

58 |

% chlorine added to

gals of water

6 200, L_«,} « NYS DOH Operator Centification Number: L’;@ﬁ#/
Operator Grade Level ﬁ
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Microbiological Samples and Free Chlorine Residual

Ir- S?mgle | Total ' e crl;;er% : Population Served: -
Sample Location g::ﬁp?; 1.Rgﬁ1.iue! gg:?i:{: | Positive | Residual | T T _ |l
2 Repeat | | {mgf}  [Number of microbiological monitoring samples required:
; 3HTE | >
| Kensico Dam 120017 |~ | _'ﬁ_ [ ~ No m:: Number of microbiological samples taken: 21
" Kensico Dam | 12/04/17 I _No | No | 179 |bid an M&R violaton accur? N
Kensico Dam 12/05M17 No No 1.61
~ Kensico Dam _* 12/06117 | Ne | No 1.80  |If *Yes", check reason(s) below:
| KensicoDam | 12/07/17 N Ne | 75| Actual number of samples is fewer than required.
| Kensico Dam | 12/08/17 NoR = o | 186 = Did not collect/analyze repeat samples.
[ KensicoDam | 121117 | S AN NG 173 | Did not collect/analyze for E.coi for positive total
Kensico Dam 1212117 " No T No 171 - coliform from routinefrepeat sample.
" KensicoDam | 1213717 | | No | No | 162 |
“Kensigo Dam | 1211417 | 1T Ne | No | 165 |Didan MCL violation ocour? No
" KensicoDam | 124547 | | No | No | 171 | e
" KensicoDam | 12/1817 j = T No 1.66  |If "Yes", check reason(s) below (see also Part 5, Table 6 for
Kensico Dam | 12119117 1 No No | 161 |additional information)
Kensico Dam | 122007 | | i | For systems collecting less than 40 samples per month
' KensicoDam | 1272117 |

two or more of the samples (routine andfor repeat) are
| Kensico Dam | 12/22/17 |  positive for total coliform {=total coliform MCL violation),
' KensicoDam | 12125017
" KensicoDam | 12/2617 |

For sysiems collecling 40 or more samples per month:
Kensico Dam | 12/27/17 miore than 5% of the samples (routine and/or repeat)
Kensico Dam | 12/26117 are positive for lotal coliform (=total coliform MCL
Kensico Dam | 12/287 | 1T No No | 182 violation)

The original sample was E coli positive and at least 1
_ repeat sample was positive for tolal caliform
{=E.coli MCL violation).

= l e tad o Reminder: System must collect a minimum of five {5) routine
i i ; | microbiological monitoring samplas during the month following a
o [ “ T P repeat sample collection.

—_ ! e L | As required by 5-1.72, "Operation of a Public Water System", a
| = | copy of this form shalt be sent to your local health department |

i W _L by the 10th calendar day of the next reporting period.

| e _'T NI ¥ e )

|
[
ST R | SR oy ST — |

Sample Collector(s): Larry Dema, Fred McQuillan

Name of NYSDOH Certified Labaratory: WCDLR 10108

Did any MCL viglations accur? If so, please describe:

Did an emergency or low pressure prablem occur? Did source waler bypass an exisling treatment process in the system? If so, please explain.

Comments:
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Bureau of Public Water Supply Protection Water SyStems operatlon Report
UNFILTERED SURFACE WATER SYSTEMS

Instructions: Complete form and submit to your local health unit within 10 days of the close of the reporting month

NAME OF PUBLIC WATER SYSTEM PROGRAM CODE STATION (NUMBER) REPORTING MONTH/YEAR
WESTCHESTER COUNTY '
WATER DISTRICT NO. 1 100 05903488 Dec "7
Location VALHALLA County WESTCHESTER
(CVT)
RAW WATER TURBIDITY
DATE 0000 0400 0800 1200 1600 2000 DATE perTfJ:'nff'(';:;“;‘“ es | p ef ‘?331,?32‘.’5'2.} -

1 0.60 0.60 0.67 062 060 | 059 | 1 7.8 T <18

2 0.59 0.61 0.61 0.61 0.63 0.62 2

3 0.62 063 063 063 | 063 0.64 3 B

4 0.66 065 0.74 0.66 067 068 4 <1.8 <18 )
s 0.71 0.70 0.73 0.79 0.74 0.80 5 745 <18 i
I & | 083 0.81 0.76 0.73 0.70 067 6 <1.8 <18

7 Y 0.68 0.71 0.74 077 0.77 7

8 079 079 0.85 0.80 0.75 0.76 8 <18 s lgiimn

9 0.74 078 0.81 0.75 0.74 0.74 9 '

10 0.72 073 0.71 0.69 0.68 0.67 10

1 0.65 071 0.73 072 0.68 060 1] 20 20
T2 0.70 0.71 0.70 0.86 0.80 0.80 12 <18 <18

13 0.67 077 0.75 0.80 0.80 0.79 13 <18 <18

14 077 0.77 0.80 087 | 085 0.84 14 <1.8 <18
715 0.82 0.79 0.81 0.81 0.60 0.82 BT <18 <18

16 0.8 0.82 0.85 0.89 0.90 0.91 16

7 0.89 0.90 0.90 0.91 0.91 0.92 17

18 0.91 0.91 094 | 094 093 0.94 18 <i8 <18

18 0.95 094 0.99 098 0.96 0.98 19 18 <18

20 0.99 099 092 093 0.86 0.84 20 <18 < T

21 0.84 085 0.68 0.89 0.86 0.86 21 <1.8 <18

22 0.87 0.86 0.85 0.86 1.18 0.86 22 <1.8 <18

23 0.86 0.89 087 0.88 0.8 0.67 23
2 0.86 ' 0.83 0.83 0.84 0.84 084 | | 24

25 083 | 084 0.83 0.87 0.84 0B85 25 T 20 . 20
26 | 065 | 080 | o06i 0.87 085 | 087 26 <18 <18

27 qss"": 0.86 _fgls'éf 7087 | 0es o.é’§“ | 27 40 18

28 0.83 0.82 084 0.84 0.85 0.85 i 28 2.0 <18

20 0.85 085 0.89 088 0.87 0.67 | 29 T8 <18

30 ] 086 | 085 | 086 085 087 | 087 | | a0 | N
| 31 | 086 086 | 087 085 | 086 Ho.af' n

1. Record raw water turbidity values every four hours.

2. Notify state by the end of the next business day
whenever the raw waler turbidity exceeds 5 NTU.

DOH-1013 (3191

g 1of2

3. Population served

NIA

4. Minimum number of microbiological samples required

per week

NfA

5. A daily microbiological sample is required every day the
raw water turbidity exceeds 1 NTU.

{OVER]
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Monthly Operation Report for UV Disinfection

Summary
Reporting Periad: December-2017 UV Reaclor Model: Trojan Swift 6L.24
Water System:; WCWD #1 QOrchard Street Max Validated Flow Rate (MGD per UV unit). 25.5
PWS ID# 5303488 Minimum Valldated UVT%: 70%
%—/’ Target Pathogen. Cryptosporidium
Operalor Signature: t Target Log Inactivation: 30
Operator Certification #: J{_} Dose Required (D) (mdicm?}: 12
Date } ; Validation Factor (VF): Variable
— e
Minimum Validated
#- | Total Production Dose Total Volume Off-Spec
UV Unit # {MG) (mJdicm?) (MG)
1 92.72 5.70 0.000
AT g o - .
2 86.49 | 5.60 0.000
Total 179.21 0.000
1. % of total volume of water produced this month that was Off-Specification : 0.000
2. Facility meets Off-Specification Requirement (i.e. value in Line 1 is <5%) (Y/N): Yes
3. Number of UV Sensors in use during this month: 5
4. Number of UV Sensors checked for calibration this month: 6
5. % of UV Sensors checked for calibration this month: 100
6. UVT Analyzer calibration checked® {Y/N): Yes
Notes:

! D, is the dose required to achieve the target log inactivalion of the target palhogen without a VF or Correction Factor {CF)
applied (see Table 1.4 in the USEPA UV Disinfection Guidance Manual {UVDGM)).

2 The Calculaled Dose is the dose calculated by the UV system's PLC and reported by the SCADA system

% It is recommended that calibration of the UVT analyzer be checked weakly.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

- e

Reporting Perlod ;: December-2017 Dose Required (D,,g) {mdicm?): 12
Water System :) #1 Orchard Streat Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID#: 5903488 Minimum Validated UVT% : 70%
Operational Dala ‘Data at Dally Minimum Validaled Dose
UV Sensor
Correction | Calculated Validated Validated Tolal
s faTotal Min. [Max Flow| Faclo? |MS2RED?| validafion| Dose® Dose> | O#-Spac.
Production| UVT | Rate (CF) (mdicm’) | Factor® | (mdiem?) |FlowRate] UVT® | Dw? | volume’
Day (MG) (%) {GPM) [A] B] [C] (BKA'C)) | (GPM) (%) (YIN) (MG)
1 228 87 5144.00 1 72.40 2.30 31.80 5136.0 87 Y *
2 363 94 5021.00 1 39.30 1.80 21.80 5021.0 94 Y -
3 1.89 94 §5054.00 1 39.00 1.80 21.70 5037.0 94 Y -
4 3.3 94 §014.00 1 39.00 1.80 21.70 5009.0 94 Y -
5 1.89 94 2778.00 1 64.90 2.00 33.20 1615.0 94 Y -
6 3.74 a3 4734.00 1 38.50 1.90 20.60 4700.0 93 Y - " ——gs =
7 1.92 94 5105.00 1 37.80 1.80 20.60 5041.0 04 Y -
8 3.70 94 4964.00 1 38.10 1.80 20.80 4954.0 94 Y -
a9 1.89 94 5054.00 1 39.70 1.80 22.50 5054.0 94 Y T ]
10 3.58 92 5105.00 1 35.00 2.00 17.20 4686.0 92 Y -
11 2.11 92 5098.00 1 34.90 2.00 17.20 4687.0 92 Y -
12 3.63 92 5054.00 1 33.30 2.00 16.30 5049.0 92 Y -
13 1.89 92 2775.00 1 50.50 2.00 25.80 2766.0 92 Y -
14 3.58 91 5082.00 1 32.30 2.10 15.50 5055.0 91 Y -
15 2.10 92 4986.00 1 33.30 2.00 16.30 4984.0 82 Y -
16 3.70 91 5047.00 1 31.00 210 14.40 4693.0 a1 Y -
17 1.91 92 5089.00 1 31.30 2.00 15.50 4888.0 92 Y -
18 3.62 93 5030.00 1 28.90 2.00 15.10 4908.0 93 Y -
19 1.85 92 5041.00 1 29.10 2.10 13.60 4692.0 92 Y -
20 3.73 91 4724.00 1 31.00 2.10 14.50 4687.0 91 s -
21 204 91 5065.00 1 31.10 2.10 14.60 5064.0 91 Y -
22 4.48 70 6457.00 1 21.40 3.70 5.70 4700.0 70 N -
23 8.15 o1 5106.00juwnge. 1 28.60 2.10 13.30 4705.0 9 Y -
24 | 256 92| 5066.00 1 26.60 21PN T 49720 | 92 b~ ¥ S s
25 3.47 91 5080.00 1 29.90 2.10 14.20 4707.0 9 Y -
26 245 92 §042.00 1 29.20 2.10 13.80 4672.0 92 Y -
27 3.38 91 5026.00 1 28.90 2.20 13.10 4655.0 91 Y -
28 1.96 91 4975.00 1 27.50 2.10 13.20 4360.0 91 Y -
29 3.74 91 4747.00 1 27.80 2.10 13107 | 4696.0 91 Y -
30 2.22 91 5025.00 1 28.30 220 13.10 4912.0 91 Y -
N 423 90 7180.00 1 28.00 210 13.10 5981.0 80 Y -
MIN. 1.89 21.40 5.70 1615.00 70
MAX, 6.15 72.40 33.20 5981.00 94
Total] 9272 0.000
Notes:

! Minimurm sensor reading for each sensor must be recarded once each day. Minimum reading should occur at the same time of day
for the three sensors, and the thwee sensor readings should always trend in the same direction as one another (i-e. all increase or alf
decrease from one day to the next). If not, sensor andfor lamp operation (e.g. calibration, cleaning, etc.) should be checked.

2 Refer to the “Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced. CF = 1 if all sensors for a reactor are within calibration. Never use CF < 1.

3 Calculated dose is calculated by the UV system's PLC and reported by the SCADA system.

# Validation Factor Is calculated by the UV system’s PLC and reported by the SCADA system.

% Validated dose is calculated by the SCADA system. Calculation is based on the following: Validated Dose = (Calculated Dose) / (VF
x CF); where VF = validation factor; CF = Sensor Comreclion Factor

® Dry is the dosa required to achieve the target log inactivation without a VF or CF applied (see Table 1.4 in the UVDGM).

7 Enter total volume of off-specification water produced sach day that an off-specification evenl(s) occurs. These values are obtained
from the “OHf-Specification Calculation” worksheel(s).

8 Transmittance is calcutated by the UV System's PLC and reported by the SCADA system.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Dec-17 Dose Requlired (D,,.) (mJicm?: 12
Water System : WCWD#1 Orchard Sireet  Max Validated Flow Rate {MGD / UV unit) : 255
PWSID#: 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity "} yyT Dose |FiowRate| Intensity ™ UvT Dose  |Flow Rate
(Wim’) (%) {mdfem?) | (gpm) (Wim?) (%) {mJdicm®) | (gpm)
HOUR; 0:00 4:00
DAY
1 4.81 87 45.40 2899.70 4.81 87 45.40 2B23.45
2 NIS NiS NIS NIS NIS NIS NIS NIS
3 1.21 94 21.70 2835.94 1.22 94 21.70 2820.33
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 1.21 95 37.90 2832.82 1.21 94 35.70 2871.61
6 NIS NIS NIS NIS NIS NIS NIS NIS
7 1.2 94 20.60 2873.84 1.21 94 20.60 2869.83
8 NIS NiS NIS NIs NIS NIS NiS NIS
9 1.19 24 22.50 2872.50 1.19 94 22.50 2863.14
10 NIS NIS NiS NIS NIS NIS NIS NIS
1 118 94 35.60 2876.51 1.20 94 35.20 2872.50
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 1.17 g2 26.80 2831.93 117 92 26.40 2801.61
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 115 92 25.60 2895.69 1.18 92 25.60 2822.56
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 1.09 93 17.70 2830.14 1.02 a3 17.70 2816.32
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 1.07 83 27.30 2825.24 0.98 a3 25.60 2848.42
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 1.1 91 14.60 2904.61 1.09 ™ 14.60 2820.33
22 NIS NIS NIiS NIS NIS NIS NIS NIS
23 1.08 92 15.00 5302.15 1.04 92 14.30 2801.61
24 1.07 92 15.90 4869.19 1.01 92 13.90 5120.67
25 NIS NiIS NIS NIS NiS NIS NIS NIS
26 1.11 92 25.40 2889.00 1.08 92 25.40 2883.20
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 1.0 92 2310 2884.09 0.87 a1 19.60 2872.50
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 1.04 ™ 14.60 4852.69 0.94 91 13.10 2863.58
x| NIS NIS NIS NIS NiS NIS NIS NIS
Notes:

1, UV Intensity Is from UV Sensor #2, which Is the duty sensor.
NIS = Not in Service
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Perlod : Dec-17 Dose Required (D,,,) {mJicm?): 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate {MGD / UV unit) : 255
PWS ID# : 5003488 Minimum Validated UVT% : 70%
uv Validated uv Validated
intensity | vt Dose  |Fiow Rate| Intensity (¥ uvT Dose |Flow Rate
(Wlmz} (%) (mJIcmz} {gpm} (W.fm"'} {%) (mJIcm’) (opm)
HOUR: 8:00 12:00
DAY
1 4.76 87 31.80 4867.41 NIS NIS NIS NIS
2 NIS NIS NIS NIS 1.20 24 21.80 4844.67
3 1.22 94 21.70 2808.74 NIS NIS NIS NIS
4 NIS Nis NIS NIS 1.19 94 22,40 4820.14
5 1.20 94 35.20 2811.86 NIS NIS NIS NIS
6 NIS NIS NIS NIS 1.18 93 20.90 4930.28
7 1.21 94 20.60 2839.95 NIS NIS NIS NIS
8 NIS NIS NIS NIS 1.17 94 20.80 4913.78
g 1.20 94 22.50 2778.42 NIS NIS NIS NIS
10 NIS NiS NIS NIS 147 a2 17.20 4873.65
11 1.19 94 35.20 2863.14 NIS NIS NIS NIS
12 NIS Nis NIS NIS 1.15 92 16.40 4841.10
13 117 92 26.00 2839.95 NIS NIS NIS NIS
14 NIS NIS NIS NIS 1.14 a2 16.40 4827.72
15 1.18 92 25.60 2B865.81 NIS NIS NIS NIS
16 NIS NIS NIS NIS 1.11 91 15.60 4832,63
17 1.06 23 17.70 2808.74 NIS NIS NIS NIS
18 NIS NIS NIS NIS 1.05 93 18.00 4887.03
19 1.03 03 25.50 2841.29 NIS NIS NiS NIS
20 NIS NIS NIS NIS 1.07 92 16.80 4807.66
21 1.10 91 14.60 2867.15 NIS NIS NIS NIS
22 NIS NIS NIS NIS 1.47 70 5.70 4856.26
23 1.06 91 14.30 2820.33 1.09 o1 14.30 484467
24 1.04 g2 13.60 2830.14 NIS NIS NIS NIS
25 NIS NIS NIS NIS 1.07 92 15.80 4876.77
26 1.01 92 14.30 4871.87 NIS NIS NIS NIS
27 NIS NIS NIS NIS 0.99 91 14.70 4834.41
28 0,95 91 19.50 2838.61 NIS NIS NIS NIS
29 NIS NIS NIS NIS 1.03 92 15.40 4864.73
30 1.01 91 13.10 2785.11 NIS NIS NIS NIS
a1 NIS NIS NIS NIS 1.05 92 25.90 282345

MNotes:
1. UV Intensity Is from UV Sensor #2, which Is the duly sensor.
NIS = Not in Service

20F3
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HOUR:
DAY

W 00~ O & oh W N

LW R MM RN RN NMNRNNRMNGD ol oo o o oak o el e
= O W 0N NN =0 OO0NOWN R WN SO

Notes

Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Dec-17 Dose Required {D,,;) (mJ/em?): 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate {(MGD f UV unit) : 255
PWS ID# : 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity | yyr Dose  (Flow Rate| Intensity ! uvT Dose |Flow Rate
(Wim?) (%) (mdiem?) | (gpm) {Wim?) (%) {(mdiem?) | (gpm)
16:00 20:00
NIS NIS NIS NIS NIS NIS NIS NIS
1.20 94 21.80 4848.68 1.21 94 21.80 4871.87
NIS NIS NIS NIS NIS NIS NIS NIS
1.20 94 21.80 4835.30 1.20 94 21.70 2781.09
NIS NIS NIS NIS NIS NIS NIS NIS
1.19 93 20.60 4848.68 1.19 93 20.60 4849.57
NIS NIS NIS NIS NIS NIS NIS NIS
1.19 94 20.80 4869.64 1.19 94 20.80 4846.90
NIS NIS NIS NIS NIS NIS NIS NIS
1.18 92 17.20 4903.08 1.19 92 17.20 4866.96
NIS NIS Nis NIS NIS NIS NIS NIS
1.16 9z 16.40 4841.99 117 22 16.40 4843.77
NIS NIS NIS NIS NIS NIS NIS NIS
1.15 92 16.10 4885.24 1.14 91 15.80 4902.63
NIS NIS NIS NIS NIS NIS NIS NIS
1.01 | 14.40 4882.12 1.03 L] 14.40 4883.46
NIS NIS NIS NIS NIS NIS NIS NIS
0.97 93 15.30 4846.90 1.02 93 15.30 4858.93
NIS NIS NIS NIS NIS NIS NIS NIS
1.06 9 14.50 4837.09 1.09 91 14.50 4852.69
NIS NIS NIS NIS NIS NIS NIS NIS
1.24 70 5.70 6654.08 1.20 70 5.70 6624.21
1.03 91 14.30 4871.87 1.02 91 14.30 4865.18
NIS NIS NIS NIS NIS NIS NIS NIS
1.00 91 14.20 4854.48 1.06 9 14.20 4832.63
NIS NIS NIS NIS NIS NIS NIS NIS
0.94 91 13.10 4818.36 0.94 9 13.10 4814.35
NIS NIS NIS NIS NIS NIS NIS NIS
0.94 a2 13.10 4855.81 0.98 ¥} 13.10 4907.09
NIS NIS NIS NIS NiS NIS NIS NIS
1.00 92 14.10 4960.60 1.27 90 13.10 6903,33

1. UV Intensily Is from UV Sensor #2, which is the duty sensor,

NIS = Not in Service
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : December-2017 Dose Required (D) (mdicm?): 12 o P
Water System : ) #1 Orchard Street Max Validated Flow Rate (MGD / UV unit) 25.5
PWS ID#: 5903488 Minimum Validated UVT% : 70%
Oparational Data Data at Daily Minimum Validated Dose
UV Sensor
Cormection | Calculated Validated Validated| Totat
Tolal Min. |Max. Flow| Factorr | MS2RED? | vatidation | Dose® Dose > | Off-Spec.
Production | UVT Rate (CF) (mdlcm?) | Factor | (mdfem?) |FlowRate| UVT® Di? | Volume’
Day { (MG) (%) {GPM) [A] 8] [C] [BXA'C) | (GPM) (%) {Y/N) (MG)
] 3.79 70 4805.00 1 21.20 3.80 5.60 4778.0 70 N -
2 2.04 94 5132.00 1 39.60 1.80 22.10 5108.0 94 b -
3 3.58 94 5168.00 1 39.00 1.80 24.70 5159.0 94 Y -
4 2.25 94 5168.00 1 40.80 1.80 22.80 4784.0 94 Y -
5 3.49 94 5126.00 1 38.40 1.80 21.00 5085.0 84 Y -
6 1.96 94 5117.00 1 38.20 1.80 20.80 5117.0 94 Y -
7 3.79 93 4799.00 1 39.40 1.80 21.40 4765.0 93 Y, -
8 1.93 94 5122.00 1 39.00 1.80 21.80 5111.0 94 Y =
g 3.47 93 5216.00 1 39.40 1.80 21.40 4776.0 93 Y -
10 1.93 94 2850.00 1 64.70 1.90 33 40 1688.0 94 Y -
11 3.67 92 5174.00 1 33.80 2.00 16.70 5172.0 92 Y -
L 12 2.13 92 5202.00 1 34.60 210 16.80 4754.0 02 Y -
13 3.69 82 5025.00 1 34.20 2.00 16.80 5025.0 92 Y -
14 2.00 92 5151.00 1 34.80 2.00 17.60 5140.0 g2 Y -
15 3.61 92 5157.00 1 33.50 2.00 16.40 5131.0 92 Y -
16 1.93 92 2835.00 1 50.40 2.00 25.50 2828.0 92 Y -
17 3.78 92 4797.00 1 30.60 2.00 15.30 4754.0 92 Y -
18 2.08 93 5§162.00 1 31.30 2.00 15.80 4759.0 93 Y -
19 377 91 4784.00 1 29.50 2,00 14.50 4754.0 21 Y -
20 2,06 70 5118.00 1 31.00 3.80 7.30 2786.0 70 N -
21 3.73 91 5085.00 1 32.30 2.10 15.10 4769.0 91 Y -
22 201 52 4988.00 1 31.80 1.90 16.40 4784.0 82 Y -
23 0.08 92 4779.00 1 35.30 200 17.70 4775.0 92 Y -
24 3.79 91 4817.00 1 30.60 2.10 14.40 4778.0 91 Y -
25 2.52 91 5027.00 1 27.680 2.10 13.10 4796.0 91 Y -
20} = 3.78 o1 4789.00 1 28 20 2.20 12.80 4725.0 91 Y -
27 221 91 5146.00 1 28.50 2.20 13.10 4867.0 91 Y -
28 3.74 82 5126.00 1 27.90 210 13.10 4758.0 92 Y -
29 2.07 92 5042 00 1 29.10 2.10 13.80 4765.0 92 Y -
30 3.57 9 5178.00 1 28.30 2.20 13.10 4803.0 91 Y - .
a1 204 1 5140.00 1 29.40 2.20 13.10 4885.0 81 Y - ramc
MIN. 0.08 21,20 5.80 1688.00 70
| MAX. 3.79 654.70 33.40 $172.00. 94
Total] B6.49 0.000
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should oceur at the same time of day for
the three sensors, and the three sensor readings should always trend in the same direction as one another (i.e, all increase or all
decrease from one day to the next). If not. sensor and/or famp cperation (e.g. calibration, cleaning, ete.) should be checked.

? Refer to the *Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced. CF = 1if all sensors for a reactor are within calibration. Never use CF < 4.

* Calculated dose is calculated by the UV system's PLC and reported by the SCADA system.

# Validation Factor is calculated by the UV system’s PL.C and reported by the SCADA system.

? Validated dose is calculated by the SCADA system. Caleulation Is based on the following: Validated Dose = (Calculated Dose) / (VF x
CF), where VF = validation factor, CF = Sensor Correction Factor g

¥ Dreq is the dose required fo achieve the larget log inactivation without a VF or CF applied {(sae Table 1.4 in the UVDGM).

T Enter lotal volume of oli-specification waler produced each day that an off-specification evenl{s) occurs. These values are obtained
fram the “Off-Specification Calculation™ worksheet(s).

® Transmillance is calculated by the UV System's PLC and reported by the SCADA system.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Perlod : Dec-17 Dose Required (D} (mdicm?): 12
Water System : WCWD#1 Orchard Streel  Max Validated Flow Rate (MGD ! UV unit) : 255
PWS ID# : 5903488 Minimum Valldated UVT% : 70%
=
uv Validatad uv Validated
Intensity " UvT Dose  |Flow Rate| Intensity {* uvTt Dose |Flow Rate
{wim?) {%) (mdrem?) | {gpm) (Wim?) (%) (mdem?®) | (gpm)
HOUR: 0:00 4:00
DAY
1 NIS NIS NIS NIS NIS NIS NIS NIS
2 1.27 94 23.40 4883.46 1.28 94 22.10 2875.62
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 1.25 84 36.40 2887.22 1.28 94 35.90 2895.24
s NIS NIS NIS NIS NIS NIS NIS NIS
6 1.26 94 34.50 2894.35 1.26 24 34.50 2892.12
7 NIS NIS NIS NIS NIS NIS NIS NIS
i 8 1.24 94 21.80 2863.58 1.24 94 21.80 2871.61
9 NIS NIS NIS NIS NIS NIS NIS NIS
10 1.26 94 36.70 2931.80 1.26 94 36.70 2907.28
1" NIS NIS NiS NIS NIS NIS NIS NIS
12 1.24 92 26.50 2856.45 1.25 92 26.50 2924.22
13 NIS NI1S NIS NIS NIS NIS NIS NIS
14 1.24 92 17.60 2889.00 1.25 92 17.60 2910.85
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 1.22 92 26.00 2884.99 1.2% 92 25,50 2879.64
17 NIS NIS NIS NIS NIS NIS NiS NIS
18 147 a3 17.80 291486 1.05 83 17.80 2860.02
19 NIS NIS NIS NIS NIS NIS NIS NS
20 1.13 83 19.00 2880.53 1.01 70 7.30 2836.38
2 NIS NIS NIS NIS NIS NIS NIS NIS
22 1.14 92 26.00 2942.95 0.99 . . 92__|.. 25,60 2939.83
23 ms |, NS NIS NIS NIS NIS NIS | NS | e
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 1.1 92 15.10 4955,69 0.94 91 13.3¢ 4935.18
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 1.07 91 13.30 2870.27 0.95 a9t 13.30 2871.61
28 NIS NIS NIS NIS NIS NIS NIS NIS
29 1.1 a2 24.00 2913.52 0.98 a2 21.20 2922.44
k1] NIS NIS NIS NIS NIS NIS NIS NIS
K} | 1.13 91 13.10 2931.80 1.03 a1 13.10 2877.41
Notes
1 UV Intensity is from UV Sensor #2_ which is the duty sensor
NN T bt e NIS O i S eryCs e oottt . —_—
LS »oEk gl
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Monthly Operation Report for UV Disinfection
QOperating Data for UV Reactor # 2

Reporting Perlod : Dec-17 Dose Required (D,, ) {mdfcm’} : 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate {(MGD / UV unit} : 255
PWS ID# : 5903488 Minimum Valldated UVT%:  70%
v Validated uv Validated
Intensity ™| yyt Dose  |Flow Rate] Intensity ! uvT Dose  |Fiow Rate
(Wim) | (%) {mdfcm?) | (gpm) (Wim?) {%) {mdiem?) | (gpm)
HOUR: B8:00 12:00
DAY
1 NIS NIS NIS NIS 5.02 ar 33.70 4924.48
2l 129 94 2210 2861.80 NIS NIS NIS MIS
3 NIS NIS NIS NIS 1.26 94 23.20 4973.97
4 126 94 23.00 4937.86 NIS NIS NIS NIS
5 NIS NIS NIS NIS 1.25 94 22.50 4945.88
6 1.25 94 33.90 2024.22 NIS NIS NIS NIS
7 NIS NIS NIS NIS 1.25 94 22.00 4936.52
8 125 04 21.80 2877.85 NIS NIS NIS NIS
9 NIS NIS NIS NIS 1.26 04 23.00 5282.97
10 1.24 94 36.70 2849.76 NIS NIS NIS NIS
1 NIS NIS NIS NIS 1.25 92 17.10 4968.07
12| 1.25 92 26.50 2925.56 NIS NIS NIS NIS
13 NIS NIS NIS NIS 1.23 92 16.80 4920.47
14|  1.23 92 17.60 2877.41 NIS NIS NIS NIS
15 NIS NIS NIS NIS 1.24 92 16.70 4932.51
16 1,19 92 25.50 2889.89 NIS NIS NIS NIS
17 NIS NIS NIS NIS 1.19 92 17.30 4972.19
18  1.12 93 17.80 2931.80 NIS NIS NIS NIS
19 NIS NIS NIS NIS 1.10 a1 15.20 4925.00
20 1.11 70 7.30 2894.80 NIS NIS NIS NIS
2 NIS NIS NIS NIS 1.19 92 16.00 4888.81
220 1.09 92 25 60 295232 NIS NIS NIS NIS
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 NIS NIS NIS NIS 1.47 92 15.80 4897,28
250 11 9 13.10 2B06.51 NIS NIS NIS NIS
26 NIS NIS NIS NIS 1.14 92 15.10 4918.68
270 1.04 91 13.30 2922.44 NIS NIS NIS NIS
28 NIS NIS NIS NiS 1.07 92 14.30 4870.08
29 1.07 92 21.20 2889.45 NIS NIS NIS NIS
30 NIS NiS NIS | NIS 1.14 92 15.00 5348.07
3 1.10 21 1310 | 2834.16 NIS NIS NIS NIS |
Notes
1. UV inlensity i from UV Sensor #2, which is he duty sansor
NiS = Not in Servica
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Dec-17 Dose Required (Do) (mdicm?): 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Valldated UVT% : 70%
uv Validated uv Validated
intensity '] vt Dose  |Flow Rate| Intensity UvT Dose  |Flow Rate
{Wim?) (%) {mdicm®) | (gpm) {Wim?) (%) {mJdic®) | (gpm)
HOUR: 16:00 20:00
DAY
1 1.26 70 5.60 4911.99 1.29 70 5.60 4969.07
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 1.27 94 23.20 4886.58 1.25 :L 22,90 4999.83
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 1.26 94 22,50 4920.91 1.25 94 22.30 4945.88
6 NIS NIS NIS NIS NIS NIS NIS NIS
7 1.25 93 21.40 492091 1.24 93 21.40 4943.65
8 NIS NIS NIS NIS NIS NIS NiS NIS
] 1.24 93 21.40 5004.74 1.24 93 21.40 496015
10 NIS NIS NIS NIS NIS NIS NIS Nis
11 1.23 82 17.10 4966.39 1.24 92 17.10 4966.39
12 NIS NIS NIS NiIS NIS NIS NIS NIS
13 1.24 92 16.80 4914.22 1.22 92 16.80 4962.83
14 NIS NIS NIS NIS NIS NIS NIS NiS
15 1.24 92 16.70 4919.13 1.22 92 16,70 4934.29
16 NIS NIS NiS NIS NIS NIS NIS NIS
17 1.05 a2 15.40 49869.07 111 92 - 15.40- 489015
18 NIS NIS NIS NiS NIS NIS NIS NiS
19 0.94 91 14,50 4945.88 1.02 a1 14.50 4940.09
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 117 91 15.10 4906,64 1.14 91 15.10 4911.55
22 NIS NIS NIS NIS NIS Nis NIS NIS
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 1.08 91 14.40 5041.75 1.11 a 14.40 4965.95
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 1.07 H 1310 4929.83 1.05 91 12.80 4891.04
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 1.02 92 13.10 4922.25 0.99 92 13.10 4930.72
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 1.06 91 13.10 4946.77 1.06 91 13.10 4966.84
31 NIS NIS NIS NIS NIS NIS NIS NIS
Notes

1 UV Intansity s from UV Sensor #2, which is the duty sensor
NIS = Not in Sarvice
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Sample No.AT24190
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By : ERG KA
Bottle No : A6179 B1290 C3566 D0954 E3209
VALHALLA, NY coc:

Collection Point: TREATED Collected By : FERRARO

ID of Source : WWD1 Collection Date ;: 11/17/2017 AT 8:00:00AM
Agency : Westchester County DEF Submitted On : 11/17/2017 AT 9:52:00AM

Operations Bldg., Grasslands PWS No. : 5903488

Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Py pH:
Alir:Mike Ferraro Free CL2: Residual CI2 :
Sample chilled on arrival ?: YES
addt't Report To: Sample Type : POT_DW

Comment :FULL CHEMICAL

Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
EPA 200.8 Silver <L0OQ ugfL 2.0 11/21/2017 MO
SM22 23208 Alkalinity as Calcium Carbonate 21.0 mgiL 2.0 11/28/2017 MO
EPA 2008 Aluminum 9.0 ugf/L 2.0 117212017 MO
EPA 200.8 Arsenic <LOQ ug/L 1.0 117212017 MO
EPA 200.8 Barium 15.4 ugiL 1.0 11/21/2047 MO
EPA 200.8 Beryllium < LOO ugiL 0.3 11/21/2017 MO
EPA 200.7 Calcium 6540 ugil 1000.0 11/28/2017 MO
EPA 200.8 Cadmium <L0Q ug/L 1.0 11/21/2017 MO
EPA 3000 Chiloride 12.7 mg/L 10.0 12/05/2017 MO
Kelada-01 Cyanide - Polable 0.0006 J mg/L 0.0005 11/27/2017 RH
"J" Flag - Estimaled value on an analyte found below the calibration range and at or above the detection limit. RWHJr
EPA 200.7 Calcium as Calcium Carbonate 16000 JL as CaCO3 1000 11/30/2017 MO
SM20 21208 Color, Apparent 5 units 1 1117/2017 2:30pm RRC
EPA 2008 Chromium <0G ugiL 1.0 11/21/2017 MO
EPA 200.8 Copper 41.5 ugiL 1.0 11212017 MO
EPA 2007 Iron <L0Q ugiL 50.0 11/28/2017 MO
S5M22-4500 FC Fluoride by ISE <L0Q mg/L 0.2 11/30/2017 MO
EPA 200.7 Hardness as Calcium Carbonate 22 mg/L 1 11/30/2017 MO
EPA 200.8 Mercury = L0oQ ug/L 0.2 1112172017 MO
EPA 2007 Magnesium 1380 ug/L 1000.0 11/28/2017 MO
EPA 2008 Manganese 18.4 ug/l 1.0 11/29/2017 MO
EPA 200.7 Sodium 10900 ug/L 100.¢ 11/28/2017 MO
SM22-4500NH3-G  Ammonia as N <L0oQ mg/L 0.05 12/07/2017 MO
EPA 2008 Nickel 0.33 ugfL 0.2 11/21/2017 MO
SM20 4500NO2B  Nitrite Nitrogen as N <LOQ mgiL 0.01 1117/2017 11:23 am MO
DL = Delection Limit LOGQ = Limit of Quantitalion J=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt QA Officer Date Approved : 12/11/2017
Environmental Laboratories EMAIL Copy 12/18/2017
NYS ELAP # 10108 Page 1 of 2

bablles il 2L These analytical results relate only lo the sample identified in this report.
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Sample No. AT24190

enYiethod Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
EPA 353.2 N-Nitrate Calculated 0.147 mg/L 0.05 1172972017 MO
EPA 200.8 Lead < LOQ ugi. 1.0 11/21/2017 MO
SM20-4500HB Hydrogen lon 7.33 unils 0.1 11/17/12017 240pm RRC

The pH is a field parameler with a 15 minute hold time. The Laboratory provides this test result only as a guide. This result cannof be

used for regulatory reporting purposes.

40CFR136 NH4 Preparation Completed 12/06/2017 MO
Ammonia as N analyzed by On-line Gas Diffusion Autornated Salicylate Method, as appearing in Method Update Rule If, 40CFR 136,
Table 1B, Federal Register Volume 77 Number 97, and effective for Clean Water Act use as promulgated 06/01/2012. The method
incorporates two approved modifications to Standard Methods SM22-4500-NH3G involving a modified Berthelot reaction using Salicylate
instead Indophenol blue and using gas diffusion separation instead of distiflation.

EPA 2008 Antimony <L0Q ug/L 0.4 11/2172017 MO
EPA 2008 Selenium <10Q ug/L 2.0 1172172017 MO
EPA 200.8 Thallium <L0Q ug/L 0.3 112172017 MO
S§M20-2540B Total Solids 113.0 mg/L 2.0 12172017 MO
EPA 180.1 Turbidity 0.59 NTU 0.02 11/47/2017 230pm RRC
EPA 200.8 Zinc <LOQ ug/L 2.0 11212017 MO
OL = Detectfion Limit LOG = Limil of Quanfitation J=value Is an estimale H = exceeds hoiding time
Approved By Robert Hilbrandt QA Officer Date Approved : 12/11/2017
Environmental Laboratories EMAIL Copy 12/18/2017

NYS ELAP # 10108 Page 2 of 2
(914) 2311620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT24192
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : SHAFT 22 Received By : ERG KA
Bottle No : A5B02 B1246 C4370 D6943 E3300
YONKERS, NY COC: K2300 2309 2291 FB3296 3295

Collection Point: TREATED Collected By : FERRARO

ID of Source : WWD1 Collection Date ; 11/17/2017 AT 8:35:00AM
Agency : Weslchester County DEF Submitted On : 11/17/2017 AT 9:52:00AM

Operations Bldg., Grasslands PWS No.: 5903488

Valhalla NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro PH:
Free Ci2: Residual CI2 :
Sample chilled on arrival 7: YES
addt’l Report To: Sample Type: POT_DW

Comment :FULL CHEM. & VOC'S

Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
EPA 2008 Silver = LoQ ug/L 2.0 117212017 MO
SM22 23208 Alkalinity as Calcium Carbonate 205 mgil 2.0 1128217 MO
EPA 200 8 Aluminum 13.0 ug/l 2.0 12122017 MO
EPA 200.8 Arsenic <LOQ ugiL 1.0 11212017 MO
EPA 200.8 Barium 142 ugit 1.0 11212017 MO
EPA 200.8 Beryllium <L0Q ugfL 0.3 1r212m7 MO
EPA 200.7 Calcium 6530 ugfl 1000.0 11/28/2017 MO
EPA 200.8 Cadmium <LOQ ug/L 1.0 1172172017 MO
EPA 300.0 Chiaride 11.5 ma/L 2.0 12/0512017 MO
Kelada-01 Cyanide - Potable 0.0014 mafl 0.0005 1172712017 RH
EPA 200.7 Calcium as Calcium Carbonate 16000 j/L as CaCO3 1000 11/30/2017 MO
SM20 21208 Color, Apparent 10 units 1 111772017 2:30pm RRC
EPA 200.8 Chromium <L0Q ugil 1.0 11/21/2017 MO
EPA 200.8 Copper 6.4 ug/t 1.0 117212017 MO
EPA 200.7 Iron <LOQ ug/l 50.0 11/28/2017 MO
SM22-4500 FC  Fluoride by ISE 0.72 mg/L 0.2 11/30/2017 MO
EPA 200.7 Hardness as Calcium Carbonate 2t mg/L 1 11302017 MO
EPA 2008 Mercury <L0Q ug/L 0.2 112172017 MO
EPA 200.7 Magnesium 1240 ug/L 1000.0 11/28/2017 MO
EPA 200.8 Manganese 17.8 ug/L 1.0 11/21/2017 MO
EPA 200.7 Sodium 10300 ug/L 100.0 11/28/2017 MO
SM22-4500NH3-G  Ammonia as N =L0Q mgfL 0.05 12/07/2017 MO
EPA 2008 Nickel 0.39 ug/L 0.2 11/21/2017 MO
SM20 4500NO2B  Nitrite Nilrogen as N < LOG mgit 0.01 1117/2017 11:23 am MO
EPA 3532 N-Nitrate Calculated 0.083 mg/L 0.05 11/29/2017 MO
“DL = Detection Limit LOQ = Limit of Quantitation J=value is an estimate H = exceeds holding iime
Approved By Robert Hilbrandt QA Officer Date Approved : 12/11/2017
Environmental Laboratories EMAIL Copy 12/18/2017
NYS ELAP # 10108 Page 1 of 3

(et Fi These analytical results relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No. AT24192

I qanlcthod Test Description Results Qualifier  Units DL/LOQ Analyzed on Validator
EPA 200.8 Lead <LOQ ugiL 1.0 11212017 MO
SM20-4500HB Hydrogen lon ' 7.69 units 0.1 111772017 2.40pm RRC

The pH is a field parameler with a 15 minute hold time. The Laboralory provides this test result only as a guide. This result cannof be

used for regulatory reporiing purposes.

40CFR136 NH4 Preparation Completed 1210612017 MO
Ammonia as N analyzed by On-iine Gas Diffusion Automated Salicylale Method, as appearing in Method Updale Rule I, 40CFR 136,
Table 18, Federal Register Volume 77 Number 97, and effective for Clean Water Act use as promulgated 06/01/2012. The method
incorporates two approved modifications to Standard Methods SM22-4500-NH3G involving a modified Berthelot reaction using Salicylate
instead Indophenol biue and using gas diffusion separation instead of distiliation,

EPA 200.8 Antimony <L0Q ugiL 0.4 1172112017 MO
EPA 200.8 Selenium <LOQ ug/L 2.0 1121722017 MO
EPA 200.8 Thallium <LOQ ug/L 0.3 11/21/2017 MO
5M20-25408 Total Solids 89.0 mg/L 2.0 1112112017 Mo
EPA 180.1 Turbidity 0.74 NTU 0.02 11172017 2:30pm RRC
EPA 200.8 Zinc 23 ugiL 2.0 12112017 MO

Volatile Organic Compounds

EPA 524.2 *THM-Bromadichloromethane 1.51 uglL 050 1172172017 MG
EPA 5242 *"THM-Bromoform <L0oQ ugl.  0.50 1172172017 MG
EPA 524.2 *THM-Chloroform 7.19 ug/l.  0.50 1212017 MG
EPA 524 2 *THM-Dibromochloromethane < LOQ ug/lL. 050  11/21/2017 MG
EPA 524.2 1,1,1- Trichloroethane < LOQ ug/llL  0.50 11/21/2017 MG
EPA 524 2 1,1,1,2-Tetrachloroethane < L0OQ ugflL 0.50 1172172017 MG
EPA 524 2 1,1,2,2-Tefrachicroethane <LOQ ugllL 050  11/21/2017 MG
EPA 524.2 1,1.2-Trichloroethane <LOQ ug, 050  11/21/2017 MG
EPA 524.2 1,1-Dichloroethane < LOQ ug/lk 050  11/21/2017 MG
EPA 524.2 1.1-Dichloroethene < LOQ ugllL 050  11/21/2017 MG
EPA 524.2 1,1-Dichloropropene < LOQ ugl. 050 112122017 MG
EPA 524 .2 1,2,3-Trichlorobenzene <LOQ ug/L 0.50 11/24/2017 MG
EPA 524 2 1,2,3-Trichloropropane <LOQ uglL 050 1112172017 MG
EPA 524 2 1,2.4-Trichlorobenzene < L0OQ ug/L 0.50 1122172017 MG
EPA 524.2 1,2, 4-Trimethylbenzene <L0Q ugl. 050 112172017 MG
EPA 524.2 1.2-Dichlorobenzene <LOQ ug/l. 050 112172017 MG
EPA 5242 1.2-Dichloroethane < LOQ ugll 050 11212017 MG
EPA 5242 1,2-Dichloropropane <LOQ ug/l 050  11/21.2017 MG
EPA 5242 1,3,5-Trimethylbenzene < L0Q ug/l 0.50 11/2172017 MG
EPA 524 2 1,3-Dichiorobenzene <L.OQ ug/lL 050 11/2172017 MG
EPA 524.2 1.3-Dichloropropane < LOQ ug/ll 050 112172017 MG
EPA 524.2 1,4-Dichlorobenzene < LOGQ ug/L 0.50 11/21/2017 MG
EPA 524.2 2,2-Dichloropropane <L0Q uglt 050  11/21/2017 MG
EPA 524.2 2-Chlorotoluene < LOQ ug/L 0.50 1112112017 MG
EPA 524.2 4-Chiorotoluene <LOQ ug/L 0.50 11/2172017 MG
EPA 524 2 Benzene <L0Q ug/t.  0.50  1%/21/2017 MG
EPA 524.2 Bromobenzene <LOQ ugfllL 050 117212017 MG
EPA 524.2 Bromochloromethane <LOQ ugiL, 050 112112017 MG
[l = Detection Limit LOG = Limit of Quantitation J=vaiue is an estimate H = exceeds holding time
Approved By Robert Hilbrandt QA Officer Date Approved : 12/11/2017
Environmental Lahoratories EMAIL Copy 12/18/2017

NYS ELAP # 10108 Page 2 of 3
(914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No. AT24192

Lsnmﬂhml Test Description Results Qualifier Units DL/LOQ Analyzed on Validator

TEPAS524.2 Bromomethane <L0Q ug. 050  11/21/2017 MG
EPA 524.2 Carbon tetrachloride < LOQ ugflk 050 11/21/2017 MG
EPA 524.2 Chlorobenzene < LOQ ug/l,. 0.50 1112112017 MG
EPA 524.2 Chloroethane <LCQ ug/lL 0.50 11/21/2017 MG
EPA 524.2 Chloromethane <L0Q ug/lk 050  11/21/2017 MG
EPA 524.2 ¢is-1,2-Dichloroethene < LOO ug/lL.  0.50 11/24/2017 MG
EPA 524 2 cis-1,3-Dichloropropene <L0Q ug/lL 050  11/2172017 MG
EPA 524.2 Dibromomethane <L0Q ug/ll. 050  11/21/2017 MG
EPA 524.2 Dichlorodiflucromethane < LOQ ug/lL  0.50 1112112017 MG
EPA 5242 Ethylbenzene <LOQ ugfL 0.50 112112017 MG
EPA 5242 Hexachlorobutadiene < LOQ ug/lk  0.50 1112172017 MG
EPA 524.2 Isopropylbenzene <L0Q ug/llL 050 1172172047 MG
EPA 524 2 MEK({not certified by NYSDOH) <L0Q ug/llL  2.00 1172172017 MG
EPA 524.2 Melhyl lert-butyl ether < LOQ ug/lL 050  11/21/2017 MG
EPA 524.2 Methylene Chloride <LOQ ug/L 050  11/21/2017 MG
EPA 524.2 MIBK (not cerlified by NYSDOH) <L0Q ug/ll 200  11/21/2017 MG
EPA 524.2 Naphthalene < LOG ug/l 0.50 11/21/2017 MG
EPA 524.2 N-Butylbenzene <LOG ug/l. 050  11/21/2017 MG
EPA 524.2 n-Propylbenzene <LOG ug/l 050  11/21/2017 MG
EPA 524.2 o-Xylene <LOQ ugil. 050 1172172017 MG
EPA 524.2 p & m-Xylene < LOQ ug/lk 1.00 142172017 MG
EPA 524.2 p-Isopropylicluene <L0Q ug/l. 0500  11/21/2017 MG
EPA 524.2 sec-Butylbenzeneg <L0Q uglk. 050 112172017 MG
EPA 524.2 Styrene <L0Q ug/l. 050  11/21/2017 MG
EPA 524.2 lert-Butylbenzene <L0Q ug/lL 050  11/21/2017 MG
EPA 524.2 Tetrachloroethene <L0Q ugll 050  11/21/2017 MG
EPA 524.2 Toluene <LOQ ug/lL  0.50  11/21/2017 MG
EPA 524 2 trans-1,2-Dichloroethene < LOG ug/L 0.50 11212017 MG
EPA 524.2 trans-1,3-Dichloropropene < LOQ ugfl,. 050 11/21/2017 MG
EPA 524.2 Trichloroethene <L0Q ugll 050  11/29/2017 MG
EPA 524.2 Trichloroflucromethane <L0Q ug/t 050 1172172017 MG
EPA 524.2 Vinyl chloride <L0Q ug/l 050 11/21/2017 MG

“DL = Delection Limit LOQ = Lim# of Quantitation "~ J=evaiue is an estimale H = exceeds holding time
Approved By Robert Hilbrandt QA Officer Date Approved : 12/11/2017
Environmental Laboratories EMAIL Copy 12/18/2017
NYS ELAP # 10108 Page 3of 3
(914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT25130

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

KENSICO

Sample Location ; Received By : KA
Bottle No : 9-4414
VALHALLA, NY cocC:
Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 12/01/2017 AT 9:26:00AM
Agency : Westchester County DEF Subn:&esdb? % ;ggﬁggw ATRLI00:00AM
Operations Bldg., Grasslands i
Valhalla, NY 10595 Type Descriptor ; 022 Source ID : 000
Atin: Mike Ferraro LB
Free Ctz: 1.83 Resldual CI2 :

Sample chilled on arrival 7: YES

addt'l Report To : Sample Type: POT_DW

Comment :

Test Description Units ) Results Qualifier Method
Date/Time Set 12/01/2017 AT 11:55:00AM —
Caliform Presence/Absence Test per 100ml Ahsent Colilert-18
Heterotrophic Plate Count CFU/ml <1 SM20.921 5 Bummemrcrs:

[ I e el T
|E = Estimated Count |
Approved By Date Approved : 12/04/2017
Environmentai Laboratories EMAIL Copy 1/3/2018
NYS ELLAP # 10108 Page 10of 1
(914) 2341620

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT25131
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 10-3619
VALHALLA, NY COC:

Collection Point: RAW Collected By : DONOHUE

D of Source : WWD1 Collection Date : 12/01/2017 AT 9:25.00AM
Agency : Westchester County DEF Submitted On : 12/01/2017 AT 11:00:00AM
; PWS No.: 5903488
Operations Bldg., Grasslands .
Valhalla. NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferrara a6
Free CI2: Residuat CI2 :
Sample chilled on arrival ?: YES
addt'l Report To: Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 12/01/2017 AT 11:55:00AM
L Ry ‘ -
Heterotrophic Plate Count CFU/mI 8 SM20 92158
Coliform, Most Probable Number per 100m 7.8 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
A ARG AT R Ny
e

S O S A SR T R e

|E = Estimated Count ]

Approved By Date Approved : 12/08/2017
Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1
{914} 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT25278
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : RRC ERG

Bottle No : 31-3263
VALHALLA, NY CcOcC:

Collection Point: RAW .= -

Collected By : DONOHUE

ID of Source : WWDH Collection Date : 12/04/2017 AT. 9:13.00AM —
Agency : Westchester County DEF Submitted On . 12/04/2017 AT 1:25:00PM
. PWS No.: 5903488
Operations Bldg., Grasslandg =iz . 002 :
Valha"a, NY 10595 Type Descr]pt:;: 0 Source ID : 000
LB L IR = Free CI2: Residual CI2 : ey
Sample chilled on arrlval ?: YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units ~—- Results ____Qualifier - Methodsssomme:
Dale/Time Set 12/04/2017 AT 2:18.00PM
Heterotrophic Plate Count CFU/ml 8 SM20 92158
Coliform, Most Probable Number per 100ml <1.8 SMz20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

|E = Estimated Count ]

Approved By Date Approved : 12/06/2017
Environmental Laboratories EMAIL Copy 1/3/2018
(914) 231-1620

These analytical results relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT25279
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

= Sanjilé Cocatisir™KENSICO Received By : RRC ERG
Bottle No: 32-4231
VALHALLA, NY CcocC:
Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 12/04/2017 AT 9:14:00AM
Agency : Westchester County DEF S“b"l‘,’m’;ﬁ“f ;g’g;igg” AT 1:25:00PM
Operations Bldg., Grasslands > NO. -
Valhalla, NY 10595 Type Descriptor : 022 Source (D : 000
Attn: Mike Ferraro B
¥ AT Free Ci2: 1.79 Residual CI2 :

addt'l Report To :

Sample chilled ¢n arrival 7: YES
Sample Type : POT_DW

Comment :
Test Deseription Units Results ____Qualifier Method
Date/Time Set 12/04/2017 AT 2:18.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml et S AR SR SM20 52158
I o~ Yy
S ol A
L
-5
|E = Estimated Count
Approved By Date Approved : 12/06/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2341620

These analytical results relate only lo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT25380

Woestchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Locaticn : KENSICO Received By : ERG
Bottie No : 30-3586
VALHALLA, NY COC:
Collection Point: TREATED Collected By : DONOHUE
ID of Source ; WWD1 Collection Date : 12/05/2017 AT 9:34:00AM
Agency : Westchester County DEF Submitted On : 12/05/2017 AT 10:58:00AM
PWS No. : 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descripto:l : 022 Source ID : 000
e pH:
Attn, Mike Rerar FreeC2: 161 Residual CI2 :
Sample chilled on arrival 7: YES
addt’l Report To : Sample Type: POT_DW
Comment :
Test Description Units _ Results Qualifier Method
Date/Time Set 12/05/2017 AT 2:33:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/ml 4 SM20 9215B
Ry
|E = Estimated Count |
Approved By Date Approved : 12/07/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical results relate only io the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT25381
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG RRC

Bottle No : 31-2753
VALHALLA, NY CcOcC:

Collection Point: RAW Coflected By : DONOHUE

ID of Source : WWD1 Collection Date : 12/05/2017 AT 9:23.00AM
Agency : Westchester County DEF Submitted On : 12/05/2017 AT 10:58.00AM
; PWS No.: 5903488
Operations Bldg., Grasslands . .
Valhalla, NY 10595 Type Descrlpto:l : 002 Source ID: 000
Yy pH:
UERLGR S S FreeCL2: Residual CI2 :
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results ____Qualifier Method
Date/Time Set 12/05/2017 AT 2:33:00PM
Heterotrophic Plate Count CFU/m| 10 SM20 9215B
Coliform, Most Probable Number per 100ml 4 5 -r SM20 92218
Fecal Coliform, Maost Probable Number per 100m! <18 SM20 9221E
o A STAANET RN R R T T 200
{E = Estimated Count e e
Approved By Date Approved : 12/11/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1

(814) 2311620 These analylical results relale only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT25399
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ; KENSICO Received By : ERG RRC
Bottle No : B4125
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 12/05/2017 AT 10:01:00AM
Agency : Westchester County DEF Subn;:tvt‘;.-sd: " ;;goas i‘;g” Bllo8 DOAM
Operations Bldg , Grasslands Ly DR .
Valhalla, NY 10595 Type Descnptoll-'!: 022 Source ID ; 000
. M pH:
Sl ferae Frea CI2: 1.80 Residual CI2:
Sample chilled on arrival 7: YES
addt'l Report To: Sample Type: POT_DW
Comment :
Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
5M22 4500P-E  Orthophosphate (as P) 0.811 mg/L 0.03 12/06/2017 10:20 am MO
w2004 500H B Hydrogen lon 7.31 units 0.1 12/05/2017 3:25pm RRC

The pH is a field parameter with a 15 minute hold time. The Laboratory provides this tesf result only as a guide. This result cannot be
used for regulatory reporting purposes.

DL = Detection Limit LOQ = Limit of Quantitation J=value is an eslimate H = exceeds holding time

Approved By RobertHilbrandt QA Officer Date Approved : 12/06/2017

Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1
(SR EISIRTTF

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT25477

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

KENSICO DAM Received By :
Bottle No :

VALHALLA, NY coc:
RAW Collected By :
WwD1 Collection Date :
Weslchester County DEF Subrrll;tted SAE
Operations Bidg., Grasslands WS No.:
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro pH:
Free CI2 :

RRC ERG
6-3152

ROMEO
12/08/2017 AT 8:30:00AM
12/06/2017 AT 9:46.00AM
5903488

002 Source ID : 000

Residual CI12 :

Sample chilled on arrival ?7: YES

addt’l Report To: Sample Type : POT_SRC

Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 12/06/2017 AT 12:01:00PM " S
Heterotrophic Plate Count CFU/mi 12 SM20 92158
Coliform, Most Probable Number per 100m| <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

|E = Estimated Count
Approved By

Date Approved : 12/11/2017

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 1/3/2018
Page 1 of 1

These analytical resulls refate anly to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT25478

Westchester County Department of LLabs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location ;: KENSICO DAM Received By : RRC ERG
Bottle No ;: 7-3662
VALHALLA, NY coc:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWD1 Collection Date : 12/06/2017 AT 8:30:00AM
Agency : Wesltchester County DEF Subn;tvt\:.-sd’? n ;%Ogggﬁ AT 9:46:00AM
Operations Bldg., Grasslands 2
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro B
Free Cl2: 1.90 Residual CI2 :

Sample chilled on arrival ?: YES

addt'l Report To: Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 12/06/2017 AT 12:01:00PM
Coliform Presencel/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 2 SM20 9215B

b AR T

TR ekl T R RTINSy

IE = Estimated Count

Approved By Date Approved : 12/08/2017
Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1
(914) 231-1620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT25659
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By : ERG

Bottle No : 17-8050

VALHALLA, NY CocC:
Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date : 12/08/2017 AT 9.45:00AM
Agency : Westchester County DEF Subngaesd l\? n ;33038‘12317 AU

Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descriptor . 022 Source ID: 000

Atin: Mike Ferraro i

Free CR2: 1.86 Residual CI2 :

Sample chilled on arrival ?7: YES

addt'l Report To: Sample Type: POT_DW

Comment :
Test Description Units Resulis Qualifier Method
Date/Time Set 12/08/2017 AT 11:53:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 1 SM20 92158

ol T

|E = Estimated Count |
Approved By

Date Approved : 12/11/2017

Environmental Laboratories
NYS ELAP # 10108
{914) 231-1620

EMAIL Copy 1/3/2018
Page 1 of 1

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT25660
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By : ERG

Bottle Na,:..18-3480
VALHALLA, NY COC:
Collection Point : RAW
ID of Source : WWD1

Agency : Weslchester County DEF

Collected By : ROMEQ
Collection Date : 12/08/2017 AT 9:50.00AM
Submitted On : 12/08/2017 AT 10:49:00AM
: PWS No. : 5903488
ions Bldg.
Sgﬁﬁ,’a' rjy ]I%gs,ggrass!ands Type Descriptor : 002
Attn: Mike Ferraro CLE
Free CI2 : Residual CI2 :
Sample chilled on arrival 7: YES
Sample Type: POT_SRE o oosemm—.

Source iID: 000

addt'l Report To ;

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 12/08/2017 AT 11:53:00AM
Heterotrophic Plate Count CFU/ml 9 SM20 92158
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count |
Approved By Date Approved : 12/12/2017
..Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP #1010 Page flof
{914) 2311620

These analytical results relate only to the sampfe identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT25792
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG RRC
Bottle No : 20-1957
VALHALLA, NY COC;
Collection Point: RAW Collected By : ROMEO
ID of Source : WWD1 Collection Date : 12/11/2017 AT 8:51:00AM
Agency : Westchester County DEF S"b"g%esd'? n ;gg;iggﬁ AT 11:18:00AM
Operations Bldg., Grasslands 50
Valhalla, NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro i
Free Ci2:

Residual Clz,w
Sample chilled on arrival ?: YES

addt’l Report To : Sample Type : POT_SRC

Comment :

Test Description Units Results Qualifier Method
Date/Time Set 12/11/2017 AT 1:47:00PM
Heterotrophic Plate Count CFU/mi 12 SM20 92158
Coliform, Most Probable Number per 100m| 2.0 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml 2.0 SM20 9221E

"[E = Estimated Count

Approved By Date Approved : 12/14/2017

Environmental Laboratories B - EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT25795
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERGRRC
Bottle No : 23-2493
VALHALLA, NY cocC:
Collection Point: TREATED Collected B!.E., ROMEO
1D of Source : WWD1 Collection Date : 1

Submitted On : 12111/2017 AT 11:18:00AM

Agency : Westchester County DEF PWS No. : 5003488

Operations Bldg., Grasslands

Valhalla, NY 10595 Type Descriptor : 022 Source ID: 000
TP pH:
e FreeCR: 1.73 Resldual CI2 :
mplé ¢ va i
addt’l| Report To: Sample Type: POT_DW
Comment :
Test Description Units Results = Qualifier Method
Date/Time Set 12/11/12017 AT 1.47.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 4 SM20 9215B
B T e ST Tozmt e - =TT
e T o e e S
|E = Estimated Count |
Approved By Date Approved : 12/13/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1

(814) 2311620 These analytical resulls relate only to the sample identified in this report.
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Archived File - May Not Be ADA Compliant

Sample No.AT25806
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERG RRC
Bottle No : 34-1515
VALHALLA, NY COoc:
Collection Point: TREATED Collected By : ROMEQ
ID of Source : WWD1 Collection Date ; 12/11/2017 AT 8:50:00AM

Agency : Westchester Caunty DEF Submitted On : 12/11/2017 AT 11:18.00AM

: PWS No. : 5903488
Sap;l;};onﬁ.ﬂ%gs.é?rasslands Type Descriptor : 022 Source ID : 000

. M pH:
ANBLAGIR AT FreeCI2: 1.73 Residual CI2 : .
Sample chilled on arrival ?7: YES
addt’l Report To : Sample Type: POT_DW
Comment :
‘Test Description Units Results Qualifier Method

Date/Time Set 12/11/2017 AT 12:48:00PM
Diatomaceae Organisms ASU per ml 23 SM1810200F

SYNEDRA-15

ASTERIONELLA-8
Chlorophyceae Qrganisms ASU per ml 0 SM1810200F
Cyanophyceae Organisms ASU per ml 0 SM1810200F
Protozoa Organisms ASU per m| 0 SM1810200F
Rotifera Organisms ASU per ml 0 SM1810200F
Crustaceae Organisms ASU per ml 0 SM1810200F
Other Microscopic Organisms ASU per ml 0 SM1810200F
Total Microscopic Organisms ASU per ml 23 SM18 10200F
Amorphous Matter ASU per ml 182 SM1810200F

NYSDOH ELAP and NELAC do not offer accreditation for Microscoplc-Examinationr= Uniess—the-sampleisotherwiseralifict=all mativogosse
QC requiremenis were found fo be acceptable.

|E = Estimated Count 1

Approved By Date Approved : 12/12/2017
Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analylical results relate only to the sample identified in this report.
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Archived File - May Not Be ADA Compliant

Sample No.AT25897
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Recelved By : ERG

Bottle No : 22-4084
VALHALLA, NY COcC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 12/12/2017 AT 9:19:00AM
Agency : Westchester County DEF Submitted On ; 12/12/2017 AT 11:45:00AM
PWS No. : 5903488
Operations Bidg., Grasslands
Valhalla, NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro [k
Free Ci2: 1.71 Residual Ci2 :
Sample chilled on arrival 7;: YES
addt'l Report To : . ~ Sample Type: POT_DW
CommeftT
Test Description Units Results ~ Qualifier Method
Date/Time Set 12/12/2017 AT 1:23:.00PM
Caoliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 3 SM20 9215B
= ——————— TR T T SRS s

|E = Estimated Count

Approved By Date Apb;c;v';c‘lr: 1214/2017
Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical resuits relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT25898

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By :
Bottle No :

VALHALLA, NY COC:

Collection Point: RAW Collected By :
ID of Source : WWD1 Collection Date :
Agency ;: Westchester County DEF Subrrg&e;lb(‘) n :
Operations Bldg., Grasslands 0.1

Valhalla, NY 10595 Type Descriptor :

Alin: Mike Ferraro pH:

Free CI2 :

ERG
23-3272

DONOHUE

121212017 AT  9:17.00AM
12M12/2017 AT 11:45:00AM
5903488
002 Source ID: 000

Residual CI2 ;

Sample chilled on arrival 7: YES

addt'l Report To :

Sample Typa: POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 1212/2017 AT 1:23.00PM
Heterotrophic Plate Count CFU/ml 10 SM20 9215B
Caliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count
Approved By

Date Approved :

1211412017

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 1/3/2018

Page 1 of 1

These analylical results relate only to the sample identified in this report.




Archived File - May Not Be ADA Compliant

Sample No.AT25983

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By :
Bottle No :

VALHALLA, NY COC:

Collection Point: TREATED Collected By :
ID of Source : WWD1 Collection Date :
Agency : Westchester County DEF Subnitted;on
Operations Bldg., Grasslands PWS No.:

Valhalla, NY 10595 qypeDescrpton

Attn: Mike Ferraro PH:

Free Cl2 :

ERG
18-4314

DEMA

1213/2017 AT 9:30:00AM
12113/2017 AT 11.44:.00AM
5903488

022 Source ID : 000

1.62 Residual Ci2 :

Sample chilled on arrival 7: YES

addt'l| Report To:

Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 1213/2017 AT 2:07.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 1 SM20 9215B
e R e P e T TR T AT ¢ ol (R ol -
ey ST
e R s ot
[E = Estimated Count
Approved By Date Approved : 12/15/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620

These analytical results relate only lo the sample identified in this repori.



Archived File - May Not Be ADA Compliant

Sample No.AT25985
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 20-3642
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DEMA

ID of Source : WWD1 Collection Date : 12/13/2017 AT 9:35.00AM
Agency : Westchester County DEF Su""::fsd I:I) n ;S‘gﬂ‘;g” AL
Operations Bldg., Grasslands o
Valhalla NY 10585 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro PH:
Free CL2 ; Residual CI2 ;
Sample chilled on arrlval ?: YES
addt'l Report To: _ Sample Type: POT_SRC
e GBihment ;
i
Test Deseription Units Results Qualifier Method
Date/Time Set 12/13/2017 AT 2:07:.00PM
Heterotrophic Plate Count CFU/mI 10 SM20 9215B
Coliform, Most Probable Number per 100m| <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 12/18/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulls relate only lo the sample identified in this report

B R T oo o, . Py oo A Y A Ty e



Archived File - May Not Be ADA Compliant

Sample No.AT26076
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ; KENSICO Received By : ERG
Bottle No : 194227
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 12/14/2017 AT 9:08:00AM
Agency : Westchester County DEF Submitted On : 12/14/2017 AT 12:04:00PM
: PWS No. : 5903488
Operations Bldg., Grasslands D - . 022 . 000
Valhalla, NY 10595 Type escrlptg:;: Source ID :
AL Frea Ci2: 1.65 Residual C2 ;
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type: POT_DW

Test Description Units Results Qualifier Method
Date/Time Set 12114/2017 AT 2:36:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Hetérotrophic Piaté Cotint™ CFUIml 4 SM20 92158
L=
e = 5 RSN o iy -
|E = Estimated Count |
Approved By Date Approved : 12/18/2017
Environmental Laboratories EMAIL Copy /312018
NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26077
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location | KENSICO Received By : ERG

Bottle No: 20-3618
VALHALLA, NY QOO

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 12/14/2017 AT 9:07.00AM

Agency : Wesichester County DEF SUhn;i&esdr:) n ;g‘gﬂgg” AT 12:04:00PM
Operations Bldg., Grasslands > NO. -

Valhalla, NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro Rk

Free Cl2: Residual CI2 :
Sample chilled on arrival ?; YES
addt'l Report To: Sample Type: POT_SRC
Comment :

T e e R R B LT e v,

Test Description Units Results Qualifier Method
DatefTime Set 12/14/2017 AT 2:36:00PM
Heterotrophic Plate Count CFU/ml 8 SM20 92158
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

: = AT R TR AT i Eh : e e W e e

[E = Estimated Count | ek S

Approved By Date Approved : 12/18/2017

Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analylical resulls relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT26140
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 8-2753
VALHALLA, NY CcocC:

Collection Point: TREATED

-

Collected By : DONOHUE

ID of Source ; WWD1 Collection Date : 12/15/2017 AT 9:32:00AM
Agency : Westchester County DEF Submitted On : 12/15/2017 AT 10:52:00AM
; PWS No.: 5903488
Operations Bldg., Grasslands . 022 . 000
Valhalla, NY 10595 Type Descripto:;: SourcelD: O
Attn: Mike Ferraro 1t
FreeCl2: 1.71 Residual CI2 :
Sample chilled on arrival ?: YES
addt’| Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 12/15/2017 AT 11:30:00AM
Coliform Presence/Absence Test per 100m| Absent Colitert-18
Heterotrophic Plate Count CFU/ml 3 SM20 92158
———r

[E = Estimated Count |

Approved By Date Approved : 12/18/2017
= e e e T i s
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 0of 1
(914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26141
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 9-1089
VALHALLA, NY COC;

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 12/15/2017 AT 9:32:00AM
Agency : Westchester County DEF & Submitted On : 12/15/2017 AT 10:52:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands " : .
Valhalla, NY 10595 Type Descrlptor : 002 Source ID : 000
Attn: Mike Ferraro PH:
Free CI2 : Residual CI2 :
Sample chilled on arrival 7: YES
addt'| Report To : Sample Type: POT_SRC
Comment :
Test Deseription Units Results Qualifier Method
Date/Time Set 121512017 AT 11:30:00AM
Heterotrophic Plate Count CFU/ml 15 SM20 92158
Coliform, Most Probable Number s 6 (11 <1.8 $M20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count B

Approved By = o Date Approved : 12/18/2017
- a——a o

Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1

{914) 231-1620

These analylical resulls relate anly to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26245
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 10-4025

VALHALLA, NY ST CcocC:
Collection Point: _Rf\W e e e CoOllected By.:. DONAHUE.
ID of Source ;: WWD1 Collection Date : 12/18/2017 AT 9:35:00AM
Agency : Westchester County DEF Submitted On : 12/18/2017 AT 10:09:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands . 002 . 000
Valhalla, NY 10595 Type Descriptor : Source ID :
Attn: Mike Ferraro PH:
Free CI2 ; Residual CI2 :

addt'l Report To :

Sample chilled on arrival ?: YES
Sample Type: POT_SRC

Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 12/18/2017 AT 11:36:00AM
Heterotrophic Plate Count CFU/mi 20 SM20 92158
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count |
Approved By Date Approved : 12/20/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAF # 10108 Page 1 of 1
(914) 2311620

These analylical results relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT26246
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No: 11-4146
VALHALLA, NY coc:

Collection Point: TREATED Collected By : DONAHUE

ID of Source ; WWDH1 Collection Date : 12/18/2017 AT 9:36:00AM
Agency : Westchester County DEF Submitted On : 12/18/2017 AT 10:09:00AM
. PWS No. : 5903488
Operations Bldg., Grasslands . .
Valhalla, NY 10595 Type DESCI’IptO:': 022 Source ID ; 000
e pH:
Attn: Mike Ferraro FreeCl2: 1.56 Residual C12 ;
‘ Sample chilled on arrival 7: YES
" addt Report To:~ -~ N—— N, Sample Type: POT_DW T ——T—n
Comment :
Test Description Units Results Qualifier Method
Date/Ttme Set 12/18/2017 AT 11:36:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 9215B

|E = Estimated Count

Approved By Date Approved : 12/20/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT26334

REPORT OF ANALYSIS

Westchester County Department of ¥'it& and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By :
Bottle No :

VALHALLA, NY COC:

Collection Point: TREATED Collected By :
1D of Source ; WWD1 Collection Date :
Agency : Wesichester County DEF s"b"gw’sdr?":
Operations Bldg., Grasslands e

Valhalia, NY 10595 RyEe SscHpioL;

Aftn: Mike Ferraro [LE

Frea Ci2:

ERG
7-4306

MCQUILLAN

12/19/2017 AT 8:15:00AM
12/19/2017 AT 9:35:00AM
5903488

022 Source 1D : 000

1.61 Residual CI2 :

Sample chilled on arrival ?: YES

addt'l Report To:

Sample Type: POT_DW

Comment :
Test Deseription Units Results Qualifier Method
Date/Time Set 12/19/2017 AT 10:51:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 3 SM20 92158
A TS Rl
|E = Estimated Count |
Approved By Date Approved ; 12/21/2017
Environmental Laboratories EMAIL Copy 1/3/2018 :
NYS ELAP # 10108 Page 1 of 1

{914) 231-1620

These analytical results relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26335

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By :
Bottle No :

VALHALLA, NY CcocC:

Collection Point: RAW Collected By :
ID of Source : WWD1 Collection Date :
Agency : Westchesler County DEF Subug&ed On :
Operations Bldg., Grasslands S No.:

Valhalla, NY 10595 Type Descriptor :

Attn: Mike Ferraro b

Free CI2 :

addt'| Report To :

ERG
8-3688

MCQUILLAN

12/19/2017 AT 8:12:00AM
12/19/2017 AT 9:35.00AM
5903488

002 Source ID : 000

Resldual CI2 ;

Sample chilled on arrival 7: YES
Sample Type: POT_SRC

Comment :

Test Description Units Results Qualifier Method
Date/Time Set 12/192017 AT 10:51:00AM
Heterotrophic Plate Count CEUImI 20 SM20 92158
Coliform, Most Probable Number per 100m| 1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 12/26/2017

L
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1

(914} 2311620 These analyfical results relate only to the sample idenlified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT26361
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : B1827
VALHALLA, NY COC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source ; WWD1 Collection Date : 12/19/2017 AT 8:10:00AM
Agency : Westchester County DEF Submitted On : 12/19/2017 AT 9:35.00AM

Operations Bidg., Grasslands PWS No.: 5903438

Valhalla. NY 10595 Type Descriptor ; 022 Source ID: 000
A : 1 pH .
QUIEMS Bertsro Free CI2: 161 Residual CI2 ;
Sample chilled on arrival 7; YES
addt’l Report To ; Sample Type: POT_DW
Comment :
Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E  Orthophosphate (as P) 0.840 mgilL 0.15 1 ;
SM20-4500HB Hydrogen lon 7.35 units 0.1 12192017 245pm RRC

The pH is a field parameter with a 15 minute hold time. The Laboratory provides this lest result only as a guide. This result cannot be
used for regulatory reporting purposes.

DL = Detaction Limit LOQ = Limit of Quantitation J=valueis an estimate H = exceeds halding iime
Approved By Robert Hilbrandt QA Officer Date Approved : 12/20/2017
Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26426
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ;: KENSICO Received By : RRC ERG

Bottle No : 8-2911
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 12/20/2017 AT 8:34:00AM
Ageney : Westchester County DEF Submitted On ; 12/20/2017 AT 9:57.00AM
; PWS No.: 5903488
Operations Bldg., Grasslands y : . 00
Valhalla, NY 10595 Type Descnptor: 002 Source ID: 000
Attn: Mike Ferraro 1pl8
Free Cl2: Residual CI2 :
Sample chilled on arrival ?: YES
addt’l Report To ; Sample Type : POT_SRC
Comment :
Test Description Units Results  Qualifier Method
Date/Time Set 12/20/2017 AT 12:06:00PM
Heterotrophic Plate Count CFU/mI 12 SM20 9215B
Coliform, Most Probable Number per 100mi <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
T . S =
- e TSR m A Aot .|_w

|E = Estimated Count

Approved By Date Approved : 12/22/2017
T T TR T T R
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26427

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalia, New York 10595

Sample Location : KENSICO Received By :
Bottle No :

VALHALLA, NY CcOcC:

Collection Point: TREATED Collected By :
ID of Source : WWD1 Collection Date :
Agency : Westchester County DEF Submitted On
Operations Bldg., Grasslands PWS No. :

Valhalla, NY 10595 Type Descriptor :

Attn: Mike Ferraro pH:

Free CI2 ;

RRC ERG
9-4334

DONOHUE
12/20/2017 AT 8:33:00AM
12/20/2017 AT 9:57:00AM

5903488
022 Source ID : 000
1.63 Residual CI2 :

Sample chilled on arrival 7! YES -

addt'l Report To:

Sample Type : POT_DW

Comment :
Test Description Units Results ___ Qualifier Methed
Date/Time Set 12/20/2017 AT 12:06:00PM
Coliform Presence/Absence Test per 100ml Absent e Colilert-18 e .
Heterotrophic Plate Count CFU/ml 6 SM20 9215B
P Sl -SSR SRR S S —
v 1.t o S L L I Ry B -
|E = Estimated Count
Approved By Date Approved : 12/22/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26510
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 8-8045
VALHALLA, NY COC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWDA1 Collection Date : 12/21/2017 AT 10:17:00AM
Agency : Westchester County DEF Submitted On : 12/21/2017 AT 10:53:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands .
Valhalla NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro PH:
FreeCI2: 1.82 Residual Ci2:
Sample chiiled on arrival ?: YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results ___Qualifier Method
DatefTime Set 12/21/2017 AT 12:08:00FM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 92158

|E = Estimated Count

Approved By Date Approved : 12/26/2017
Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1
(914) 231-1620

These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26509
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENISCO Received By : ERG
Bottle No : 7-4265
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 12/21/2017 AT 10:16:00AM
Agency : Westchester County DEF SubngaestO L ;g’g';igg” Alyg10:52.00AM
Operations Bldg., Grasslands. TuleBY
Valhalla, NY 10595 Type Descrlptor : 002 SO}I!CG 1D : 000
Attn: Mike Ferraro PH: ot
Free CI2 : Residuat CI2 ;
Sample chilied on arrival 7: YES
addt'l Report To ; Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method

Date/Time Set 12/21/2017 AT 12:08:00PM

Heterotrophic Plate Count CFU/mi 2 SM20 92158

Coliform, Most Probable Number per 100ml <1.8 SM20 92218

Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

BT e oo, e L Wil B i et =

[E = Estimated Count |

Approved By Date Approved ; 12/26/2017
~Ensisihmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP #10108 Page 1 of #

(914) 231-1620

These analytical results relale only to the sample identified in this report.
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Archived File - May Not Be ADA Compliant

Sample No.AT26576

Westchester County Pepartment of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 18-1560
VALHALLA, NY COC:
Collection Point: RAW Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 12/22/2017 AT 8:12:00AM
Agency : Wesichester County DEF Submitted On : 12/22/2017 AT 10:43:00AM
. PWS No. : 5903488
Operations Bldg., Grasslands : 002 . 000
Valhalla, NY 10595 Type Desc:ript:::}r.l : SourcelD: O
Attn: Mike Ferraro Froe CB con e Residual CB.

Sample chilled on arrival 7: YES

addt'l Report To : Sample Type: POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 1242212017 AT 11:53:00AM
Heterotrophic Plate Count CFU/mI 8 SM20 9215B
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
&
|E = Estimated Count
Approved By Date Approved : 12/26/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1
(914) 231-1620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26575
e REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENISCO Received By : ERG
Bottle No : 17-3624
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 12/22/2017 AT 8:13:00AM
Agency : Westchester County DEF Submitted On : 12/22/2017 AT 10:43:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands ibtor: 022 . 000
Valhalla, NY 10595 Type Descnptoll_'] : SourcelD: O
Attn: Mike Ferraro pris
FreeCi2: 167 Residual CI2 ;
Sample chilled on arrival ?7: YES
addt'l Report To : Sample Type: POT_DW
Comment ; R -
Test Description Units ____Results Qualifier Method
Date/Time Set 12/22/2017 AT 11:53:00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFUmI <1 SM20 92158
=Wt e T T Y T T S| T i 1 PO, M ottt A R . .
p—— -
Yoty eraCTINSEh.

|E = Estimated Count

Approved By Date Approved : 12/26/2017
Environmenta! Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analylical resulls relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AT26640
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

T YRR WPy

i
Received By : EM ERG
Bottle No : 7-3525
CocC:

Sample Location : KENSICO

VALHALLA, NY

Collection Point: RAW DEMA

iD of Source : WWD1

Collected By :

Collection Date :

12/25/2017 AT 6:30:00AM

Agency : Weslchester County DEF s"b"gw’sdh? n : ;ggzssﬁg” AT 9:22:00AM
Operations Bldg., Grasslands 250 i
Valhalla, NY 10595 Type Descriptorf 002 Source ID ; 000
Attn: Mike Ferraro o g:: Residual €2 -

Sample chilled on arrival 7: YES

addt'l Report To : Sample Type: POT_SRC

Comment :

Test Description Units Results Qualifier Method
Date/Time Set 12/25f2017 AT 11:56:00AM
Heterotrophic Plate Count CFU/mI 16 SM20 9215B
Coliform, Most Probable Number per 100ml 20 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml 20 SM20 9221E

|E = Estimated Count | et

Approved By Date Approved : 12/28/2017

Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26647
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO e AT Recelved'BY : EM ERG ===

Bottle No : 14-4409
VALHALLA, NY COocC:

Collection Point: TREATED Collected By : DEMA

ID of Source . WWD1 Collection Date : 12/25/2017 AT 6:25:00AM
Agency : Westchester County DEF Submitted On : 12/25/2017 AT 9:22:00AM
: PWS No.: 5903488
Operations Bldg., Grasslands 0 - 000
Valhalla, NY 10595 Type Descriptg; : 22 Source ID ;
Attg._.l_\glngerraro FreeCl2: 1.58 Residual Ci2 :
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type : POT_DW
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 12/25/2017 AT 11:57.00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
w
Heterotrophic Plate Count CFU/mi <1 SM20 92158
|E = Estimated Count R L T ——
Approved By Date Approved : 12/27/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical results relale only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26699
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO DAM Received By : ERG
Bottle No : 10-4446
VALHALLA, NY COCG:
Collection Point: TREATED Collected By : ROMEO
ID of Source ; WWD1 Collection Date : 12/26/2017 AT 8:45:00AM
Agency : Westchester County DEF Subn'gaesd'\c‘) n ;glozggg” R
Operations Bldg., Grasslands > NO. -
valhalla, NY 10595 Type Descriptor : 022 Source ID: 000
ey pH:
e LG Che FreeCR2: 165 Residual CI2 :
Sample chilled on arrival 7: YES
addt’l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results ___ Qualifier Methad
Date/Time Set 12/26/2017 AT 12:13:00PM
Coliform PresencefAbsence Test per 100ml Absent Colilert-18
Heterotraphic Plate Count CFU/mI 2 SM20 92158
IE = Estimated Count
Approved By Date Approved : 12/28/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1

(814) 2341620 These analylical results relate only o the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26700
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By : ERG
Bottle No : 11-3147
VALHALLA, NY COC:

Collection Point : RAW Collected By : ROMEO

ID of Source : WWD1 Collection Date : 12/26/2017 AT 8:46:00AM
Agency : Westchester County DEF Submitted On : 12/26/2017 AT 10:34:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands 5 : 002 . 000
Valhalla, NY 10595 Type Descnpto':: Source iD ;
Attn: Mike Ferraro pr:
Free CL2 : Residual Ci2 ;
Sample chilled on arrival ?: YES
addt'l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 12/26/2017 AT 12:13:00PM
Heterotrophic Plate Count CFU/ml 18 SM20 9215B
Coliform, Most Probable Number per 100mi <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
|E = Estimated Count |
Approved By Date Approved : 12/28/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical results relate only to the sample identified in this raport.



Archived File - May Not Be ADA Compliant

Sample No.AT26812

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source ;

Agency :

KENSICO

Received By :

Bottle No :

VALHALLA, NY COC:
4] Collected By :
WWD1 Collection Date :
Westchester County DEF Subm;wad oL
Operations Bldg., Grasslands S No. :
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro PH:
Free Ci2 :

ERG
27-3310

DONOHUE

12127/2017 AT 10:26:00AM
12/27/2017 AT 12:57.00PM
5903488
002 Source ID ;: 000

Resldual C12 ;

Sampte chilled on arrival 7: YES

addt'l Report To: Sample Typa: POT_SRC

Comment :
Test Description Units Results Qualifier Method

Date/Time Set 12/27/2017 AT 2:16:00PM
Heterotrophic Plate Count CFU/mI B8 SM20 92158
Coliform, Most Probable Number per 100ml 4.0 SM20 9221B
Fecal Coliform, Most Probable NUMDEN v myesemeens DEL.100MI 1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 01/02/2018

Envirecnmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1

(814) 2311620 These enalylical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT26813
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 28-4293
VALHALLA, NY COocC:
Collection Point: TREATED Collected By : DONOHUE
ID of Source ; WWD1 Collection Date : 12/27/2017 AT 10:27:00AM
Agency : Weslchester County DEF S"b"masd NO n ;ggzgggw Sp U000
Operations Bldg., Grasslands 200
Valhalla, NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro [uB
Free CR2: 1.72 Rasidual CI2 :

Sampte chilled on arrival 7: YES

addt'l Report To: Sample Type : POT_DW

Comment :
Test Description Units : ... Qualifier
Date/Time Set 12/2772017 AT 2:17:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 3 SM20 9215B
L ks T e S . e M o ST i = ~nowy e T Y
B =
|E = Estimated Count |
Approved By Date Approved : 12/29/2017
Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10104.... T SR, e rsmroreamen— e Page 1 of 1

(814) 2311620 These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26863
REPORT OF ANALYSIS

Westchester County Depariment of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 4-3027
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : ROMEQ

ID of Source : WWD1 Collection Date : 12/28/2017 AT 8:46:00AM

Agency : Westchester County DEF Subn;:aestO Wy ;33238‘:3217 AT 10:17:00AM
Operations Bidg., Grasslands b0

Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro PH:

Frea Cl2: 181 Resldual C2:
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type: POT_DW
Comment :

w4 est.Description e L1 M
Date/Time Se 12/28/2017 AT 11:59:00A
Coliform Presence/Absence Test per 100mi Absent Colitert-18

= e )
Heterotrophic Plate Count CFU/m! 1 SM20 92158

|E = Estimated Count |

Approved By Date Approved : 01/02/2018
Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical results refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26864

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

_ Sample Location : KENSICO Received By : ERG
Bottle No : 5-2889
VALHALLA, NY COocC:
Collection Point : RAW Collected By : ROMEO
ID of Source : WWD1 Collection Date : 12/28/2017 AT 8:45.00AM
Agency : Westchester County DEF Submitted On : 12/28/2017 AT 10:17:00AM____
; PWS No.: 5903488
Operations Bldg., Grasslands = : .
Valhalla, NY 10595 Type Descnptor: 002 Source ID : 000
Atin: Mike Ferraro CIE
Free Cl2: Residual Ci2 :
Sample chilled on arrival 7: YES
addt’l Report To : Sample Typa : POT_SRC
Comment ;
Test Description Units Results Qualifier Method
“* Date/Time Set 12/28/2017 AT 11:59:00AM
Heterotrophic Plate Count CFU/mi 360 SM20 9215B
Coliform, Most Probable Number per 100ml 2.0 SM20 92218
Fecal Coliform, Most Probable Number per 100m! <1.8 SM20 9221E

e B O e e e AT A SR ..

|E = Estimated Count |
Approved By

Date Approved : 01/02/2018

Environmental Laboratories
NYS ELAP # 10108
(914) 2311620

EMAIL Copy 1/3/2018

Page 1 of 1

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AT26911

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhatla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 4-4135
VALHALLA, NY CocC:
Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 12/29/2017 AT 7:50:00AM
Agency : Weslchester County DEF Submitted On : 12/29/2017 AT 9:21:00AM
. PWS No. ;: 5903488
Operations Bldg., Grasslands i : 022 : 000
Valhalla, NY 10595 Type Descriptor : Source D :
Attn: Mike Ferraro PH:
Free C12: 162 Residual CI2 :

Sample chilled on arrival 7: YES

addt'l Report To : Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 12/29/2017 AT 11:48:00AM
Coliform PresencefAbsence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFUWmi 3 SM20 92158
et

o -

|E = Estimated Count |

Approved By Date Approved : 01/02/2018

Environmental Laboratories EMAIL Copy 1/3/2018

NYS ELAP # 10108 Page 1 of 1

1914} 2311620 These analytical resuits relate only to the sample idenfified in this report



Archived File - May Not Be ADA Compliant

Sample No.AT26912
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 5-4057
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DONOHUE

iD of Source : WWD1 Collection Date : 12/29/2017 AT 7:51:00AM
Agency : Westchester County DEF Submitted On : 12/29/2017 AT 9:21:00AM
; PWS No. : 5903488

Operations Bldg., Grasslands : 002 . 000

Valhalla, NY 10595 Type Descriptor : Source ID :

Attn; Mike Ferraro paL

Free Ci2: Residual C12 :
Sample chilled on arrival ?: YES
addt'l Report To: Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 12/29/2017 AT 11:48:00AM
Heterotrophic Plate Count CFU/mlI 4 SM20 92158
LA I b, o
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100mil <1.8 SM20 9221E
o =1} "“mm

|E = Estimated Count
Approved By

Date Approved : 01/02/2018

Environmental Laboratories EMAIL Copy 1/3/2018
NYS ELAP # 10108

Page 1 of 1
(914) 2311620 These analylical results relate only fo the sample identified in this report.



