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George Latimer
County Executive

Department of Environmental Facilities

Vincent F. Kopicki, P.E.
Commissioner

February 9, 2018

EES Case Management Unit

Environment and Natural Resources Division
U.S. Department of Justice

P.O. Box 7611

Washington, D.C. 20044-7611

Chief, Water Compliance Branch

Division of Enforcement and Compliance Assistance
U.S. Environmental Protection Agency, Region II
290 Broadway, 20th Floor

New York, NY 10007

Chief, Water and General Law Branch

Office of Regional Counsel

U.S. Environmental Protection Agency, Region 1]
290 Broadway, 16th Floor

New York, NY 10007

Re: DJ # 90-5-1-1-10536
To Whom Ever This May Concern:
Enclosed herewith is Westchester County’s January 2018 Monthly Operating Report.

Sincerely,

AL UMk

Anthony Della Valle, P.E.
Director, Wastewater Treatment

cc:  Andrew E. Krause, via e-mail
Cristine Irvin Phillips, via e-mail
EES Case Management Unit, via e-mail

Division of Solid Waste
Wastewater Treatment
Water Agency

270 North Avenue
New Rochelle, New York 10801 Telephone: (914) 813-5400 Fax: (914) 813-5460 Website: westchestergov.com
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Westchester

~gov.com

Westchester County Water District #1

LT2 Compliant Water report 2018

January LT2 Compliant Water | Non Compliant Water
Gallons Gallons

White Plains 176,730,000 25,637,000

Scarsdale 56,444,000 0

Yonkers 183,469,000 0

Mount Vernon 261,916,000 0

Monthly Total 678,559,000 25,637,000
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Water Systems Operation Report

Bureau of Water Supply Protection Microbial Sample Results

| . Public Water System Name i Reporting MonthYear Date Report Submitted | Source Water Type(s)
© 7 WWD#1 - Kensico Dam J Jan '18 02/05/18 )
v | -.!’ublic Waler System ID County Town, Viltage, or City Surface Water
NY 5903488 T Westchester Vathalla
R _ Chlorination : ___Other Treatments / Readings
Source(s) in!  volume z _Liquid F:Z:izl:.:;:?c - Caustic Onho r
DATE Use (1,000 " B voochion ; ; Gal Gal : Tr?aled
L AT | Hypochlorite added | entry point I
gallons/day) |+~ to crock (gallons) (mg/) Used Used
z |
....... I || 6000 100 | 185 46| 39 1050 |
o o 6,890 s w72 B 54 | 41 | 089 |
S 6,747 [oEis 105 L71 o 50 40 | 089 |
4 | 7,763 D 120 175 | 59 | 45 | 100
5 1 170 180 pd 51 40 | 107
_6 | | 6400 jesfER Ul 40} 190 [EEREE| 40 | TS - 0.95
7 6,180  [IREaiN 100 W 40 | 35 0.91
8 7740 [Fodgde ] 120 | 72 PR s0 | 45 | 0.94
9 7,080 [ A0 s o167 P 45 45 0.92
10 6,900 T s | 1.63 S 39 42 0.95
11 6,161 [rgtiEEyiiTe s 93 | 165 [ESEEER 39 35 | 094
12 7324 [FESIES 16 | 179 [ 43 48 0.96
13 6,688 oAl S 105 1.90  [iaged 40 38 091 |
14 6,627 [l Rl 107 1.80 q 39 39 0.94 |
15
16
17
18 |
9 |
20 |
21
22
e !
24
25 |
|26
21 |
28
|_._. — S
|_2'_9 |
| 30 |
231
Total | ﬂ
AVG. [TERTE

qts/gals of %o chlorincadded to s

_'n_u_e._é._. 2 A .. NYS DOH Operator Certification Numbcnu/m% /
Date: ﬂ 7// g‘ ﬁ

gals of water

Signature: L _ Operator Grade Level

DOH-360 {02/05} Page 10f 2
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Microbiological Samples and Free Chlorine Residual

Sample Total Fre_a Population Served:
] Dateof |, P | Colifgrm | E:cOfl | Chlorine =
Sample Location Sample 1.Routine | o oo | Positive | Residual o) - =
! 2 Repeat (mg/l}  |Number of microbiological monitoring samples required:
3HTE
Kensico Dam 01/01/18 1 _No No | ?-35 Number of microbiological samples taken: 2
Kensico Dam 01/02/118 1 No No 1.72 " Did an M&R violation occur? No
Kensico Dam | 01/03/18 1 ~ No No | a7 | — ‘
KensicoDam  01/04/18 1 | No No 1.75 |l "Yes", check reason(s) below:
" Kensico Dam | 01/05/18 1 No No 1.80 Actual number of samples is fewer than required.

| KensicoDam | 01/08/18 1 No No 1.72 Did not collect/analyze repeat samples.

" Kensico Dam | 01/09/18 1 No No 167 Did not collect/analyze for E.coli for positive total
Kensico Dam 011018 1 No No 1.63 coliform from routine/repeat sample.
Kensico Dam 0111118 1 No No 1.65
Kensico Dam | 01/12118 1 No No 1.79  |Did an MCL violation occur? Na
KensicoDam | 01/1518 1 Ne | Neo 1.68
KensicoDam | 01/16118 1 “"No No 1.75  |IT*Yes", check reason(s} below {see also Part 5, Table 6 for
Kensico Dam | 0117718 1 No No | 175 |additional information).

Kensico Dam 01118118 1 No No 1.86 For systems collecting less than 40 samples per month
Kensico Dam 0119/18 1 No No 1.76 two or more of the samples {routine andfor repeat) are
Kensico Dam 01/22n8 1 No No 1.50 positive far total coliform (=total coliform MCL violation)
Kensico Dam 0172318 1 No No 1.75
Kensico Dam 01/24/18 1 No No 1.7 For systems collecting 40 or more samples per month:
Kensico Dam 01/25/18 1 No No 1.77 more than $% of the samples (routine and/or repeat)
Kensico Dam 01/26/18 1 No No 1.77 are positive for total coliferm {=total coliform MCL
Kensico Dam 01/29/18 1 No No 1.7 violation).
Kensico Dam 01/3018 1 No No 1.71
Kensico Dam 0173118 1 No No 1.65 The original sample was E.coli positive and at least 1
repeat sample was positive for total coliform
{=E.coli MCL violation).
Reminder; System must collect a minimum of five {5) routine
microbiotogical monitoring samples during the month following a
repeat sample collection.
As required by 5-1.72, "Operation of a Public Water System™, a
copy of this form shal! be sent to your local health department
by the 10th calendar day of the next reporting period.

Sample Colfector(s): Larry Dema, Fred McQuillan

Name of NYSDOH Certified Laboratory: WCDLR 10108

Did any MCL. violations occur? i so, please describe:

Did an emergency or low pressure problem occur? Did source water bypass an existing treatment process in the system? |f so, please explain.

) st b ok o = et i s

Comments:

s
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Water Systems Operation Report

Bureau of Public Water Supply Prolection

UNFILTERED SURFACE WATER SYSTEMS

Instructions: Complete form and submil to your local health unit within 10 days of the close of the reporting month.

NAME OF PUBLIC WATER SYSTEM PROGRAM CODE STATION (NUMBER) REPORTING MONTH/YEAR
WESTCHESTER COUNTY '
WATER DISTRICT NO. 1 100 05903483 Jan "18
Location VALHALLA County WESTCHESTER
(C.VT)
RAW WATER TURBIDITY
DATE | oooo | o400 | osoo | 1200 | 1s00 | 2000 | | DaTE per'r1°gg'nffgfgg‘:“ " pef fgna"n‘f"gg?;'"ma .

1 0.85 084 0.85 0.86 0.85 0.85 1 <18 <18

2 0.85 0.86 087 0.85 0.85 0.86 2 2.0 20

3 0.85 0.85 0.66 0.86 0.88 0.89 3 <18 <1.8
[ 4 0.86 0.84 0.90 1.03 1.08 1.07 4 45 <18 |
T g 1.00 098 1.01 1.01 098 0.97 5 <18 _ <1.8

6 0.95 0.95 093 .| 089 0.9 093 6 )

7 0.99 0.90 0.92 0.91 0.2 0.94 7

8 0.92 0.91 0.95 0.95 0.89 0.90 8 <18 <18

9 0.89 0.89 093 0.90 0.90 0.91 9 <1.8 <18

10 0.92 0.90 0.91 0.91 0.90 0.89 10 <18 <18

1 0.90 0.86 0.91 0.92 0.91 0.93 T 20 20

12 0.90 091 | 09 0.87 0.83 0.83 12 45 45

13 0.34 0.84 0.84 0.84 0.88 0.87 13

14 088 | 088 0.92 0.92 0.93 0.93 14

15 096 | 0892 0.92 0.91 0.89 0.90 15 4.0 40

16 0.89 0.90 0.93 0.89 0.90 0.89 16 18 <1.8

17 0.88 088 | 089 0.88 087 0.89 17 20 2.0

18 089 | 087 0.90 0.88 0.89 0.68 18 2.0 2.0

19 0.89 087 0.89 0.87 0.86 0.85 19 18 <1.8

20 086 085 084 0.84 0.83 0.86 20

21 085 | 084 084 0.85 0.84 0.85 29

22 086 | 087 0.86 0.87 0.84 0.83 22 <1.8 <1.8

23 0.82 083 | 084 0.88 0.83 0.84 23 36 18

24 084 | 083 0.89 086 0.91 0.90 24 <18 <iB
" 25 | ogo 0.88 0.90 0.90 0.90 0.89 25 <18 <8
" 28 | o089 0.87 0.88 0.87 0.88 0.88 26 <18 <8

27| 087 0.86 0.86 0.87 0.87 0.85 27

28 | 085 0.85 0.87 087 0.89 087 28

29 087 0.85 0.87 0.87 0.88 0.87 29 4.0 40 i

30 0.88 087 | 088 0.86 0.88 0.86 30 <i.8 <18

3 0.85 084 | o087 0.85 0.84 083 3 20 2.0

1. Record raw water turbidity values every four hours. 4. Minimurm number of microbiological samples required
) per week N/A

2. Notify state by the end of the next business day
whenever the raw water turbidity exceeds 5 NTU. 5. A daily microbiological sample is required every day the
raw water turbidity exceeds 1 NTU.

3. Population served N/A

DOH 1014 (39tjp 10f2 HOVER])
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Monthly Operation Report for UV Disinfection

Summary
Reporting Period: January-2018 UV Reactor Model: Trojan Swift 6L24
Water System: WCWD #1 Orchard S_!reel Max Validated Flow Rate (MGD per UV unit): 25.5
PWS I1D#: N 5903488 Minimum Validated UVT%: 70%
Target Pathogen: Cryptosporidium
Operator Signature: . Target Log [nactivation: 3.0
Operater Certification #: Dose Required (D) (mJlem*)': 12
Date: 2/8/2018 Validation Factor (VF): Variable
Minimum Vatidated
Tolal Preduction Dose Total Volume Off-Spec
UV Unit # (MG) {mJfcm?) (MG)
1 89.80 11.20 0.051
2 86.93 6.10 0.031
Total 176.73 0.082
1. % of total volume of water produced this month that was Off-Specification : 0.047
2. Facility meets Off-Specification Requirement (i.e. value in Line 1 is <5%) (Y/N): Yes
3. Number of UV Sensors in use during this month: 6
4. Number of UV Sensors checked for calibration this month: 6
5. % of UV Sensors checked for calibration this month: 100
6. UVT Analyzer calibration checked® (Y/N): YES

Noles:

! D,eq Is the dose required to achisve the target log inactivation of the target pathogen without a VF or Correction Factor (CF)
applied (ses Table 1.4 in the USEPA UV Disinfection Guidance Manual (UVDGM)).

2 The Calculated Dose is the dose calculated by the UV system’s PLC and reported by the SCADA system.
* It is recommended that calibration of the UVT analyzer be checked weekly.

D SR AN Lo T
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : January-2018 Dose Required (D,,.) {mJdicm®): 12
Water System :) #1 Orchard Street Max Validated Flow Rate (MGD / UV unHt) ; 25.5
PWS ID#: 5903488 Minimum Validated UVT% : 70%
Operationa! Data Data at Daily Minlmum Validaled Dose
UV Sensor
Correction | Calculated Validated Validated | Tolal
Total Min. |Max Flow| Faclo® | MS2RED” | Validation | Dose" i[> Dose > | Off-Spec.
Production | UVT Rate (CF) (mdlem®) | Factor® | (mdiem®) |FlowRate| UVT® D ? | Volume’
Day {MG) (%) (GPM) [A) (B] [C] [BAAC)] | (GPM) (%) {Y/N) {MG)
1 1.90 M 5039.00 1 29.70 2.10 13.80 4851.0 91 Y -
2 369 91 4706.00 1 32.00 2.10 15.20 4663.0 91 Y -
3 4.08 91 6401.00 1 28.40 2.20 13.10 5663.0 91 Y -
4 2.08 91 5086.00 1 30.70 2.10 14.50 5076.0 91 Y -
5 3N 91 5061.00 1 30.90 2.10 14.80 5061.0 91 Y -
& 204 92 5027.00 1 31.50 2.10 15.30 5018.0 92 Y -
7 3.93 91 7136.00 1 27.70 2.10 1310 6442.0 81 Y -
8 2.34 92 5122.00 1 32.30 2.10 16.50 4713.0 92 Y -
9 3.40 92 4713.00 1 32.50 2.10 15.60 4590.0 92 Y -
10 2.48 92 5059.00 1 30.80 2.10 14.60 5032.0 92 Y -
11 3.38 90 4676.00 1 29.80 2.30 13.10 4658.0 90 Y =
12 413 90 6573.00 1 30.20 2.20 13.40 4671.0 90 Y -
13 2.58 91 4496.00 1 33.00 2.10 1550 4456.0 N Y -
14 3.37 90 6780.00 1 29.70 2.30 13.00 5611.0 20 Y -
15 216 90 §745.00 1 30.40 2.30 13.50 4461.0 90 Y -
18 3.24 90 4489.00 1 30.40 2.30 13.40 4467.0 80 Y -
i7 222 20 4647.00 1 30.10 2.30 13.10 4486.0 90 Y =
18 3.27 89 4539.00 1 30.00 2.30 13.00 4478.0 89 Y -
19 2.69 89 5082.00 1 26.70 2.40 11.20 4495.0 89 N 0.051
20 3.30 90 4578.00 1 30.10 2.30 13.10 4534.0 80 Y -
21 2.28 90 5096.00 1 29.90 2.30 13.10 4806.0 80 Y -
22 3.29 90 4544.00 1 30.00 2.30 13.10 4480.0 90 Y -
23 2.39 90 5§080.00 1 30.10 2.30 13.10 4682.0 80 Y -
24 3.29 90 4546.00 1 30.30 2.30 13.10 4503.0 20 Y -
25 2.52 89 5030.00 1 30.00 2.30 13.00 4424.0 88 Y -
26 .27 91 4532.00 1 32.10 2.10 15.10 4519.0 91 Y -
27 203 91 5065.00 1 30.80 210 14.60 4961.0 91 i -
28 3.28 91 4545.00 1 31.20 2.20 14.30 4499.0 91 Y -
20 2.36 91 5054.00 1 29.10 2.20 13.10 4928.0 81 Y -
30 3.19 a1 5066.00 1 2920 2.20 1310 4865.0 91 Y -
N 2.35 90 5108.00 1 29.30 2.20 1210 4888.0 90 Y -
MIN. 1.80 2670 11.20 4424.00 a9
MAX. 4.13 33.00 15.60 6442.00 92
Total| 89.80 0.651
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day
for the three sensors, and the three sensor readings should always trend in the same direction as one another (Le. all increase or all
decrease from one day to the next). If not, sensor and/or lamp operation (e.g. calibration, cleaning, etc.) should be checked.

? Refer to the “Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced. CF.& if all sensors for a reacior are within calibration. Never use CF < 1.

3 Calcutated dose is calculated by the UV system's PLC and reporied by tha SCADA system.

4 Validation Faclor is calculaled by the UV system's PLC and reported by the SCADA system,.

5 Validated dose is calculated by the SCADA system. Calculation is based on the following: Validated Dose = (Calculated Dose) / (VF
x CF); where VF = validation faclor; CF = Sensor Correction Factor
% D, is the dose required to achieve the target log inaclivation without a VF or CF applied (see Table 1.4 in the UVDGM).
7 Enter total volume of off-specification water produced each day that an off-spacification eveni(s) occurs. These values are oblained
Tedt v s ki from the “Off-Specification. Calautstion” worksheot{s): S s3a7 wi. 57ak « G temlin ot TE . HTe 113100 S P - MRS AN e A,
® Transmiltance is calculated by the UV System’s PLC and reported by the SCADA sysiem.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reaclor # 1

Reporting Period : Jan-18 Dose Required (D,,q} (mJicm?) : 12
Water System : WCWD#1 Orchard Streel  Max Validaled Flow Rate (MGD / UV unit) : 255
PWS ID# : 5003488 Minimum Validated UVT% : 70%
uv Validated uv Validated
intensity "'|  yyT Dose |[Flow Rate| Intensity [ UVT Dose  |Flow Rate
(Wim?) {%) {mdicm?) | {gpm) (Wim?) (%) (mdlem®) | (gpm)
HOUR; 0:00 4:00
DAY
1 1.07 92 15,70 2856.00 1.03 92 15.70 2823.01
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 1.08 92 15.40 2774.41 1.08 a1 15.40 2783.32
4 1.09 91 13.10 2811.86 1.08 H 2410 2799.38
5 NIS NIiS NIS NIS NIS NIS NIS NisS
6 1.07 91 14.80 2836.83 1.09 92 25.10 28681.42
T NIS NIS NIS NIS NIS NIS NIS NIS
8 1.07 91 1310 2895.24 1.68 92 24.60 2823.45
9 NIS NIS NIS NIS NIS NIS NIS NIS
10 1.03 92 15.60 4877.66 1.07 92 14.60 2794.47
11 NIS NIS NIS NIS NIS NIS NiS NIS
12 1.08 90 13.10 2814.98 1.05 90 21.60 2787.78
13 1.09 a0 13.40 4659.18 1.08 1) 15.50 4604.78
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 1.49 90 13.00 8926.52 1.07 90 14.20 284218
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 1.07 920 13.10 2785.11 1.07 90 21.40 2846.64
18 Nis NIS NIS NIS NIS NIS NIS NIS
19 1.04 89 13.00 470243 1.06 89 13.00 2844.86
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 1.09 90 13.10 4652.93 1.07 90 13.10 2854.22
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 1.09 90 13.10 4681.47 1.06 a0 13.10 2822.56
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 1.1 90 13.10 4704.21 1.04 a0 13.10 2868.04
26 NIS NIS NIS NIS NIS NiS NIS NIS
27 1.05 91 15.10 4650.26 1.04 92 14.70 2826.57
28 NIS NIS Nis NIS NIS NIS NIS NIS
298 1.03 91 14.30 4693.51 1.04 91 13.10 2827.91
30 NIS NIS NIS NIS NIS NIS NIS NIS
31 1.04 91 13.10 2895.69 1.04 23] 21.20 2853.77

Notes.
1. UV Inlensity 1 from UV Sensor #2, which is the duly sensor
NIS = Not in Service
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Jan-18 Dose Required (D,,,) (mdfcm’): 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate (MGD / UV unit) : 255
PWSID# : 5903488 Minimum Valldated UVT®% : 70%
uv Validated uv Validated
Intensity V| vt Dose  |Flow Rate] Intensity " uvT Dose |Fiow Rate
{(Wim?) (%) (mdem?®) | (gpm) {Wim?) (%) {mdicm?) { (gpm)
HOUR: 8:00 12:00
DAY
1 1.06 21 15.70 2781.54 NIS NIS NIS NIS
2 NIS NIS NIS NIS 1.06 91 15.30 4828.61
3 1.08 o1 15.40 2829.25 NIS NIS NIS NIS
4 1.09 4] 2410 2817.66 NIS NIS NIS NIS
5 NIS NIS NIS NIS 1.05 92 15.20 4882.12
6 1.08 92 2510 2841.29 NIS NIS NIS NIS
7 NIS NIS NIS NIS 1.07 92 16.00 4886.13
8 1.08 92 15.80 4882.12 NIS NIS NIS NIS
9 NIS NIS NIS NIS 1.07 92 15.80 4803.20
10 1.08 92 14.60 2864.92 NIS NIS NIS NIS
" NIS NIS NIS NIS 1.06 93 18.00 4767.97
12 NIS NIS NIS NIS 1.07 80 13.40 4851.35
13 1.08 9% 15.50 2927.79 NIS NIS NIS NIS
14 NiS NIS NiS NIS 1.06 90 13.60 4613.70
15 1.06 20 14.20 2740.52 NIS NIS NIS NIS
16 NIS NiS NIS NIS 1,04 80 13.60 4608.79
17 1.06 90 21.30 2836.38 NIS NIS NIS NIS
18L NiS NIS NiS NIS 1.05 90 13.10 4670.32
19 1.06 89 13.00 4736.76 0.00 89 11,20 976.14
20 NIS NIS NIS NIS 1.06 a0 13.30 46862.74
21 1.06 90 13.10 2842.63 NIS NIS NIS NIS
22 NIS NIS NIS NIS 1.07 90 13.10 4615.48
23 1.05 20 13.10 2918.87 NIS NIS NIS NIS
24 NIS NIS NIS NIS 1.11 90 13.10 4688.61
25 1.04 90 13.10 2888.11 NIS NiS NIS NIS
26 NIS NIS NIS NIS 1.02 92 15.60 4635.09
27 1.05 a1 14.70 2818.55 Nig NIS NIS NIS
28 NIS NIS NIS NIS 1.03 91 14.80 4632.87
28 1.04 91 13.10 2869.38 NIS NIS NIS NIS
30 NiS NIS NIS NIS 1.02 91 14.90 4637.33
H 1.07 90 13.10 4665.42 NIS NiS NIS NIS
Notas:

{. UV Intensity is from UV Sensor #2, which is the duty sensor.
NIS = Not in Service
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

HOUR:
DAY

O 00~ & th W N -

W MARNRNNN NN NN = ek s ek ek ek o ek
SO WO m N0 N A WRN =SS0 M~ AWM oS

Notes

Reporting Period : Jan-18 Dose Required (D,,.) {mJiem’): 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate {MGD / UV unit) ; 255
PWS ID# 5803488 Minimum Validated UWVT% :  70%
uv Validated uv Validated
intensity "' yyT Dose  [Flow Rate] Intensity /" UvT Dose  |Flow Rate
(Wim?) (%) {mdlem?) | (gpm) (Wim?) (%) {mdicm?) | {gpm)
16:00 20:00
NIS NIS NIS NIS NIS NIS NIS NiS
1.04 ] 15.30 4790.27 1.08 91 15.20 4827.72
NIS Nis NIS NIS 1.30 a1 13.10 6551.97
NIS NIS NIS NIS NIS NIS NIS NIS
1.05 92 15.20 4819.70 1.07 92 15.20 4865.18
NIS NIS NIS NIS NIS NIS NIS NIS
107 92 15.60 4902.19 1.32 92 13.10 7137.42
NIS NIS NIS NIS NIS NIS NIS NIS
1.07 02 15.60 4832.18 1.06 92 15.60 4890.59
NIS NIS NIS NIS NIS NIS NIS NIS
1.07 90 13.50 4841.99 1.08 90 13.10 4771.99
1.08 90 13.40 4659.62 1.09 a0 13.40 4642.23
NIS NIS NIS NIS NIS NIS NIS NIS
1.08 90 13.10 4656.50 1.09 90 13.90 4665.42
NIS NIS NIS NiS NIS NIS NIS NIS
1.04 a0 13.60 4572.23 1.05 90 13.60 4617.11
NIS NIS NIS NIS NIS NIS NIS NIS
1.1 89 13.10 466274 1.06 89 13.00 4659.62
NIS NIS NIS NIS NIS NIS NIS NIS
1.05 90 13.20 4701.98 1.10 20 13.10 4714.02
NIS NIS NIS NIS NIS NIS NIS NIS
1.10 90 13.10 4651.15 1.10 90 13.10 4681.02
NIS NIS NIS NIS NIS NIS NIS NIS
1.12 90 13.10 4651.15 1.1 90 13.10 4668.99
NIS NIS NIS NIS NIS NIS NIS NIS
1.04 91 15.30 4677.46 1.04 91 15.30 4655.16
NIS NIS NIS NIS NIS NIS NIS NIS
1.03 91 14.60 4641.79 1.04 o1 14.30 4722.05
NIS NIS NIS NIS NIS NIS NIS NIS
1.02 91 14.50 4701.54 1.01 91 14.10 4642.23
NIS NIS Nis NIS NIS NIS NIS NIS

1. UV Intensity is from UV Sensor #2, which is the duty sensor.
NIS = Nol in Service

JOF3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : January-2018 Dose Required (D,,) (mdicm?): 12
Water System : } #1 Orchard Street Max Validated Flow Rate (MGD / UV unit} : 25.5
PWS ID#: 5903488 Minimum Validated UVT% : 70%
Operational Data Data at Dally Minimum Validated Dose
UV Sensor
Correction | Calculated Validated Validated| Total
Totsl | Min. |MaxFlow| Facto? |MS2RED’{ Vaildalion | Dose® Dose > | OR-Spec.
Production | UVT Rate {CF) (mdiem®) | Faclor* | (mJfem?) |Flow Rate| UvT® De’? | Volume’
Day | {MG) (%) (GPM) fAl [[£)] €] [BAA*CY | (GPM) (%) (YiN) MG)
1 373 91 4780.00 1 30.40 210 14.10 4738.0 91 Y -
2 2.18 )] 5115.00 1 30.80 2.10 14.50 5108.0 91 Y -
3 2.49 91 §411.00 1 28.00 2.10 13.10 6003.0 a1 Y -
4 341 91 5102.00 1 31.00 2.20 14.10 4725.0 122 Y -
5 2.18 91 5003.00 1 31.70 2.10 14.80 4750.0 N Y -
6 .47 92 4810.00 1 32.40 210 15.40 4794.0 92 Y -
7 2.32 91 5158.00 1 31.20 2.10 14.90 5156.0 9 Y -
8 3.46 92 4804.00 1 33.00 2.10 15.90 4772.0 92 Y -
9 257 92 5209.00 1 31.60 2.10 15.30 5140.0 82 Y -
10 3.55 N 6803.00 1 27.60 2.10 13.00 6594.0 91 Y -
11 229 92 6642.00 4 28.90 2.10 13.60 6620.0 92 Y -
12 1.45 91 5139.00 1 30.80 2.20 13.80 4731.0 91 Y -
13 3.31 80 4592.00 1 31.20 2.20 13.80 4566.0 90 Y -
14 2.31 90 §5040.00 1 28.60 2.20 13.20 S017.0 80 Y, -
15 3.30 90 4598.00 1 30.80 2.30 13.50 4525.0 90 Y -
16 2.60 90 5036.00 1 20.70 2.30 13.10 4808.0 90 Y -
17 3.29 20 4585.00 1 30.60 2.30 13.40 4544.0 90 Y -
18 231 80 5073.00 1 28.40 2.20 13.10 5068.0 90 Y -
19 3.33 70 6560.00 1 22.50 l70 6.10 4540.0 70 N 0.031
20 2.06 80 5053.00 1 20.70 2.30 13.00 5035.0 90 Y -
21 3.33 90 4616.00 1 30.40 2.30 13.20 4575.0 90 Y -
22 242 S0 5174.00 1 29.80 2.30 13.10 4787.0 90 Y -
23 3.31 87 5189.00 1 29.90 2.30 12.80 4523.0 87 Y -
24 2.36 90 5142.00 1 29.80 2.30 13.10 4802.0 90 Y -
25 3.32 89 4613.00 1 30.00 2.30 13.00 4550.0 689 Y -
28 2.23 80 5143.00 1 29.20 2.20 13.00 5040.0 80 Y -
27 3.33 4] 4619.00 1 31.90 2.20 14.70 4558.0 91 Y -
28 217 91 5135.00 1 31.10 2.10 14.80 5070.0 91 Y -
29 3.23 91 5140.00 1 29.80 2.20 13.80 5134.0 91 Y -
30 2.32 91 5162.00 1 29.80 2.20 13.80 5162.0 91 Y -
31 3.30 90 4583.00 1 31.00 2.20 13.90 4548.0 20 Y -
MIN. 1.45 22.50 8.10 4523.00 70
MAX. 3.73 33.00 15.80 6820.00 92
Total] B86.43 0.031
Notes:

1 Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur al the same time of day for
the three sensors, and the three sensor readings should always trend in the same direction as one another {i.e. all increase or all
decrease from one day lo the next). If not, sensor and/or lamp operation {e.g. calibration, cleaning, etc.) should be checked.

2 Refer lo the “Monthly UV Sensor Calibration Chack Report” worksheet for CF values. CF is only required if UV Sensor 2 is oul of
callbration and cannot be replaced. CF = 1 if all sensors for a reaclor are within catibration. Never use GF < 1.

3 Calculated dose s calculated by the UV systemn's PLC and reported by the SCADA system,

4 Validation Factor is calculated by the UV system’s PLC and reparted by the SCADA system.

* Validated dose is calcutated by the SCADA system. Calculation is based on the following: Validated Dose = (Calculated Dose) / (VF x
CF); where VF = validation factor, CF = Sensor Correction Faclor

& Dy, Is the dose required o achieva the target log inactivation without a VF or CF applied (see Tabile 1.4 in the UVDGM).
7 Enter total volume of off-specification water produced each day that an offi-specification event{s) occurs. These values are oblained

fron_t_lh_;e__'Qﬂ-Spheci_ﬁmc_gtiglq Eal_t_:ulalion" worksheet(s). : SR A o A By SN y
8 Transmittance is calculated by the UV System's PLC and reporied by the SCADA system.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Jan-18 Dose Required (D, ) {mdiem?): 12
Water System :  WCWD#1 Orchard Street  Max Validated Flow Rate {MGD / UV unit) ; 255
PWS ID# ; 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity | oyt Dose  |Flow Rate] Intensity /" UvT Dose |Flow Rate
{Wim?) (%) {mdiem®) | (gpm) (Wim®) {%) {mdlem?) [ {opm)
HOUR: 0:00 4:00
DAY
1 NIS NIS NIS NIS NIS NIS NIS NiS
2 1.15 92 15.50 4949.00 1.1 92 14,50 2831.48
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 NIS NIS NIS NIS NIS —~ NIS ~ NIS NIS
8 1.15 919 14.10 2921.55 1.15 91 24.00 2847.09
6 NIS NIS NIS NIS NIS Nis NiS NIS
7 1.16 92 15.40 4945.88 1.17 91 14.90 2887.22
8 NIS NIS NIS NIS NIS NIS NIS NIS
9 1.15 92 15.80 5002.06 1,16 92 15.30 2940.28
10 NIS NIS NIS NIS NIS NIS NIS NIS
11 1.28 91 13.00 6B866.77 1147 92 13.60 2826.57
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 1.13 90 13.70 4728.29 115 an 13.20 2884.54
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 1.13 90 13.50 4777.78 1.14 90 13.10 2880.53
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 1.14 90 13.10 2831.80 1.15 80 20.40 2901.93
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 1.17 70 6.10 4969.96 115 90 16.00 2889.45
21 NIS NIS NIS NIS NIS NIS NIS NIS
22 1.15 a0 13.20 4767.53 1.15 90 13.10 289212
23 NiS NIS NIS NIS NIS NIS NIS NIS
24 1.13 87 12,90 2933.14 1.12 90 20,40 2901.04
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 1.09 a9 12.90 4727.84 1.11 90 13.00 28B7.22
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 1.1 o 14.70 4710.01 1.11 a1 15.00 2028.24
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 1.1 91 13.80 2969.26 112 91 22.90 2918.87
K} NIS NIS NIS NIS NIS NIS NIS NIS

MNoles
1 UV Intensity is from UV Sensor #2, which is the duty sonsor
NIS = Not in Sarvice
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Pariod : Jan-18 Dose Required (D) {mdlem?): 12
Water System : WCWD#1 Orchard Street Max Validated Flow Rate {MGD / UV unit) : 255
PWS IDZ ; 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity " uvT Dose  |Flow Rate| Intensity '* uvr Dose  |Ffow Rate
(Wim?) (%) {mJdicm?) | (apm) {wim?) {%) (mdrem®) | (gpm)
HOUR: 8:00 12:00
DAY
1 NIS NIS NIS NIS 118 91 15.70 4932.06
2 1.13 91 14.50 2015.31 NIS NIS NIS NIS
3 NIS NIS NIS NIS 1.16 91 15.60 4905.75
4 NIS NIS NIS NIS 117 92 15.60 4904.86
5 1.18 91 24,00 2918.87 NIS NIS NIS NIS
B NIS NIS NIS NIS 1.15 92 15.80 4912.44
7 1.16 91 14.90 2899.25 NIS NIS NIS NIS
8 NIS NIS NIS NIS 147 92 16.20 4971.30
9 1.14 92 15.30 4916.90 NIS NIS NIS NIS
10 NIS Nis NIS NIS 1.15 02 16.00 4851.80
1M 1.16 82 13.60 2B847,09 NIS NIS NIS NIS
12 1.16 92 17.60 4923.59 NIS NIS NIS NIS
13 NiS NIS NIS NIS 1.16 91 15.40 4672.11
14 1.15 a0 13.20 2862.25 NIS NIS NIS NIS
15 NIS NIS NIS WIS 1.13 90 14.00 4698.41
16 1.13 90 13.10 2901.04 NIS NIS NIS NIS e
17 NS NIS NIS NIS 1.14 90 1410 | 4684.15° =
18 1.14 a0 13.10 4774.65 NIS NIS NIS NIS
19 NIS NIS NIS NIS 4.49 70 6.10 3696.08
20 1.15 80 16.00 2875.82 NIS NIS NIS NIS
21 NIS NIS NIS NIS 1.14 a0 13.70 4716.70
22 1.16 € 13.10 28P0.85 NIS NIS NIS NIS
23 NIS NIS NIS HIS 1.1 91 15.60 4714.02
24 1.22 80 13.10 4706.89 NIS NIS NIS NIS
25 NIS NIS NIS NIS 1.10 89 13.10 4774.22
26 1.10 80 13.00 2949.64 NIS NIS NIS NIS
27 NIS NIS NIS NIS 1.10 4y ] 14.70 4770.65
By i, 28 1.12 []] 15.00 2007.73 NIS NIS NIS_ = NiS
r 29 NIS NIS NIS NIS 1A g Y K %0 4736.31
k1] 1.1 81 13,80 4727.84 NIS NIS NIS NIS
k)| NIS NIS NIS NIS 1.10 H 14.40 4760.39
Noles
1 UV Intensiy is from UV Sunsor #2, which is ihe duty sensor.
NIS 2 Not in Servica
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Jan-18 Dosa Required (D) (mJlcm?): 12
Water System : WCWD#1 Orchard Sireel  Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# ; 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity 1V uvT Dose  |Flow Rate| Intensity uvTt Dose |flow Rate
(Wim?) (%) (mdlem?) [ (gpm) {Wim?) (%) {mdicm®) | (gpm)
HOUR: 16:00 20:00
DAY
1 1.07 91 14.10 4911.55 1.1 91 14.10 4913.33
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 1.34 a1 13.10 6560.00 NIS NIS NiS MIS
4 1.14 a1 14.80 4871.87 1.12 91 14.30 4944 .10
5 NIS NIS NIS NIS NIS NIS NIS NIS
6 1.16 92 15,70 4899.98 1.15 92 15,70 4967.29
7 NIS NIS NIS NIS NIS NIS NIS NIS
] 1.16 82 15.90 4946.77 1.15 92 15.90 4966.84
9 NIS NIS NIS NIS NIS NIS NIS NIS
10 1.16 82 16.00 4918.24 1.15 92 16.00 4949.45
1 NIS NIS NIS NIS NIS NIS NIS NIS
12 NIS NIS NIS NIS NIS NIS _ ] _. NIS NIS
13 1.16 90 14.00 4681.47 1.14 a0 13.80 4724.72
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 1.14 20 13.50 4765.30 1.14 a0 13.50 4721.60
16 NIS NiS NIS NIS NIS NIS NIS NIS
FTARLRO. e A R, g [ ; 4649,37 112 20 1370 | a714.91
18 MNIS NIS NIS NIS NIS NIS NIS NIS
19 1.24 70 6.10 4932.66 1.18 70 6.10 4953.46
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 1.15 90 13.20 4765.74 t.14 90 13.20 4709.56
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 1.11 87 12.90 4744.79 111 87 12.90 4777.34
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 1.10 89 13.00 4780.01 1.1 89 13.00 4719.37
26 NiS NIS NIS NIS NIS NIS NIS NIS
27 1.11 a1 14,70 4810.33 111 91 14.70 4782.24
T 2B NISH NIS NIS NIS NIS NIS NIS NIS
29 1.10 ] 14,70 4719.37 1.1 91 14.70 4718.48
30 NIS NIS NIS NIS NIS NIS NIS NIS
3t 1.10 a1 14.10 4730.52 1.10 90 13.90 4664.97

Nolas
1 UV Intansity is from UV Sensor #2, which is the duty sensor
NIS = Nol in Service
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Samplie No.AU00027
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : EP RRC

Bottle No : 18-1657
VALHALLA, NY COC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 01/01/2018 AT 10:21.00AM
Agency : Westchester County DEF Submitted On : 01/01/2018 AT 11:38:.00AM
i PWS No. : 5903488
Operations Bldg., Grasslands - : 002 . 000
Valhalla, NY 10595 Type Descrlpto; ) Source D :
Attn; Mike Ferraro pH:
Frea CL2: Residual CI2 :
Sample chilled on arrival 7: YES
addt’l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results ____Qualifier Method
Date/Time Set 01/01/2018 AT 12:20.00PM
Heterotrophic Plate Count CFU/ml 9 SM20 9215B
Coliforrm, Most Probable Number per 100ml <18 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <18 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 01/03/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical resulfs relate only lo the sample identified in this report.
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Sample No. AU00076
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENS|CO DAM Recelved By : RRC

Bottle No : 10-4029
VALHALLA, NY cocC:

Collection Point: TREATED

Collected By : ROMEO
ID of Source : WWD1

Collection Date : 01/02/2018 AT 9:00.00AM

Agency : Westchester County DEF Submitted On : 01/02/2018 AT 10:20:00AM

Operations Bldg., Grasslands
Valhalla, NY 10595
Attn: Mike Ferraro

Type Descriptor : 022

PWS No. : 5903488

Source ID : 000
pH:

FrasCl2: 1.72 Residual CI2 ;
Sample chilled on arrival ?: YES

addt’'l Report To: Sample Type: POT_DW

Comment :
Test Description Unils Results Qualifier Method
Date/Time Set 01/02/2018 AT 11:59:00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 92158
|E = Estimated Count 1
Approved By Date Approved : 01/04/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1
{914} 2311620

These analylical results relate only to the sample identified in this report.
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Sample No. AUQ0077
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By ;: RRC
Bottle No: 11-2213
VALHALLA, NY COC:

Collection Point: RAW Collected By : ROMEO
ID of Source : WWD1 Collection Date : 01/02/2018 AT 9:00:00AM
Agency : Westchester County DEF Submitted On : 01/02/2018 AT 10:20:00AM

Operations Bldg., Grasslands PWS No.: 5903488

Valha"a, NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro a8
Free C12 ; Residual Ci2 :
Sample chilled on arrival ?; YES
addt'l Report To: Sampile Type : POT_SRC
Comment :
Test Description Units Results Qualificr Method

Date/Time Set 01/02/2018 AT 11.59:00AM
Heterotrophic Plate Count CFU/ml 9 SM20 92158
Coliform, Most Probable Number per 100ml 2.0 SM20 92218
Fecal Coliform, Most Probable Number per 100ml 2.0 SM20 9221E

[E = Estimated Count

Approved By Date Approved : 01/05/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 1 of 1
(914} 2311620

These analytical results relate only to the sample identified in this report.
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Sample No., AU00028
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : EP RRC

Bottle No : 19-3433
VALHALLA, NY CcocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 01/01/2018 AT 10:20:00AM
Agency : Westchester County DEF Submitted On : 01/01/2018 AT 11:38.00AM
h PWS No. : 5903488
Operations Bldg., Grasslands : .
Valhalla, NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro pH
FreeCl2: 1.85 Residual C2 :
Sample chilled on arrival ?: YES
addt’'| Report To : Sample Type: POT_DW
Comment :
Test Description Units ____Results Qualifier Method
Date/Time Set 01/01/2018 AT 12:20:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18

|E = Estimated Count

Approved By Date Approved : 01/02/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 . Page 1 of 1
(914) 2311620

These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No., AUGQ078
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Recelved By : RRC
Bottle No : B1976
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date ; 01/02/2018 AT 9:20:00AM
Agency : Weslchester County DEF Submitted On ; 01/02/2018 AT 10:20:00AM

Operations Bldg., Grasslands PWS No. : 5903468

Valhalla. NY 10595 Type Descriptor : 022 Source 1D : 000
. ML pH:
Attn: Mike Ferraro Free Ci2: 1.55 Residual CI2 :
Sample chilled on arrival 7: YES
addt’'l Report To: Sample Typs : POT_DW

Comment :WATER QUALITY

Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM224500P-E  Orthophosphate (as P) 0.884 mg/L 0.03 01/03/2018 2:47 pm MO
SM20-4500HB Hydrogen lon 7.64 units 0.1 01/02/2018 3:30pm RRC

The pH is a field parameter with a 15 minulte hold time. The Laboralory provides this lest result only as a guide. This resull cannot be
used for regulalory reporting purposes.

- e e

“OL = Detection Limit LOG = Limit of Guantitation “J=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt QA Officer Date Approved : 01/03/2018
Environmental Laboratories S VSS—o U o\ W 0,2 1T (VL S S
NYS ELAP # 10108 Page 1 of 1

(914} 2311620 These analytical results refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU00207
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERG
Bottle No : 7-4189
VALHALLA, NY COC:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWD1 Collection Date : 01/03/2018 AT 9:02:00AM
Agency : Westchester County DEF Submitted On : 01/03/2018 AT 10:28:00AM
; PWS No. ; 5903488
Operations Bldg., Grasslands .
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro PH:
Free CI2: 1.71 Residual Ci2 ;
Sample chillled on arsival ?: YES
addt’'l ReportTo: Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/03/2018 AT 11:58.00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 5 SM20 9215B
|E = Estimated Count
Approved By Date Approved : 01/05/2018
E_nvironmental__Laboratoriea EMAIL Copy 2/5/2018
NYS'ELAP # 10108 Page 1 of 1

e e These analylical resulls relate only to the sample identified in this report.
[l S TP e e



Archived File - May Not Be ADA Compliant

Sample No.AU00208

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhaila, New York 10595

Sample Location ; KENSICO Received By :
Bottle No :

VALHALLA, NY cocC:

Collection Point: RAW Collected By :
ID of Source : WWD1 Collection Date :
Agency : Westchester County DEF Suhn'gbt:d 2 .
Operations Bldg., Grasslands Sl

Valhalla, NY 10595 Type Descriptor :

Attn: Mike Ferraro PH:

Free CI2 :

ERG
8-1358

ROMEOQ
01/03/2018 AT 9:00.00AM
01/03/2018 AT 10:28:00AM
5903488

002 Source ID : 000

Residual CI2 :

Sample chilled on arrlval ?: YES

addt'l Report To:

Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifter Method
Date/Time Set 01/03/2018 AT 11:58:00AM
Heterotrophic Plate Count CFU/mI 28 SM20 92158
Coliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
T T T R WP I - ey T .=
|E = Estimated Count |
Approved By Date Approved : 01/05/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU00323
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : SV
Bottle No : 19-4108
VALHALLA, NY COC:

Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date : 01/04/2018 AT 9:02:.00AM
Agency : Weslichester County DEF s"b"g;t:sdh? . g;’g]; ;‘;gw A 010 00aM
Operations Bidg., Grasslands 208
Valhalla. NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro pH:
FreeCR2: 1.75 Residual Ci2 :
Sample chilled on arrival 7: Y
addt't ReportTo: Sample Type: POT_DW
Comment :
Test Description Units Results Qualificr Method
Date/Tima Set 01/04/2018 AT 11:18:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Piate Count CFU/mI 3 SM20 92158
|E = Estimated Count i
Approved By Date Approved : 01/08/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AUQ0324
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : SV

Bottle No : 20-2519
VALHALLA, NY COocC:

Collection Point: RAW Collected By : ROMEQ

1D of Source : WWD1 Collection Date : 01/04/2018 AT 9:00.00AM
Agency : Westchester County DEF Submitted On : 01/04/2018 AT 10.40:00AM
; PWS No.: 5903488
Operations Bldg., Grasslands T D tor : 002 . 000
Valha“a, NY 10595 ype escrip 0:!: Source D :
Attn: Mike Ferraro ks
Free Cl2: Resldual CI2 :
Sample chilled on arrival ?: Y
addt’'l Report To: Sample Type ;: POT_SRC
Comment :
‘Test Description Units Results Qualifier Method
Date/Time Set 01/04/2018 AT 11:18:00AM
Heterotrophic Plate Count CFU/ml 10 SM20 9215B
Coliform, Most Probable Number per 100ml 4.5 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 01/08/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analylical results relate only to the sample identified in this repori.



Archived File - May Not Be ADA Compliant

Sample No.AUQ0377

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :

Agency :

addt'l Report To:

KENSICC Received By :
Bottle No :

VALHALLA, NY COC:
TREATED Collected By :
WWD1 Collection Date :
Westchester County DEF Submitted On .
Operaticns Bldg., Grasslands FWS No...
Valhalia, NY 10595 Type Descriptor :
Atin: Mike Ferraro pH:
Free CI2:

ERG
25-4322

ROMEO
01/05/2018 AT 11.30:00AM
01/05/2018 AT 12:14:00PM

5903488
022 Source ID : 000
1.80 Residual CI2 ;

Sample chilled on arrival ?: YES
Sample Type: POT_DW

Comment :

Test Description Units Results Qualifier Method
Date/Time Set 01/05/2018 AT 2:41:00PM
Coliform Presence/Absence Test per 100ml| Absent Colilert-18
Heterotrophic Plate Count CFU/m 6 SM20 92158
|E = Estimated Count |
Approved By Date Approved : 01/08/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU00378
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 26-3418
VALHALLA, NY COC:

Collection Point: RAW Collected By : ROMEO

ID of Source ;: WWD1 Collection Date : 01/05/2018 AT 11:30:00AM
Agency : Westchester County DEF Submitted On : 01/05/2018 AT 12:14:00PM
; PWS No. : 5903488
Operations Bldg., Grasslands .
Valhalla, NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro pH:
Frea Ci2 : Residual Ci2 :
Sample chilled on arrival ?: YES
addt’'l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
DatefTime Set 01/05/2018 AT 2:42:00PM
Heterotrophic Plate Count CFU/ml 9 SM20 9215B
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <18 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 01/08/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

{914) 2311620 These analylical results refale only lo the sample identified in this repor.



Archived File - May Not Be ADA Compliant

Sample No.AUQ0479
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ; KENSICO Received By : ERG
Bottle No : 17-4105
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 01/08/2018 AT 8:57:00AM
Agency : Westchester County DEF Submitted On : 01/08/2018 AT 12:14:00PM

) PWS No. : 5903488
Operations Bldg., Grasslands T
Vglhalla. NY 10%95 Type Descriptor : 022 Source ID: 000

Attn: Mike Ferraro pH:
FreeCl2: 172 Residual CR2 :
Sample chilled on arrival 7: YES
addt'l| Report To : Sample Type : POT_DW
Comment :

Test Description Units Results Qualifier Method

Date/Time Set 01/08/2018 AT 2:48:00PM

Coliform Presence/Absence Test per 100ml Absent Colilert-18

Heterotrophic Plate Count CFU/mlI 3 SM20 92158
|E = Estimated Count
Approved By Date Approved : 01/10/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results relale only fo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU00480
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Vaihalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 18-2666
VALHALLA, NY coc:
Collection Point : RAW Collected By : DONOHUE
1D of Source : WWD1 Collection Date ; 01/08/2018 AT 8:56:00AM
Agency : Westchester County DEF SUbﬂgtJvesdb? L (5];33384:2318 AT 12:14:00PM
Operations Bldg., Grasslands > NO. -
Valhalia. NY 10595 Type Descriptor: 002 Source ID: 000
Attn: Mike Ferraro Lk
Free CI2: Residual CI2 :

addt'l Report To :

Sample chilled on arrival ?7; YES
Sample Type : POT_SRC

Comment :
Test Description Units ___Results Qualifier Method
Date/Time Set 01/08/2018 AT 2:48:00PM
Heterotrophic Plate Count CFU/m1 12 SM20 92158
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 01/10/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analylical resulls refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU00481
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10585

Sample Location ;: KENSICO Received By : ERG
Bottle No ; 19-1525
VALHALLA, NY coc:

Collection Point: TREATED Collected By : DONOHUE

ID of Source: WWD1 Collection Date : 01/08/2018 AT 9.06:00AM
Agency : Wesichester County DEF Submitted On : 01/08/2018 AT 12:14:00PM

Operations Bldg., Grasslands SO RII0S1ES

Valhalla, NY 10595 Type Descriptor : 022 Source ID ; 000
RUIEMIES Eenar Free g 1.72 Residual CI2 :
Sample chilled on arrival 7: NA
addt’l Report To: Sample Type: POT_DW
Comment :
Test Deseription Units Results ___Qualifier Method
Date/Time Set 01/08/2018 AT 12:22:00PM
Diatomaceae Organisms ASU per mi o SM1810200F
Chlorophyceae Organisms ASU per ml 0 SM1810200F
Cyanophyceae Organisms ASU per mi 0 SM1810200F
Protozoa Organisms ASU per ml 0 SM1810200F
Roftifera Organisms ASU per mi 0 SM1810200F
Crustaceae Organisms ASU per ml 0 SM1810200F
Other Microscopic Organisms ASU per ml 0 SM1810200F
Total Microscopic Organisms ASU per mi <1 SM18 10200F
Amorphous Matter ASU per ml 152 SM1810200F

NYSDOH ELAP and NELAC do not offer accreditation for Microscopic Examination. Unless the sampie is otherwise gualified, all method
QC requirements were found to be acceptable.

[E = Estimated Count

Approved By Date Approved : 01/10/2018
Environmental Laboratories " EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analylical resulls relate only (o the sample idenlified ir: this repon.



Archived File - May Not Be ADA Compliant

Sample No.AUQ0600
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Recelved By ; ERG

Bottle No : 11-2028
VALHALLA, NY COC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWDH1 Collection Date : 01/09/2018 AT 10:01:00AM
Agency : Westchester County DEF Submitted On : 01/09/2018 AT 11:13.00AM
; PWS No.: 5903488
Operations Bidg., Grasslands : .
Valhalla, NY 10595 Type Descriptor: 002 Source ID : 000
Attn: Mike Ferraro pH:
Free CI2 : Residual CI2 :
Sample chilled on arrival ?: YES
addt'| Report To : Sample Type; POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/0972018 AT 12.00.00PM
Heterotrophic Plate Count CFU/ml 18 SM20 9215B
Coliform, Most Probable Number per 100m| <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <18 SM20 9221E

|E = Estimated Count
Approved By Date Approved : 01/11/2018

Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108

Page 1 of 1
{914) 2311620

These analylical resulls relate only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU00601
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Vathalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 12-4224
VALHALLA, NY COoG:

Collection Point: TREATED Collected By : DONOHUE

1D of Source : WWD1 Collection Date : 01/09/2018 AT 10:02:00AM
Agency : Westchester County DEF Sublrg&e;lh? L g;gﬂggw Sl 1 300AM
Operations Bldg., Grasslands O
Valhalla, NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro PH:
FreeCI2: 167 Residual CI2 :
Sample chilled on arrival 7: YES
addt’l Report To: Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/09/2018 AT 12:00:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 3 SM20 92158
|E = Estimated Count {
Approved By Date Approved : 01/11/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108

Page 1 of 1
{914) 231-1520

These analytical resulls relate only lo the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AU007 31
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : EW ERG
Bottle No: 11-3184
VALHALLA, NY cocC:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWD1 Collection Date : 01/10/2018 AT 10:00:00AM
Agency ;: Westchester County DEF Submitted On : 01/10/2018 AT 11:22:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands : 022 . 00
Valhalla, NY 10595 Type Descripto:l : Source ID: 000
Attn: Mike Ferraro gkt
Free CR2: 163 Resldual Ci2 :
Sample chilled on arrival 7: YES
addt’l Report To: Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/10/2018 AT 1:37.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 2 SM20 92158
[E = Estimated Count
Approved By Date Approved : 01/16/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical results refale only fo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU00732
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Recelved By : EW ERG
Bottle No : 12-3547
VALHALLA NY coc:

Collection Point: RAW Collected By : ROMEO

ID of Source : WWD1 Collection Date : 01/10/2018 AT 10.02:00AM
Agency : Wesichester County DEF Subn;j&esd h? % g;g‘gggw AT 11:22:00AM

Operations Bldg., Grasslands 0. .

Valhalla. NY 10595 Type Descriptor : 002 Source ID ; 000

Attn: Mike Ferraro PH:

Free CL2 : Residual CI2 :
Sample chilled on arrival ?; YES
addt'! Report To : Sample Type ;: POT_SRC
Comment :
Test Description Units Results Qualifier Method

Date/Time Set 01/10/2018 AT 1:37:00PM
Heterotrophic Plate Count CFU/mi 14 SM20 9215B
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count |
Approved By Date Approved : 01/16/2018

Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108

Page 1 of 1
{914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No. AUQ0820
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Vathalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 4-4085
VALHALLA, NY coc:

Collection Point : TREATED Collected By ; DONOHUE

ID of Source : WWD1 Collection Date : 01/11/2018 AT  9:12:00AM
Agency : Wesichester County DEF Submitted On : 01/11/2018 AT 10:03:00AM
. PWS No. : 5903488
Operations Bldg., Grasslands p
Valhalla, NY 10585 Type Descnpto;: 022 Source ID : 000
Y pH:
Attn: Mike Ferraro FreeCl2: 165 Residual C12 ;
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type: POT_DwW
Comment ;
Test Description Units Resulis Qualifier Method
Date/Time Set 01/11/2018 AT 11:56.00AM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mI 1 SM20 92158
itimated Count ]
d By Date Approved ; 01/16/2018
antal Lahoratories EMAIL Copy 2/5/2018
# 10108 Page 1 of 1
320

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No. AU00821

Westchester County Department of

REPORT OF ANALYSIS

Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point :
ID of Source :
Agency :

addt'l Report To :

KENSICO Received By :
Bottie No ;

VALHALLA, NY coc:
RAW Collected By :
WWD1 Collection Date :
Westchester County DEF Subngtted On .
Operations Bldg., Grasslands WS No. :
Valhalia, NY 10595 Type Descriptor :
Attn: Mike Ferraro P
Free CI2 :

ERG
5-2658

DONOHUE

01/11/2018 AT 8:11:00AM
011112018 AT 10:03.00AM
5903488
002 Source ID : Q00

Residual Ciz :

Sample chilled on arrival ?: YES
Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/11/2018 AT 1 1:56:00AM
Heterotrophic Plate Count CFU/mi 19 SM20 92158
Coliforrn, Most Probable Number per 100m| 20 SM20 92218
Fecal Coliform, Most Probable Number per 100mi 2.0 SM20 9221E
“stimated Count ]
'ed By Date Approved : 01/16/2018
“ental Laboratories EMAIL Copy 2/5/2018
? # 10108 Page 1 of 1
620

These analytical results relate only to lhe sample identified jn this report,



Archived File - May Not Be ADA Compliant

Sample No.AU00908
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 6-4254
VALHALLA, NY COC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWDH1 Collection Date ; 01/12/2018 AT 8:55:00AM
Agency : Westchester County DEF Submitted On : 01/12/2018 AT 9:47:00AM
; PWS No. : 5803488
Operations Bldg., Grasslands
Valhalla NY 10595 Type Descriptor;: 022 Source ID : 000
Attn: Mike Ferraro a6
Free Cl2: 1.81 Residual CI2 :
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/12/2018 AT 11:59.00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 1 SM20 92158

[E = Estimated Count

Approved By Date Approved : 01/16/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10708 Page 1 of 1
(914) 2311620

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU00909
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Vathalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 7-2446
VALHALLA, NY COC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 01/12/2018 AT B:54.00AM
Agency : Westchester County DEF Subn‘;:i%esd:l) i 233324’23)218 AT 2:4T.00AM
Operations Bldg., Grasslands A0
Valhalla. NY 10595 Type Descriptor : 002 Source 1D : 000
Attn: Mike Ferraro pH:
Free Ci2 : Resldual CI2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type: POT_SRC
Comment :
Test Description Units ____ Results ___Qualifier Method
Date/Time Set 01/12/2018 AT 12.00:00PM
Heterotrophic Plate Count CFUWml 45 SM20 92158
Coliform, Most Probable Number per 100mil 4.5 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi| 4.5 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 01/16/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01008
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Recelved By : EM ERG
Bottle No : 17-3225
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DEMA

iD of Source : WWDH1 Collection Date ; 01/15/2018 AT 9:32:00AM
Agency : Westchester County DEF Submitted On : 01/15/2018 AT 10:52:.00AM

i PWS No.: 5903488
Sgggftlaon:YB:%gs,gErasslands Type Descriptor: 002 Source iD : 000

Atin: Mike Ferraro B
Free CI2 : Residual Ci2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type: POT_SRC
Comment :

Test Description Units _ Resuits Qualifier Method

Date/Time Set 01/15/2018 AT 12:21.00PM

Heterotrophic Plate Count CFU/ml 2280 SM20 92158

Coliform, Most Probable Number per 100ml 4.0 SM20 92218

Fecal Coliform, Most Probable Number per 100mil 4.0 SM20 9221E
|E = Estimated Count |
Approved By Date Appraved : 01/18/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resulls refate only (o the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01017
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : EM ERG
Bottle No ;: 26-4353
VALHALLA, NY cocC:
Collection Point: TREATED Collected By : DEMA
ID of Source : WWDA1 Collection Date : 01/15/2018 AT 9:30:00AM

Submitted On : 01/15/2018 AT 10:52.00AM

Agency : Westchester County DEF PWS No. : 5903488

Operations Bldg., Grasslands

Valhalla, NY 10595 Type Descript:;i 022 Source ID: 000
QULIMAE Ferrar FreeC2: 185 Residual Ci2 :
Sample chilled on arrival 7: YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method

Date/Time Set 01/15/2018 AT 12:22:00PM

Coliform Presence/Absence Test per 100m| Absent Colilert-18

Heterotrophic Plate Count CFU/ml 3 SM20 9215B

|E = Estimated Count |

Approved By Date Approved ; 01/17/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01102
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By : ERG KA
Bottle No : 33-1464
VALHALLA, NY cOcC:

Collection Point: RAW Collected By : ROMEO

ID of Source : WWDA1 Collection Date : 01/16/2018 AT 9:22:00AM
Agency : Westchester County DEF Submitted On : 01/16/2018 AT 11:38.00AM

Operations Bldg., Grasslands PWS No. : 5903488

Valhalla. NY 10595 Type Descriptors 002 Source 1D : 000
Attn: Mike Ferraro pH:
Free CI2: Residual CR2:
Sample chllled on arrival ?: YES
addt'l Report To: Sample Type : POT_SRC
Comment :
Test Dsscriplion Units Results _ Qualifier Method
Date/Time Set 01/16/2018 AT 2:02:00PM
Heterotrophic Plate Count CFU/ml 30 SM20 92158
Coliform, Most Probable Number per 100ml 1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 8221E

|E = Estimated Count

Approved By Date Approved : 01/22/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

ALy These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01101
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO DAM Received By : ERG KA
Bottle No : 32-5346
VALHALLA, NY cocC:
Collection Paoint: TREATED Collected By : ROMEQ
ID of Source : WWDH1 Collection Date : 01/16/2018 AT 9:20.00AM

Submitted On : 01/16/2018 AT 11:38.00AM

Agency : Westchester County DEF PWS No.: 5903488

Operations Bldg., Grasslands

Valha“a, NY 10595 Type Descripto:‘f 022 Source 1D : 000
Attn: Mike Ferraro sk
FreeC2: 1.75 Residual CI2 :
Sample chilled on arrival 7: YES
addt’l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/16/2018 AT 2:02:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 3 SM20 9215B
|E = Estimated Count |
Approved By Date Approved : 01/18/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulis relate only to the sample idenlified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01204

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 23-4330
VALHALLA, NY CocC:
Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 01/17/2018 AT 8:30:00AM
Agency : Westchester County DEF SmeF:wsdb?"f g;g;iggm AT 11:14:00AM
Operations Bldg., Grasslands 9.:
Valhalla NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro PH:
FreeCR: 1.75 Resldual CI2 :

Sample chilled on arrival ?: YES

addt’]l Report To : Sample Type : POT_DW

Comment :
Test Description Units Resuiits Qualifier Method
Date/Time Set 01/17/2018 AT 12:09:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 12 SM20 92158
|E = Estimated Count
Approved By Date Approved : 01/19/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1
(914} 2311620

These analytical resuits relate only (o the sample identified in this reporl.
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Archived File - May Not Be ADA Compliant

Sample No.AU01205
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA

Bottle No : 24-3663
VALHALLA, NY COC:

Collection Point: RAW Collected By : DONOHUE

ID of Source ; WWD1 Collection Date ; 01/17/2018 AT 8:29:00AM
Agency : Westchester County DEF Submitted On : 01/17/2018 AT 11:36:00AM
- PWS No. ;: 5903488
Operations Bldg., Grasslands . 002 . 000
Valhalla, NY 10595 Type Descrh::t::ll:l : SourcelD:
ALLLMke Reraro Frea CI2: Residual C2 :
Sample chliled on arrival 7: YES
addt'i Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
DatefTime Set 01/17/2018 AT 12:35.00PM
Heterotrophic Plate Count CFU/ml 16 SM20 9215B
Coliform, Most Probable Number per 100ml 20 SM20 8221B
Fecal Coliform, Most Probable Number per 100ml 20 SM20 9221E
[E = Estimated Count |
Approved By Date Approved : 01/22/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(914} 231-1620 These analytical results relate only to the sample idenlified in this report.

R = AT SRR S A LS PG N P SN A S A Ry fot S AR TTELS, E RS At St e I et




Archived File - May Not Be ADA Compliant

Sample No.AU01211
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERG KA
Bottle No : B1953
VALHALLA, NY cocC:
Collection Point: TREATED Callected By : DONOHUE
ID of Source : WWD1 Collection Date ; 01/17/2018 AT B8:32.00AM

Submitted On ; 01/17/2018 AT 11:14.00AM

Agency : Westchester County DEF PWS No. : 5903488

Operations Bldg., Grasslands

Valhalla. NY 10595 Type Descriptor : 022 Source ID;: 000
Attn: Mike Ferraro a9
FreeCl2: 175 Resldual CI2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type: POT_DW
Comment :
Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E Orthophosphate (as P) 0.971 mg/L 0.03 01/18/2018 12:35 pm MO
Matrix spiked sample recovery is below acceptable QC range due fo a possible malrix interference. EP
SM20-4500HB Hydrogen lon 7.48 units 0.1 01/17/2018 3:.00pm RRC

The pH is a field parameler with a 15 minule hold time. The Laboratory provides this fesf result only as a guide. This result cannot be
used for regulatory reporting purposes.

DL = Detection Limit L0Q = Limit of Quantitation " J=value is an estimale H = exceeds holding time
Approved By RobertHilbrandt QA Officer Date Approved : 01/19/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP #10108 Page 1 of 1

(914) 2311620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01344
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 24-2526
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 01/18/2018 AT 9:21.00AM
Submitted On : 01/18/2018 AT 12:38.00PM

Agency : Wesichester County DEF PWS No. : 5303488

Operations Bldg., Grasslands

Valhalla. NY 10595 Type Descriptor : 002 Source ID : 000
Atin: Mike Ferraro PH:
Free CI2 ; Residual C2 :
Sample chilled on arrival ?7: YES
addt’l Report To: Sample Type : POT_SRC
Comment :
Test Description Units Results ___ Qualifier Method
Date/Time Set 01/18/2018 AT 2:31:00PM
Heterotrophic Plate Count CFU/ml 4 SM20 9215B
Coliform, Most Probable Number per 100ml 2.0 S5M20 9221B
Fecal Coliform, Mosl Probable Number per 100ml 2.0 SM20 9221E
[E = Estimated Count
Approved By Date Approved ;: 01/22/2018
AN L
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(BI4)23EIS 20 These analytical results relate only to the sample identified in this repon.



Archived File - May Not Be ADA Compliant

Sample No.AU01345
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10535

Sample Location : KENSICO Received By : KA

Bottle No : 25-4394
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWDA1 Collection Date : 01/18/2018 AT 9.22:00AM
Agency : Westchester County DEF Submitted On ; 01/18/2018 AT 12:38.00PM
; PWS No. : 5903488
Operations Bldg., Grasslands : .
Valhalia, NY 10595 Type Descriptor : 022 Source ID: 000
Attn; Mike Ferraro Lk
Free Cl2: 1.86 Residual CI2 :
Sample chilled on arrival ?: YES
addt'l Report To: Sample Type: POT_DW
Camment ;
Test Description Units Results Qualifier Methed
Date/Time Set 01/18/2018 AT 2:31:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 1 SM20 9215B

[E = Estimated Count

Approved By Date Approved ; 01/22/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 1 of1
(914) 231-1620

These analytical results relate only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01401
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By : KA

Bottle No : 12-2572
VALHALLA, NY

cOcC:
Collection Point: RAW Collected By : ROMEO
ID of Source : WWD1 Collection Date ;: 01/19/2018 AT 8:43.00AM

Agency :

Westchester County DEF SUbﬂgaesdr?n
Operations Bldg., Grasslands S LB
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro pH:

Free CI2;

01/19/2018 AT 10:12:00AM
5903488
002 Source ID : 000

Residual CI2 ;

Sample chilled on arrival 7; YES

addt’l Report To: Sample Type: POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/19/2018 AT 11:50:00AM
Heterotrophic Plate Count CFU/m| 14 SM20 9215B
Coliform, Most Probable Number per 100ml 1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 01/23/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.,AU01402

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Vathalla, New York 10595

Sample Location : KENSICO DAM Received By : KA
Bottle No: 13-3157
VALHALLA, NY COC:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWD1 Collection Date : 01/19/2018 AT 8:40:00AM
Agency : Westchester County DEF Submitted On : 01/19/2018 AT 10:12:00AM
. PWS No.: 5903488
Operations Bldg., Grasslands : . 000
Vathalla, NY 10595 Type Descriptor : 022 Source ID :
Attn. Mike Ferraro 118
FreeCl2: 1.76 Residual CI2 :

Sample chilled on arrival 7: YES

addt'l| Report To : Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/19/2018 AT 11:50:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 2 SM20 9215B
|E = Estimated Count |
Approved By Date Approved : 01/22/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01538
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No ;: 22-3498
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : DEMA

ID of Source : WWD1 Collection Date ; 01/22/2018 AT 7:55:00AM
Agency : Westchester County DEF Subrl::l%esdh? " g;gﬁ:gw Sl 225 00EM
Operations Bldg., Grasslands i
Valhalla, NY 10595 Type Descriptor ; 022 Source ID: 000
Y pH:
St Mike Eerare Free Cl2: 1.50 Residual CI2 :
Sample chilled on arrival ?: YES
addt'| Report To: Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/22/2018 AT 2:47:00PM
Coliform Presence/Absence Test per 100mi| Absent Colilert-18
Heterotrophic Plate Count CFU/mI 4 SM20 92158

|E = Estimated Count |

Approved By Date Approved : 01/24/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 10of 1
{914) 2311620

These analytical results refate only to the sample idenlified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01539
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ; KENSICO Received By : ERG

Bottle No : 23-1358
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DEMA

1D of Source : WWD1 Collection Date : 01/22/2018 AT 8.00:00AM
Agency : Westchester County DEF Submitted On : 01/22/2018 AT 12:43.00PM

Operations Bldg., Grasslands PWS No. : 5903488

Valhalla, NY 10595 Type Descripto}l;s 002 Source ID: 000
Attn: Mike Ferraro ph:
Free CI2 : Residual CI2 :
Sample chilled on arrivat ?: YES
addt’l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method

Date/Time Set 01/2212018 AT 2:47:00PM
Heterotrophic Plate Count CFU/ml 11 SM20 9215B
Coliform, Most Probable Number per 100m| <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

[E = Estimated Count

Approved By Date Approved : 01/24/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical results relale only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU01596
REPORT OF ANALYSIS

Waestchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By : ERG KA
Bottle No : 7-2366
VALHALLA, NY cocC:

Collection Point: RAW Collected By : ROMEO

ID of Source : WWD1 Collection Date : 01/23/2018 AT 9:32.00AM
Agency : Westchester County DEF Submitted On ; 01/23/2018 AT 10.23.00AM
; PWS No. : 5903488
Operations Bldg., Grasslands . 002 ID: 000
Va]ha"a, NY 10595 Type Descriptor : Source D :
Attn: Mike Ferraro PH:
Free Ci2: Residual Ci2 :
Sample chilled on arrival 7: YES
addt’] Report To: Sampla Typa ; POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/23/2018 AT 11:42:00AM
Heterotrophic Plate Count CFU/ml 30 SM20 9215B
Coliform, Most Probable Number per 100ml 36 SM20 92218

Fecal Coliform, Most Probable Number per 100ml 1.8 SM20 9221E

ol

|E = Estimated Count

Approved By Date Approved : 01/29/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01597
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO DAM Received By : ERG KA
Bottle No : 8-4365
VALHALLA, NY CcOcC:
Collection Point: TREATED Collected By : ROMEO
1D of Source : WWD1 Collection Date : 01/23/2018 AT 9:30:00AM

Submitted On : 01/23/2018 AT 10:23:00AM

Agency : Westchester County DEF PWS No. : 5903488

Operations Bldg., Grasslands

Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro pH:
FreeCR2: 175 Residual CI2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method

Date/Time Set (01/23/2018 AT 11:42:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 1 SM20 92158

|E = Estimated Count

Approved By Date Approved : 01/26/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analyfical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No. AU01694
Westchester County Depariment of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO DAM Received By : ERG
Bottle No: 8-8103
VALHALLA, NY COC:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWD1 Collection Date : 01/24/2018 AT 9:.10:00AM
Agency : Westchester County DEF Submitted On : 01/24/2018 AT 11:02:00AM
; PWS No.: 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descriptor: 022 Source ID: 000
Attn: Mike Ferraro PH:
FreeC2: 1.71 Residual CI2 :
Sample chilled on arrival 7: YES
addt’l Report To: Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/24/2018 AT 11:59:00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/m| <1 SM20 92158
|E = Estimated Count i
Approved By Date Approved : 01/2672018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01695
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By : ERG
Bottle No : 9-3281
VALHALLA, NY CocC:

Collection Point: RAW Collected By : ROMEO
ID of Source : WWD1 Collection Date : 01/24/2018 AT 9:15:00AM
Agency : Westchester County DEF Submitted On : 01/24/2018 AT 11:02:00AM

Operations Bldg., Grasslands PWS No. : 5903488

Valhalla. NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro PH:
Free Ci2 : Residual C2 :
Sample chilled on arrival ?: YES
addt'l Report To: Sample Type : POT_SRC
Comment :
Test Description Units _ Results Qualifier Method

Date/Time Set 01/24/2018 AT 11:59:00AM
Heterotrophic Plate Count CFU/mI 16 SM20 9215B
Coaliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

[E = Estimated Count

Approved By Date Approved : 01/26/12018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analylical resulls relate only to the sarnple idenlified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01783
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA ERG

Bottle No : 19-4480
VALHALLA, NY COC:

Collection Point: TREATED Collected By : DONOHUE

1D of Source : WWD1 Collection Date : 01/25/2018 AT 8:53:00AM
Agency : Westchester County DEF Submitted On ; 01/25/2018 AT 11:12:00AM
. PWS No. : 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descriptor : 022 Source 1D : 000
Attn: Mike Ferraro PM:
FreeCl2: 1.77 Residual CI2 :
Sample chllled on arrival 7: YES
addt'l Report To: Sample Type : POT_DW
Comment :
Test Description Unils Results Qualifier Method
Date/Time Set 01/25/2018 AT 12:05:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI <1 SM20 92158

|E = Estimated Count

Approved By Date Approved: 01/29/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical results relate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01784
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KAERG

Bottle No : 20-3604
VALHALLA, NY COocC:

Collection Paint: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 01/25/2018 AT 8:52:00AM
Agency : Westchester County DEF Submitted On : 01/25/2018 AT 11.12.00AM
; PWS No. : 5903488
Operations Bidg., Grasslands , . 002 . 000
Valhalla, NY 10595 Type Descﬂptor: Source ID :
Attn; Mike Ferraro PH:
Free CI2 : Residual Ci2 :
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/25/2018 AT 12.05:00PM
Heterotrophic Plate Count CFU/ml 8 SM20 9215B
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 S5M20 9221E

|E = Estimated Count

Approved By Date Approved : 01/29/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

e These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01820
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KAERG

Bottle No : 4-4121
VALHALLA, NY COC:

Collection Point: TREATED Collected By : DONOHUE

1D of Source : WWD1 Collection Date : 01/26/2018 AT B8:25:00AM
Agency : Wesichester Counly DEF s"b":tﬁ:h? ] g;ggﬁgm AT 10:08:00AM
Operations Bldg., Grasslands iy
Valha"a. NY 10595 Type Descriptor : 022 Source ID: 000
Attn; Mike Ferraro pH:
FreeC2: 1.77 Resldual CI2 ;
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/26/2018 AT 11:59:00AM
Coliform Presence/Absence Test per 100ml| Absent Colilert-18
Heterotrophic Plate Count CFU/mi <t SM20 9215B
|E = Estimated Count |
Approved By Date Approved : 01/29/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of
{914) 2311620

These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01821
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA ERG

Bottle No ; 5-3667
VALHALLA, NY cocC:

Collection Point : RAW Collected By : DONOHUE

1D of Source : WWDH Collection Date : 01/26/2018 AT B8:24:00AM
Agency : Westchester County DEF Submitted On : 01/26/2018 AT 10.06.00AM
: PWS No.: 5903488
Operations Bldg., Grasslands - : . 0
Valhalla, NY 10595 Type Descnpto; : 002 Source ID: 000
Attn: Mike Ferraro Ll
Free Cl2: Residual CI2 :
Sample chilled on arrival ?: YES
addt’l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 01/26/2018 AT 11:59:00AM
Heterotrophic Plate Count CFU/ml 12 SM20 92158
Coliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
{E = Estimated Count
Approved By Date Approved : 01/29/2018
Environmental Laboratories EMAN. Copy 2/5/2018
NYS ELAP #10108 Page 1 of 1

S 2y These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01950
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No : 3-3060
VALHALLA, NY COoC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 01/29/2018 AT 8:35:00AM
Agency : Westchester County DEF s"b"gtvt:;h? - (5];?3? ;.;(8118 ATRA000AN
Operations Bldg., Grasslands =B
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro pH:
FreeCl2: 171 Residual CI2 :
Sample chilled on arrival 7: YES
addt'l Report To: Sample Type : POT_DW
Comment :
Test Deseription Units Results Qualifier Method
Date/Time Set 0112972018 AT 12:31.00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heteraotrophic Plate Count CFU/mi 7 SM20 92158

[E = Estimated Count |

Approved By Robert Hilbrandt QA Officer Date Approved : 01/31/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 1 0of1
(914) 2341620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU01951
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No: 4-1089
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DONOHUE

ID of Source ;: WWD1 Collection Date : 01/29/2018 AT 8:35.00AM
Agency : Westchester County DEF Submitted On : 01/29/2018 AT 10:10:00AM
i PWS No.: 5903488
Operations Bldg., Grasslands )
Valhalla. NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro €
Free CI2 : Residual CI2 ;
Sample chilled on arrival ?: YES
addt’l Report To: Sample Type : POT_SRC
Comment :
Test Description Units Results ___ Qualifier Method
Date/Time Set 01/29/2018 AT 12:31:00PM
Heterotrophic Plate Count CFU/ml 11 SM20 9215B
Coliform, Most Probable Number per 100mi 4.0 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml 4.0 SM20 9221E

|E = Estimated Count |

Approved By RobertHilbrandt QA Officer Date Approved : 02/02/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

L et e These analytical resulls relale only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU02045
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO DAM Received By : KA
Bottle No ; 184002
VALHALLA, NY cocC:
Collection Point: TREATED Collected By : ROMEQ
ID of Source : WWD1 Collection Date : 01/30/2018 AT 9:40.00AM
Agency : Westchester County DEF Submitted On: 01/30/2018 AT 11:38:00AM
i PWS No. : 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descriptor; 022 Source ID: 000
Attn: Mike Ferraro 106
FreeCl2: 171 Residual CI2 :
Samgple chilled on arrival ?: YES
addt’l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results ____Qualificr Method
Date/Time Set 01/30/2018 AT 1:41:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mlI 5 SM20 92158
|E = Estimated Count ]
Approved By Date Approved : 02/01/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1

(914} 2341620 These analylical results relale only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU02046
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhailla, New York 10595

Sample Location : KENSICO DAM Received By : KA

Bottle No : 19-1358
VALHALLA, NY CocC:

Collection Point: RAW Collected By : ROMEO

ID of Source : WWD1 Collection Date : 01/30/2018 AT 9:42:00AM
Agency : Westchester County DEF Subn;i&esdh? n gggzggw ATRUESE Q0AM
Operations Bldg., Grasslands > MO
Valhalla, NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro ;)8
Free CI2 : Residual CI2 :
Sample chllled on arrival 7: YES
addt'l Report To: Sample Type : POT_SRC
Comment:
Test Description Units Results Qualifier Method
Date/Time Set 01/30/2018 AT 1:41:00PM
Heterotrophic Plate Count CFU/mi 13 SM20 92158
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 02/01/2018
Environmental Laboratories EMAIL Copy 2/5/2018

NYS ELAP # 10108 Page 10of1
(914) 2311620

These analytical results relate only to the sample identified in this repor.



Archived File - May Not Be ADA Compliant

Sample No.AU02047
REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO

VALHALLA, NY
Collection Point: TREATED
ID of Source : WWD1

Agency : Westchester County DEF
Operations Bldg , Grasslands
Valhalla, NY 10595
Attn. Mike Ferraro

addt'l Report To :

Received By : KA
Bottle No : B1918
cocC:

Collected By : DONOHUE
Collection Date : 01/30/2018 AT 9:58:00AM
Submitted On : 01/30/2018 AT 11:39.00AM
PWS No.: 5903488
Type Descriptor : 022
pH:

FreeCi2: 1.71
Sample chilled on arrival 7: YES
Sample Type: POT_DW

Source ID : 000

Residual Cf2 ;

Comment :

Method Test Deseription Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E  Orthophosphate (as P) 0.858 mg/L 0.03 01/31/2018 1:48pm MO
5M20-4500HB Hydragen lon 7.35 units 0.1 01/30/2018 2:45pm RRC

The pH is a field parameter with a 15 minute hold time. The Laboratory provides this test result only as a guide. This result cannot be

used for regulatory reporting purposes.

_IJL = Detection Limit

LOQ = Limit of Guanlitation

J=value is an estimate H = exceeds holding time

Approved By RobertHilbrandt

QA Officer

Date Approved ;: 02/01/2018

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 2/5/2018
Page 1 of 1

These analylical resulls relate only fo the sample identified in this report.




Archived File - May Not Be ADA Compliant

Sample No.AU02117
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By : KA

Bottle No : 15-3242
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date : 01/31/2018 AT 8:00.00AM
Agency : Westchester County DEF Subn;’i&esdb? n g;?;igg"a SIS 004
Operations Bldg., Grasslands > NO. ©
valhalla, NY 10595 Type Descriptor : 022 Source ID:; 000
Attn: Mike Ferraro PH:
FreeCi2: 165 Resldual CI2 ;
Sample chilled on arrival ?: YES
addt'| Report To: Sample Type: POT_DW
Comment:
Test Description Units Results Qualificr Mecthod
Date/Time Set 01/31/2018 AT 12:28:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mi 6 SM20 9215B
|E = Estimated Count |
Approved By Robert Hilbrandt QA Officer Date Approved : 02/02/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU02118
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO DAM Received By : KA

Bottle No : 16-2117
VALHALLA, NY CocC:

Collection Point : RAW Collected By : ROMEO

ID of Source : WWD1 Collection Date : 01/31/2018 AT 8:05:00AM
Agency : Westchester County DEF S“b"::;t:sto n g;‘g‘;ﬁgw AT 11:33:00AM
Operations Bidg., Grasslands g
Valhalla, NY 10595 Type Descriptor : 002 Source D : 000
Attn: Mike Ferraro I8
Free CI2 : Residual C12 :
S Sample chilled on arrival 7: YES
addt'l Report To : B Sample Type : POT_SRC
Comment ;
Test Description Units Results ___Qualifier Method
Date/Time Set 01/31/2018 AT 12:28.00PM
Heterotrophic Plate Count CFU/m| 16 SM20 9215B
Coliform, Most Probable Number per 100mi 20 SM20 9221B
Feca! Coliform, Most Probable Number per 100ml 20 SM20 9221E
|E = Estimated Count |
Approved By Robert Hilbrandt QA Officer Date Approved: 02/02/2018
Environmental Laboratories EMAIL Copy 2/5/2018
NYS ELAP # 10108 Page 1of 1
(914} 231-1620

These analytical results relate only to the sample identified in this report.



