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George Latimer
County Executive

Department of Environmental Facifities

Vincent F. Kopicki, P.E.
Commissioner

March 9, 2018

EES Case Management Unit

Environment and Natural Resources Division
U.S. Department of Justice

P.O. Box 7611

Washington, D.C. 20044-761 1

Chief, Water Compliance Branch

Division of Enforcement and Compliance Assistance
U.S. Environmental Protection Agency, Region 11
290 Broadway, 20th Floor

New York, NY 10007

Chief, Water and General Law Branch

Office of Regional Counsel

U.S. Environmental Protection Agency, Region Il
290 Broadway, 16th Floor

New York, NY 10007

Re: DJ # 90-5-1-1-10536

To Whom Ever This May Concem:

Enclosed herewith is Westchester County’s February 2018 Monthly Operating Report.

Sincerely,

ya e

Anthony Della Valle, P.E.
Director, Wastewater Treatment

cc:  Andrew E. Krause, via e-mail
Cristine Irvin Phillips, via e-mail
EES Case Management Unit, via e-mail

Division of Solid Waste
Wastewater Treatment
Water Agency

270 North Avenue

New Rochelle, New York 10801 Telephone: (914) 813-5400 Fax: (914) 813-534G0 Website: westchestergov.com
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Westchester
2 _g()\fCOm

Westchester County Water District #1

LT2 Compliant Water report 2018

February LT2 Compliant Water | Non Compliant Water
Gallons Gallons

White Plains 165,063,000 17,308,000

Scarsdale 44,991,000 0

Yonkers 160,385,000 0

Mount Vernon 213,194,000 0

Monthly Total 583,633,000 17,308,000




Bureau of Water Supply Protection
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Water Systems Operation Report
Microbial Sample Results

Public Watcnj System Name Reporting Month/Year Date chért Submitted Source Water Typ&s) ]
.  WWD#1 - Kensico Dam o Feb '18 03/08/18 =
Public Water System ID | County Town, Village, or City Surface Water
| " NY 5903488 Westchester Valhalla
Treated water ________ Chlorination ) Other Treatments / Readings
DATE ‘Source(s)in| volume |[eeeEEEE Liguid Fﬁiﬁ,gﬂ:ﬁ'}?” Caustic Ortho Treated
Use {1,000 Gt s Hypochlorite added | entry point Gal Gal Turb
gallons/day) fEESRaE to crock (gallons) (mg/hy Used Used
[t 6,638 S0 nes R 40 | a5 | 093
.2 £ 103 1 1.68 36, ol = 4] 0.92
3 1 o —nal3 ] 166 40 40 0.90
4 80 1.66 39 | 39 0.95
=t 111 i.72 38 35 0.91
6 | B 105 1.73 536 30 0.96
Lz D70 157 32 40 0.92
8 | ] 119 1.68 39 141 0.86
9 . ug | 151 39 -58 0.97
0 | 100 1.75 32 39 0.94
1 105 L8l 36 40 0.87
12 99 [ 110 3 36 0.87
13 104 T 1.82 34 |m—39 - F 091
14 05 1.72 33 38 0.95
15 105 173 37 35 1.00
T 169 45 50 1.02
1.69 35 32 0.95
1.73 34 ) 1.02
. 172 40 | 40 | 099
o 1.73 36 | 38 | 099
1.73 41 35 0.98
1.72 39 35 1.01
1.68 39 41 | 098
______ T 170 37 37 0.98
107 1.64 39 | 4 1.07
1.60 45 45 0.98 |
1.62 33 | 32 | o097
1.64 42 38 | 1.05 _4'
_ 1,048 1,089
169 37 39 09 |

qts/gals of’ % chlorine added to gals of water

_ Title: /’?‘QW‘, NY'S DOH Operator Centification Numbet: UMLM[/
Date: ﬁsf/ =

Signature: ) Operator Grade Level

DOH-360 {02/05) Page 1 of 2
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Microbiological Samples and Free Chlorine Residual

—

| S;mzle Total | Eicck | C:lroen% . iPopulaiion Served. - . l
Sample Location ‘ g::ﬁp?é 1.Rgﬁ!ine ggls'rig:: Positive | Residual I e g e )
. 2 Repeat | {mgfl) INumber of micrabiclogical monitoring samples required: |
| 3HTE | . , 1
“Kensico Dam 02/01/18 *__1_ . No No ' r 71_5 _?Number of microbiological samples taken 19 I
KensicoDam | 020218 | 1 No No | 168 DidanM&R violation occur? No |
KensicoDam | 020518 | 1 | No No | 172 | ' |
Kensico Dam | 02/06/18 | 1 | No No 173 i "Yes™ check reason(s) below: i
Kensico Dam | 02/07/18 | 1 o | Ne | .57 | Aclual number of samples is fewer than required, '
Kensico Dam 02/08118 | 1 “No 3 _ﬂo_ 1 188 " Did not collect/analyze repeat samples.
" Kensico Dam 02/09/18 1 No | No | 151 | ~ Did not collect/analyze for E.coi for positive total
| KensicoDam | 02/12/18 1 N | No | 170 - coliform from routinefrepeat sample. |
| KensicoDam | 02/13/18 1 No | No | 182 '
[ Reﬁsiﬁoﬁérﬁ_imi_l' 1 Ne | No " 172 |Did an MCL violation occur? No ’
Kensico Dam 021518 | 1 | No | mNo | 173
KensicoDam  02/16/18 | . No | No | 169 |[If"Yes", check reasonis) below (see also Part 5, Table 6 for
KensicoDam | 0215715 | 1 Wo | Mo | 172 lcdtora omaton)
| Eerjs_icoEi_iT_ 1 EO_HB 1 l _hlo__ | No | 1Z§ | For systems collecting less than 40 samples per month
Kensico Dam | 02/2118 i _'_ ~ No No 173 | twoormore of the samples (routine and/or repeat) are |
Kensico Dam 02122118 1 No No 1.72 positive for total coliform (=lotal coliform MCL violation).
KensicoDam | 0202318 | 1 | No | _];I_o 1.68 I
KensicoDam | 02/26/18 | 1 | MNo | No | 160 For systems collecting 40 or more samples per month:
Kensico Dam | 0227118 | 1 No | No | 162 | more than 5% of the samptes (routine and/or repeal)
| ' ______ __ ___ - j_ —— | 7 arepositive for total coliform (=total coliform MCL
. i i violation}.
1
el S - The original sample was E.coli positive and at feast 1
o i S i i repeal sample was positive for total coliform
i ____j N 0 - (=E.coli MCL violation). !
el B [ Lo S, 1 Reminder: System must collect a minimum of five (5) routine
microbiological monitoring samples during the month following a
- N L. T et e = repeat sample collection,
| b L L | As required by 51,72, *Gperation of S Public Water System®, a
| ) B O . - DN I, .l copy of this form shall be sent to your local health department
{ _ ' 1 by the 10th calendar day of the next reporting period.
1 L x| Rl . - i J

Sample Collector(s): Larry Dema, Fred McQuillar
Name of NYSDOH Cerlified Laboratory: WCDLR 10108

Did any MCL violations occur? If so, please describe:

Did an emergency or low pressure problem accur? Did source water bypass an existing treatment process in the system? if so, please explain.

Comments:
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Water Systems Operation Report
UNFILTERED SURFACE WATER SYSTEMS

Bureau of Public Waler Supply Protectlion

Instructions: Complete form and submit to your local health unit within 10 days of the close of the reporting month.

NAME OF PUBLIC WATER SYSTEM PROGRAM CODE STATION (NUMBER) REPORTING MONTH/YEAR
WESTCHESTER COUNTY '
WATER DISTRICT NO. 1 100 05903488 Feb'18
Location VALHALLA County WESTCHESTER
{CV.T) '
RAW WATER TURBIDITY
DATE | 0000 | 0400 0800 1200 1600 2000 DATE per1;°gg'nff'(':’§|':,'l‘“ os | pe f :gg:nffgggxies
1 085 | o084 | 085 0.85 0.83 0.85 1 20 2.0
2 0.83 082 0.82 0.80 0.82 083 2 2.0 20
3 0.83 0.81 0.83 0.84 085 0.84 3
4 0.83 086 0.87 084 0.84 0.82 4
5 081 | 078 083 0.84 0.84 0.84 5 20 2.0
6 0.83 0.83 0.84 0.84 0.84 0.85 6 <18 <18
7 0.83 0.84 0.85 0.84 0.84 0.84 7 20 <18
8 0.83 0.81 0.80 0382 0.82 0.82 8 <i.8 <1.8
9 0.81 0.87 0.86 091 0.89 0.85 9 18 18
10 0.86 0.87 0.88 0.91 0.93 0.84 10
1 0.88 0.86 0.87 0.84 0.85 0.85 1
12 0.84 0.86 0.80 077 0.79 0.83 12 6.1 40
13 0.81 0.78 0.62 083 0.83 0.a7 13 45 2.0
14 0.91 0.87 0.89 0.86 0.82 0.88 14 18 <1.8
15 0.88 0.96 0.92 0.69 0.80 0.89 15 45 45
16 0.92 0.88 0.90 0.91 0.90 0.90 16
17 067 0.87 0.86 0.89 087 .87 17
18 0.85 0.90 0.91 090 0.93 093 18
19 0.89 0.88 0.91 0.92 0.96 1.00 19 40 I ey e
20 095 0.92 092 0.95 0.95 095 20 <1.8 <1.8
21 0.95 0.95 0.95 0.91 0.96 1.01 21 <18 <1.8
22 0.96 0.94 0.93 0.92 0.89 0.90 22 <1.8 <18
23 088 086 | 089 0.90 0.88 0.88 23 <1.8 <18
24 0.84 0.67 0.90 0.85 0.88 0.89 24
25 087 0.92 0.96 038 1.02 0.96 25
26 0.98 0.87 085 0.84 033 0.83 26 20 2.0
27 0.83 083 087 085 0.84 0.93 27 2.0 <18
28 093 0.89 098 0.90 0.9% 094 28
29 29 |
10 30
31 31

1. Record raw waler turbidity values every four hours. 4. Minimum number of microbiological samples required
per week N/A

2. Nolify state by the end of the next business day
whenever the raw water turbidity exceeds 5 NTU 5. A daily microbiolagical sample is required every day the
raw water turbidity exceeds 1 NTU.

3. Population served N/A

DOH-1014 (391)p 102 [OVER)
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Monthly Operation Report for UV Disinfection

Summary
Reporting Period February-2018 UV Reactor Modet: Trojan Swift 6L.24
Water System: WCWD #1 Orchard Street Max Validaled Flow Rate (MGD per UV unit); 255
PWS ID#: 5903488 Minimum Validated UVT%: 70%
Target Pathogen: Cryplosporidium
Operator Signalure: Target Log Inactivation: 3.0
Operalor Certification #: Dose Required (D) {mJicm?)": 12
Date: Z/ = Validation Factor (VF): Variable
Minimum Validated
Total Production Dose Total Volume Off-Spec
UV Unit # {MG) {myem?) (MG}
1 79.54 13.00 0.000
2 §0.09 13.00 0.000
Tolal 159.64 0,000
1. % of total volume of water produced this month that was Off-Specification : 0.000
2. Facility meets Off-Specification Requirement (i.e. value in Line 1 is <5%) (Y/N): Yes
3. Number of UV Sensors in use during this month: 6
4. Number of UV Sensors checkad for calibration this month: 6
5. % of UV Sensors checked for calibration this month: 100
6. UVT Analyzer calibration checked® {Y/N): Yes

Notes:
! Diq is the dose required to achieve the targel log inactivation of the targel pathegen without a VF or Correclion Factor (CF)
applied (see Table 1.4 in the USEPA UV Disinfection Guidance Manual (UVDGM)).

2 The Calculated Dose is the dose calculated by the UV system's PLC and reported by the SCADA system.

3 It is recommended that calibration of the UVT analyzer be checked weekly.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : February-2018 Dose Required {D.eq) (mJ!cm’}: 12
Water System :) #1 Orchard Strest Max Validated Flow Rate (MGD / UV unit) : 25.5
PWS ID#: 5903488 Minimum Valldated UVT% : 70%
Operallonal Data " Dala al Dally Minimum Validated Dose T
UV Sensor
Correction | Calculated Validated Vallidated | Total
Total Min. |Max, Flow| Factor® | MS2RED?| Validation | Dose® Dose> | Of-Spec.
Production | UVT Rate (CF) (mlem’y | Factor* | (miem?) |FlowRate] uUvT® Dia’? | Volume’
Day | (MG) (%) (GPM) Al [B] ic] {BIA*C)] | (GPM) (%) (YMN) MG}
1 3.45 90 4995.00 1 29.40 2.20 13.10 4812.0 90 Y -
2 2.18 90 4721.00 1 30.40 2.20 13.60 4492.0 90 Y -
3 3.57 90 4553.00 1 30.20 2.20 13.40 45420 80 Y -
4 244 90 5025.00 1 29.40 2.30 13.00 49440 a0 Y -
5 346 91 5021.00 1 29.60 2.20 13.70 5021.0 N Y -
6 229 91 5011.00 1 29.90 2.20 13.80 4982.0 91 Y -
7 .44 91 4982.00 1 29.90 2.20 13.80 4963.0 91 Y -
8 220 91 5012.00 ] 31.30 2.20 14.40 4451.0 91 Y -
9 353 91 4508.00 1 31.10 2.20 14.20 4482.0 91 Y -
10 1.99 a1 5023.00 1 29.60 2.20 13.70 4859.0 N Y -
11 3.55 91 4530.00 1 30.90 2.2Q 14.00 4434.0 91 Y -
12 2.28 91 4992.00 1 29.40 2.20 13.40 4968.0 91 Y -
13 3.58 91 4511.00 1 31.00 2.20 14.10 4510.0 a1 Y -
14 2.21 o1 4698.00 1 29.40 2.20 13.10 4669.0 N Y -
15 346 90 4972.00 1 29.20 2.20 13.10 4900.0 90 Y -
16 2.28 a0 5085.00 1 29.50 2.30 13.10 4671.0 90 Y -
17 3.49 90 5061.00 1 29.50 2.30 13.10 4677.0 a0 Y -
18 2.03 90 4986.00 1 29.60 2.30 13.10 4681.0 90 Y -
19 3.49 90 5056.00 1 30.00 2.30 13.10 4688,0 90 Y -
20 557 89 5080.00 i 29.50 2.30 13.00 4631.0 89 Y -
21 2.27 90 5034.00 1 30.00 2.30 13.10 4448.0 40 Y -
22 3.35 89 5022.00 1 30.30 2.30 13.10 4652.0 89 Y -
23 2.11 90 5050.00 1 29.00 2.20 13.10 4985.0 90 Y -
24 3.49 91 5040.00 1 29.40 2.20 13.10 4708.0 91 Y -
25 2.03 91 5024.00 1 29.40 2.20 13.10 4667.0 91 Y -
26 3.60 a0 5059.00 1 29.60 2.20 13.10 4696.0 a0 Y -
27 2.21 91 5099.00 1 30.40 210 14.60 5088.0 91 Y -
28 - - - 1 - - - - - -
29 1
Kl 1
k1l 1
MIN. 1.99 29.00 13.00 4448.00 89
MAX, 557 31.30 14.60 5088.00 014
Total] 79.54 0.000
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day
for the three sensors, and the three sensor readings should always trend in the same direction as one anather (i.e. all increase or all
decrease from one day lo the next). If not, sensor and/or lamp operation (e.g. calibration, cleaning, etc.) should be checked.

2 Refer to the "Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is anly required i UV Sensor 2 is out of
calibralion and cannot be replaced. CF = 1 if all sensors for a reaclor are within calibration. Never use CF < 1.

* Calculated dose is calculated by the UV system’s PLC and reported by the SCADA system.

# Validation Factor is calculaled by the UV system’s PLC and reported by the SCADA system.

% Validated dose Is calculated by the SCADA system. Calculation is based on the foliowing: Validated Dose = (Calculated Dose) / (VF
x CF}, where VF = validation faclor; CF = Sensar Correction Factor

% Dieq is the dose required 1o achieve the target log inactivation without a VF er CF applied (see Table 1.4 in the UVDGM).

" Enter fotaf volume of off-specification water produced each day that an off-specification evenl(s) occurs. These values are obtained
from the "Off-Spacification Calculation” worksheel(s).

8 Transmittance is calculated by the UV Systern's PLC and reported by the SCADA system.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Perlod : Feb-18 Dose Reguired (D,,,) {mdlem?): 12
Water System : WCWD#1 Orchard Sireet  Max Validated Flow Rate {(MGD / UV unit) : 25.5
PWS ID# : 5803488 Minimum Validated UVT% : 70%
uv Validated uv Validated
intensity ™| yyT Dose  |Flow Rate] Intensity ! uvT Dose  |Flow Rate
(Wim?) (%) {mdiem?®) | (gpm) {Wim?) (%) (mdiem?) | {gpm)
HOUR: 0:00 4:00
DAY
1 NIS NIS NIS NIS NIS NIS NIS NIS
2 1.03 a0 13.10 2813.64 1.03 90 21,00 2817.66
3 NIS NiS NIS NIS NIS NIS NIS NIS
4 1.04 90 13.40 4585.93 1.08 90 13.10 5139.84
5 NIS NIS NIS NIS NiS NIS NIS NIS
6 1.03 o1 13.70 2817.66 1.04 91 23.10 2801.81
7 NIS NIS NIS NIS NIS NIS NIS NIS
8 1.05 91 13.80 2808.29 1.04 o1 23.60 2790.01
9 NIS NIS NIS NIS NIiS NIS NiS NIS
10 1.03 91 14.20 4631.98 1.04 91 14.00 2836.83
11 NIS NIS NIS NIS NIS NIS NIS NIS
12 1.03 9" 14.00 4668.99 1.05 91 13.40 2815.87
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 1.02 91 13.80 5088.12 1.04 91 22.00 2787.78
15 NIS NiS NIS NIS NiS NIS NIS NIS
16 1.07 90 13.10 4976.20 1.05 90 13.40 2839.06
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 1.04 o0 13.10 289212 1.03 91 21.60 2877.41
19 NIS NIS NIS NIS NIS NiS NIS NIS
20 1.03 90 13.10 2881.42 1.04 90 19.10 281186
21 1.04 89 13.00 2802.05 1.03 a0 19.50 2839.06
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 1.04 89 13.10 2844.86 1.03 90 20.10 2B847.98
24 NIS NIS NIS NIS NIS NIS NiS NIS
25 1.03 91 13.10 2864.92 1.03 91 21.20 2872.95
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 1.03 90 13.10 2830.14 1,03 91 21.80 2829.25
28 NIS NIS NIS NIS NIS NIS NIS NIS
29
30
31
Noles:

1. UV Intensity is from UV Sensor #2, which is the duty sensor
NIS = Nol in Service

10F 3
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Notes:

Monthly Operation Report for UV Disinfection
Operaling Dala for UV Reactor # 1

Archived File - May Not Be ADA Compliant

Reporting Period : Feb-18 Dose Required (D} {mdicm’) : 12
Water System : WCWD#1 Orchard Streel  Max Validated Flow Rate {MGD / UV unit) : 255
PWS ID# : 5803488 Minimum Validated UVT% : 70%
uv Validated uv Validated
intensity "] uvT Dose  |Flow Rate] Intensity " uvT Dose  |Flow Rate
{Wim?%) {%) (mdem?) | (gpm) {Wim?) (%) (mJdiem?) | (gpm)
8:00 12:00
NIS NIS NIS NIS 1.03 91 14.20 4619.49
1.04 90 21.00 2858.22 NIS NIS NIS NIS
NIS NIS NIS NIS 1.03 91 14,10 4643.57
1.06 90 13.00 2790.90 NIS NIS NIS NIS
NIS NIS NiS NIS 1.02 91 14.00 4614.14
1.02 a1 13.80 4659.62 NIS NIS NIS NIS
NIS NIS NIS NiS 1.02 91 14.70 4675.23
1.05 o1 22.80 2850.85 NIS NIS NIS NIS
NIS NIS NIS NIS 1.01 91 14.30 4607.01
1.05 o1 14.00 2758.35 NIS NIS NIS NIS
NIS NiS NIS NIS 1.02 91 14.70 4636.88
1.04 91 13.40 2827.91 NIS NIS NIS NIS
NIS NIS NIS NIS 1.03 9 14.90 4660.5¢
1.04 21 22.00 2820.33 NIS NIS NIS NiS
NIS NIS NIS NIS 1.03 20 20.50 2848.42
1.03 90 13.40 4791.61 NIS NIS NIS NIS
NIS NIS NIS NIS 1.01 91 13.90 4904.41
1.05 91 21.60 2797.15 NIS NIS NIS NIS
NIS NIS NIS NIS 1.10 90 13.10 4814.79
1.03 90 19.10 2885.43 1.14 a0 13.00 4823.71
1.04 90 19.50 2825.24 NIS NIS NIS NIS
NIS NIS NIS NIS 1.09 80 13.10 4878.55
1.04 90 20.10 2B55.56 NIS NIS NIS NIS
NIS NIS NIS NIS 1.01 91 13.30 4848.68
1.03 91 21.20 2783.77 NIS NIS NIS NIS |
NIS NIS NIS NIS 1.01 91 14.60 4885.24
1.04 91 21.80 2878.74 NIS NIS NIS NIS
NIS NiS NIS NIS NIS Nis NIS NIS

T UV Intensity is from UV Sensar #2, which is the duty sensor.

NIS = Not In Service

20F3
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Notes:

Monthly Operation Report for UV Disinfection
Operating Dala for UV Reactor # 1

Reporting Period : Feb-18 Daose Required {D,,.) (mJiem?) : 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate (MGD / UV unlt) : 255
PWS ID# : 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
intensity "t yyT Dose  |Flow Rate| Intensity " uvT Dose  |Flow Rate
(Wim?) (%) (mdiem®y | (gpm) {Wim?) (%) {mJdiem?) | {(gpm)
16:00 20:00
1.04 90 13.40 4665.42 1.04 90 13.40 4598.54
NIS NIS NIS NIS NIS NIS NIS NIS
1.04 91 13.70 4656.05 1.03 a0 13.40 4748.35
NIS NIS NIS NIS NIS NIS NIS NIS
102 91 14.00 4629.30 1.03 91 14.00 4636.88
NIS NIS NIS NIS NIS NIS NIS NIS
1.04 9N 14.60 4621.72 1.03 91 14.60 4634.65
NiS NIS NIS NIS NIS NIS NIS NIS
1.00 91 14.30 4635.99 1.01 21 14.20 4609.68
NIS NIS NIS NIS NIS NIS NIS NIS
1.03 91 14.00 4676.57 1.03 91 14.00 4697.97
NIS NIS NIS NiS NIS NIS NIS NIS
1.04 21 14.40 4625.29 1.03 91 14.40 4625.29
NIS NIS NIS NIS NIS NIS NIS NIS
1.03 a0 13.10 4899.51 1.07 80 13.10 4861.16
NIS NIS NIS NIS NIS NIS NIS NIS
1.03 9 13.30 488212 1.03 91 13.30 4922.70
NIS NIS NIS NIS NIS NIS NIS NIS
115 90 13.10 4834.41 1.15 90 13.10 4848.68
1.11 90 13.00 4800.08 1.19 89 13.00 4936.96
NIS NIS NIS NIS NIS NIS NIS NIS
1.11 90 13.10 4821.03 1.10 89 13.10 4835.30
NIS NIS NS NIS NIS NIS NIS NIS
1.02 N 13.30 4848.68 1.02 4 13.30 4846.90
NIS NIS NIS NIS NIS NIS NIS NIS
1.03 90 13.20 4849.57 1.07 90 13.10 4848.68
Nis NIS NIS NIS NIS NIS NIS NIS
NIS NIS NIS NIS NIS NIS NIS NIS

1. UV Intansity is from UV Sensor #2, which Is the duty sensor

NIS = Not in Service

30F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : February-2018 Dose Required (D,,,) (mJicm?): 12
Water System :1 #1 Orchard Street Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID#: 5903488 Minimum Validated UVT% : 70%
Operationat Data Data al Daily Minimum Validated Dose
UV Sensor
Comection | Calculaled Validated Validated Total
Total Min. |Max. Flow} Faclo” | MS2RED®| validation | Dose® Daose > | OH-Spec.
Production | UVT Rate (CF) {mdcm®) | Factor® | (mlem?) |FlowRate] uvT® Dre’? | Volume”
Day | (MG) (%) (GPM) {A] [B) €] [BAACY | (GPM) {%) (YIN) (MG}
1 2.27 a0 5066.00 1 29.60 2.20 13.40 5032.0 20 Y -
2 3.60 50 4606.00 1 31.00 2.20 13.90 4557.0 80 Y -
3 2.23 90 5125.00 1 29.40 2.20 13.20 5025.0 90 Y =
4 3.60 90 4601.00 1 30.80 2.20 13.70 4581.0 90 Y -
5 2.43 90 5084.00 1 20.60 2.20 13.20 4926.0 90 Y -
6 3.57 91 5092.00 1 30.10 2.10 14.60 §091.0 9 Y -
7 225 91 4752.00 1 32.00 2.10 15.10 4752.0 N Y -
8 3.57 91 4567.00 1 32.00 2.20 14,80 4526.0 91 Y -
9 2.20 N 5046.00 1 31.60 2.20 14.50 4509.0 9 Y -
10 3.59 9N 4586.00 1 31.80 2.20 14.60 4563.0 N Y -
11 2.04 91 5066.00 1 29.80 2.20 13.70 5063.0 91 Y -
12 3.43 21 5056.00 1 29.70 2.20 13.50 5050.0 91 Y -
13 2.21 99 5028.00 1 30.80 2.10 14.40 5006.0 N Y -
14 3.50 a1 5014.00 1 30.00 2.20 13.70 4994.0 91 Y -
15 1.92 88 2817.00 1 39.90 2.30 17.20 2776.0 a8 Y -
16 3.55 90 §155.00 1 29.70 2.30 13.10 4724.0 20 Y -
17 2.06 91 5147.00 1 29.40 2.20 13.40 5135.0 91 Y -
18 3.43 90 5164.00 1 29.80 2.30 13.10 4716.0 90 Y -
19 2.18 80 5078.00 1 29.80 2.30 13.00 4674.0 90 Y -
20 0.12 90 4744.00 1 29.90 2.30 13.10 4718.0 S0 Y -
21 3.40 80 §075.00 1 30.10 2.30 13.10 4763.0 90 Y -
22 2.19 89 5155.00 1 29.60 2.30 13.10 4779.0 89 Y -
23 3.53 90 5132.00 1 29.40 2.20 13.10 4971.0 90 Y -
24 2.06 90 5112.00 1 25.60 2.20 13.50 5089.0 90 Y -
25 3.66 90 §160.00 1 28.70 2.30 13.10 4736.0 90 Y -
26 2.18 90 5158.00 1 J30.50 2,20 13.90 4745.0 80 Y -
27 3.53 91 5128.00 1 30.10 2.10 14.10 5120.0 91 Y -
28 5.79 91 5183.00 1 30.80 2.20 14.20 4779.0 Al Y -
29 1
30 1
31 1
MIN. 0.12 29.40 13.00 2778.00 88
MAX. 5.79 39.90 17.20 5135.00 o
Total] 80.09 0.000
Notes:

' Minimum sensor reading for each sensor mus! be recorded once each day. Minimum reading sheuld accur at the same time of day for
the three sensors, and the three sensor readings should always trend in the same direclion as one another (i-e. all increase or all
decrease from one day to the next). If not, sensor and/or lamp operation (e.g. calibration, cleaning, etc.) should be checked.

2 Refer lo the “Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is oul of
calibration and cannot be replaced. CF = 1 if al! sensors for a reaclor are within calibration. Never use CF < 1.

2 Calculaled dose is calculated by the UV system’s PLC and reported by the SCADA system.

4 Validation Faclor is calculated by the UV system’s PLC and reporied by the SCADA system.

* Validated dose is calcufated by the SCADA system. Calculation is based on the following: Validated Dose = (Calculated Dose) / (VF x
CF). where VF = validation factor; CF = Sensor Correclion Facior

& Dy, Is the dose required to achieve the target fog inactivation without a VF or CF applied (see Table 1.4 in the UVDGM).

7 Enter total volume of ofi-specification water produced each day that an off-specification event(s) occurs. These values are oblained
from the “Off-Specification Calculation” worksheel(s).

® Transmittance is calculated by the UV Syslem's PLC and reported by the SCADA system
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Perlod ; Feb-18 Dose Required (D, ) {mdiem?): 12
Water Systam : WCWD#1 Orchard Street  Max Vatidated Flow Rate (MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity " UvT Dose  Flow Rate| Intensity ¥ uvT Dose  |Flow Rate
(WIm?) (%) {mlfem®) | (gpm} {Wim?) (%) {mJdiem®) | {gpm)
HOUR: 0:00 4:00
DAY
1 11 o0 13.40 5070.29 1.1 90 13.90 2870.27
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 1.1 90 13.90 4728.29 1.1 90 13.40 2901.04
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 1.1 90 13.70 4819.70 1.12 90 13.20 2879.64
6 NIS NIS NIS NIS NIS NIS NIS NIS
7 1.1 21 14.00 2922 44 1.10 91 23.70 2899.70
8 NIS NIS NIS NIS NIS NIS NIS NIS
9 1.11 91 14.80 4718.48 1.10 91 14.60 282212
10 NIS NIS NIS NIS NIS NIS NIS NIS
1 1.09 a1 14.60 4697.52 1.10 91 13.70 2868.93
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 1.1 91 13.50 2895.24 1.12 91 23.20 2870.72
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 11 91 13.70 2847.53 1.10 91 22.80 2826.57
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 1.09 a0 13.10 2868.93 1.10 91 21.90 263582
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 1.09 a0 13.10 2935.82 1.10 a0 20.30 2884.99
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 NiS NIS NIS NIS NIS NIS NIS NIS
22 1.11 a0 13.10 2873.39 1.1 89 19.40 2887.22
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 1.11 a0 13.10 2928.68 1.11 90 21.30 2859.12
25 NIS NIS NIS NIS NIS NIS NIS NIS
28 1.1 90 1310 2863.58 1.09 a0 21.00 2874.73
27 NiS NIS NIS NIS NIS NIS NIS NIS
28 1.09 91 14.10 2945.63 1.10 91 23.20 2886.32
29
30
"
Notas

1 UV Intensity Is fromt UV Sensar #2, which 15 tho duty sensor
KIS = Not in Service

10F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Pariod : Feb-18 Dose Required (D,,,) (mJlcm?} : 12
Water System : WCWD# Orchard Street  Max Vaiidated Flow Rate {(MGD / UV unit} : 255
PWS ID# : 5903488 Minimum Valldated UVTS% : 70%
uv Validated uv Validated
Intensity | gyt Dose  [Flow Rate] Intensity " uUvT Dose |Flow Rate
{Wim?) (%) {mdicm®) | (gpm) {Wim®) (%) (miem®) | (gpm)
HOUR: 8:00 12:00
DAY
1 1.1 a0 13.90 2848.42 NIS NIS NIS NIS
2 NIS NIS NIS NIS 1.10 91 14.50 4718.70
3 1.09 90 13.40 2836.38 NIS NIS NIS NIS
4 NIS NIS NIS NIS 1.10 a0 13.80 4694.40
5 1.09 a0 13.20 4693.51 NIS NIS NIS NIS
3] NIS NIS NIS NIS 1.09 91 15.50 4672.11
7 1.10 91 2370 2826.13 NIS NIS NIS NIS
8 NIS NIS NIS NIS 1.09 91 14.90 4628.41
9 1.1 91 14.60 2918.87 NIS NIS NIS NIS
10 NIS NIS NIS NIS 1.08 9 15.00 4747.02
11 1.10 91 13.70 2856.45 NIS NIS NIS NIS
12 NIS NiS NIS NIS 1.10 91 14.80 4697.08
13 1.1 91 20,20 3945.31 NIS NIS NIS NIS
14 NIS NIS NIS NIS 1.09 91 14.10 4916.45
15 1.1 91 22.70 2901.93 NiS NIS NIS NIS
16 NIS NIS NIS NIS 1.08 a0 13.20 5010.98
17 1.10 91 21,90 2842 18 NIS NIS NIS NIS
18 NIS NIS NIS NIS 1.13 a0 13.10 4913.33
19 1.09 a0 20.00 2894.35 NIS NIS NIS NIS
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 NIS NIS NIS NIS 1.14 90 13.20 4908.87
22 1.1 89 19.40 2819.77 NIS NIS NIS NIS
23 NIS NIS NIS NIS 1.10 91 13.60 4839.76
24 1.10 a0 21.30 2824.79 NIS NIS NIS NIS
25 NIS NIS NIS NIS 1.09 91 13.40 4922.70
26 1.1 90 21.00 2914.86 NIS NIS NIS NiS
27 NIS NIS NIS NIS 1.10 a1 14.80 4879.00
28 1.09 91 23,20 2921.55 1.10 91 14.20 4936.07
20
3¢
3

Nales
1. UV intensdy s from UV Sensor #2, which is the duty sansor
NIS = Not in Service

20F3
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Monthly Operation Report for UV Disinfection
Operaling Data for UV Reactor # 2

Reporting Period : Feb-18 Dose Required (D4} {mdlcm?) : 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate {MGD / UV unit) : 255
PWS [D# : 5903488 Minimurn Vatidated UVT% : 70%
uv Validated uv Validated
intensity ¢! uvT Dose  |Flow Rm“ Intensity "' uvT Dose  |Flow Rate
(Wim?) (%) (mdiem®) | (gpm) (Wim?) {%) {mdicm?) | (gpm)
HOUR: 16:00 20:00
DAY
1 NIS NIS NIS NIS NIS NIS NIS NIS
2 1.1 90 14.00 4671.22 11 20 14.00 4743.00
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 1.10 90 13.80 4693.51 1.10 a0 13.70 4702.43
5 NIS NIS NIS NIS NIS NiS NIS NIS
6 1.10 91 15.20 4659.62 1.10 91 15.20 4681.47
7 NiS NIS NIS NIS NIS NIS NIS NIS
8 1.10 81 14.80 4714.91 111 91 14.80 4747.91
9 NIS NiS NiS NIS NIS NIS NIS NIS
10 1.11 a1 14.60 4753.70 1.10 91 14.60 4696.1¢9
1" NIS NIS NIS NIS NIS NIS NIS NIS
12 1.12 91 14.70 4627.07 1.10 91 14.70 4658.73
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 1.10 o1 13.80 4895.94 1.09 91 13.80 4866.07
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 1.10 90 13.10 4893.27 1.08 90 13.10 4925.37
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 1.18 a0 13.10 4939.19 1.18 90 13.10 4949.00
19 NIS NiS NiS NIS NIS NIS NIS NIS
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 1.19 o0 13.10 4944.10 1.20 90 13.10 4945.88
22 NiS NIS NIS NIS NIS NIS NIS NIS
23 1.11% a0 13.40 4911.55 1.10 90 13.30 4925.82
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 1.09 20 13.20 4990.92 1.13 90 13.10 493251
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 1.10 91 14.80 4962.38 1.09 91 14.80 492047
28 1.10 21 14.20 497219 1.08 91 14.20 4949.00
29
k)]
31
Noles-

1 UV Inensity is rom UV Sensor #2, which is the duty sensor
NIS = Not in Servica

JOF3
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Sample No.AU02191
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location: KENSICO Received By : KA

Bottle No : 13-3184
VALHALLA, NY COC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 02/01/2018 AT 8:37.00AM
Agency : Westchester County DEF Subn;:itvt‘;asd : n gg‘g]; ;ggm S
Operations Bldg., Grasslands ) No. -
Valhalla NY 10595 Type Descriptor ; 002 Source ID: 000
Attn: Mike Ferraro PH:
Free Cl2: Residual CI2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/01/2018 AT 11:58:00AM
Heterotrophic Plate Count CFU/ml 15 E SM20 9215B
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml 2.0 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml 2.0 ' SM20 9221E
o T MR AR Wt
|E = Estimated Count - : e
Approved By Date Approved : 02/06/2018
Environmental Laboratories EMAIL Copy 3/8/2018 )
NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical results relate only to the sample identiffed in this report.
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Sample No.AU02192

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 14-4479
VALHALLA, NY COC:
Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 02/01/2018 AT 8:38:00AM
Agency : Westchester County DEF Submitted On : 02/01/2018 AT 10:53:00AM
] PWS No.: 5903488
Operations Bldg., Grasslands : 022 ID: 000
Valhalla, NY 10595 Type Descriptg:l: Source M
Attn: Mike Ferraro Free Cl2: 1.65 Residual CI2 ;

Sample chilled on arrival 7 : YES

addt'l Report To : Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/01/2018 AT 11:58:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFWml 4 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count |
Approved By

Date Approved : 02/05/2018

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 3/8/2018
Page 1 of 1
These analylical results relate only to the sample identified in this report,
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Sample No.AU02253
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 5-3246
VALHALLA, NY CcocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source ; WWD1 Collection Date : 02/02/2018 AT 9:08:00AM
Agency : Westchester County DEF Submitted On ; 02/02/2018 AT 10:21:00AM
. PWS No.: 5903488
Operations Bldg., Grasslands "
Valhalla. NY 10595 Type Descriptor: 022 Source ID : 000
Attn: Mike Ferraro PH:
Free ClI2: 1.68 Resldual Ct2 :
Sample chilled on arrival ?7: YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/02/2018 AT 11:44:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 6 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

A I . R e
|E = Estimated Count |
Approved By Date Approved : 02/05/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

Thesa analytical resulls.celate anly.1a the sample identified in this 18000 c  meme s sa————"
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Sample No.AU02254
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 6-2862
VALHALLA, NY cocC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 02/02/2018 AT 9:07:00AM
Agency : Westchester County DEF Submitted On : 02/02/2018 AT 10:21:00AM
. PWS No.: 5903488
Operations Bldg., Grasslands Tyoe D ) . 002 ID: 000
Valhalla, NY 10595 ype escrnpto:; : Source D :
Attn: Mike Ferraro P
Frea Cl2: Residual CI2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type: POT_SRC
Comment :
‘Test Description Units Results Qualifier Method
Date/Time Set 02/02/2018 AT 11:44:00AM
Heterotrophic Plate Count CFU/ml 16 E SM20 9215B
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml 2.0 SM20 92218
Fecal Coliform, Most Prabable Number per 100ml 20 SM20 9221E

|E = Estimated Count |

Approved By Date Approved : 02/06/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620

e LS8 8nalytical rasults relata.only to the.sampla.identified in.this-r8po e
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Sample No.AU02416

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

addt'l Report To :

KENSICO Recelved By :
Bottle No :

VALHALLA, NY coc:
UM Collected By :
WWDH1 Collection Date :
Wesltchester County DEF Sl L :
Operations Bldg., Grasslands AL
Valhalla, NY 10595 Type Descriptor :
Attn; Mike Ferraro pH:
Free Cl2:

ERG
30-4198

DONOHUE

02/05/2018 AT ©:28:00AM
02/05/2018 AT 10:56:00AM
5903488

022 Source ID : 000

1.72 Residual CI2 ;

Sample chilled on arrival ?: YES
Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/05/2018 AT 1:55:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 3 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL

|E = Estimated Count

_

Approved By Sandy Vannelii

VOC Supervisor

Date Approved :

02/07/2018

Environmental Laboratories

NYS ELAP # 10108
l=5.9'14) 231-1620
it

EMAIL Copy 3/8/2018

Page 1 of 1

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU02417
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Pana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No: 31-2714
VALHALLA, NY CcOC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 02/05/2018 AT 9:27:00AM
Agency : Wesichester County DEF Submitted On : 02/05/2018 AT 10:56:00AM
: PWS No.: 5803488
Operations Bldg., Grasslands Descri . 002 . 000
Valhalla, NY 10595 Type escnpt;::;: SourcelD: 00
UL LUl Free Ci2 : Residual CI2 ;
Sample chilled on arrival ? : YES
addt’'| Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualificr Method
Date/Time Set 02/05/2018 AT 1:55:00PM
Heterotrophic Plate Count CFU/ml 6 E SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC Method's ideal range is 30-300 CFU/mL. Results outside this range are reported as
estimated (E) CFU/mL. RWHJr
Coliform, Most Probabie Number per 100ml 20 SM20 9221B

Fecal Coliform, Most Probable Number per 100ml 2.0 SM20 9221E

E = Estimated Count I

Approved By Robert Hilbrandt QA Officer Date Approved : 02/08/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

e el These analytical results refate only to the sample identified in this repor.



Archived File - May Not Be ADA Compliant

Sample No.AU02538
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Vathalla, New York 10595

Sample Location : KENSICO Received By : KAERG

Bottle No: 12-2918
VALHALLA, NY COC:

Collection Point: RAW Collected By : ROMEO

ID of Saource : WWD1 Collection Date : 02/06/2018 AT 8:32:00AM
Agency : Westchester County DEF Submitted Oni 02/06/2018 AT 10:06:00AM
; PWS No. : 5503488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descriptor : 002 Source |ID : 000
SV pH:
UL LA ) Free CI2 : Residual CI2 :
Sample chilled on arrival ?7: YES
addt’| Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
DatefTime Set 02/06/2018 AT 11:41:00AM
Heterotrophic Piate Count CFU/mI 9 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC Method's ideal range is 30-300 CFU/mL. Results outside this range are reported as

estimated (E) CFU/mL.
RWH.Jr
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
[E = Estimated Count ]
Approved By Robert Hilbrandt QA Officer Date Approved : 02/08/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

B el ) These analytical resulls relale only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU02539
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KAERG
Bottle No : 13-3410
VALHALLA NY cocC:

Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date ; 02/06/2018 AT 8:30:00AM
Agency : Westchester County DEF Subrr;&esclh? n gggogggw AT 10:06:00AM
Operations Bidg., Grasslands > WOy < .
Vathalla, NY 10595 Type Desr:rlptco:| : 022 Source ID : 000
YT pH:
LB AL FreeCl2: 1.73 Residual Ci2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualificr Method
Date/Time Set 02/08/2018 AT 11:41:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 4 E SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC Method's ideal range is 30-300 CFU/mL. Results outside this range are reported as
estimated (E) CFU/mL.
RWHJr

v e g TR T
|E = Estimated Count |
Approved By Robert Hitbrandt QA Officer Date Approved : 02/08/2018
Environmental Laboratories EMAIL Copy 3/8/2018

NYS ELAP # 10108

Page 1 of 1
(914) 231-1620

These analytical results relate only to the sample idenlified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU02671

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

KENSICO

Sample Location Received By : ERG
Bottle No : 134408
VALHALLA, NY COcC:
Collection Point: TREATED Collected By : DEMA
ID of Source : WWD1 Collection Date : 02/07/2018 AT 8:00:00AM
Agency : Westchester County DEF Suhn:&esd h? n gg’%ﬁggw AT 11:23:00AM
Operations Bldg., Grasslands > NO.
Valhalla, NY 10595 Type Descrlptor: 022 Source ID ; 000
. AL pH:
UL LA Free CI2: 1.79 Residual CI2 :
Sample chilled on arrival 7 ; YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/07/2018 AT 12:41:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 6 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Resuits outside this range are reported as estimated CFU/mL.

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

{E = Estimated Count
Approved By

Date Approved : 02/12/2018

Envirohmental Laboratories
NYS ELAP # 10108
{914) 231-1620

EMAIL Copy 3/8/2018
Page 1 of 1
These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU02672
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Recad Valhalla, New York 10595

Sample Location | KENSICO Received By : ERG
Bottle No : 14-2753
VALHALLA, NY CcOocC:

Collection Point: RAW Collected By : DEMA

iD of Source : WWD1 Collection Date : 02/07/2018 AT 8:05.00AM
Agency : Westchester County DEF s"b":&e:h? n 23’00322218 GUS o
Operations Bldg., Grasslands ©.:
Valhalla, NY 10595 Type Descriptor : 002 Source ID : 000
- Mik pH:
A3y, Mike Ferraro Free Cl2: Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/07/2018 AT 12:41:00PM
Heterotrophic Plate Count CFU/ml 6 E SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
{E) CFU/mL. MM

Coliform, Most Probable Number per 100ml 20 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

[E = Estimated Count |

Approved By Date Approved : (2/12/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

pjisi231c1620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU02746
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 214375
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : DEMA

ID of Source : WWD1 Collection Date : 02/08/2018 AT B8:15.00AM
Agency : Weslchester County DEF Subm;&eg h? n 2310038‘;'3218 e L
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descriptol:: 022 Source ID : 000
< hA pH:
Al DI Free CI2: 1.68 Resldual CI2 ;
Sample chilled on arrival ? : YES
addt’l Report To ; Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/08/2018 AT 2:12:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 6 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

|E = Estimated Count
Approved By

Date Approved : 02/12/2018

Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108

Page 1 of 1
(914) 231-1620

These analylical results refate anly to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU02747
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 22-24561
VALHALLA, NY cocC:

Collection Point : RAW Collected By : DEMA

iD of Source : WWD1 Collection Date : 02/08/2018 AT 8:17:00AM
Agency : Wesichester County DEF Subm;&e;lb(‘) n gg‘ggﬁgm AT 12.36:00PM
Operations Bldg., Grasslands < Q-4
Valhalla, NY 10595 Type Descnpto::l : 002 Source ID: 000
YT pH:
Attn: Mike Ferraro Free CI2: Resldual CI2 :
Sample chilled on arrival 7 : YES
addt']l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/08/2018 AT 2:12:00PM
Heterotrophic Plate Count CFU/mI 12 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

Coliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100m} <1.8 SM20 9221E

|E = Estimated Count |

Approved By Date Approved : 02/12/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

LR These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU02819

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Recelved By : KAERG
Bottle No : 22-4123
VALHALLA, NY CocC:
Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 02/09/2018 AT B8:39:00AM
Agency : Westchester County DEF Subn;&esdh? . gggoag;:gw AT 11:00:00AM
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descriptor: 022 Source ID ; 000
Attn: Mike Ferraro (45
Free CI2; 1.51 Residual CI2 :

Sample chilled on arrival ? : YES

addt’l Report To : Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/09/2018 AT 11:59:00AM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 E SM20 9215B

The HPC methad's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

[E = Estimated Count
Approved By

Date Approved : 02/12/2018

Environmental Laboratories
NYS ELAP # 10108
{914) 231-1620

EMAIL Copy 3/8/2018
Page 1 of 1
These analylical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU02820
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KAERG
Bottle No : 23-3578
VALHALLA, NY CocC:

Collection Point: RAW Collected By : DONOHUE

D of Source : WWD1 Collection Date : 02/09/2018 AT B8:38:00AM
Agency : Westchester County DEF Subn;:&e;l h(I) n gg’ooagﬁgm AT 11:00:00AM
Operations Bidg., Grasslands 0. : .
Valhalla, NY 10595 Type Descrlptoll;: 002 Source ID ; 000
. MG pH:
Attn: Mike Ferraro Free CI2: Resldual Ci2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualilicr Method
Date/Time Set 02/09/2018 AT 11:59:00AM
Heterotrophic Plate Count CFU/ml 8 E SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

Coliform, Most Probable Number per 100mi 1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100mil 1.8 SM20 9221E

|E = Estimated Count |

Approved By Date Approved : 02/12/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

(914}:231-1620 These analytical resulls relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AU02913

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No: 1524
VALHALLA, NY CcocC:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWD1 Collection Date ;: 02/12/2018 AT 9:34:00AM
Agency : Westchester County DEF SmePI&eSdh? = gggﬁggw AT 10:29:00AM
Operations Bldg., Grasslands D > NO. : 022 D: 000
Valha"a, NY 10595 Type escrlpt::l: Source ID :
Attn: Mike Ferraro Frea Cl2: 1.70 Residual CI2 :

Sample chilled on arrival 7 : NA

addt'l Report To : Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method

Date/Time Set 02/12/2018 AT 10:58:00AM

Diatomaceas Organisms ASU perml 0 SM1810200F
Chlorophyceae Organisms ASU per ml 0 SM1810200F
Cyanophyceae Organisms ASLU per ml 0 SM1810200F
Protozoa Organisms ASU per ml 0 SM1810200F
Rotifera Organisms ASU per ml 0 SM1810200F
Crustaceae Organisms ASU per ml 0 SM1810200F
Other Microscopic Organisms ASU per ml 0 SM1810200F
Total Microscopic Organisms ASU per ml <1 SM18 10200F
Amorphous Matter ASU per ml 281 SM1810200F

NYSDOH ELAP and NELAC do not offer accreditation for Microscopic Examination. Unless the sampie is otherwise qualified, all method
QC requirements were found lo be acceptable.

|E = Estimated Count
Approved By

Date Approved : 02/14/2018

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 3/8/2018
Page 1 of 1

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU02914
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA

Bottle No : 14-4261
VALHALLA, NY CcocC:

Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date : 02/12/2018 AT 9:30:00AM
Agency . Westchester County DEF Subrrg&esdh?: ggggggw AT 10:23:00AM
Operations Bldg., Grasslands T .
Va*ha"a, NY 10595 Type Descripto:"l : 022 Source ID : 000
iy pH:
raheieiRenaio Free CI2: 170 Residual CI12 :
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/12/2018 AT 11:29:00AM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mI 4 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Resulls outside this range are reported as estimated CFU/mL.

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

|E = Estimated Count

Approved By Date Approved : 02/14/2018
Environmental Laboratories EMAIL Copy 3/8/2018

NYS ELAP # 10108 Page 1 of 1
(914) 231-1620

These analylical results refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU02915

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

KENSICO

Sample Location : Received By :
Bottle No :

VALHALLA, NY coc:

Collection Point: RAW Collected By :
ID of Source : WWD1 Collection Date :
Agency : Westchester County DEF Subng&esd h? n !
Operations Bidg., Grasslands S

Valhalla, NY 10595 R S RION:

Attn: Mike Ferraro PH:

Free CI2:

ERG KA
16-2510

ROMEO

02/12/2018 AT 9:32:00AM
0211212018 AT 10:29:00AM
5903488
002 Source ID : 000

Residual CI2 :

Sample chilled on arrival 7 : YES

addt'l Report To :

Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/12/2018 AT 11:29;00AM
Heterotrophic Plate Count CFU/ml 5 E S5M20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated

(E) CFU/mL. MM
Coliform, Most Probable Number

per 100mi 6.1 SM20 9221B
Fecal Coliform, Most Probable Number per 100mil 4.0 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 02/15/2018
Environmental Laboratories EMAIL Copy 23/8/2018
NYS ELAP # 10108 Page 1 of 1

{914) 231-1620

These analylical resuits relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AU03027
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10585

Sample Location : KENSICO Received By : KA

Bottle No : 12-4449

VALHALLA, NY CcocC:
Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date : 02/13/2018 AT 8:45.00AM
Agency : Westchester County DEF Subng%esto " gg‘gﬂggm AT 1:12:00AM

Operations Bldg., Grasslands O
Valhalla NY 10595 Type Descriptor : 022 Source ID : 000

Y pH :

G L AL L Free CI2: 1.82 Residual CI12 :

Sample chifled on arrival 7 : YES

addt’'l Report To : Sample Type : POT_DW
Comment :
Test Deseription Units Results Qualilier Method
Date/Time Set 02/13/2018 AT 2:27:00PM
Coliform Presence/Absence Test per 100ml Absent Caolilert-18
Heterotrophic Plate Count CFU/ml 6 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

|E = Estimated Count
Approved By

Date Approved : 02/16/2018

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 3/8/2018
Page 1 of 1
These analytical results relate only to the sample idenlified in this repor.



Archived File - May Not Be ADA Compliant

Sample No.AU03028

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO

Collection Point:
ID of Source :

Agency :

Received By :

Bottle No :

VALHALLA, NY cocC:
RAW Collected By :
WwD1 Collection Date :
Westchester County OEF Subm';&e;lr? n X
Operations Bldg., Grasslands o.:
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro pH3
Free Ci2:

KA
13-2873

ROMEOQ

02/13/2018 AT 8:46.00AM
02/13/2018 AT 11:12:00AM
5903488
002 Source ID ; 000

Residual CI2 ;

Sample chilled on arrival 7 : YES

addt'l| Report To : Sample Typa : POT_SRC

Comment :
Test Description Units Resuits Qualifier Method
Date/Time Set 02/13/2018 AT 2:05:00PM
Heterotrophic Plate Count CFU/mI 3 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

Coliform, Most Probable Number

per 100mil 4.5 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml 20 SM20 9221E
|E = Estimated Count |
Approved By Date Approved : 02/21/2018
Environmental Laboratories EMAIL Copy 3/872018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical resulls relaie only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU03052
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location KENSICO Received By : KA
Bottle No ;: B4133
VALHALLA, NY COC:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWD1 Collection Date : 02/13/2018 AT 8:45.00AM

Submitted On : 02/13/2018 AT 11:12:00AM

Agency : Westchester County DEF PWS No. : 5903488

Operations Bldg., Grasslands

Valhalla. NY 10595 Type Descriptor: 022 Source ID : 000
Y pH:
UL Free C12: 1.82 Residual Ci2 :
Sample chilled on arrival 7 : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Method Test Description Results  Qualiier  Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E  Orthophosphate (as P) 0.957 mgfl. 0.03 02/13/2018 2:08 pm MO
SM20-4500HB Hydrogen lon 7.57 units 0.1 02/13/2018 3:24pm RRC

The pH is a fisld parameter with a 15 minute hold lime. The Laboralory provides this test result only as a guide. This result cannot be
used for regulatory reporting purposes.

DL = Detection Limit L% = Limit of Quantitation J=value is an estimate H = exceeds holding time
Approved By Robert Hifbrandt QA Officer Date Approved : 02/15/2018
Environmental Laboratories EMAIL Copy 3/8/2018

NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical results relale only to the samgle identified in this repon.



Archived File - May Not Be ADA Compliant

Sample No.AU03171
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : KA
Bottle No : 15-4241
VALHALLA, NY COC:

Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date : 02/14/2018 AT 8:45:00AM
Agency : Westchester County DEF Subngtvt:sdh? n ggg;iggw AT 11:05:00AM
Operations Bldg., Grasslands 9. .
Valhalla, NY 10595 Type Descripto;: 022 Source ID : 000
e pH:
Attn: Mike Ferraro Free CI2; 1.72 Residual CI2 ;
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type : POT_DW
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 02/14/2018 AT 1:32:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 6 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFWmL. MM

{E = Estimated Count
Approved By Date Approved : 02/16/2018

Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108

Page 1 of 1
{914} 231-1620

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU03172
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location  KENSICO Received By ; KA

Bottle No : 16-2512
VALHALLA, NY COC:

Collection Point: RAW Collected By : ROMEQ

ID of Source : WWDH Collection Date : 02/14/2018 AT 8:47.00AM
Agency : Westchester County DEF Subn;&esd':) n gggﬂ;gw AT 11:05:00AM
Operations Bldg., Grasslands > N0 2
Valhalla NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro B
Free Ci2 : Reslidual CI2 :
Sample chilled on artival 7: YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/14/2018 AT 1.32:00PM
Heterotrophic Plate Count CFU/ml 13 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
{E) CFU/mL. MM
Coliform, Most Probable Number per 100ml 1.8 SM20 9221B

Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 02/21/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analylical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU03231
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : KA
Bottle No : 3-4076
VALHALLA, NY COocC;
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWDA1 Collection Date : 02/15/2018 AT 9:15:00AM

Submitted On : 02/15/2018 AT 9:49:00AM

Agency : Westchester County DEF PWS No.: 5903488

Operations Bldg., Grasslands

Valhalla. NY 10585 Type Descriptor: 022 Source ID : 000
YT PH:
G LS Free Cl12: 1.73 Residual Ci2 :
Sample chilled on arrival ? : YES
addt'! Report To ; Sample Type : POT_DW
Comment :
Test Description Units Resulls Qualifier Method

Date/Time Set 02/15/2018 AT 10:36:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 6 E SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

[E = Estimated Count

Approved By Date Approved ;: 02/20/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU03232
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 4-1089
VALHALLA, NY CoOcC:

Collection Point: RAW Collected By : ROMEO
ID of Source : WWD1 Collection Date : 02/15/2018 AT 9:16:00AM
Agency : Westchester County DEF Submitted On : 02/15/2018 AT 9:49:00AM

Operations Bldg., Grasslands PWS No. : 5903488

Valhalla, NY 10595 Type Descript::' 002 Source ID: 000
AtingMikelfcdare Free CI2: Residual CI2 :
Sample chilled on arrival 7 : YES
addt'| Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/15/2018 AT 10:36:00AM
Heterotrophic Plate Count CFU/ml 14 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM
Coliform, Most Probable Number per 100m| 4.5 SM20 92218

Fecal Coliform, Most Probable Number per 100m| 45 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 02/21/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

LA o Ll These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU03304
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : KA
Bottle No : 9-8105
VALHALLA, NY coc:
Collection Point: TREATED Collected By : ROMEQ
ID of Source : WWD1 Collection Date : 02/16/2018 AT 8:30:00AM
Agency : Westchester County DEF Submitted On : 02/16/2018 AT 10:06:00AM
; PWS No. : 5903488
Operations Bidg., Grasslands : . 000
Valhalta, NY 10595 Type Descriptg;: 022 Source D :
GUBLULEIICY Free Cl2: 1.69 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/16/2018 AT 11:36:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 14 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL.. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

|E = Estimated Count
Approved By Date Approved ; 02/20/2018

Environmentzl Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical results relate only to the sample idenlified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU03305
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Recelved By : KA
Bottle No : 10-3500
VALHALLA, NY CoC:
Collection Point: Collected By : ROMEQ
ID of Source : WWD1 Collection Date : 02/16/2018 AT 8:32:00AM
Agency : Weslichester County DEF Stbyied On : gggﬂgg‘a R
Operations Bldg., Grasslands 250
Valhalla, NY 10595 Type Descripto:': 002 Source ID: 000
. MG pH:
GhuBL IR Free CI2 ; Residual €12

Sample chilled on arrival 7 : YES

addt'l Report To : Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/16/2018 AT 11:36:00AM
Heterotrophic Plate Count CFU/ml 15 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

Coliform, Most Probable Number per 100ml 2.0 SM20 8221B
Fecal Coliform, Most Probable Number per 100ml 20 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 02/21/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU03426
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : MC ERG
Bottle No : 23-4375
VALHALLA, NY COocC:

L2 Gl LB i Collected By : MCWILLIAMS

ID of Source : WWD1 Collection Date : 02/19/2018 AT 9:31:00AM
Agency : Westchester County DEF Subn;j:;;a;l'? n ggggﬁgw T
Operations Bldg., Grasslands > 0. -
valhalla. NY 10595 Type Descriptor ;: 002 Source ID: 000
Attn: Mike Ferraro PH:
Free ClI2: Residual CI2:
Sampie chilled on arrival 7 : YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/19/2018 AT 12:56.00PM
Heterotrophic Plate Count CFU/ml 5 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC Method's ideal range is 30-300 CFU/mL. Results outside this range are reported as
estimated (E) CFU/mL. RWHJr
Coliform, Most Probable Number per 100m| 4.0 SM20 9221B

Fecal Coliform, Most Probable Number per 100ml 4.0 SM20 9221E

|E = Estimated Count |
Approved By Robert Hilbrandt QA Officer Date Approved : 02/23/2018

Environmentzl Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical results relate only to the sample idenfified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU03427

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : MC ERG
Bottle No : 24-3551
VALHALLA, NY COocC:
Collection Point: TREATED Collected By : MCWILLIAMS
ID of Source : WWD1 Collection Date : 02/19/2018 AT 9:33.00AM
Agency : Weslchester County DEF Submitted On 02/19/2018 AT 9:52:00AM
. PWS No. ; 5903488
Operations Bldg., Grasslands g . )
Valhalla, NY 10595 Type Descnpto; : 022 Source ID : 000
. R pH:
i LI FreeCl2: 1.70 Residual C12 ;
Sample chilled on arrival ? : YES
addt'l Report To: Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Methed
DatefTime Set 02/19/2018 AT 1:14:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mI 12 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results oulside this range are reported as estimated
{E) CFU/mL. MM

|E = Estimated Count

Approved By

Date Approved :

02/21/2018

Environmental Laboratories

NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 3/8/2018

Page 1 of 1

These analylical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU03517
REPORT OF ANALYSIS

Westchester County Department of L.abs and Research 10 Dana Road Valhalla, New York 10595

Sample Location - KENSICO Received By : ERG KA
Bottle No : 30-4094
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : ROMEO

1D of Source : WWD1 Collection Date : 02/20/2018 AT 9:.40.00AM
Agency : Westchester County DEF Subm';tv?sd : n ggﬁf ;ggw S e VU
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descripto;: 022 Source ID: 000
YT pH:
AL S FreeCl2: 1.73 Residual C12 :
Sample chilled on arrival 7 : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results __ Qualifier Method
Date/Time Set 02/20/2018 AT 2:02:00PM
Coliform Presence/Absence Test per 100mil Absent Colilert-18
Heterotrophic Plate Count CFU/mI 3 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count |

Approved By Sandy Vannelli VOC Supervisor Date Approved : 02/22/2018
Environmental Laboratories EMAIL Copy 3/8/2018

NYS ELAP # 10108

Page t of 1
(914) 2311620

These analytical results relate only to the sample idenfified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU03518
REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 31-2490

VALHALLA, NY COcC:
Collection Point: RAW Collected By : ROMEO

iD of Source : WWD1 Collection Date : 02/20/2018 AT 9:42:00AM
Agency : Westchester County DEF Subn:&esd h?" gg‘gg‘;gm AT 12:01:00PM
Operations Bldg., Grasslands 0.:
Valhalla. NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro PH :
Free Cl2: Residual CI2 :

addt'l Report To :

Sample chilled on arrival 7 : YES
Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Mecthod
Date/Time Set 02/20/2018 AT 2:02:00PM
Heterotrophic Plate Count CFU/ml 8 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
|E = Estimated Count
Approved By Sandy Vannelli VOC Supervisor Date Approved : 02/22/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620

These analylical resulls refate only fo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU03626
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERG
Bottle No : 17-3576
VALHALLA, NY COcC:
Collection Paoint: TREATED Collected By : ROMEO
ID of Source : WWDA Collection Date ; 02/21/2018 AT 9:.00:00AM
Agency : Westchester County DEF Submitted On 02/21/2018 AT 11:45.00AM
i PWS No.: 5903488
Operations Bldg., Grasslands
Valhalla. NY 10595 Type Descriptor: 022 Source ID: 000
G pH:
Attn: Mike Ferraro FreaClI2: 1.73 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment ;
Test Description Units Resulis Qualifier Method
Date/Time Set 02/21/2018 AT 2:38:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 6 E SM20 92158

The HPC method'’s ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

|E = Estimated Count

Approved By Date Approved : 02/26/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU03627

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

addt'l Report To :

KENSICO Received By :
Bottle No :
VALHALLA, NY COcC:

RAW Collected By :

WWDH Collection Date ;
Westchester County DEF s"b";ae; l\? n :
Operations Bldg., Grasslands 20
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro Lt

Free Ci2:

ERG
18-3647

ROMEO
02/21/2018 AT 9:02:00AM
02/21/2018 AT 11:45:00AM
5903488

002 Source ID: 000

Residual CI2 :

Sampfle chilled on arrival 7 ; YES
Sample Type : POT_SRC

Comment :
Test Description Units Results ____Qualifier Method
Date/Time Set 02/21/2018 AT 2:38:00PM
Heterotrophic Plate Count CFU/mi 15 E SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

Coliform, Most Probabie Number per 100ml| <1.8 SM209221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count i
Approved By Date Approved : 02/26/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620

These analytical resulls relate only to the sample idenlified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU03759
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERG KA
Bottle No : 24-4451
VALHALLA, NY CCC:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWD1 Collection Date : 02/22/2018 AT 9:30:00AM
Agency : Westchester County DEF Sme;tJ:sd h? n 23102324:(8}13 AT 12:5800PM
Operations Bidg., Grasslands 0.:
Valhalla. NY 10595 Type Descriptor : 022 Source ID: 000
. ML pH:
GUB LD DI EID Fres Cl2: 1.71 Residual CI2
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Deseription Units Results Qualifier Method
Date/Time Set 02/22/2018 AT 2:17:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 8 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Resuits outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

|E = Estimated Count
Approved By Date Approved : (2/27/2018

Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108

Page 1 of i
(914) 231-1620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU03760
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 25-3314
VALHALLA, NY coc:

Collection Point: RAW Collected By : ROMEO
ID of Source : WWD1 Collection Date : 02/22/2018 AT 9:32:00AM
Agency : Westchester County DEF Submitted On : 02/22/2018 AT 12:59.00PM

Operations Bldg., Grassiands PWS No. : 5903488

Valhalla, NY 10595 Type Descrlpto;z 002 Source ID : 000
Attn: Mike Ferraro B
Free Cl2: Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To: Sample Type : POT_SRC
Comment :
Test Description Units Resulis ____Qualifier Method
Date/Time Set 02/22/2018 AT 2:17:00PM
Heterotrophic Plate Count CFU/ml 6 E SM20 5215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM
Coliform, Most Probable Number per 100m} <1.8 SM20 9221B

Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

|E = Estimated Count |

Approved By Date Approved : 02/27/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

{914) 231-1620 These analytical results relate only to the sample identified in this repont.



Archived File - May Not Be ADA Compliant

Sample No.AU03820
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : ERG
Bottle No : 15-3540
VALHALLA, NY CocC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 02/23/2018 AT 9:24:00AM
Agency : Weslchester County DEF Subrr:&esd Ifl) n gg&%ﬁgw AT 11:0B:00AM
Operations Bldg., Grasslands ) MO
Valhalla. NY 10595 Type Descriptor : 002 Source 1D : 000
Attn: Mike Ferraro 426
Free CI2: Residual CIZ ;
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type: POT_SRC
Comment:
Test Description Units Results Qualifier Method
Date/Time Set 02/23/2018 AT 11.46:00AM
Heterotrophic Plate Count CFU/m| 1" E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Resulls outside this range are reported as estimated
(E) CFWmL. MM

Coliform, Mast Probable Number per 100ml| <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved ;: 02/28/2018

Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108

Page 1 of 1
(914) 2311620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU03821
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : ERG
Bottle No : 16-4430
VALHALLA, NY COC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 02/23/2018 AT 9:25:00AM
Agency : Westchester County DEF Submitted On : 02/23/2018 AT 11:08:00AM

Operations Bldg., Grasslands PWS No.: 5903488

Valhalla, NY 10595 Type Descriptg:' 022 Source ID ; 000
Attn;Mike Ferraro FreaCl2: 168 Residual C12 ;
Sample chilled on arrival 7 : YES
addt'l ReportTo : Sample Type : POT_DW
Comment :
Test Description Units Resulis Qualifier Method
Date/Time Set 02/23/2018 AT 11:46:00AM
Coliform Presence/Absence Test per 100m! Absent Colilert-18
Heterotrophic Plate Count CFU/mi 7 E SM20 9215B

The HPC method’s ideal range is 30-300 CFU/mL. Resuits outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results oulside this range are reported as estimated
(E) CFU/mL. MM

|E = Estimated Count J

Approved By Date Approved : 02/27/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical results relate only to the sampile identified in this report



Archived File - May Not Be ADA Compliant

Sample No.,AU03950
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By ;: ERG KA
Bottle No : 20-4050
VALHALLA, NY coc:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 02/26/2018 AT 9:12:00AM
Agency : Westchester County DEF S"b"g&eg h? n gg'ggﬁgm AT 11:11:00AM
Operations Bldg., Grasslands o
valhalla NY 10595 Type Descriptor : 002 Source ID: 000
v pH:
Atin: Mike Ferraro Free CI2 : Residual Ci2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type ; POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/26/2018 AT 3:03:00PM
Heterotrophic Plate Count CFU/ml 12 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Resuits outside this range are reported as estimated
{E) CFU/mL. MM

Coliform, Most Probable Number per 100ml 2.0 SM20 92218
Fecal Coliform, Most Probable Number per 100ml 2.0 SM20 9221E

[E = Estimated Count
Approved By Date Approved ;: 03/05/2018

Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108

Page 1 of 1
{914) 2311620

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU03951
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG KA
Bottle No : 21-4881
VALHALLA, NY COC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 02/26/2018 AT 9:13:00AM
Agency : Westchester County DEF Submitted On : 02/26/2018 AT 11:11.00AM

: PWS No. : 5903488
Operations Bldg., Grasslands 5
V;habla, NY 109595 Type Descriptor : 022 Source D : 000

i PH:
Attn; Mike Ferraro Free CI2: 180 Residuat CI2 :
Sample chilled on arrival 2 : YES
addt'l ReportTo : Sample Type : POT_DW
Comment :

Test Description Units Results Qualifier Method
Date/Time Set 02/26/2018 AT 3:03.00PM

Coliforr Presence/Absence Test per 100mi Absent Colilert-18

Heterotrophic Plate Count CFU/mi <1 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Resulls outside this range are reported as estimated CFU/mL.

|E = Estimated Count

Approved By Date Approved : 03/01/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

(814):231-1620 These analytical resulis relate only to the sample ideniified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU04058
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERG
Bottle No : B1919
VALHALLA, NY COC:
Collection Point: TREATED Collected By : MCQUILLAN
ID of Source : WWD1 Collection Date : 02/27/2018 AT 12:40:00PM
Agency : Westchester County DEF Subn:tvt\;e; I:IJ n g;gﬂggw AT 1719:00PM
Operations Bldg., Grasslands e
valhalla, NY 10595 Type Descripto:; : 022 Source ID : 000
. BAi pH:
i BLUL O ) Free CI2: 162 Residual CI2 ;
Sample chliled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E Orthophosphate (as P) 0.909 mg/L 0.03 02/28/2018 1:32pm MO
SM20-4500HB Hydrogen lon 7.33 units 0.1 02/27/2018 3:07 pm RRC

The pH is a field parameter with a 15 minute hold time. The Laboralory provides this lest result only as a guide. This result cannof ba
used for regufalory reporting purposes.

DL = Detection Limit LOQ = Limit of Quantitation J=value is an estimate “H = exceeds holding time
Approved By Robert Hitbrandt QA Officer Date Approved : 03/01/2018
Environmental Laboratories EMAIL Copy 3/8/2018

NYS ELAP # 10108 Page 1 of 1

(214) 2311620 These analytical results refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU04061

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO

Received By :

Bottle No :

VALHALLA, NY COC:

Collection Point : RAW Collected By :
ID of Source : WWD1 Collection Date :
Agency : Westchester County DEF Subm;tv;e;l I\? n i
Operations Bldg., Grasslands > 0. -

Valhalla, NY 10595 Type Descriptor :

Attn: Mike Ferraro pH:

Free CI2:

ERG KA
24-3433

MCQUILLAN

02/27/12018 AT 12:41:00PM
02/27/12018 AT 1:19:00PM
5903488
002 Source ID: 000

Residual Cl2 :

Sample chilled on arrival 7 : YES

addt’l Report To :

Sample Type : POT_SRC

Comment :
Test Description Units Results Qualificr Method
Date/Time Set 02/27/2018 AT 3:17:00PM
Heterotrophic Plate Count CFU/mi 8 E SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated

(E) CFU/mL. MM

Coliform, Most Probable Number per 100ml 20 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
[E = Estimated Count
Approved By Date Approved : 03/05/2018
Environmental Laboratories EMAIL Copy 3/8/2018
NYS ELAP # 10108 Page 1 of 1

(214} 231-1620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU04062

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No ; 25-4075
VALHALLA, NY cocC:
Collection Point: TREATED Collected By : MCQUILLAN
ID of Source : WWD1 Collection Date : 02/27/2018 AT 12:40:00PM
Agency : Westchester County DEF Submitted On : 02/27/2018 AT 1:19:00PM
; PWS No.: 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descriptor : 022 Source ID: 000
Y pH:
Attn: Mike Ferraro Free CI2: 1.62 Residual CI2 :
Sample chilled on arrival 7 ; YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 02/27/2018 AT 3:17:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mi 4 E SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated

(E) CFU/mL. MM

[E = Estimated Count
Approved By

Date Approved :

03/05/2018

Environmental Laboratories
NYS ELAP # 10108
(914} 231-1620

EMAIL Copy 3/8/2018

Page 1 of 1

These analytical results relate only to the sample identified in this report.
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