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Westchester County Water District #1

L T2 Compliant Water report 2018

March LT2 Compliant Water | Non Compliant Water
Gallons Gallons

White Plains 227,988,000 17,640,000

Scarsdale 53,315,000 0

Yonkers 158,421,000 0

Mount Vernon 245,628,000 0

Monthly Total 685,352,000 17,640,000
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NEW YORK STATE DEPARTMENT OF HEAL Water Systems Operation Report
Microbial Sample Results

Bureau of Water Supply Protection

Public Water System Name Reporting Month/Year Date Report Submitted | Source Water Type(s) "
T WWDi#1 - Kensico Dam Mar '18 o 04/09/18 i ,
[ Public \Thlcr System ID ' County Tfm'n. Village, or City Surface Water 1'
NY 5903488 Westchester Vathalla '
Chlorination Other Treatments / cﬁ‘ in
_ | Treated water Liquid Froe chiorins TGS R _5.5_
DATE Source(s) in|  volume residual at | | Caustic Ortho Treated |
Use (1,000 i Hypochlorite added | entry point Gal -=Gal »-«—m_.‘—-—.
galions/day) | tocrock (gguong {mg/l) Used Used
[ 6,824 e 98 | 164 T 42 | 102
2 6,100 9 1.70 39 | 37 | 110
3 16,700 w0 1t NS WA 41 41 | 199
4 6,100 g 167 I35 1.42
5 161 40 | 144
6 30 1.30
7 32 1.28
8 =i 33 1.33
9 40 1.22
10 40 118
11 35 1.10
12 41 114
13 48| 112 |
- dd e | 35 1.06
15 | 45 | 110
16 . 5 L C Lo RN T N AR B
a7 | 0 [H 80 PRl 38 | 39 | 1.08
el 43 R ot 35 | 104
19 [ 41 | o098
T 20 0 | 097
21 43_______ IOl_.__
22
23
24
25
26 |
28
29
30
_ 3t
Total
AVG
A AR Lt LWL C S anaid
Chlorine Mix Ratio: — . ._qts'galsof % chlorine added to _ gals of water
Reported by ; ? } XYoo= Titke: J‘, (__':‘? [/1_,.7 NYS DOH Operator Certification Number: ’W/
Signature: e ——— e —— Date: 4 (f // g Operator Grade Level

DOH-360 {02/05) Page 1 of 2
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Microbiological Samples and Free Chlorine Residual

Sample Free Population Served:

ol coli | Chiofine |
Sample Location SD:rt:p?ef 1.ggﬂfine ggm:g ¢ PE;t?ve ges?d':ael . o . ‘
2 Repeat I (mgn)  |Number of microbiological monitaring samples required.
3HTE |
Kensico Dam 03101118 1 No'_'_ ) } No '_ 164 |Numberof microbiological samples taken: 22 ‘
Kensico Dam 0302118 1 1 Ne No 170 |Did an M&R violation accur? No [
KensicoDam | 03/03/18 3 No No 1.72 - |
KensicoDam | 03/05/18 17 Ne | The 4 161 !If "Yes", check reason(s) below: |
Kensico Dam 03/06/18 1T | No | o 172 | Actua! number of samples is fewer than required. 2
Kensico Dam 03/07118 1 No | No 163 | ' Did not collect/analyze rapeat samples.
Kensico Dam | 03/08/18 | 1 " Ne | nNe | 165 | Did not collect/analyze for E.coli for positive total
Kensico Dam | 03/09/18 1 | Ne No | 170 coliform from routine/repeat sample,
KensicoDam | 031218 1 "No Ne | 170
| KensicoDam | 0371318 | 1 | No | Mo | 173  IDidanMCL violation occur? No
| KensicoDam | 03/14/1%8 | 1 | No | MNo 185 | S
. KensicoDam | 03/15/18 1 | No | No | 176 |if"Yes" check reason(s) below {see also Part 5, Table 6 for
KensicoDam | 03/16/18 | 1 No | no 1.87  |additional information).
KensicoDam | 03720118 | 1 | Ne | Ne | 179 | For systems collecting less than 40 samples per month
Kensico Dam | 03/21/18 1 | " No | Ne | 184 __i two or more of the samples ({routine and/or repeat) are |
KensicoDam | 0322118 | 1 1 No | No 184 | positive for lotal coliform {=total coliform MCL violalion)!
Kensico Dam 03/23/18 | 1 No No | 1.82 |
| KensicoDam | 03726/186 | 1 | No | “No 1.87 For systems collecting 40 or more samples per month: |
Kensico Dam | 03/27/18 | 1 No | No 1.90 more than 5% of the samples (routine andfor repeat)
Kensico Dam | 03/28/18 | 1 No | No 180 | are positive for totat coliform (=total coiiform MCL
Kensico Dam | 03/29118 | 1 No | No | 183 | viglation).
KensicoDam | 03/30/18 1 No | No 1.95
e T 5 - The original sample was E coli positive and al least 1
' i N repeat sample was positive for lotal coliform
. ' ] | 1 o ' {=E.coli MCL violation}.
B St 1| Reminder System must collect a minimum of five (5) routine |
i microbiological monitoring samples during the month following a i
== TR T = PR 1 repeal sample collection,
e — - PP . | SETaR——
e : MR f As required by 5-1.72, "Operation of a Public Water System”, a
[ | -H'.._,..__ P, . copy of this form shall be sent to your local health department
" ' | BEi I 1 by the $0th calendar day of the next reporting period.
I S 1] a g

Sample Collector(s). Larry Dema, Fred McQuillan
Name of NYSDOH Certified Laboratory: WCDLR 10108

Did any MCL violations occur? If so, please describe: PRSP S

Oid an emergency or low pressure problem occur? Did source waler bypass an exisling treatment process in the system? If so, please explain.

: Rt oo D MMM 540 MO 4143, e 3524

Comments

R T A W SO ISR R T T EETT P RPN Ry ST -+ e i
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NEW YORK STATE DEPARTMENT OF HEALTH Water Systems Operation
Bureau of Public Water Supply Prolection

. Report
UNFILTERED SURFACE WATER SYSTEMS

Instructions: Complete form and submit to your local health unit within 10 days of the close of the reporting month.

NAME OF PUBLIC WATER SYSTEM PROGRAM GODE STATION (NUMBER) REPORTING MONTHVEAR
WESTCHESTER COUNTY 100 05903488 Mar 18
WATER DISTRICT NO. 1
Location VALHALLA County WESTCHESTER o
(CV.T)
RAW WATER TURBIDITY
Total Coliform Fecal Coliform
DATE | o000 0400 0800 4200 1600 2000 DATE | 400 ml, Colonles | per 100m, Colontes
1 095 ER 085 G 98 097 099 1 <18 <18
2 0.95 0.92 008 1.00 143 164 2 <18 <18
3 760 147 146 1.38 139 135 3
4 7.34 1.32 1.33 1.30 129 127 4
5 125 123 7.26 1.25 124 1.23 5 1.8 <18
6 1.21 122 123 1.20 1.20 1.20 5 <18 <1.8
7 1.19 120 120 717 120 7.22 7 18 <1.8
B 1.18 117 118 1.20 118 718 B <18 <1.8
] 1.18 1.16 121 147 117 718 9 <18 1.8
10 116 114 114 1.13 114 113 10
1 1.12 112 114 1.10 11 113 1
12 11 109 110 .06 7.07 111 12 <18 <18
13 .11 1.08 1.09 1.07 108 1.07 13 1.0 5.8
14 1.06 1.04 1.07 1.06 106 1.10 14 <1.8 <18
15 1.06 1.05 1.06 .02 1.05 .03 15 1.8 1.8
16 7.03 1.02 1.03 7.01 101 0.09 6 <1.8 <1.8
17 7.01 0.99 7.02 101 1.0 1.01 7
18 1.01 0.99 0.99 0.98 1.00 0.99 ] <18
19 0.7 097 096 095 0.96 0.57 18
il 20 096 047 098 009 0.98 0.98 20 18 18
21 0.96 0.94 09 0.97 097 096 21 <18 <1.8
22 095 0.94 095 09 097 0 9% 22 <1.8 <1.8
23 0.9 0.64 097 7.02 0.97 05 | 23 <1.8 <1.8
24 0% 0.95 005 093 0.97 094 28
25 093 0.94 0.91 0.94 003 0.94 25
26 0.93 0.92 0.96 092 | 0o4 0.92 26 <1.8 <1.8
27 094 0.94 087 | 092 093 0.93 27 <1.8 <18
28 0.93 0.90 0.9 0.68 050 0.9 28 <1.8 <1.8
28 0.93 0.90 0.93 0.88 0.90 0.89 29 <1.8 <18
30 0.69 086 0 090 0.58 089 ETi] <1.8 <18
31 0.86 0.85 0.88 080 0.90 0.93 31
1 Record raw waler furbidily va'ues every four hours 4 Minmum number of microbiological samples required
per week N/A

2 Nolify state by the end of the next business day
whenever the raw water turbidity excezds 5 NTU 5. A daily microbiological sample Is reguired every day the
raw water turbidity exceeds 1 NTU.
3. Population served N/A

DOK-1014{391}p 1 0f 2 [OWVER)
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Monthly Operation Report for UV Disinfection

Summary
Reporling Period: March-2018 UV Reactor Model: Trojan Swift 6L24
Water System. WCWD #1 Orchard Street Max Validated Flow Rate (MGD per UV unit): 25.5
PWS 1D#: 5803488 Minimum Validated UVT%: 70%
Target Pathogen; Cryptosporidium
Operalor Signature: Target Log Inactivation: 3.0
Operator Certification #: Dose Required (D) (mdiem?): 12
Date: Validation Faclor (VF): Variable
bl a Sl ottt s on SV S, PR - e ML inkes BRIy = = i a5~
Minimum Validated
Total Praduction Dose Total Volume Off-Spec
UV Unit # (MG) {mJiem®) (MG)
1 60.95 13.10 0.000
2 44.64 13.60 0.000
Total 105.59 0.000
1. % of total volume of water produced this month that was Off-Specification : 0.000
- 2. Facility meets Off-Specification Requirement (i.e. value in Line 1 is <5%) (Y/N): Yes
3. Number of UV Sensors in use during this month: 6
4. Number of UV Sensors checked for calibration this month: 6
5. % of UV Sensors checked for calibration this month: 100
6. UVT Analyzer calibration checked® (Y/N): Yes

Notes:
! Dieq Is the dose required 1o achieve the larget log inactivation of the target pathogen without a VF or Correction Factor (CF)
applied (see Table 1.4 in the USEPA UV Disinfection Guidance Manual {UVDGM)).

2 The Calculated Dose is the dose calculated by the UV system's PLC and reported by the SCADA system.

3 It is recommended that calibration of the UVT analyzer be checked weekly.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : March-2018 Dose Required (D,,,} {mdicm?): 12
Water System : ! #1 Orchard Street Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID#; 5903488 Minimum Validated UVT% : 70%
Operalional Data Dala at Daily Minimum Vakidated Dose
UV Sensar
Correction Calculated Valldated Validated Tolal
Total Min. |Max. Flow| Facto® | MS2RED®| validation| Dose® Dose > | Off-Spes.
Production | UVT Rate {CF) {mem?®) | Factor' | (mdfem®) |FlowRate| uvT® Dwa? | Volume’
Day | (MG) {7e} {GPM) [Al iB] [C] {BIACY | (GPM) (%) {YIN) MG)
1 3.35 91 5018.00 1 30.20 2.20 13.80 4641.0 a1 Y -
2 224 N 5079.00 1 30.40 2.10 14.60 5036.0 91 Y -
3 3.62 91 5152.00 1 28.70 2.20 13.10 5022.0 91 Y -
4 2.00 91 5033.00 1 31.30 2.00 15.60 4981.0 91 Y -
5 3.58 91 5016.00 1 29.40 2.20 13.20 4659.0 91 Y -
6 2.14 91 5074.00 1 29.90 2.20 13.70 4658.0 91 Y -
7 0.50 92 2755.00 1 47.10 1.90 24.20 2740.0 92 Y -
| 0.62 92 5102.00 1 32.10 2.00 16.40 5076.0 92 Y -
9 0.62 92 2761.00 1 47.60 1.90 24.80 2753.0 92 Y -
10 2.79 91 5093.00 1 29.60 2.20 13.40 4691.0 91 Y -
11 269 91 2765.00 1 44.70 210 21.70 2720.0 91 Y -
12 3.14 N 5042.00 1 30.20 2.20 14.00 4673.0 91 Y -
13 2.52 92 4103.00 1 38.80 1.90 20.90 4103.0 92 Y -
14 3.08 92 4953.00 -}~ {rer 32.00 2.10 15.20 4455.0 92 Y -
15 Im 92 5064.00 1 33.20 2.00 16.40 4462.0 92 Y -
16 2.79 92 2783.00 1 46.60 1.60 23.90 2763.0 92 Y -
17 2.76 91 2780.00 1 45.60 2.00 22.90 27359.0 91 Y -
18 270 91 2781.00 1 46.20 2.00 23.40 2743.0 91 Y -
19 0.53 92 2775.00 1 49.90 1.90 26.10 2752.0 92 Y -
20 2.72 91 2779.00 1 46.00 2.00 23.20 2721.0 91 Y S
21 - - - 1 - - - - - -
22 1.00 91 277000 1 44.40 2.00 21.70 2750.0 91 Y -
4o 335 - - 01 . | 4B50.00.derr- - T b, 32 3 Y -
24 - - - 1 - - - - - -
25 277 91 4946.00 1 33.40 2.00 16.60 4457.0 91 Y -
26 - - - 1 - - - - - -
—— 27 1 049 g2 2772.00 1 48.00 1.90 25.00 2710.0 92 -~ {- r -
28 293 92 2753.00 1 47.30 1.90 24 .40 2712.0 92 Y -
29 - - - 1 - - - - s -
30 2.77 92 2771.00 1 47.30 1.90 24.50 27450 92 Y -
“ }.. 026 82 _ 47.50 1.90 24.60 2733.0 92 Y -
MIN. 0.26 28.70 13.10 2710.00 21
MAX 162 49,90 26.10 5076.00 92
Total 60.95 0.000
Noles:
! Minlmum sensor reading for each Sensdr must be recorded once éach day. Minimum reading should occur al the same time of day
for the three sensors, and the three sensor readings should always trend in the same direction as one another {i.e_all increase or all
o decreasa from one day to the next). If nat, sensor andfor lamp operalion (e.g. calibration, cleaning, etc.) should be checked.

2 Refer to the "Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is oul of
calibration and cannot be replaced. CF = 1 if all sensors for a reactor are within calibration. Never use CF < 1.

3 Calculated dose is calculated by the UV syster's PLC and reported by the SCADA system.

4 Validation Factor is calculated by the UV system's PLC and reported by the SCADA systen,

% Validated dose is calculated by the SCADA system. Calculation is based on the following: Validated Dose = (Calculated Dose) / (VF
x CF), where VF = validation factor; CF = Sensor Carreclion Factor

® D, is the dose required to achieve the larget log inactivation without a VF or CF applied (see Table 1.4 in the UVDGM).

7 Enter total volume of off-specification water produced each day that an off-specification evenl(s) occurs. These values are obtained
from the “Off-Specification Calculation” worksheel(s).

8 Transmittance is calculated by the UV System's PLC and reported by the SCADA system,
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Parlod : Mar-18 Dose Required {D,,,} (mJicm?): 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate (MGD / UV unit) : 255
PWS 1D# 5903488 Minimum Validated UVT% : 70%
Uy Validated uv Validated
Intensity | yvt Dose  |Flow Rate| Intensity " uvT Dose |Flow Rate
(Wim®) (%) (mdiem?} | (gpm) {Wim?) %) {mdiem®) | (gpm)
0:00 4:00
NIS NIS NIS NIS NIS NIS NIS NIS
1.02 91 13.80 2829.70 1.03 M 22.90 2B880.53
NIS NIS NIS NIS NIS NIS NIS NIS
0.99 91 13.10 4870.53 1.02 9 15.60 2806.96
NiS NIS NIS NIS NIS NIS NIS NIS
1 91 13.20 2851.54 1.02 92 23.70 2806.06
NIS NIS NIS NIS NIS NIS NIS NIS
NIS NIS NIS NIS NIS NIS NIS NIS
NIS NIS NIS NIS NIS NIS NIS NIS
NIS NIS NIS NIS NIS NIS NIS NIS
NIS NIS NIS NIS NIS NIS NIS NIS
NIS NiS NIS NIS NiS NIS NIS NIS
NiS NIS NIS NIS NIS NIS NIS NIS
NIS NIS NIS NIS= NI NIS— = NI§ " NIS
NIS NIS NIS NIS NIS NIS NIS NiS
NIS NIS NIS . NIS NIS NIS NIS.__.f._ NS _ ...
NIS NIS NIS NIS NIS NIS NIS "NIS
NIS NIS NIS NIS NIS NIS NIS NIS
NIS NIS NIS I T NIS NIS
NIS NIS NIS NIS NIS NIS NIS NIS
NIS NIS NIS NIS NIS NIS NIS NIS
NIS NIS NIS NIS NIS NIS NIS NIS
NIS NIS NIS NIS NIS NIS NIS NIS
NIS NIS NIS NIS NIS NIS NiS NIS
NIS NIS NIS NIS NIS NIS NIS NiS
NIS NIS NIST | NS |- NI "= NIs == “Nig=" | NIS
NIS NIS NiS NIS NIS NIS NIS RIS
NIS NIS NIS NIS NIS NIS NIS NIS
NiS NIS NIS NIS NIS NIS NIS NIS
NIS Nis NIS NIS NIS NIS NIS NIS
1 92 24.60 2829.70 NIS NIS NIS NIS
i UV intensity is from UV Sensor #2, which is the duty sensor
NIS = Not in Service

10F 3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Mar-18 Dose Required (D) (mJicm?) : 12
Water System : WCWD#1 Orchard Sireel  Max Valldated Flow Rate (MGD / UV unit) : 255
PWS 104 : 5903488 Minimum Validated UVT% : 70%
uv Validatad uv Validated
Intensity "' vt Dose  |Fiow Rate| Intensity " UvT Dose  |Flow Rate
{Wim%) (%) {mdlem?) | (gpm) (Wim?) {%) (mJicm®) | (gom)
HOUR: 8:00 12:00
DAY

1 NIS NIS NIS NIS 0.9% 92 15.60 4806.77

2 1.02 o1 22.90 2901.48 NIS NIS NIS NIS
3 NIS NIS NIS NIS 0.99 a1 21.20 2893.01

4 1.00 91 15.60 2782.88 NiS NIS NIS NIS
5 NIS NIS NIS NIS 0.98 91 13.60 4811.22

6 1.01 91 21.00 2817.66 NIS NiS NIS NIS

7 NIS NIS NIS NIS NIS NIS NIS NiS

8 1.02 93 29.00 2B848.87 NIS NIS NIS NiS

9 1.03 93 26.90 2815.87 NIS e NIS NIS NIS

10 440 1000 1000.00 785.30 NIS NIS NIS NIS
1" 1.04 a3 2880 | 2841.29 | 1.0 91 21.70 2811.86
12 1.02 92 25.00 20848.87 1.01 92 24.30 2834.60
13 1.03 92 24.90 2787.78 1.01 92 20.90 2827.02

Lo 14 1.01 o [ TEETg R Torved o LR
15 1.04 92 25,70 2853.77 1.00 92 23.80 2865.81
16 1.02 23 26.80 2807.40 1.00 92 24,70 2904.16
17 1.02 92 25.90 2846.84 1.00 91 22,90 2860.02
18 1.03 92 25.00 2836.83 1.01 91 23.40 2848.42
19 1.02 92 20.10" | 2880.97H o NiBumme{um .

20 1.04 93 28.10 2836.83 1.01 92 24,90 2854.22

21 NIS NIS NIS NIS NIS NIS NIS NIS
22 1.02 93 26.70 2831.48 4.01 21 21.70 1364.06
23 0.99 91 15.20 4668.99 1.01 91 15.20 4620.83

24 NIS NIS NiS NIS NIS NIS NIS NIS
25 1.02 93 28.70 2774.41 1.00 99 23.40 2832.82

28] — NIS: NIg-- NIS - NIS NIS NIS NIS NIS

27 1.02 92 26.60 2834.16 NIS NIS NIS NIS
28 0.99 92 26.10 2817.66 1.00 92 26.00 2841.73

29 NIS NIS NIS NIS NIS NIS NIS NIS
30 1.02 92 26.00 2798.04 1.00 92 2510 2825.24

k| NIS NIS NIS NIS NIS NIS NIS NIS

Notes -

1. UV Intensity is from UV Sensor #2, which is Ihe duly sensor
NIS = Net in Service
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reaclor # 1

Reporting Perlod : Mar-18 Dose Required (Do) (mdfem’) : 12
Water System : WCWD#1 Orchard Sireet  Max Validated Flow Rate {(MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity | yyT Dose  |Flow Rate|*intensity " uvT Dose  |Flow Rate
{Wim®) {%) {mdicm®) | (gpm) (Wim?) (%) (mdicm®) | (gpm)
HOUR: 16:00 20:00
DAY
A 1.02 91 13.80 4853.58 1.00 91 13.80 4851.35
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 0.99 91 13.10 4895.50 0.99 91 13.10 4916.45
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 1.00 a1 13.20 4836.64 0.99 91 13.20 4825.05
6 NIS NIS NIS NiS NIS NIS NIS NIS
7 NIS NIS NIS NIS NIS NIS NIS NIS
8 NIS NIS NIS NIS NIS NIS NIS NiS
9 NIS NIS NIS NIS NIS wndirs NIS ot WIS ssicd o 1S it A
10 1.01 91 13.40 4856.26 1.02 9% 13.40 2778.42
- " i . '.“il_ 1.01 91 21.70 2836.83 1.01 91 21.70 2846.64
’ 12 1.0 92 24.20 282033 | 4000 | 9 14,00 4784.03
13 1.01 92 20.80 2803.39 1.00 92 20.90 277441
Romenoe ARy 14 1.0% 92 24.20 2835.94 1.01 92 24.20 2832.82
15 1.02 92 23.80 2826.57 0.99 92 23.80 3488.97
16 1.01 a2 23.90 2908.62 1.01 92 23.90 2B52.44
) 17 1.00 91 22.90 2832.82 1.00 91 2290 2827.02
18 1.00 91 23.40 2831.93 1.00 a1 23.40 2842.18
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 1.01 92 24.90 2823.45 0.99 81 23,20 2801.61
21 NIS NiS NIS NIS NIS NIS NIS NiS
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 1.00 91 15.20 2741.86 0.99 91 15.20 2748.54
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 1.00 91 23.40 2842.18 1.0 91 23.10 2778.42
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 1,00 92 25.40 2778.42 1.00 92 24.40 276772 TR
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 1.00 92 24.90 2823.45 1.00 92 24.50 2817.66
k)| NIS NIS NIS NIS NIS NIS NIS NIS

Notes:
1 UV intensily Is from UV Sensor #2, which is lhe duty sensor
MNIS = Not in Service

J0F 3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : March-2018 Dose Required (D, ) {mdiem?®): 12
Water System :) #1 Orchard Street Max Valldated Flow Rate (MGD / UV unit) : 255
PWS 1ID#: 5903488 Minimum Validated UVT% : 70%
Operational Dala " Data at Daily Minimum Valldaled Dosa
UV Sensor
Carrection | Calculated Validated Validated Total
Total Min. |Max Flowl Factor | MS2RED® | Validation | Doss® Dose > | ON-Spec.
Production | UVT Rate {CF) {mdiem®) | Factor® | (mJrem®) [FlowRate] uvT® Dies’? | Volume’
Day (MG) (%) {GPM) Al (B] Ic] [BIA*CY | {GPM) (%) (YN (MG)
1 2.43 91 5160.00 1 31.90 2.10 15.20 4756.0 N Y -
2 3.41 N 5087.00 1 30.00 2.20 13.60 4737.0 2 Y -
3 1.92 L] 2821.00 1 44.80 2.00 22.00 2789.0 ™ Y -
4 3.65 91 5103.00 1 30.50 2.20 14.00 4752.0 a1 Y -
5 234 H 5147.00 1 30.20 2.20 13.70 4729.0 N Y -
6 2.20 91 5017.00 1 30.40 2.20 13.90 4721.0 H Y -
7 2.19 91 2814.00 1 45.50 2.00 22.40 2793.0 91 Y -
8 2.73 91 5075.00 1 32.40 2.10 15.70 4758.0 91 Y -
] 2.20 92 2822.00 1 47.00 2.00 24.00 2804.0 92 Y -
10 0.14 i 287001 1 "¢ 4880 1807 25.70 2834.0 82 Y -
11 = - o 1 - - - - - +
12 - - - 1 - - e = - - -
13 - - - 1 - - - - - -
14 s - - i - - - - - &
15 o = & 1 o - - = - . E
16 - - & 1 - - - - - -
17 - - - 1 - - - - - -
18 - - - 1 - - - - - -
19 248 91 5021.00 1 32.50 2.10 15.50 4552.0 91 Y -
20 & - - 1 - - - - - -
21 2,60 91 2823.00 1 46.30 2.00 23.10 2763.0 9 Y &
22 201 o1 5065.00 1 32.60 2.10 15.50 4529.0 9 Y o
23 - - - 1 - - - - - -
24 2,87 N 5061.00 1 33.20 2.00 16.20 4553.0 91 Y -
25 - - - 1 - - - - - -
26 3.21 91 5001.00 1 33.10 2.00 16.10 4541.0 91 Y -
27 2.25 92 2877.00 1 47.60 1.90 24.60 2818.0 92 Y -
28 - - - 1 - - - - - -
29 2.97 91 2823.00 1 45.70 2.00 22.70 2791.0 1) Y -
30 = - = 1 - - - - - -
K] 3.03 91 5160.00 1 32.40 2.00 16.40 5134.0 91 Y -
MIN. 0.4 30.00 43.60 2763.00 o
MAX. 365 48.60 25.70 5134.00 92
Total| 44.64 0.000
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day for
the three sensors, and the three sensor readings should always trend in the same direction as one anather {i.e. all increase or all
decrease from ong day lo the next). If nol, sensor and/or lamp operation (e g. calibralion, cleaning, etc.) should be checked

? Refer to the "Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced. CF = 1if all sensors for a reaclor are within calibration. Never use CF < 1.

3 Calculated dose is calculated by the UV system’s PLC and reported by the SCADA system.

4 Validation Faclor is calculated by the UV system's PLC and reported by the SCADA system.

% Validated dose is calculated by the SCADA system. Calculation is based on the following: Validated Dose = {Calculated Dose) / (VF x
CF); where VF = validation factor; CF = Sensor Correction Factor

& Dy, is the dose required to achieve the larget log inactivation without a VF or CF applied (see Table 1.4 in the UVDGM).

T Enter lotal volume of off-specification water produced each day that an off.specification event(s) occurs. These values are oblzined
from the ~Off-Specification Caiculation™ worksheet(s)

8 Transmittance is calculated by the UV System's PLC and reported by the SCADA system,



Archived File - May Not Be ADA Compliant

Monthiy Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Perlod : Mar-18 Dose Required (D,,,) (mJicm?} ; 12
Water System | WCWD#1 Orchard Street  Max Validated Flow Rate (MGD / UV unlt) : 255
PWS (DK : 5903488 Minimum Validated UVT%:  70%
uv Vatidated uv Validated
Intensity ™| yvr Dose  |Fiow Rate| Intensity ™ | yyr Dose |Flow Rate
(Wim? (%) (mdicm®) | (gpm) (Wim?) (%) .| (mdtem?y) | (gpm)
HOUR: 0:00 4:00
DAY
1 1.00 91 14,20 4940.09 1.10 91 15.20 2892.12
2 NIS NIS NIS NIS NIS NIS NIS NIS
3| 1.08 91 13.60 20876.96 1.07 01 22.00 2909.96
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 1.07 a1 14.00 4895.94 1.08 01 13.70 2802.12
6 NIS NIS NIS NiS NIS NIS NIS MNiS
7 NIS NIS NIS NIS NIS NIS NIS NIS
8 1.07 TS 22.40 28565.45 NIS NIS NIS NIS
8 445 9 15.70 945.37 NiS NIS NIS NIS
10 1.07 92 24.00 2868.04 NIS NIS NIS NIS
1 NiS NIS NIS NIS NIS NIS NIS NS
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 NIS NIS NIS NI | TR NS RIS NS
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 NIS NIS NIS NIS NIS NiS NiS NIS
18 NIS NIS NiS NIS NiS NIS NIS NIS
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 NIS NIS NIS NIS NIS NIS NIS NiS
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 NIS NIS NIS NIS NS NIS NIS NIS
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 NIS NIS NIS NIS NIS NIS NIS NIS
| | NIS NI NIS NIS
28 NIS NIS NIS TN T Nis NIS
29 NIS NIS NIS NiS NS NIS NIS NIS
30 NIS NIS NIS NIS NIS NIS NIS NIS
k3| NIS NIS NIS NIS NIS NIS NIS NIS
Noles

1 UV intensity is om UV Sensor #2, which is the duty semsor
NIS = Nel in Servica

TOF3
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Monthly Operation Report for UV Disinfection
Operaling Data for UV Reactor # 2

Reporting Perlod : Mar-18 Dose Required (Dypo} (mdicm’) : 12
Water System : WCWD#1 Orchard Sireet  Max Validated Flow Rate {MGD ! UV unlt} : 255
PWS ID#; 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity m UVT Dose Flow Rale Intensﬂy"' uvT Dose Flow Rate
(Wim?) (%) (mdem®) | (gpm) {(Wim?) (%) {mdicm?) | {gpm)
HOUR: 8:00 12:00 _
DAY
1 1.10 91 15.20 2876.96 NIS NIS NIS NIS
2 NIS NIS NIS NIS 1.08 92 15.50 4898.17
SR | M, X 22.00 2819.89 NIS NIS NIS NIS
4 NIS NiS IS NIS 1.08 91 22.40 2928.24
5 1.09 91 13.70 2884.54 NIS NIS NIS NIS
[] NIS NIS NIS NIS 1.07 91 13.90 4890.59
7 NIS NIS NIS NIS 1.08 92 2540 2836.38
8 NIS NIS NIS NIS 1.08 92 15.70 4932.06
g NIS NIS NIS NIS 1.08 92 25.70 2884.54
10 NIS NIS NIS NIS NIS NIS NIS NIS
1 NIS NIS NIS NIS NIS NIS NIS NIS
o _ 12 NIS NIS NIS NIS NIS NIS NIS NIS
Biininc i NN IR YTT NIS NIS NIS NIS NIS NIS NIS
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 NIS NIS NIS NIS NIS NIS NIS NIS
16  NIS NIS NIS NIS NIS NIS TNIS NIS
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 NIS NIS - NIS NIS NIS NIS NIS NIS
19 NIS NIS NIS NIS 1.06 91 15.50 4709.12
— 20 uNIS NIS NIS NIS NIS NIS NIS NIS
21 147 92 27.10 290193 | 1.08° 92 25.20 2944.74
22 NIS NIS NIS NIS 1.10 93 32.60 14983.37
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 1.12 92 26.40 2819.89 1.08 92 25.60 28B2.76
25 NIS NIiS NIS NIS NIS NIS NIS NIS
28 1.1 23 27.90 2904.16 1.09 91 23.30 2879.64
27 NIS NIS NIS NIS 1.08 92 24,60 2866.26 ~rrmmme—ay
28 NIS NIS NIS NIS NIS NIS NIS NIS
29 1.09 92 24.90 2884.54 1.07 M 22.70 2862.25
30 NIS NIS NIS NIS NIS NIS NIS NIS
31 1.12 92 26.20 2856.89 1.09 91 23.80 2960.79
Notes

1 UV Intensity is fram UV Sansor #2 which ks the duty sensor
MIS = Net in Service

20F 3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Mar-18 Dose Required {D,,,) {mJcm?) ; 12
Water Systam : WCWD#1 Orchard Street  Max Valldated Flow Rate (MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity V| uyt Dose |Flow Rate| Intensity " uvT Dose  |Flow Rate
(Wim’?) (%) {mJicm?} | (gpm} {Wrm'?) {%) {mJicm® | (gpm)
HOUR: 16:00 20:00
DAY
1 NIS NIS NIS NIS NIS NIS NIS NIS
2 1.09 92 15.20 4925.37 1.05 91 14.10 4924.93
3 NIS NIS NIS NIS NIS NIS NiSanex fwer-N
4 1.08 91 14.20 4975.76 1.07 91 14.00 4937.41
5 NIS NIS NIS NIS NIS NIS NIS NIS
6 1.09 91 13.90 2796.70 1.06 91 13.90 282212
7 1.09 91 22.40 28B84.54 1.08 a1 22,40 2909.98
8 1.09 ™ 15.70 2835.49 1.08 91 15.70 2828.80
] 1.09 g2 24.20 2014.86 1.09 92 24.00 2866.26
10 NIS NIS RIS NiS NIS NIS NIS NIS
1 NiS NIS NIS NIS NIS NIS NIS NIS
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 NIS NIS NIS NIS NIS. NIS NIS NIS
16  MIS NIS NIS NIS | NS NIS™ NIS™ T NIS
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 1.08 91 15.50 2880.53 1.08 91 15.50 2850.65
20 NIS MNIS NIS NIS NIS NIS NIS NIS
21 1.08 91 2350 | 2910.85 |07 =" o 23.10 2892.12 -
22 1.09 91 2370 2917.09 1.09 91 23,70 2887.22
23 NIS NiS NIS NIS NIS NIS NIS NIS
24 1.07 i1 23.90 2872.95 1.07 91 19.40 5148.32
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 1.10 91 23.30 2872.50 1.09 91 23.30 2901.48
27 1.09 92 24.60 2B66.26 1.08 92 24.60 290817
28 NIS NIS NIS NIS NIS NIS NIS NIS
29 1.08 91 22,70 2884.54 1.08 23| 22.70 2868.49
3o NIS NIS NIS NIS NIS NIS NIS NIS
k| 1.09 91 23.80 2914.86 1.08 ¢ 23.80 2887.66
Moles.
1 UV Intensity is from UV Sensor #2, which is the duty sensor
NIS = Not In Service B T
at - o R, e e e P
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Monthly Operation Report for UV Disinfection

Summary
Reporting Period: March-2018 UV Reactor Modet Trojan Swift 6L24
Water System: WCWD #1 Central Avenue Max Validated Flow Rate (MGD per UV unit): 25.5
PWS ID#: 5903488 _ Minimum Validated UVT%: 70%

Target Pathogen: Cryplosporidium

Operatar Signature: Target Log Inactivation: 3.0
Operator Cerlification #. Dose Required (Do) (mMem®)": 12
Date: Validation Factor {(VF}: Variable
Minimum Validated S '
Total Production Dose Total Volume Of-Spec
UV Unit # {MG) {mJdicm?) {MG)
1 35.26 7.60 0.046
2 29.19 7.30 0.035
3 31.17 14.90 0.059
Total 95.62 0.140
Lo o ah e
1. % of total volume of water produced this month that was Off-Specification : 0.147
2. Facility meets Off-Specification Requirement {i.e. value in Line 1 is <5%) (Y/N): Yes
3. Number of UV Sensors in use during this month: 9
4. Number of UV Sensors checked for calibration this month: 0
5. % of UV Sensors checked for calibration this month: ey iy | -k
6. UVT Analyzer calibration checked® (Y/N): Yes
Nolcs

1 D,eq is the dose required to achieve the target log inaclivation of the target pathogen without a VF or Correcllon Factor (CF) _
QMMMBRMTT  applied (see Table 1.4 in the USEPA UV Disinfection Guidance Manual (UVDGM)). ™ "eensensg e EEEH TR

2 The Calculated Dose is the dose calculated by the UV system's PLC and reported by the SCADA system.

¥ It Is recommended that calibration of the UVT analyzer be checked weekly.

i LT
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Archived File - May Not Be ADA Compliant

Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : March-2018 Dose Required {D,,,) {mJfem?): 12
Water System :: #1 Central Avenue Max Validated Flow Rate (MGD / UV unit) : 25.5
PWS ID#: 5903488 Minimum Validated UVT% : 70%
Opeérational Data "~ Dala al Dally Minimum Validated Dose
UV Sensor
Correctlon | Calculated Validaled Validated Total
Total Min. IMax Flow| Facte? | MS2RED®| validation | Dose® Dose> | Of-Spec.
Production| UVT Rate {CF) {(mdtem®) | Factor® | (mMew®) |FlowRate| UVT® Drg? | Volume’
Day | (MG} {%) (GPM) Al [B] i€ [BIA'C) | (GPM) (%) {Y/N) (MG)
1 1
el 2 ; igd
3 -
4 1
5 1
6 1
7 1
i) 1
9 1
10 1
11 1
12 1
13 1.68 92 273700 1 53.70 1.90 28 60 273590 92 Y -
14 1.67 92 1387.00 1 71.90 2.00 36,10 1378.0 02 Y -
15 1.84 90 1514.¢0 1 §7.00 2,00 33.60 1424.0 a0 Y -
16 1.73 92 282300 1 .- {5180 —1.80 26.80 2761.0 92 Y -
17 0.70 82 1441.00 1 71.00 2.00 35 60 1384.0 92 Y -
18 1.05 91 1857.00 1 61.60 190 32.10 1809.0 91 Y -
19 1.78 70 2866.00 1 49.50 3.50 7.60 1404.0 70 N 0.046
20 0.70 93 1482.00 1 68 90 2.00 34 80 1467.0 93 Y -
21 1.17 92 1594.00 1 66.40 2.00 33.70 1537.0 92 Y -
22 1.86 21 2915.00 1 53.70 1.50 29.20 2913.0 91 Y -
23 0.78 92 1731.00 1 66.90 1.90 34.70 1699.0 92 Y -
24|43 |7 92 431200 |1 38.70 2.00 18.00 4312.0 92 Y -
25 1462 92 4861.00 1 34.80 200 17.50 4861.0 92 Y -
26 126 92 4379.00 1 3 0 Y =
27 233 92 4188.00 1 i ; ] -
28 357 92 7580.00 1 26.60 2.10 12.70 7038.0 a2 Y -
29 1.27 92 4339.00 1 3900 1.90 20.30 4269.0 92 Y -
30 242" 892 | 422300 1 39 00 200 19.80 4088 0 92 Y -
3 348 919 4876.00 1 3540 2.00 18.00 43760 91 Y -
MIN. 0.70 26.60 7.60 1378.00 70
MAX, 3.57 71.90 36.10 7036.00 93
Tolal 35.26 0.046
Notes;

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day
for the three sensors, and the thres sensor readings should always trend In the same direction as one another (i.e. all increase or all
decrease from one day o the next). If not, sensor andfor lamp operation {e.g. calibration, cleaning, elc.) should be checked.

2 Refer to the “Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced. CF = 1 if all sensors for a reactor are within calibration. Never use CF < 1,

3 Calculated dose Is calculaled by the UV system's PLC and reported by the SCADA system.

4 Validation Faclor is calculated by the UV system's PLC and reported by the SCADA system

S Validated dose is calculated by the SCADA system. Calculation is based on the following: Validaled Dose = (Caleulated Dose) / (VF
x CF}, where VF = validation factor; CF = Sensor Correction Factor

& Dryq is the dose required to achieve the target log inactivation wilhout a VF or CF applied (see Table 1.4 in the UVDGM).

T Enter total volume of off-specification water praduced each day that an off-specification event(s) occurs. These values are obtained
from the “Off-Specification Calculation™ warksheel(s).

8 Transmitlance is calcutated by the UV Syslem's PLC and reported by the SCADA system.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Mar-18 Dose Required (D,,q) {mdiem’): 12
Water System : WCWD#1 Cenlral Avenue Max Validated Flow Rate (MGD / UV unit) 255
PWS ID# : 5803488 Minimum Validated UVT% : 70%
uv Validated uv Validated
intensity | uvT Dose |Flow Rate] Intensity " UvT Dose |Flow Rate
(Wim?) (%) (mdiem?) | (gpm) (Wim?) (%) (mdlem®) | (gpm)
HOUR: 0:00 4:00
DAY
1
2
3
4
5
6
7
8
9
10
1
12
13 1.36 92 0.00 1184.81 1.38 92 36.90 1146.91
14 1.35 92 28.60 1147.80 1.36 92 37.00 1170.99
15 1.37 92 38.00 1150.48 1.36 92 37.50 1136.21
16 1.35 82 37.00 1170.99 1.36 92 36.80 1167.87
17 1.36 92 38.20 1099.20 1.35 92 36.60 1071.11
18 NIS: NIS NIS NS NIS NiS NIS NIS
19 1.36 92 38.00 1141.12 1.35 92 38.00 1136.21
rr e e e om0 roond 1A g sstont G pesetescldafillpgy | 1067.10 1.38 93 37.60 | 1069.77
21 NIS NIS NIS NIS NIS NIS NIS NIS
22 1.36 93 36.30 1154.49 1.38 93 36.30 1159.40
23 1.37 93 37.90 1046.14 1.37 a3 37.70 1092.07
24 NIS NIS NIS NIS ] _ NIS NIS NIS NIS
25]  1.34 92 3030 | 1096.08 | 130T om0 | 2238.45
26 1.34 93 34.00 1078.69 1.33 93 33.50 2210.80
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 1.33 92 29.90 2301.32 1.35 92 29.90 2332.53
29 1.34 93 33.30 1087.61 1.33 92 33.30 2155.07
30 NIS NIS NIS NIS NIS NIS NIS NIS
N 1.34 92 36.30 1126.40 1.35 92 31.60 1132.20
Notes: s S

1. UV Intensity is from UV Sensor #2, which is tho duly scnsar
NIS = Nol in Service

10F 3



Archived File - May Not Be ADA Compliant

Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Notes

Reporting Perlod : Mar-18 Dose Required {D,,;) {mJIcmz) . 12
Water System : WCWD#1 Central Avenue Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# : 5903488 Mlnimum Validated UVT% : 70%
uv Validated uv Validated
Intensity "] uvT Dose |Flow Rate] intensity " UvT Dose |Flow Rate
(Wim?) {%) (mdfem?) | (gpm) (Wim’) {%) (mdiem®) | (gpm)
HOUR: 8:00 12:00
DAY
1
2
3 WETTS EE
4
5
6
7
8
9
10
1
12
13 1.35 092 36.30 1239.21 1.34 92 36.30 1193.73
14 1.35 92 36.60 1234.31 1.34 82 36.60 1180.80
15 1.37 92 37.00 1201.31 1.35 a0 3410 1487.13
16 1.37 92 35.10 1443.43 1.36 82 26.80 1264.82
— t‘l_z 1.36 92 35.60 1399.29 ~ NIS NIS NIS NIS
o ey 18 ST i G 135 T 32.10 1167.87
19 1.35 92 35.70 1478.21 1.36 70 7.60 1361.39
20 1.37 03 34.80 1418.91 NIS NiS NIS NIS
21 NIS NIS NIS NIS 1.34 g2 33.70 1532.16
22 1.35 93 34.40 1532.16 1.37 91 29.20 1402.85
23 1.36 93 34.70 1670.83 NiS NIS NIS NIS
24 NIS _ NIS NIS 1.31 92 18.00 3671.53
25 1.33 92 i ~4064.36 . [ 7. 8.
26 1.31 92 21.00 2300.87 NIS NIS NIS NIS
27 NIS NIS NIS NIS 1.32 92 19.60 3857.91
28 1.33 92 20.20 2437.76 1.31 92 12.70 3449.04
29 1.32 92 20.30 2272.78 NIS NiS NIS NIS
30 NIS NIS NIS NIS 1.30 92 20.10 4008.62
31 1.33 92 18.50 4275.27 1.32 92 18.00 2369.99

1. UV inlensity is from UV Sensor #2, which is the duly sensor.

NIS = Naot in Sarvice

Z20F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Mar-18 Dose Required {D,,;) (mJfcm’): 12
Water Systemn : WCWO#1 Central Avenue  Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID# : 5803488 Minimum Validated UVT%: 70%
uv Validated uv Validated
Intensity "' vt Dose |Flow Rate] Intensity " UvT Dose  |{Flow Rate
{(Wim®) (%) (mJicm®y | (gpm) {Wim?) (%) {mem®) | (gpm)
HOUR; 16:00 20:00
DAY
1
2
3
4
5
6
7
8
9
10
"
b [ qiﬁﬁﬂﬂiﬁﬂﬁﬁﬁﬁﬂﬁﬁﬁﬂﬂﬁﬁiﬂﬁmnw e = == T e FR—
13 1.35 92 28.60 1217.81 1.33 92 28.60 1212.90
“WMM 1298.52 1.34 92 36.10 1191.06
15 1.34 90 34.10 1424.26 1.36 a0 33.60 1247.68
16 1.36 92 26.80 1196.41 1.35 a2 26.80 1128.63
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 1.36 91 3210 1209.78 1.37 91 3z2.10 1179.91
18 1.35 1408.20 1.36 70 7.60 1128.63
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 1.35 92 33.70 1553.12 1.36 92 33.70 1176.79
22 1.35 91 29.20 1437.63 1.37 91 29.20 1146.91
23 NIS NIS NIS NIS MIS NIS NIS NIS
24 1.33 92 18.00 2344.57 1.32 92 18.00 3876.97
25 1.32 92 17.50 3631.85 | T13teswjm. 02 17.50 3902.50
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 1.30 92 19.60 3758.04 1.33 a2 19.50 4138.82
28 1.32 92 12,70 3555.60 1.32 a2 12.70 3837.40
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 1.3 92 20.10 2379.79 1.31 92 19.80 3778.10
K| 1.3 9" 18.00 3B77.98 1.33 91 18.00 1124.62
Noles

1. UV Intensity is from UV Sensor #2, which is the duty sensor
NiI§ = Not in Servica

A0F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : March-2018 Dose Required (D,,,) (mdlem?): 12
Water System 11 #1 Central Avenue Max Validated Flow Rate (MGD / UV unit) : 255
PWS ID#: 5903488 Minimum Validated UVT% : 70%
Operational Data “Data at Daily Minimum Validated Dose
UV Sensor
Correction | Calculated Valldated Validated Total
Total Min. |Max Flow| Facto? | MS2RED®| validation| Dose® Dose > | OH-Spec.
Production | UVT Rate {CF) {(mdiem®) | Factor® | (murem?) |FlowRate]  uvT® Dg'? | Volume”

Day | (MG} (%) (GPM) IA] 8] [C] [B/A*CY | (GPM) (%) (YiN) (MG)

1 1

2 1

3 1

4 1

5 1

B 1

7 1

8 1 S . ..
9 1

10 1

11 1 R DT S K e e ]
12 1

13 0.01 - - 1 - - - - - -

14 0.01 - - 1 - - . - - -

15 0.01 - & 1 - & - s - -

16 0.93 92 1428.00 1 71.80 2.00 36.20 1404.0 92 Y -

17 1.75 92 2754.00 1 54.90 1.90 29.40 2746.0 92 Y -

16 0.82 92 1851.00 1 68.10 1.90 35.50 1716.0 92 Y -

19 1.04 70 2818.00 1 48.80 3.60 7.30 1458.0 70 N 0.035
20 1.87 92 2947.00 1 54.90 1.80 30.30 2895.0 92 Y -

21 Q.77 93 1631.00 1 67.20 2.10 32.50 1141.0 93 Y -

22 1.09 9N 1745.00 1 69.20 2.00 33.80 1173.0 N Y -

23 2.84 AN 4253.00 1 36.90 2.00 18.20 4082.0 H Y -

24 1.18 92 4278.00 1 38.10 2.00 19.40 4278.0 92 Y -

25 2.38 92 4180.00 1 39.80 2.00 20.20 3969.0 92 Y -

26 3.69 90 7737.00 1 27,10 2.10 13.10 7701.0 90 Y -

27 1.31 92 4647.00 1 36.50 2.00 18.40 4564.0 92 Y -

28 2.30 92 4100.00 1 39.90 2.00 20.20 3930.0 92 Y -

29 3.63 92 775000 1 25.30 2.10 12.10 7676.0 92 Y -

e spitwiade 3] [ren g Pigee 4400, B8Ot R3] Q0 10,8025 |- 4308.0- fass 02etca] e Nrgan f e smen
K3 ] 229 a1 4225,00 1 38.70 2.10 18.80 J855.0 M Y -
MIN. 0.01 25.30 7.30 1141.00 70

AT 360 71.80 3820 | 7701.00 93
Total] 2919 0.035
Notes:

' Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day for
the three sensors, and the three sensor readings should always trend in the same direction as one another {i.e. alf increase or al)
decreasa from one day lo the next}. If not, senser and/or lamp operalion (e.g. calibration, cleaning, ete.) should be checked.

? Reler to the “Monihly UV Sensor Calibration Check Report” worksheet for GF values. CF is only required If UV Sensor 2 is out of
calibralion and cannot be replaced. CF = 1 if all sensors for a reaclor are within calibration. Never use CF < 1.

3 Calculaled dose is calculated by the UV system's PLC and reported by the SCADA system.,

4 Validation Factor is calcutated by the UV system's PLC and repored by the SCADA system,

5 Validated dose Is calculated by the SCADA system. Calculation is based on the following: Validaied Dose = (Calculated Dose} / {VF x
CF); where VF = validation factor; CF = Sensor Correclion Factor

% Doy is the dose required to achieve the larget log inactivation without a VF or CF applied (see Table 1.4 in the UVDGM).

7 Enter lolal volume of off-specification water produced each day that an off-specification event(s) occurs. These values are obtained
from the “Off-Specificalion Calculation™ worksheet(s).

# Transmiltance is calculated by the UV System's PLC and reported by the SCADA system.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Perlod : Mar-18 Dose Required (Dy,q) (mdicm?) : 12
Water Systam : WCWOD#1 Central Avernie  Max Validated Flow Rate (MGO / UV unit) : 255
PWS ID#; 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity ™| uvrt Dose |Flow Rate| Intensity ™ UvT Dose  |Flow Rate
(Wim?) (%) (mdlem?) | (gpm) (Wim?) {%) (mdem?®) | (gpm)
HOUR: 0:00 4:00
DAY
1
2
3
4
5
6
7
8
9
10
11
12
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 NIS NIS NIS NiS NIS NIS NIS NIS
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 1.15 92 38.30 1116.15 1.15 92 36.60 1125.96
18 115 92 37.60 1109.01 1.14 92 37.30 1086.27
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 1.15 93 37.80 1089.39 1.16 93 37.30 1051.49
21 1.14 93 36.60 1169.21 1.15 93 32.50 1153.16
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 1.15 93 37.80 1063.00 1.15 93 37.80 1088.50
24 1.1 a2 28.90 1162.52 112 92 28.90 1123.28
25 NIS NIS NIS NIS NIS NIS NIS NiS
26 1.14 3 34,40 1058.18 1.12 a3 3290 2229.53
27 112 92 31.20 1109.01 1.1 92 29.50 2259.40
28 NIS NIS KIS NIS NIS NIS NIS NIS
29 1.14 93 32.80 1067.55 1.13 92 32.80 2099.78
30 112 93 31.30 1081.37 1.12 93 31.30 1064.87
31 NIS NIS NIS NIS cimne NIS NiS— NIS NIS
botes.

1 UV iIntansity is from UV Sensor #2. which is the duty sangor
NIS = Not in Service

10F3
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Monthly Operation Report for UV Disinfection
Operating Dala for UV Reactor # 2

Reporting Period : Mar-18 Dose Required {D,.,) (mJicm?): 12
Water System : WCWD#1 Central Avenve  Max Validated Flow Rate (MGD / UV unil) : 255
PWS ID# : 5903488 Minimoum Validated UVT% : 70%
uv Validated uv validated
intensity "' uvr Dose IFiow Rate| Intensity™ | vy Dose |Flow Rate
{wim¥) (%) {mJdrem®} | (gpm) (Wim®) (%) {myem?®) | (gpm)
HOUR: 8:00 12:00

DAY

-
-D-ﬂﬂmldh!-‘

11 s o | oA
12
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 NIS NIS NIS NIS NIS NIS .. NIS NIS
16 NIS NIS NIS NIS 1.14 92 38.20 1272.21
17 1.15 92 36.10 1336.86 1.13 92 29.40 1462.60
18 NIS NIS NIS NIS
19 NIS NIS NIS NIS 1.14 70 7.30 1398.84
20 1.14 93 34.80 1512.54 1.14 93 30.30 1513.43
21 1.43 93 32.50 1558.91 NIS NIS NIS NIS
22 NIS NIS NIS NIS 1.14 ¥ 35.00 1457.25
23 113 93 34.80 1633.82 1.09 92 25.30 2584.01
24 1.10 92 19.40 4087.99 NIS NIS NiS NIS
25 NIS NIS NIS NIS 1.1 93 21.30 2389.60
26 1.12 92 20.60 2287.05 1.10 90 13.10 3954.67
27 108 | g2 B40 ™ | RS 122D febiAN i @niinetibvin N Bt N Esel o G -
28 NiS NIS NIS NIS 1.1 92 21.60 3467.32
29 1.10 92 20.00 2375.34 1.10 92 12.10 4002.328
30 1.1 92 20.00 2548.79 NIS NIS NIS NIS
K| NIS NIS NiS NIS 1.1 92 20.30 2495.28
Noles

T U Intensity is from UV Sensor #2, wiich is [he duty senscr
HNIS = Mot in Servica

20F 3
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Monthly Operation Report for UV Disinfection
Operating Dala for UV Reaclor # 2

Reporting Periad : Mar-18 Dose Required (D,,.) {mJicm?): 12
Water System : WCWO#1 Cenlral Avenue Max Validated Flow Rate (MGD / UV unlt) : 258
PWS ID¥ : 5903488 : Minimurm Validated UVT% : 70%
uv Validated uv Validated
Intensity m UvT Dose Flow Rate| Intensity " UvT Dose Flow Rate
(Wim®) (%) {mdtem®} | (gpm) (Wim?) (%) (mdiem?) | (apm)
HOUR: 16:00 20:00
DAY
1
2
3
4
5
6
7
8
9
10
1"
12
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 NIS NIS NIS NIS NiS NIS NIS NIS
16 1.16 92 36.20 1105.00 1.15 92 36.20 1093.41
17 1.15 92 29.40 1160.29 1.15 92 29.40 1197.74
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 1.15 1432.28 1.16 70 7.30 1132.64
20 1.14 92 30.30 1483.56 1.13 92 30.30 112818
21 NS NIS NIS NIS NIS NIS NIS NIS
22 1.15 91 34.60 1401.52 1.15 o 33.90 111347
23 1.08 91 20.60 2408.33 1.08 91 18.20 3939.07
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 1.12 93 21.30 3809.76 1.1 92 206.20 4079.08
26 1.08 90 13.10 3919.00 1.09 90 13.10 4211.50
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 t12 92 21.60 3663.51 11 g2 20.20 4037.61
29 1.10 92 1210 2458.72 110 92 12.10 2722.68
a0 NIS NIS NIS NIS NIS NIS NIS NIS
k3| 1.13 91 18.80 3867.28 1.14 M 18.80 1095.19
Noles

1 UV Intensity is from UV Sensor #2. which is the duty sensor
HIS = Not in Service

SR Rt

30F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reaclor # 3

Reporting Period : March-2018 Dosge Required (D) {mdfem?): 12
Water System :-#1 Centrat Avenue Max Validated Flow Rate {MGD / UV unit) ; 25.5
PWS ID#: 5903488 Minimum Validated UVT% : 70%
Operational Data Data at Daily Minimum Validaled Dose
UV Sensor
Correction | Calculated Validated Validated| Total
Total Min. |Max. Flow} Facto? |MS52RED® | Validation | Dose® Dose > | Off-Spec.
Production | UVT Rate {CF) {(mdem®) | Factor' | (mdfem?) |FlowRate| uvT® Dia? | Volume’
Day | (MG) (%) (GPM) tAl (B] €] [BAA'C)] | (GPM) {%) {YIN) {MG)
1 1
2 1
3 1
4 1
5 1
6 1 S
7 1
a 1 ; T i
9 1
10 1
1 1
12 1
13 1.44 92 235500 1 59.60 1.90 32.00 2344.0 92 Y -
14 1.44 82 1247.00 1 75.40 2.00 37.10 1166 0 92 Y =
15 158 90 1345.00 ) 69.10 200 34.00 12340 90 Y -
16 087 82 1218.00 1 71.10 200 35.40 12303 0 a2 Y -
17 0.93 92 1427.00 1 65.30 200 3220 1312.0 92 Y -
18 1.68 91 341500 1 44 10 1 80 2270 3411.0 91 Y -
19 0.74 92 1574.00 1 6910 200 3520 1533 0 92 Y 0.059
20 1.01 9 + 1454.00 1 66 60 200 32.90 1300.0 92 Y -
21 1.70 92 2041.00 1 52 50 180 28.40 20410 92 Y -
22 067 93 1476.00 1 68 20 200 34 40 1464 0 03 Y -
23 181 91 3706.00 1 40 20 2.00 20.10 3588 0 ™ Y i -
24 325 474500 |7 1 3420 2.00 1680 [ 47190 rd Y T -
25 1.1t 92 3859.00 1 41.30 1.90 21.50 38190 92 Y -
., 28 2.12 90 3794.00 i 40 50 2.00 20 24 3657.0 80 Y -
L 330 |~ 902 1 777200 1 3020 200 | 1490 | 76940 | 82 Y -
28 1.19 a2 4162 00 1 39.70 190 20 90 4162.0 92 Y -
20 2.06 92 3704.00 1 41.30 1.90 21.80 3544.0 92 Y -
30 338 92 7860 00 1 30.50 2.00 15.10 5800.0 92 Y -
k]| 1.1 92 3990.00 1 38.80 2,00 20.30 3854 0 92 Y -
MIN. 0.67 30.20 14.90 1166.00 90
MAX, 3.36 75.40 37.10 7694.00 23
Total 3147 0.059
Notes:

! Minimum sensor reading for each sensor must be recorded once each day, Minimum reading should occur at the same time of day
for the three sensors, and the three sensor readings should always trend in the same direclion as one another (i.g. all increase or all
dacrease from one day lo the next). if not, sensor and/or lamp operation (e.g. calibration, cleaning, etc.) should be checked

? Refer to the "Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is out of

T TTTTTT calibration and carinc 56 repEEsarm eI Y Al 6oy for U TERTISPNTE W Calibration. Néver use CF < 1T

3 Calculated dose is calculated by the UV system's PLC and reported by the SCADA system,

4 Validation Faclor is calculated by the UV system's PLC and reported by the SCADA system,

5 Validaled dose is calculated by the SCADA syslem. Calculalion is based on the following: Validated Dose = (Calculated Dose) / (VF
x CF); where VF = validation factor; CF = Sensor Correction Faclor

% D,eq is the dose required to achieve the target log inactivation without a VF or CF applied (see Table 1.4 in the UVDGM),

? Enter total volume of off-specification water produced each day that an off-specification eveni(s) occurs. These values are obtained
from the "Of-Specification Calculation” worksheet(s).

& Transmittance is calculated by the UV System’s PLC and reported by the SCADA system
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 3

Reporting Perlod : Mar-18 Dose Required (Dyq) {mdicm’}: 12
Water System : WCWD#1 Central Avenue Max Validated Flow Rate (MGD f UV unit) : 25.5
PWS ID# : 5902488 Minimum Validated UVT% : 70%
uv Validated uv validated
Intensity | uvT Dose |Flow Rata| Intensity " uvT Dese {Flow Rate
(Wim?) (%) (mdicm?) | (gpm) (Wim?) (%) (mdiem?} | (gpm)
HOUR: 0:00 4:00
DAY
1
B = -
3
4
5
6
7
8
9
10
"
12
13 1.38 92 35.30 996.20 1.38 92 38.00 989.51
14 1.36 92 32.00 1016.27 1.37 92 37.80 1000.66
15 1.35 92 39.20 1012.70 1.36 92 38.20 1049.26
16 1.35 92 38.70 964.16 1.36 92 37.70 993.97
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 1.37 92 38.40 1031.43 1.37 92 38.30 1051.49
19 1.36 92 38.40 1014.04 1.37 092 38.40 1029.20
20 NIS NIS NIS NIS NIS NIS NIS NIS
A | 1.37 93 37.40 983.72 1.38 93 33.70 989.51
22 1.37 93 36.80 987.20 1.36 93 36.80 1023.85
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 1.36 92 31.90 980.60 1.35 92 31.90 983,72
25 1.34 92 32.30 1022.51 1.33 92 32.30 2041.37
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 1.35 92 33.90 995.76 1.35 a2 32.50 2032.45
28 1.33 a2 31.50 2049.39 1.35 92 31.50 2228.19
24 NIS NIS NIS NIS NIS NIS NIS NIS
30 1.36 a3 34.50 975.69 1.37 93 34,00 1017.16
N 1,35 92 37.00 1018.94 1.37 92 33.70 863.65
Nates:

1. UV Intensity is from UV Sansor #2, which is the duty sensor
N'S = Nat in Service

[ 5 ehadgpCutd S o ey | e L Eai falp ot R e 2 Iy T YRS RS g i -

T i i Akt

10F3
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Monthly Operaticn Report for UV Disinfection
Operaling Data for UV Reactor # 3

Reporting Period : Mar-18 Dose Required (D,,q) {mdicm?): 12
Water System : WCWD#1 Cenlral Avenue Max Validated Flow Rate {MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity "' uvT Dose |Flow Rate| Intensity ! uUvT Dose  |Flow Rate
{Wim?) (%) (mdicm®) | (gpm) (Wim?) (%) (mdrem?) | (gpm)
HOUR: 8:00 12:00
DAY R e
1 s
2
3
4
5
6
7
8
9
10
1 oz i s —
12
13 1.39 92 38.00 1063.98 1.38 92 38.00 995.76
14 1.37 92 37.20 1056.84 1.27 92 37.20 1038.12
15 1.36 92 a7.50 1021.62 1.35 90 34.50 1217.36
16 1.36 92 35.40 1240.10 NiS NIS NIS NIS
17 NIS NIS NIS NIS 1.36 92 32.20 1228.51
18 1.37 91 22.70 1096.53
19 1.36 a2 35.20 1328.84 NIS NIS NIS NIS
20 NIS NIS NIS NIS 1.36 93 32.90 1398.84
21 1.37 93 33.70 1283.61 1.36 92 28.40 1389.48
22 1.35 93 34.40 1348.90 NIS NIS NIS NIS
23 NIS NIS NIS NIS 1.32 a2 27.60 2402.09
24 1.33 92 21.40 3649.24 1.32 92 16.90 3380.37
25 1.34 92 21.50 3774.53 NIS NIS NIS NIS
26 NIS NIS NIS NIS 1.33 a0 20.20 3534.65
27 1.33 92 19.90 2072.13 1.32 92 14.90 3554.71
28 1.33 92 20.90 2185.83 NIS NIS NIS NIS
29 NIS NIS NIS NIS 1.34 92 21.80 3525.73
30 1.35 92 22.30 2143.03 1.33 92 15.10 3623.82
31 1.34 92 20.30 3782.56 NIS NIS NIS NIS

Notes:
1. UV Intensity 1s from UV Sensor 42, which is the duty sensor,
NIS = Not in Service

20F 3



Archived File - May Not Be ADA Compliant

Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 3

Reporting Period : Mar-18 Dose Required (D) (mJdfem?): 12
Water System : WCWD#1 Ceniral Avenue Max Validated Flow Rate {MGD / UV unit) : 255
PWS ID# : 5903488 Minlmum Validated UVT% : 0%
uv Validated uv Validated
intensity "] yyT Dose  [Flow Rate| Intensity " uvT Dose  |Flow Rate
(Wim?) {%) (mdtem®) | (gpm) (Wim%) (%) {mdicm®) | (gpm)
HOUR: 16:00 20:00
DAY
1
2
3
4
5
6
T
8
9
10
11 adne il B LU AR ER A NTIRR SR CEIRRETT LY PR o )
12
13 1.35 92 32.00 97212 1.34 92 32.00 1022.06
14 1.36 92 37.10 1242.78 1.36 92 3ro 1063.53
15 1.35 90 34.40 114112 1.35 90 34.00 1038.12
16 NIS NIS NIS NIS NIS NIS NIS NiS
17 1.28 92 32.20 958.75 1.38 92 32.20 1033.21
18 1.36 91 22.70 1080.03 1.36 91 22.70 1060.86
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 1.36 92 32.90 1402.85 1.38 92 32.90 1038.12
21 1.37 92 28.40 1261.51 1.36 92 28.40 1016.71
22 NIS NiS NIS NIS NiS NIS NIS NIS
23 1.31 91 22.40 2136.79 1.33 91 20.10 3431.65
24 1.33 92 16.90 2186.72 1.31 92 16.90 3522.61
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 1.34 90 20.20 3284.95 1.34 99 20.20 3742.88
27 1.34 92 14.90 342763 1.32 92 14.90 3629.62
28 NIS NIS NIS NIS NIS NiS NIS NIS
29 1.34 92 21.80 2090.86 1.33 92 21.80 2358.84
ki) 1.34 92 15.10 2180.93 1.34 82 15.10 3519.49
k)| NIS NIS NIS NIS NIS NIS NIS NIS
Notes: e

1. UV Intensity 1s from UV Sensor #2, which Is the duty sensar
NIS = Not in Service

A0F 3



Archived File - May Not Be ADA Compliant



Archived File - May Not Be ADA Compliant

Sample No.AU05482

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : DALEWOOD SOQUTH

HARTSDALE, NY

Collection Point: SOUTH HYDRANT
ID of Source : WWD1

Agency : Westchester County DEF

Operations Bidg., Grasslands
Valhalla, NY 10595
Attn: Mike Ferraro

Received By :
Bottle No :
cocC:

Collected By :
Collection Date :
Submitted On :
PWS No. :

Type Descriptor :
pH:

Free CI2 :

ERG
T780 K3790 3785 3791 FB3723
3715

DEMA

03/19/2018 AT 9.05:00AM
03/19/2018 AT 9:37:00AM
5803488

022 Source ID : 000

059 Reslidual Cl2 :

addt'| Report To :

Sample chilled on arrivat 7 : YES
Sample Type : POT_DW

Comment :

Method Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Organics

Trihalomethanes
EPA 524 2 Bromaodichloromethane 317 ugll,  0.50 03/20/2018 MG
EPA 524 2 Bromoform <LOQ ugfl.  0.50  03/20/2018 MG
EPA 524 2 Chloroform 234 ugiL 0.50 03/20/2018 MG
EPA 5242 Dibromochloromethane <L0Q ugll 050  03/20/2018 MG

Haloacetic Acids
EPA 552.2 Bromochlaroacetic Acid 1.26 ug.  1.00 03/22/2018 MG
EPA 552.2 Dibromoacetic Acid <L0OQ uglL,  1.00  03/22/2018 MG
EPA 552.2 Dichloroacetic Acid 13.0 uglL 100  03/22/2018 MG
EPA 552 2 Monobromoacetic Acid < L0Q ug/llL  1.00  03/22/2018 MG
EPA 552.2 Monochloroacetic Acid < LOQ ug/ll, 1.00 03/22/2018 MG
EPA 552.2 Trichloroacetic Acid 24.1 ug/llL 1.00 03/22/2018 MG

Stat charge for VOLATILE organic tests Completed 03/20/2018 12:57 pm MG

DL = Delection Limit LOG = Limit of Quantitation J=value is an estimate

H = exceeds holding time

Approved By Sandy Vannelli VOC Supervisor

Date Approved :

03/23/2018

Environmentai Laboratories
NYS ELAP #10108
{914) 231-1620

EMAIL Copy 4/5/2018

Page 1 of 1

These analytical resulfls relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No. AU05483
REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location ; DALEWOOD NORTH

HARTSDALE, NY
Collection Point: NORTH HYDRANT
ID of Source ;: WWD1

Agency : Westchester County DEF
Operations Bldg., Grasslands
Valhalla, NY 10595
Attn: Mike Ferraro

addt’t Report To :

Received By : ERG
Botile No : T680 K3767 3786 3789 FB3723
COC: 3715

Collected By : ROMEO
Collection Date : 03/19/2018 AT 9:00:00AM
Submitted On : 03/19/2018 AT 9:37:00AM
PWS No.: 5903488
Type Descriptor ; 022
pH:

Free C[2: 054
Sample chilled on arrival 7 : YES
Sample Type : POT_DW

Source ID ; 000

Residual Ci2 :

Comment :

Method Test Description Resulés  Qualifier Units DL/LOQ Analyzed on Validator
Organics

Trihalomethanes
EPA 524.2 Bramodichloromethane 2.90 ug/l,. 050  03/20/2018 MG
EPA 524.2 Bromoform <LOQ ug/ll 050  03/20/12018 MG
EPA 524.2 Chloroform 19.4 ug, 050 03/20/2018 MG
EPA 524.2 Dibromochloromethane <LOQ ug/.  0.50 03/20/2018 MG

Haloacetic Acids
EPA 552.2 Bromochloroacetic Acid 1.19 ug/t  1.00  03/22/2018 MG
EPA §52.2 Dibromoacetic Acid <LOG ug/l. 100  03/22/2018 MG
EPA 552 2 Dichloroacetic Acid 12.8 ug/llL  1.00 03/22/2018 MG
EPA 552.2 Monobromoacelic Acid < LOQ ug/l  1.00  03/22/2018 MG
EPA 552 2 Monochloroacetic Acid <LOQ ug/l. 100  03/22/2018 MG
EPA 5522 Trichloroacetic Acid 23.5 ugl.  1.00  03/22/2018 MG

Stat charge for VOLATILE organic tests Completed 03/20/2018 12:57 pm MG

DL = Detection Limit LOG = Limit of Quantitation

J=value is an estimate H = exceeds holding time

Approved By Sandy Vannelli

VOC Supervisor

Date Approved : 03/23/2018

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 4/5/2018
Page 1 of 1

These analytical results relate only to the sample identified in this report.




Archived File - May Not Be ADA Compliant

Sample No.AU04290

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By :
Bottle No :
VALHALLA, NY COC:

Collection Point: TREATED

Coflected By :

WWD1 __Collection Date :

ID of Source ;

Agency : Weslichester County DEF SUb":tﬁsd : n :
Operations Bldg., Grasslands ©. :
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro Fron é’g :

ERG
43-4887

DONOHUE

03/01/2018 AT 8:32:00AM
03/01/2018 AT 1:34:00PM
5903488

022 Source ID; 000

1.64 Residual C{2 :

Sample chilled on arrival 7 :  YES

addt’'l Report To :

Sample Type : POT_DW

Comment:
Test Description Units Results Qualifier Method
Date/Time Set 03/01/2018 AT 3:04:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 8 E SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as

estimated (E) CFW/mL. RWHJr

|E = Estimated Count
Approved By Robert Hilbrandt

1

QA Officer

Date Approved :

03/05/2018

Environmental Laboratories
NYS ELAP # 10108
{914) 231-1620

EMAIL Copy 4/5/2018

Page 1 of 1

These analyfical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU04291

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location ' KENSICO Received By :
Bottle No :

VALHALLA, NY CocC:

Collection Point : RAW Collected By :
ID of Source : WWD1 Collection Date :
Agency : Westchester County DEF s"b"g&e;h? n .
Operations Bidg., Grasslands 0. :

Valhalla, NY 10595 Type Descriptor :

Attn: Mike Ferraro pH:

Free CI2 :

ERG
44-3052

DONCHUE

03/01/2018 AT 8:31:00AM
03/01/2018 AT 1.34.00PM
5903488

002 Source ID : 000

Residual C12 ;

Sampile chilled on arrlval 7 ; YES

addt’l Report To :

Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/01/2018 AT 3:04:00PM
Heterotrophic Plate Count CFU/ml| 24 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated

(E) CFUImL. MM

Coliform, Most Probable Number per 100m| <18 SM20 92218
Fecal Coliform, Most Probable Number per 100mi <1.8 5M20 9221E
E = Estimated Count |
Approved By Date Approved : 03/05/2018
Environmentat Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

{914) 231-1620

These analytical resulls relate only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU04339
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No: 14-1238
VALHALLA, NY coc:

Collection Point: RAW Collected By : DONOHUE

1D of Source : WWD1 Collection Date : 03/02/2018 AT 9:30:00AM
Agency : Westchester County DEF Subu:&esd NO " 236%24’3218 AT 11:15:00AM
Operations Bldg., Grasslands 0.:
Vathalla, NY 10595 Type Descripto;: 002 Source ID : 000
YT pH:
Atin: Mike Ferraro Frag CI2: Residual CI2 ;
Sample chllled on arrival 7 : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/02/2018 AT 11:52:00AM
Heterotrophic Plate Count CFU/ml 18 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

Coliform, Most Probable Number per 100ml| <1.8 SM20 92218
Fecal Colifgrm, Most Probable Number per 100m! <18 SM20 9221E

|E = Estimated Count |

Approved By e Date Approved : 03/05/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical results relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AU04340
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 15-3654
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 03/02/2018 AT 9:31:00AM
Agency : Westchester County DEF Suhn:%esd ',? n gglogi%gw AT 11:15:00AM
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
. AL pH :
Altrt Mike Ferraro FreeCl2: 1.70 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/02r2018 AT 11:52:00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFUW/ml 5 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL. MM

|E = Estimated Count 1

Approved By Date Approved : 03/05/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108

Page 1 of 1
(914) 231-1620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU04371
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : EP ERG
Bottle No ; 2-8093
VALHALLA, NY coc:

Collection Point: TREATED Collected By : DEMA

ID of Source : WWD1 Collection Date : 03/03/2018 AT 8:45:00AM
Agency : Weslchester County DEF Subngtv'sasd p? n gg/ooseﬁgw AT S:03:00AM
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descripto':: 022 Source ID : 000
YT pH:
GO L O Free Cl2: 1.75 Residual CI2 :
Sample chilled on arrival 7 : YES
addt’'l Report To ; Sample Type : POT_DW

Comment :HTE

Test Description Units Results Qualifier Method
Date/Time Set 03/03/2018 AT 12:17:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 11 E SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated
(E) CFU/mL, MM

|E = Estimated Count

Approved By Date Approved : 03/05/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108

Page 10f 1
{914) 231-1620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU04502

REPORT OF ANALYSIS

Westchester County Department of Lahs and Research

10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : ERG
Bottle No : 31-4891
VALHALLA, NY COC:
Collection Point: TREATED Collected By : DEMA
ID of Source : WWDH1 Collection Date : 03/05/2018 AT 9:20:00AM
Agency : Wesichester County DEF sub":wsd '? n ggg%siggw AT 10:12:00AM
Operations Bldg., Grasslands Qe .
Valhalla, NY 10595 Type Descripto; : 022 Source ID: 000
Y pH :
Altn: Mike Ferraro Free CI2: 1.61 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Methed
Dale/Time Set 03/05/2018 AT 1:58:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18 _
Heterotrophic Plate Count CFU/ml 14 SM20 9215B

The HPC method's ideal

E = Estimated Count
Approved By Sandy Vannelli

i

VOC Supervisor

Date Approved :

range is 30-300 CFU/mL. Resulls outside this range are reported as estimated CFU/mL.

03/07/2018

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 4/5/2018

Page 1 of 1

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU04503
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : ERG
Bottle No ; 32-4308
VALHALLA, NY COC:

Collection Point: RAW Collected By : DEMA

D of Source : WWD1 Collection Date : 03/05/2018 AT 9:20:00AM
Agency : Westchester County DEF Submitted On : 03/05/2018 AT 10:12:00AM
i PWS No. : 5903488
Operations Bldg., Grasslands
Valhalla. NY 10595 Type Descriptor : 002 Source ID : 000
YT pH:
S elhenzn Free CI2 : Residual Ci2 :
Sample chilled on arrival ?: YES
addt’l Report To : Sample Type : POT_SRC
Comment :
‘Test Description Units Results Qualifier Methad
Date/Time Set 03/05/2018 AT 1:58:00PM
Heterotrophic Plate Count CFUimi 16 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100m| 1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count ]
Approved By 1 Date Approved : 03/09/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108

Page 1 of 1
(914} 231-1620

These analytical results relate only to the sample identified in this repor



Archived File - May Not Be ADA Compliant

Sample No.AU04636
REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location - KENSICO

VALHALLA, NY
Collection Point; RAW
ID of Source : WwWD1

Received By :
Bottle No ;
COG:

Collected By :
Collection Date :
Submitted On :

ERG
36-3122

ROMEQ
03/06/2018 AT 10:12:00AM
03/06/2018 AT 11.34.00AM

Agency : Westchester County DEF 2
Operations Bldg., Grasslands |;)PWsf o . (53323488
Valhalla, NY 10595 Type Descriptor :

H :
ttn: i’
Attn: Mike Ferraro Free CI2 : Residual C12 :

Sample chilled on arrival 7 : YES
Sample Type : POT_SRC

Source ID : 000

addt'l Report To :

Comment :
Test Description Units Results Qualilier Method
DalefTime Set 03/06/2018 AT 2:06:00PM
Heterotrophic Plate Count CFU/ml 17 SM20 9215B
The HPC method's ideal range is 30-300 CFU/mL. Resuits outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

E = Estimated Count |
Approved By

Date Approved : 03/12/2018

Environmental Laboratories
NYS ELAP # 10108
{914) 231-1620

EMAIL Copy 4/5/2018
Page 1 of 1
These analytical resulls relale only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU04637
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 37-4172
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date : 03/06/2018 AT 10:10:00AM
Agency : Westchester County DEF Submitted On : 03/06/2018 AT 11:34:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands o . 000
Valhalla, NY 10585 Type Descript:;: Source ID : 00
AUEL RO LT FreeCi2: 1.72 Residual G2 :
Sample chitled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Resulis Qualifier Method
Date/Time Sel 03/06/2018 AT 2:06:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFWmlI 10 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count

Approved By Date Approved : 03/09/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analylical results relate only fo the sample identified in this repart.




Archived File - May Not Be ADA Compliant

Sample No. AU04771
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : RRC KA

Bottle No : 25-4304
VALHALLA, NY CocC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 03/07/2018 AT 10:20:00AM
Agency : Westchester County DEF Submitted On : 03/07/2018 AT 11:56:00AM
. PWS No. : 5903488
Operations Bldg., Grasslands : 002 s ID: 000
Valhala, NY 10595 QBs Sesctptens Ouice (D2
Aftn: Mike Ferraro Free CI2: Residual CI2 :
Sample chilled on arrival 7 : YES
addt’'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/07/2018 AT 12:57.00PM
Heterotrophic Plate Count CFU/ml 26 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Resuits outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml 1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
E = Estimated Count
Approved By Date Approved : 03/12/2018
Envircnmental Laboratories EMAN. Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU04773
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : RRC KA
Bottle No : 27-8009
VALHALLA, NY COC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 03/07/2018 AT 10:30:00AM
Agency : Westchester County DEF Submitted On : 03/07/2018 AT 11:56:00AM
. PWS No. : 5903488
Operations Bldg., Grassiands . 022 . 000
Valhalla, NY 10595 Type Descriptg;: SourcelD :
UBLLOGL LT Free CI2: 1.63 Reasidual C12 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/07/2018 AT 12:57:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/ml 10 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

[E = Estimated Count
Approved By

Date Approved : 03/09/2018

Environmentat Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1
(914) 2311 529 - —These analytical results relate only to the sample identified in this repoit,



Archived File - May Not Be ADA Compliant

Sample No.AU04822

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By :
Boltle No :

VALHALLA, NY CocC:

Collection Point: TREATED Collected By :
ID of Source ;: WWD1 Collection Date :

] Submitted On :

Agency : Westchester County DEF PWS No. :

Operations Bidg., Grasslands

Valhalla, NY 10595 Type Desctiptor :
Attn: Mike Ferraro P
Free CI2 :

KAERG
12-4218

DONCHUE
03/08/2018 AT 10:00:00AM
03/08/2018 AT 10:15:00AM

5903488
022 Source ID : 000
1.65 Resldual Ci2 ;

Sample chilled on arrival 7 : YES

addt'i ReportTo ;

Sample Type : POT_DW

Comment :
Test Description Units Resulis Qualifier Method
Date/Time Set 03/08/2018 AT 12:32:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 6 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

E = Estimated Count
Approved By

Date Approved :

03/12/2018

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 4/5/2018

Page 1 of 1

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU04823
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location: KENSICO Received By : KAERG

Bottle No : 13-3007
VALHALLA, NY coc:

Collection Point : RAW Collected By : DONOHUE

ID of Source : WWDA1 Collection Date : 03/08/2018 AT 9:58:00AM
Agency : Westchester County DEF Submitted On : 03/08/2018 AT 10:15:00AM
. PWS No. : 5903488
Operations Bldg., Grasslands ! . 002 . 0
Valhalla, NY 10595 Type Descrlptg:l: Source ID : 000
LSO Free CI2 : Residual CI2 :
Sample chilled on arrlval 7 : YES
addt’| Report To : Sample Type ; POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/08/2018 AT 12:32:00PM
Heterotrophic Plate Count CFUW/ml 16 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml <i.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
s — e
|E = Estimated Count B
Approved By Date Approved : 03/12/2018
Envirecnmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

(914} 231-1620 These analytical results relate only lo the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU04928
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalta, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No : 43-8103
VALHALLA, NY COC:

Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date : 03/09/2018 AT 9:45:00AM
Agency : Westchester County DEF Submitted On : 03/09/2018 AT 1:51:00PM
: PWS No. : 5903488
Operations Bldg., Grasslands .
Valhalla, NY 10595 Type Descripto:': 022 Source ID : 000
© MG pH:
Attn: Mike Ferraro FreaCl2: 170 Rasidual CI2 :
Sample chilled on arrival 7 ; YES
addt'l Report To : Sample Type : POT_DW
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 03/09/2018 AT 2:03:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mi 6 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count Il

Approved By Date Approved : 03/12/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1
(914) 2311620

These analytical results relate only to the sample identified in this reporf



Archived File - May Not Be ADA Compliant

Sample No.AU04929
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No: 44-4416
VALHALLA, NY COocC:

Collection Point : RAW Collected By : ROMEO

ID of Source : WWD1 Collection Date : 03/09/2018 AT 9:46:00AM
Agency : Westchester County DEF Submitted On 03/09/2018 AT 1:51:00PM
: PWS No.: 5903488
Operations Bldg., Grasslands "
valhalla, NY 10595 Type Descrlptor: 002 Source ID ; 000
. A pH:
Alin: Mike Ferraro Free CI2: Residual CI2 :
Sample chilled on arrival 7 : YES
addt'| Report To : Sample Type : POT_SRC
Comment :
Test Discription Units Results Qualifier Method
Date/Time Set 03/09/2018 AT 2:03:00PM
Heterotrophic Plate Count CFU/mi 16 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

[E = Estimated Count

Approved By Date Approved : 03/12/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No. AU05057
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 18-3664
VALHALLA, NY COC:

Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 03/12/2018 AT 8:35:00AM
Agency : Westchester County DEF Submitted On : 03/12/2018 AT 11:37:00AM

Operations Bldg., Grasslands PWS No. : 5903488

Valhalla, NY 10595 Type Desctipt;: 022 Source ID ; 000
e Free Cl2: 1.70 Residual CI2 ;
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualificr Method
Date/Time Set 03/12/2018 AT 2.05:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/ml 10 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

E = Estimated Count |

Approved By Date Approved : 03/16/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1

{914) 231-1620 These analytical results refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No. AU05058
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : KA

Bottle No : 19-2977
VALHALLA, NY COC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 03/12/2018 AT 8:30:00AM
Agency : Westchester County DEF Submitted On : 03/12/2018 AT 11:37:.00AM
; PWS No. : 5903488
Operalions Bldg., Grasslands : 002 : 000
Valhalla, NY 10595 Type Descript(:; ) Source D :
Attn: Mike Ferraro Free Ci12: Residual CI2 :
Sample chilled on arrival 7 : YES
addt’l Report To : Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/12/2018 AT 2:05:00PM
Heterotrophic Plate Count CFU/mI 18 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count _______ Il
Approved By Date Approved : 03/16/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical resulls refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU05059
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No ; 1515
VALHALLA, NY CcocC:
Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWDA Collection Date : 03/12/2018 AT 10:00:00AM
Agency : Westchester County DEF Submitted On.: 03/12/2018 AT 11:37:00AM
: PWS No. : 5903488
Operations Bldg., Grasslands : 022 . 000
Valhalla, NY 10595 Type Descril:bt(';:1 : Source ID :
Atin: Mike Ferraro Free Ci2: 175 Residual CI2 :

Sample chilled on arrival 7: YES

addt’'l Report To ; Sample Type : POT_DW

Comment :
Test Description Units Results ___Qualifier Mecthod
Date/Time Set 0371212018 AT 1:16:00PM
Total Microscopic QOrganisms ASU per ml 83 SM18 10200F
Diatomaceae QOrganisms ASU per mi 83 SM1810200F
SYNEDRA-15
ASTERIONELLA-30
TABELLARIA-30
MELOSIRA-8
Chlorophyceae Organisms ASU per ml 1] SM1810200F
Cyanophyceae Organisms ASU per ml 0 SM1810200F
Protozoa Organisms ASU per ml 0 SM1810200F
Rotifera Crganisms ASU per ml 0 SM1810200F
Crustaceae Organisms ASU per ml 1] SM1810200F
Other Microscopic Organisms ASL per m| 0 SM1810200F
Amorphous Matter ASU per mi 403 SM1810200F

NYSDOH ELAP and NELAC do nof offer accreditation for Microscopic Examination. Unless the sample is otherwise qualified, all method
QC requirements were found to be acceplable,

E = Estimated Count
Approved By

Date Approved : 03/14/2018

Environmental Laboratories
NYS ELAP # 10108
(914} 231-1620

EMAIL Copy 4/5/2018
Page 1 of 1

These analytical resulls relate only o the sample identiffed in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05112
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : ERG KA

Bottle No : 11-1442
VALHALLA, NY cocC:

Collection Paint; RAW Collected By ;: DONOHUE

ID of Source : WWD1 Collection Date : 03/13/2018 AT 9:00:.00AM
Agency : Westchester County DEF Submitted On : 03/13/2018 AT 10:38:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands "
valhalla, NY 10595 Type Descrlpto':: 002 Source ID : 000
. M pH :
LSO Free CI2 : Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Mecthod
Date/Time Set 03/13/2018 AT 11:15.00AM
Heterotrophic Plate Count CFU/mI 13 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100mi 11 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi 6.8 SM20 9221E
. wem R — e LR e

|E = Estimated Count

Approved By Date Approved : 03/19/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analylical resulls refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No. AU05113
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No ;: 12-4131
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 03/13/2018 AT 9:01:00AM
Agency : Westchester County DEF Subng;t:;lr? " ggg;’ggw AT 10:38:00AM
Operations Bldg., Grasslands > 0. 2
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
o AL pH:
Atin: Mike Ferraro Free ClZ2: 1.73 Residual CIZ :
Sample chilled on arrival ?: YES
addt'i Report To : Sample Type : POT_DW
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 03/13/2018 AT 11:15:00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/ml 8 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

E = Estimated Count ]

Approved By Date Approved : 03/16/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05117
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottie No : B1894
VALHALLA, NY coc:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 03/13/2018 AT 10:00:00AM
Agency : Westchester County DEF Submitted On : 03/13/2018 AT 10:38:00AM

; PWS No. : 5903488
egﬁ;?lgoﬁf:%%é? rassiands Type Descriptor : 022 Source ID : 000

YT pH:
e FreeCI2: 1.70 Residual CI2 :
Sample chilled on arrival 7: YES
addt’'l Report To : Sample Type : POT_DW
Comment :

Method Test Deseription Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM204500P-E  Qrihophosphate (as P) 0.920 mygil 0.03 03/14/2018 11:48 am MO
SM20 4500HB Hydrogen lon 7.48 units 0.1 03M3/2018 245pm RRC

The pH is a field parameter with a 15 minute hold time. The Laboratory provides this test result only as a guide. This resuil cannot be
used for regulatory reporting puiposes.

DL = Detection Limit LOQ = Limit of Quantitation J=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt QA Officer Date Approved : 03/15/2018
Environmenta! Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical results refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05249
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 32-2747
VALHALLA, NY COocC:

Collection Point: RAW Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 03/14/2018 AT 10:01:00AM
Agency : Westchester County DEF Submitted On: 03/14/2018 AT 1:39.00PM
, PWS No. : 5903488
Operations Bldg., Grasslands "
Valhalla, NY 10595 Type Descriptor: 002 Source ID: 000
M pH:
gincMkelberain Free CI2: Residual Ci2 :
Sample chilled on arrival ? : YES
addt'l Report To ; Sample Type: POT_SRC
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 03114/2018 AT 2:25:00PM
Heterotrophic Plate Count CFU/ml 13 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

|E = Estimated Count

Approved By Date Approved : 03/16/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical results relate only o the sample identiffied in this report



Archived File - May Not Be ADA Compliant

Sample No.AU05250
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 33-4372
VALHALLA, NY CcocC:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date ;: 03/14/2018 AT 10:00.00AM
Agency : Wesichester County DEF Submitted On : 03/14/2018 AT 1:39:00PM
. PWS No. : 5903488
Operations Bldg., Grasslands !
Valhalla, NY 10595 Type Descrlpto;: 022 Source ID : 000
A pH:
Gl LEEIEL Free Cl2: 1.85 Residual CI2 ;
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/14/2018 AT 2:26:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 12 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count ]
Approved By Date Approved : 03/16/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108

Page 1 of 1
(914) 231-1620

These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU05353
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : RRC KA
Bottle No : 32-2512
VALHALLA, NY coc:
Collection Point ;: RAW Collected By : MCQUILLAN
ID of Source : WWD1 Collection Date : 03/15/2018 AT 10:21:00AM
Agency : Westchester County DEF Submitted On : 03/15/2018 AT 12:30:00PM

Operations Bldg., Grasslands PWS No. :

Valhalla, NY 10595 Type Descripto;f
Attn- Mike Ferraro pH:
Free CI2 :

5903488

002 Source ID : 000

Residual CI2 :

Sample chilled on arrival ? ;: YES

addt’l Report To : Sample Type : POT_SRC

Comment ;
‘Test Description Units Resulis Qualificr Method
Date/Time Set 03/15/2018 AT 2:33:.00PM
Heterotrophic Plate Count CFU/ml 6 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

Coliform, Most Probable Number per 100ml| <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <18 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 03/19/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

{914) 231-1620 These analylical results relate only fo the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AU05354
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : RRC KA
Bottle No : 33-3554
VALHALLA, NY coc:

Collection Point: TREATED Collected By : MCQUILLAN

ID of Source : WWD1 Collection Date : 03/15/2018 AT 10:20:00AM
Agency : Westchester County DEF Subng‘t’t:sd'? n gggssﬁgw AT 12:30:00PM
Operations Bldg., Grasslands > NO. :
Valhalla, NY 10595 Type Descriptor : 022 Source ID ; 000
ATV pH:
Atin: Mike Ferraro FreeCl2: 1.76 Resldual CI12 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualificr Method
DatefTime Set 03/15/2018 AT 2:34:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFUiml g SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count i
Apprbvecl By Date Approved : 03/19/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analytical results refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05408

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point :
ID of Source :
Agency :

addt'| Report To :

KENSICO Received By :
Bottle No :

VALHALLA, NY coc:
TREATED Collected By :
WWD1 Collection Date :
Westchester County DEF Subn:tted . i
Operations Bldg., Grasslands ws. No. i
Valhalla, NY 10595 Type Descriptor :
Atin: Mike Ferraro PH:
Free CI2:

ERG KA
8-4076

DONOHUE

03/16/2018 AT 9.20:00AM
03/16/2018 AT 10:20.00AM
5903488

022 Source ID: 000

187 Reslidual CI2 ¢

Sample chilled on arrivat 7 : YES
Sample Type : POT_DW

Comment :
Test Description Units Resulis Qualifier Method
Date/Time Set 03/16/2018 AT 11:36.00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/mI 5 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

E = Estimated Count

Approved By

Date Approved :

03/19/2018

Environmental Laboratories

NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 4/5/2018

Page 1 of 1

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05409
REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhaila, New York 10595

Sample Location : KENSICO

VALHALLA, NY

Collection Point: RAW
iD of Source : WWD1

Received By :
Bottle No :

COcC:

Coliected By :
Collection Date :

ERG KA
9-3390

DONOHUE
03/16/2018 AT 9:19:00AM

Agency : Wesltchester County DEF Subn;:i‘tJt:Sd h(l) . 23’0136‘::318 AT T02T00AM
Operations Bldg., Grassiands 0. i
Valhalla, NY 10595 Type Descrlptor: 002 Source ID : 000
Aitn: Mike Ferraro ;a5

Free Ci2 : Residual CI2 :
Sample chilled on arrival 7 : YES

addt'l Report To : Sample Type : POT_SRC

Comment :
Test Description Units Resulis Qualifier Method
Date/Time Set 03/16/2018 AT 11:36:00AM
Heterotrophic Piate Count CFU/ml 8 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estlimated CFU/mL.
Coliform, Most Probable Number per 100mi <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <18 SM20 9221E

|E = Estimated Count
Approved By

Date Approved ;: 03/19/2018

Environmental Laboratories EMALL Copy 4/5/2018
NYS ELAP # 10108

Page 1 of 1
(914} 2311620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05533
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No: 22-4125
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 03/19/2018 AT 9:06:00AM
Agency ; Westchester County DEF Submitted On : 03/19/2018 AT 12:09:00PM

- PWS No. : 5903488
Operations Bldg., Grasslands "
Vaihalle. NY 10605 Type Descriptor ; 022 Source ID : 000

Attn: Mike Ferraro ;0

FreeCI2: 1.79 Residual CI2 :
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type: POT_DW
Comment ;
Test Description Units Results Qualifier Method

Date/Time Set 03/19/2018 AT 1:46.00PM

Cualiform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 16 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

E = Estimated Count

Approved By Sandy Vannelli VOC Supervisor Date Approved : 03/21/2018
Environmental Laboratories EMAIL Capy 4/5/2018
NYS ELAP # 10108 Page 1 0f 1

{914) 2311620 These analytical resulls relate only to the sample idenlified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU05534
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location KENSICO Received By : ERG

Bottle No : 23-3025
VALHALLA, NY COC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 03/19/2018 AT 9:05.00AM
Agency : Westchester County DEF Submiitted On : 03/19/2018 AT 12:09.00PM
; PWS No. : 5903488
Operations Bldg., Grasslands :
Valhalla, NY 10595 Type Descriptor ; 002 Source ID : 000
Aftn: Mike Ferraro pH:
Free CI2 : Residual CI2 :
Sample chilled on arrival 7 : YES
addt’l Report To : Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/19/2018 AT 1:46:00PM
Heterotrophic Plate Count CFU/mi 13 SM20 9215B
The HPC method's ideal range is 30-300 CFU/mL. Results oulside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
|E = Estimated Count ]
Approved By Sandy Vannelli VOC Supervisor Date Approved : 03/21/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

Ik ee i These analylical results relate only lo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No. AU05627
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ; KENSICO Received By : KAERG

Bottle No : 12-4404
VALHALLA, NY COcC:

Collection Point: TREATED Collected By : ROMEOQ

ID of Source : WWDH Collection Date : 03/20/2018 AT 9:17:00AM
Agency : Wesichester County DEF Subn;;&estO n gg'gggg18 AT 10:42:00AM
Operations Bldg., Grasslands ? Ny
Valhalla, NY 10595 Type Descriptor ; 022 Source ID : 000
T pH:
Atin: Mike Ferraro Free Ci2: 1.80 Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
‘Test Description Units Results Qualifier Method
Date/Time Set 03/20/2018 AT 1:58:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mI 8 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFL/mL,

|E = Estimated Count |

Approved By Date Approved : 03/22/2018
Environmental Laboratories EMAIL Copy 4/5/12018

NYS ELAP # 10108 Page 1 of 1
(914} 231-1620

These analytical resulls relate only {c the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05628

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location: KENSICO Received By :
Bottle No :

VALHALLA, NY COC:

Collection Point: RAW Collected By :
ID of Source : WWD1 Collection Date :

KA ERG
13-3596

ROMEO
03/20/2018 AT 9:18:00AM

Agency : Weslichester County DEF &lm:&esd : n gggﬁggw AT 10:42:00AM
Operations Bidg., Grasslands Tvoe D o.: 002 ID: 000
Valhalla, NY 10595 ype *’5"""‘3;: Source [D :
Attn: Mike Ferraro Free CI2 : Residual CI2 ;

Sample chilled on arrlval 7 : YES

addt’l Report To : Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Mcthod
Date/Time Set 03/20/2018 AT 1:58:00PM
Heterotrophic Plate Count CFU/mi 11 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

Coliform, Most Probable Number per 100ml| 1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml 1.8 SM20 9221E
|E = Estimated Count |
Approved By Date Approved : 03/26/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

(914} 231-1620 These analytical results relate only fo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No. AUQ5767
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG
Bottle No : 12-3687
VALHALLA, NY COC:

Collection Point: RAW Collected By : DONOHUE

I of Source : WWD1 Collection Date : 03/21/2018 AT 8:31:00AM
Agency : Westchester County DEF Subn:&esd r? " 233231 iggw G
Operations Bldg., Grasslands Qs c
valhalla, NY 10595 Type Descripto:l: 002 Source D : 000
. : pH:
GO Free CI2; Residual CI2 :
Sample chilled on arrival ? : YES
addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/21/2018 AT 11:50.00AM
Heterotrophic Plate Count CFUWiml 12 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100m| <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count |
Approved By Date Approved : 03/23/2018

Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108

Page 1 of 1
(914) 231-1620

These analylical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05768
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 13-4904
VALHALLA, NY COocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 03/21/2018 AT 8:32:00AM
Agency : Wesichester County DEF Submitted On : 03/21/2018 AT 9:55:00AM

Operations Bldg., Grasslands PWS No.: 5903488

Valhalla, NY 10595 Type Descriptg;s 022 Source ID : 000
Attn: Mike Ferraro Free Cl2: 1.84 Residual CI12:
Sample chilled on arrival ? : YES
addt']| Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualiflier Method
Date/Time Set 03/21/2018 AT 11:50:00AM
Coliform Presence/Absence Test per 100ml| Absent Colilert-18
Heterotrophic Plate Count CFU/ml 10 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count |

Approved By Date Approved : 03/23/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1

SR 120 These analytical resulls relate only (o the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU05823
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No: 18-3280
VALHALLA, NY cocC:

Collection Point: RAW Collected By : ROMEO

ID of Source : WWD1 Collection Date : 03/22/2018 AT 9:17:00AM
Agency : Westchester County DEF Subn;&e; I:I) n gg‘gﬁggw AT 11:20:00AM
Operations Bldg., Grasslands > NO. -
valhalla, NY 10595 Type Descriptor : 002 Source ID: 000
A pH:
Aftn: Mike Ferraro Free CI2 : Residual Ci2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/22/12018 AT 2:40:00PM
Heterotrophic Plate Count CFU/ml 6 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

[E = Estimated Count

Approved By Date Approved : 03/26/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1
(914) 231-1620

These analytical results relate only lo the sample identified in this repor.



Archived File - May Not Be ADA Compliant

Sample No.AU05824
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERG
Bottle No : 19-4085
VALHALLA, NY CocC:
Collection Point: TREATED Collected By : ROMEO
ID of Source : WWDH1 Collection Date : 03/22/2018 AT 9:15:00AM

Agency : Westchester County DEF Submitted On : 03/22/2018 AT 11:20:00AM

X PWS No. : 5903488
Bidg., "
\cl}:lﬁ:f;oﬁy 1%%956 rassiands Type Descriptor : 022 Source 1D : 000

e PH:
Attn: Mike Ferraro Free Cl12; 1.84 Residual CI2 ;
Sample chilled on arrival 7: YES
addt’l Report To : Sample Type: POT_DW
Comment :

Test Description Units Results Qualifier Method
Date/Time Set 03/22/2018 AT 2:40:00PM

Coliform Presence/Absence Test per 100ml Absent Colilert-18

Heterotrophic Plate Count CFU/ml 10 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count

Approved By Date Approved : 03/26/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

A s iRty These analytical results relate only fo the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU05894

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO

VALHALLA, NY
RAW
WwWD1

Westchester County DEF
Operations Bldg., Grasslands
Valhalla, NY 10595

Attn: Mike Ferraro

Collection Point:
= ID of Source :

Agency :

addt'l Report To :

Received By :
Bottle No :
cocC:

Collected By :
Collection Date :
Submitted On :
PWS No. :

Type Descriptor :
pH:

Free Cl2 :

KA
21-2413

MCQUILLAN

03/23/2018 AT 10:23:00AM
03/23/2018 AT 1:48:.00PM
5903488
002 Source ID : 000

Residual CI2 :

Sample chilled on arrival 7 : YES
Sample Type : POT_SRC

Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 03/23/2018 AT 1:58.00PM
Heterotrophic Plate Count CFU/ml 8 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

Coliforim, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count |
Approved By Date Approved ;: 03/26/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05895
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location ' KENSICO Received By : KA
Bottle No : 22-7087
VALHALLA, NY caoc:

Collection Point: TREATED Collected By : MCQUILLAN

1D of Source : WWD1 Collection Date : 03/23/2018 AT 10:22:00AM
Agency : Westchester County DEF Su"":g;’:h? n gg’%ﬂggw Ul
Operations Bldg., Grasslands > NO. 2
Valhalla, NY 10595 Type Dest::rlpto'l-'I : 022 Source D : 000
A PH:
B LI Free Cl2: 182 Residual Ci2 ;
Sample chilled on arrlval 7 : YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/23/2018 AT 1:58:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 10 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

IE = Estimated Count

Approved By Date Approved : 03/26/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analylical resufts relate only o the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU06008
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 26-4089
VALHALLA, NY CocC:

Collection Point: TREATED Collected By : ROMEO

D of Source ; WWD1 Collection Date : 03/26/2018 AT 9:30:00AM
Agency : Westchester County DEF Submitted On : 03/26/2018 AT 1:13.00PM
. PWS No. : 5903488
Operations Bldg., Grasslands D © 022 . 0
Valhalla, NY 10595 Type escript:;: Source ID : 000
AL Free CI2: 187 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type ;: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/26/2018 AT 1:54:.00PM
Coliform Presence/Absence Test per 100m} Absent Colitert-18
Heterotrophic Plate Count CFU/m| 5 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

o ks 1

[E = Estimated Count !

Approved By Date Approved : 03/29/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1
(914) 231-1620

These analytical results refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU06009
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG

Bottle No : 27-3274
VALHALLA, NY CcocC;

Collection Point: RAW Collected By : ROMEO

D of Source : WWD1 Collection Date : 03/26/2018 AT 9.32:00AM
Agency : Westchester County DEF Submitted On : 03/26/2018 AT 1:13:00PM
; PWS No.: 59503488
Operations Bldg., Grasslands
Valhalla. NY 10595 Type Descriptor: 002 Source ID : 000
- Mik pH:
UL DAL Free CI12: Resldual €12 :
Sample chilled on arrival ? : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/26/2018 AT 1:54:00PM
Heterotrophic Plate Count CFU/ml 13 SM20 9215B
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100mi <1.8 SM20 9221E

[E = Estimated Count I
Approved By Robert Hilbrandt QA Officer Date Approved : 03/30/2018

Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108

Page 1 of 1
(914} 231-1620

These analytical resuits relate only to the sample idenlified in this report,



Archived File - May Not Be ADA Compliant

Sample No. AU06087
REPORT OF ANALYSIS

Waestchester County Department of Labhs and Research 10 Dana Road Valhalla, New York 10595

Sample Location . KENSICO Received By : ERG KA

Bottle No : 8-3612
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWDH1 Collection Date : 03/27/2018 AT 9:00:00AM
Agency : Westchester County DEF Submitted On : 03/27/2018 AT 10:42:00AM
i PWS No.: 5903488
Operations Bldg., Grasslands Tvpe Descri : 022 D: 000
Valhalla, NY 10595 Ype Descriptors S Lt
St Free C12: 1.90 Residual CI2 :
Sample chilled on arrival ? : YES
addt'l Report Yo ; Sample Type : POT_DW
Comment ;
Test Description Units Results Quatifier Method
Date/Time Set 03/27/2018 AT 11:37:00AM
Coliform Presence/Absence Test per 100ml| Absent Coliler-18
Heterotrophic Piate Count CFU/mi 8 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results oulside this range are reported as estimated CFU/mL.,

[E = Estimated Count

Approved By Date Approved : (3/29/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1
(914) 231-1620

These analytical results relate anly to the sample identified in this repori



Archived File - May Not Be ADA Compliant

Sample No.AU06088

REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA

Bottle No ;: 9-1602
VALHALLA, NY CocC:

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 03/27/2018 AT 9:03:00AM
Agency : Wesichester County DEF Subng:,t;sd h? n ggfﬂg? ARATRICGISZ00AM
Operations Bldg., Grasslands > V0.
Valhalla. NY 10595 Type Descriptor : 002 Source ID : 000
. ML pPH:
UL AL Free CI2: Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Typa : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/27/2018 AT 11:37:00AM
Heterotrophic Plate Count CFU/mI 10 SM20 9215B
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CEU/mL.
Coliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
{E = Estimated Count 1l
Approved By Date Approved : 03/29/2018

Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108

Page 1 of 1
(914) 231-1520

These analytical results refate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU06242

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location .

Collection Point:
ID of Source :
Agency :

addt'l Report To :

KENSICO Received By :
Bottie No :

VALHALLA, NY CcoOcC:
TREATED Collected By :
WWD1 Collection Date :
Weslchester County DEF s"b";;t;sd '? n :
Operations Bldg., Grasslands 2O
valhalia, NY 10595 Type Descriptor :
Attn: Mike Ferraro pH :
Free CI2 :

ERG KA
18-4902

DONOHUE
03/28/2018 AT 8:55:00AM
03/28/2018 AT 10:59:00AM

5903488
022 Source ID: 000
1.80 Resldual CI2 :

Sample chilled on arrival ? : YES
Sample Type : POT_DW

Comment :
Test Description Units Results Qualificr Method
Date/Time Set 03/28/2018 AT 1:42:00PM
Coliform Presence/Absence Test per 100mil Absent Colilert-18
Heterotrophic Plate Count CFU/mI 6 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count

Approved By Robert Hilbrandt

QA Officer

Date Approved :

03/30/2018

Environmental Laboratories

NYS ELAP # 10108
(914) 2311620

EMAIL Copy 4/5/2018

Page 1 of 1

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU06244

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

KENSICO Received By ;
Bottle No :

VALHALLA, NY COcC:
RAW Collected By :
WWD1 Collection Date :
Westchester County DEF S"'b":w’d 1] .
Operations Bldg., Grasslands S 250
Valhalla, NY 10595 Type Descriptor :
Atin: Mike Ferraro pH:
Free Ci2 :

ERG KA
21-3652

DONOHUE

03/28/2018 AT 8:54:00AM
03/28/2018 AT 10:59:00AM
5903488

002 Source ID : 000

Residual CI2 :

Sample chilied on arrival 7: YES

addt'l Report To : Sample Type: POT_SRC

Comment :
‘Test Description Units Results Qualifier Method
Date/Time Set 03/28/2018 AT 1.42:00PM
Heterotrophic Plate Count CFU/mI 10 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

Colifarm, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count |
Approved By Robert Hilbrandt QA Officer Date Approved : 03/30/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU06255
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : ERG KA
Bottle No : B4125
VALHALLA, NY CocC;
Collection Point: TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 03/28/2018 AT 8:56:00AM
Agency : Westchester County DEF SUb";w:: n ggfgggm AT 10:59:00AM
Operations Bldg., Grasslands o
Valhalla, NY 10595 Type Descripto:| : 022 Source ID: 000
Y pH:
Altn: Mike Ferraro FreeClI2: 1.80 Residual CI2 ;
Sample chilled on arrival ?: YES
addt’l Report To ; Sample Type : POT_DW
Comment :
Method Test Description Resufts  Qualifier Units DL/LOQ Analyzed on Validator
Ingrganics
SM204500P-E  Orthophosphate (as P) 0.942 mg/L. 0.03 02/29/2018 10:44 am MO
SM20 4500HB Hydrogen lon 7.46 units 0.1 03/28/2018 3:11pm RRC

The pH is a field parameter with a 15 minute hold time. The Laboratory provides this test result only as a guide. This result cannot be
used for regulatory reporting purposes.

DL = Detection Limit LOQ = Uimit of Quaniiiation J=value is an estimate H = exceeds holding time s
Approved By Robert Hitbrandt QA Officer Date Approved : 03/29/2018

Environmental Laboratoties EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1

(914) 231-1620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU06343
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : ERG KA
Bottle No : 19-7136
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : DONOHUE

ID of Source ;: WWD1 Collection Date : 03/29/2018 AT 10:02:00AM
Agency : Wesichester County DEF Subn:&esdh? n gggzﬂggw AT 11:10:00AM
Operations Bldg., Grasslands 9.:
Valhalla, NY 10595 Type Desctiptor: 022 SourceiD : 000
- M pH:
Altn: Mike Ferraro Free CI2: 183 Residual CI2 :
Sample chilted on arrival ? : YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/29/2018 AT 2:13:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 12 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

[E = Estimated Count |

Approved By Date Approved : 04/02/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

{914) 231-1620 These analytical resulls refate only to the sample identified in this repor.



Archived File - May Not Be ADA Compliant

Sample No. AU06345

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO

VALHALLA, NY
RAW
WwDH

Westchester County DEF
Operations Bldg., Grasslands
Valhalta, NY 10595

Attn. Mike Ferraro

Collection Point:
ID of Source :
Agency :

Received By :
Bottle No :
COC:

Collected By :
Collection Date :
Submitted On :
PWS No. :

Type Descriptor :
pH :

Free ClI2:

ERG KA
21-2753

DONQHUE

03/29/2018 AT 10:01:00AM
03/29/2018 AT 11:10.00AM
5903488

002 Source ID ; 000

Residual CI2 :

Sample chilled on arrival ? : YES

addt’l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualificr Method
Date/Time Set 03/29/2018 AT 2:13:.00PM
Heterotrophic Plate Count CFU/mI 18 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL.. Resuits outside this range are reported as estimated CFU/mL.

Coliform, Most Probable Number per 100ml <1.8 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
E = Estimated Count |
Approved By Date Approved : 04/02/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 231-1620

These analytical results relate only (o the sample identified it this report.



Archived File - May Not Be ADA Compliant

Sample No.AU06403
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA

Bottle No : 12-4053
VALHALLA, NY cocC:

Collection Point: TREATED Collected By : ROMEO

ID of Source : WWD1 Collection Date : 03/30/2018 AT 9:30:00AM
Agency : Westchester County DEF Subrr:;t:sdh? n ggfoagggw AT 10:52:00AM
Operations Bldg., Grasslands 0. .
Valhaila, NY 10595 Type Descripto:'l: 022 Source ID : 000
YT pH:
Altn: Mike Ferraro Free CI2: 1.95 Residual CI12 :
Sample chilled on arrival 7 : YES
addt'l Report To ; Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/30/2018 AT 11:26:00AM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mi <] SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.,

|E = Estimated Count |

Approved By Date Approved : 04/02/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1
{914) 231-1620

These analytical resulls relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AU06404
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : KA
Bottle No : 13-2423
VALHALLA, NY COC:

Collection Point: RAW Collected By : ROMEO

ID of Source : WWD1 Collection Date : 03/30/2018 AT 9:32:00AM
Agency : Westchester County DEF Submitted On : 03/30/2018 AT 10:52:00AM

Operations Bldg., Grasslands PWS No. : 5903488

valhalla. NY 10595 Type Descriptor : 002 Source ID: 000
. Mik pH:
Atin: Mike Ferraro Free CI2 ; Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/30/2018 AT 11:26:00AM
Heterotrophic Plate Count CFU/mI 20 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Caliform, Most Probable Number per 100ml <1.8 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

|E = Estimated Count |

Approved By Date Approved ;: 04/02/2018
Environmental Laboratories EMAIL Copy 4/5/2018
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05482

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana

Road Valhalla, New York 10595

Sample Location : DALEWOOD SOUTH

HARTSDALE, NY
Collection Point: SOUTH HYDRANT
ID of Source : WWD1

Agency : Westchester County DEF
Operations Bldg., Grasslands
Valhalla, NY 10595
Attn: Mike Ferraro

addt'l Report To ;

Received By :
Bottle No :
COC:

Collected By :
Collection Date :
Submitted On :
PWS No. :

Type Descriptor :
pH:

Free CI2 :

ERG
T780 K3790 3785 3791 FB3723
3715

DEMA

03/19/2018 AT 9:05:00AM
03/19/2018 AT 9:37:00AM
5903488

022 Source ID: 000

0.59 Residual CI12 ;

Sample chilled on arrival 7 : YES
Sample Type : POT_DW

Comment :

Mcethod Test Description Reselts  Qualifier  Units DL/LOQ Analyzed on Validator
Organics

Trihalomethanes
EPA 5242 Bromodichloromethane 3.17 ugl. 050  03/20/2018 MG
EPA 5242 Bromoform < LOGQ vgll  0.50 03/20/2018 MG
EPA 524.2 Chloraform 234 ugl. 050  03/20/2018 MG
EPA 524.2 Dibromochloromethane < LOQ ugll. .50 03/20/2018 MG

Haloacetic Acids
EPA 552.2 Bromaochloroacetic Acid 1.26 ug/L. 1.00 03/22/2018 MG
EPA 5522 Dibromoacetic Acid <L0Q ugll  1.00  03/22/2018 MG
EPA 552 2 Dichloroacetic Acid 13.0 ug/lL  1.00  03/22/2018 MG
EPA 552 2 Monobromoacetic Acid <L0Q ug/L 1.00  03/22/12018 MG
EPA552.2 Monochloroacetic Acid <LOoQ ugll  1.00  03/22/2018 MG
EPA 552.2 Trichloroacetic Acid 24.1 ugll.  1.00 037222018 MG

Stat charge for VOLATILE organic tests Completed 03/20/2018 12:57 pm MG

DL = Detection Limit LOQ = Limil of Quantitation J=value is an estimate H = exceeds holding time
Approved By Sandy Vannelli VOC Supervisor Date Approved : 03/23/2018

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 4/5/2018

Page 1 of 1

These analytical results relafe only to the sample identified in this report.




Archived File - May Not Be ADA Compliant

Sample No.AU05483
REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : DALEWOOD NORTH

HARTSDALE, NY
Collection Point : NORTH HYDRANT
ID of Source : WWD1

Agency : Westchester County DEF
Operations Bldg., Grasslands
Valhalla, NY 10595
Atin: Mike Ferraro

Received By : ERG
Bottle No : T680 K3767 3786 3789 FB3723
COoC: 3715

Collected By : ROMEQO
Collection Date : 03/19/2018 AT 9:00:00AM
Submitted On : 03/19/2018 AT 9:37:00AM
PWS No. ; 5903488

Type Descriptor : 022 Source ID : 000
pH:
Free Cl2: 054 Residual Cl2 :

Sample chilled on arrival 7 : YES

addt'l Report To : Sample Type : POT_DW
Comment :

Method Test Deseription Results  Qualifier  Units DL/LOQ Analyzed on Validator
Oraganics

Trihalomethanes
EPA 524 2 Bromodichloromethane 2.90 ug/l 050  03/20/2018 MG
EPA 524 2 Bromoform <L0Q ug/l 050  03/20/2018 MG
EPA 5242 Chloroform 19.4 ug/ll  0.50  03/20/2018 MG
EPA 524 2 Dibromochioromethane < LOG ug/lL 050  03/20/2018 MG

Haloacetic Acids
EPA 5522 Bromochloroacetic Acid 1.19 ug/l. 1.00  03/22/2018 MG
EPA 552.2 Dibromoacetic Acid < LOQ ug/l  1.00 03/22/2018 MG
EPA 552 2 Dichloroacetic Acid 128 ugfL 1.00 03/22/2018 MG
EPA 552 2 Monobromoacetic Acid < LOQ ug/L 100  03/22/2018 MG
EPA 5522 Menochloroacetic Acid < LOQ ug/lL  1.00  03/22/2018 MG
EPA 5522 Trichloroacetic Acid 235 ug/l. 1.00  03/22/2018 MG

Stat charge for VOLATILE organic tests Completed 03/20/2018 12:57 pm MG

LOQ = Limit of Quantilation

DL = Delection Limil

Approved By Sandy Vannelli

VOC Supervisor

J=value is an eslimate H = exceeds holding fime

Date Approved : 03/23/2018

Environmental Laboratories
NYS ELAP # 10108
{914) 231-1620

EMAIL Copy 4/5/2018
Page 1 of 1

These analytical resuils refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No. AUG5510
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : DALEWQOD SOUTH Received By : KAERG

Bottle No : 11-2878
HARTSDALE, NY coc:

Collection Point: SOUTH HYDRANT Collected By : DEMA

ID of Source : WWD1 Collection Date : 03/19/2018 AT 9:00:00AM
Agency : Westchester County DEF Subrr;:laesd r? n gggas::;gw AT S300AM
Operations Bldg., Grasslands > 0. :
Valhalla, NY 10595 Type Desr:ﬂr.,to'l:l : 022 Source ID : 000
e PH:
Attn: Mike Ferraro Free CI2: 059 Residual CI2 :
Sample chifled on arrival 7 : YES
addt’l Report To : Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Sat 03/19/2018 AT 10:26:00AM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/mi 230 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count |
Approved By Sandy Vannelli VOC Supervisor Date Approved : 03/21/2018
Environmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108

Page 1 of 1
{914) 231-1620

These analyfical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05511

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location - DALEWOOD NORTH Received By :
Bottle No :
HARTSDALE, NY cocC:

Collection Point: NO H
in RTH HYDRANT Collected By :
ID of Source : WWD1 Cnllection Date :
Agency : Westchester County DEF S"b":,i;tvesd : n
Operations Bldg., Grasslands 0.
Vathalla, NY 10595 Type Descriptor ;
Attn: Mike Ferraro pn:
Free Cl2:

KAERG
12-3055

DEMA
03/19/2018 AT B:55.00AM
ORTLERTE B DR Se 0 AM

5903488
022 Source ID : 000
0.54 Residual CI2 :

Sample chified on arrival ? : YES

addt'l Report To ;

Sample Type : POT_DW

Comment :
Test Description Units Resulis Qualificr Method
Date/Time Set 03/19/2018 AT 10:26:00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFUimi 1 SM20 92158

The HPC method’s ideal range is 30-300 CFU/mL. Resulls outside this range are reported as estimated CFU/mL,

E = Estimated Count |
Approved By Sandy Vannelii

VOC Supervisor

Date Approved :

03/21/2018

Znvironmental Laboratories
iYS ELAP # 10108
914) 231-1620

EMAIL Copy 4/5/2018

Page 1 of 1

These analytical results relate only (o the sample idenlified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AU05629

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location

Collection Point:
D of Source :
Agency :

addt'l Report To :

DALEWOOD NORTH Received By :
Bottle No :
HARTSDALE, NY COcC:

NORTH HYDRANT

Collected By :

WWDH Collection Date :
Weslchester County DEF s“b":_f&esdh?" ;
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descriptor
Altn: Mike Ferraro gt
Free CI2 :

KA ERG
14-3248

DEMA

03/20/2018 AT 9:15:00AM
03/20/2018 AT 10:42:00AM
5903488

022 Source ID: 000

0.50 Residual CI2 :

Sample chilled on arrival ? : YES
Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 03/20/2018 AT 1:58:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18

Heterotrophic Plate Count 8
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

CFU/ml

[E = Estimated Count

Approved By

SM20 92158

Date Approved : 03/22/2018

Environmental Laboratories

NYS ELAP # 10108
(914) 231-1620

EMAIL Copy 4/5/2018

Page 1 of 1

These analytical resulls refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No. AU05630
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : DALEWOOD SOUTH Received By : KAERG
Bottle No : 15-3448
HARTSDALE, NY coc:
Collection Point: SOUTH HYDRANT Collected By : DEMA
ID of Source : WWD1 Collection Date : 03/20/2018 AT 9:17:00AM
Agency : Westchester County DEF Submitted On : 03/20/2018 AT 10:42:00AM
‘ PWS No. : 5903488
Operations Bldg., Grasslands .
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
. ML pH:
Attn: Mike Ferraro Free CI12: 0.47 Residual CI2 ;
Sample chiited on arrival ? : YES
addt’'l Report To : Sample Type : POT_DW
Comment :
Test Description Units Resulis Qualifier Method
Date/Time Set 03/20/2018 AT 1:58:00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFUWmI 8 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

E = Estimated Count |

Approved By Date Approved : 03/22/2018
Invironmental Laboratories EMAIL Copy 4/5/2018

NYS ELAP # 10108 Page 1 of 1

914) 2311620 These analytical results relate only lo the sample identified in this report.



