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George Latimer
County Executive

Department of Environmental Factlities

Vineent . Kopicky, I'E.
Commissmner

December 5, 2019

EES Case Management Unit

Environment and Natural Resources Division
U.S. Department of Justice

P.O. Box 7611 :

Washington, D.C. 20044-7611

Chief, Water Compliance Branch

Division of Enforcement and Compliance Assistance
U.S. Environmental Protection Agency, Region II
290 Broadway, 20th Floor

New York, NY 10007

Chief, Water and General Law Branch

Office of Regional Counsel

U.S. Environmental Protection Agency, Region Ii
290 Broadway, 16th Floor

New York, NY 10007

Re: DJ# 90-5-1-1-10536
To Whom Ever This May Concern:
Enclosed herewith is Westchester County’s November 2019 Monthly Operating Report.

Sincerely,

A-blhth

Anthony Della Valle, P.E.
Director, Wastewater Treatment

cc:  Andrew E. Krause, via e-mail
Cristine Irvin Phillips, via e-mail
EES Case Management Unit, via e-mail

Division of Solid Waste
Wastewater Treatment
Water Agency

270 North Avenue
New Rochelle, New York 10801 Telephone: (91 1) 81:3-5 100 Fax: (91-1) 813-5 G0 \Website: westchestergov.eom
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Westchester County Water District #1

LT2 Compliant Water report 2019

November LT2 Compliant Water
Gallons

Kensico 285,236,000

Shaft 22 344,715,000

Monthly Total 629,951,000
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Water Systems Operation Report
UNFILTERED SURFACE WATER SYSTEMS

Bureau of Public Water Supply Protection

Instructions: Complete form and submit to your local health unit within 10 days of the close of the reporling month.

"7 NAME OF PUBLIC WATER SYSTEM J PROGRAM CODE STATION (NUMBER) s REPORTING MONTH/YEAR |
WESTCHESTER COUNTY . ' .
WATER DISTRICT NO, 1 | 100 | 05903488 Nov "19 |

Location VALHALLA County WESTCHESTER

L T . o — e
RAW WATER TURBIDITY

N oL ; _

DATE | o000 0400 | 0800 1200 1600 2000 DATE mlffgg’.ﬁf’ggﬁﬂ o paf :g:ﬁ"’gz‘:;“‘ms
1 062 | 068 0.63 067 | 067 0.66 1 22.0 7.8
2 068 | 062 0.65 064 | 067 0.64 2
3 0.60 0.59 0.64 0.63 062 | 063 | | 3

4 | 058 | 062 | 064 063 | 084 | 060 4 170 78

5 | o5 | 062 | o064 | 065 | 065 | 064 5 X 20

G 0.61 0862 0.68 0.65 0.64 063 | 6 490 <1.8

7 | oe0 | oes | ose 0.67 068 | 066 j 7 130 1 <=8 T

e 064 | 082 065 | 066 | 065 | 062 | | 8 1.0 <i8

i IEE 058 | 063 | 063 0.64 063 | | 8 |~

T Y 055 | 0.63 0.64 0.67 063 10

T —Jlr 0.62 0.57 0.69 0.65 0.68 0.64 1 49.0 45

P2 [ oes 0.65 0.68 0.65 065 | 066 | | 12 78 T <18

13 | 063 | 060 | 086 | 065 | 065 | 083 | | 13 140 40
T 060 | 060 0.67 064 0.64 062 | @ 14 170 <18
s 055 | 054 | 065 | 060 | 061 | 059 | 5 40 18
16 | 063 057 | 061 0.63 062 | 062 | 16 T
17 | 058 057 0.61 063 063 | 062 | 17 N
18 057 | 056 0.63 0.61 0.62 062 | 18 TR0 68
19 0.60 0.57 0.65 0.63 0.62 062 | 19 40 20
20 061 | 057 065 | 065 066 | 062 | | 20 130 <18 i
21 0.60 054 | 081 062 | 061 061 1 2 40 <1.8 o
22 0.61 0.59 0.69 0.66 0.65 065 | | 22 | 6.1 I <18
23 060 | 059 0.65 0.65 064 | 0.64_|' 23 | __ = )
24 0.62 0.64 0.65 0.66 0.66 063 | 24
E 0.61 0.61 0.69 0.64 065 @ 063 25 | 1o <1.8
26 | 063 060 | 0.70 0.68 067 | o067 | | 28 | 56 T 18
27 | 08 | 085 0.70 0.68 070 | 068 | | 21 | 120 <18
28 0.67 0.68 0.70 0.68 0.74 069 | | 28 ' 78 T <iB
29 | 066 072 0.73 074 0.73 0.7 1 | e =
30 0.69 0.7 073 0.76 0.70 0.69 30
- | | I i
1. Record raw waler turbidity values every four hours. 4. Minimum number of microbiological samples required
per week NIA

2. Notify state by the end of the next business day
whenever the raw water turbidity exceeds 5 NTU. 5. A daily microblological sample is required every day the
raw water turbidity exceeds 1 NTU.

3. Population served N/A

DOH-1014 (3/9%) p 10f 2 (OVER)



Archived File - May Not Be ADA Compliant

Microbiological Samples and Free Chlorine Residual

| S_lqyn;:éle Totat E coll lelzen% . Poputation Served:
Sample Location SD:rt:p?; 1.Routine ggggc: Pasiliva | Residual ) ) o .
2.Repeat (mg/l}  |Number of microbiotogical monitoring samples required:
! 3HTE
Kensico Dam 11/0118 1 No No 1.20  |Number of microbiological samples taken: 21
Kensico Dam 11/04/12 1 No No 119  |Did an M&R violation occur? No
Kensico Dam | 11/05/19 1 No No 122 |
Kensico Dam 11/06/19 1 No No 1.26 If "Yes", check reason(s) below:
Kensico Dam 11/07119 1 No No 117 Actual number of samples is fewer than required.
Kensico Dam 11/08/19 1 No Neo 1.20 Did not collect/analyze repeat samples.
Kensico Dam 1MA119 1 No No 1.29 Did not collect/analyze for E.coli for positive total
Kensico Dam 1112119 1 No Na i.22 a coliform from routine/repeat sample.
Kensico Dam /1319 1 No No 1.25
Kensico Dam 11/1419 1 No No 1.30 Did an MCL violation occur? No
| KensicoDam | 11/15/19 1 No ‘No 129
| Kensico Dam 111819 1 No No 1.25 If *Yes", check reason(s) below (see also Part 5, Table 6 for
{  Kensico Dam 1111919 1 No No 1.23 additional information).
' Kensico Dam 11/20/19 1 No No 1.24 For systems collecting less than 40 samples per month
; Kensico Dam 121119 1 No No 1.29 two or more of the samples {routine and/or repeat) are
: Kensico Dam 1112219 1 No No 1.214 posilive for total coliform {=total coliferm MCL violation)
. Kensico Dam 11725119 1 No No 1.26
; Kensico Dam 11726119 1 No No 1.27 For systems collecting 40 or more samples per month:
" Kensico Dam 11727119 1 No No 1.20 mare than 5% of the samples {routine andfor repeal)
Kensico Dam 11/28119 1 No No 1.21 are positive for total coliform {=total coliform MCL
Kensico Dam 11129119 1 No No 1.19 violation).
The original sampie was E.coli positive and at least 1
repeat sample was positive for total coliform
{=E.coli MCL violation).
Reminder: System must collect a minimum of five (5) routine
microbiological monitoring samples during the month following a
repeat sample collection.
As required by 5-1.72, "Operation of a Public Water System”, a
copy of this form shall be sent to your local health department
by the 10th calendar day of the next reporting period.

Sample Collector(s): Cannor Donohue, Amanda Delgado

Name of NYSDOH Cerlified Laboratory: WCDLR 10108

Did any MCL violations cccur? If so, please describe:

Did an emergency or low pressure problem occur? Did source water bypass an existing treatment process in the system? If so, please explain.

Comments:
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Water System Operation Report
Buread of istes Suppty Potection | T For Systems that Treat with Chlorine and/or Ultraviolet Radiation
L e R

Public Water SystemName: . W WD | ¥Kens (e Pam_ ____ public Water System[D: Nv___ 910 3458

Counly: W_C_S_‘ ¢ hcs;h:( __ Town, Village or City: _. VCI! ha ! 1 a Source Water Type(s: g zurh::
1]
Reparting Month/Year: “AIEZMQ;'!'_L Date Report Submitted: ___L?:m!”_zﬁ.?..l.tl ” %guv:,:ll:[umh subsequent chlarination
| Purchase wiout subsequent chlosination
_. % log lreatment required
T CHIORINATION ULTRAVIOLET RADIATION/OTHER TREATMENTS
B ] Gaseous i mgriu_ig_.____" hll‘ree s : L :
Treated water | Cylinder [Chlonne i Hypachlorite r:,;:.,n;;; UV Unit | Intensity | sleeve | Checked -;E-Ef 9'&."!.‘
Sources) volume weight | used/Day ; added 10 crock enlrvpnml aclive | meter | cleaned by 2 A 2 é@ 2
| Dalei inuse -GALLDNS /DAY [ | “es. mu.unsnun ang oeswo) [ »70% | cosmn | oomita S-JU | o
| qose | I g _;o L Tep 19 |53 |
b2 - Q.00 . f SRR S X A 0 1 1o TS SN SRR SRS S ¥ > NON [ b S I ¥
3, IC T TS N FORSUN SV ™ IO N SN LD [ 7854
4 elgs | i T e v T T AD ' %3 S
5| e JCL e |9 I T SN (S P A o S I ) T
B EVERRARPL K, 5 e o I 153 12 L AD Tb |55
1 IESUPRESIENS 11 % - o XN sl 195 a3 ! b AD 18Dl
- 600 | . i A 120 } R ) gq. "y GO,
- ($,115 booootecdoso a2 b ). tep [ K918 |
-1 2 1 L S S S A 122 4 SN <) TR O "2 "S- 1
woo Ay 13¢ L 29 | | LAp. | V0 et |
12 | Q,4eC SN S S T S+ W S, SOOI, PR < 5 W -
1 G, 11 : A kst tep 199 | 54
t ,q s43 | ' wa _tyse o b 1 | ap lag 155
Bl mppdeilGsagartletoabyl == g 129 A o _.lAn 1895 133
16 LT e I Y e e b 1AD A LD
7 PR W ot 1+ 0 B - R s YT - VO e N e B e L ]
;. 9.3¢3 : PR N 1) R TSSO P _AD Lol st
. » o s h@ B LD 1 e 123 o — Ap | gs 41
o 1835 USRS YT U | U ISR MO SRS O I« G "% D
o a1 e ol Sl oo HE2Y . : co lioe .5
p?. 195%> | Lo b2y e LD Gq 51
B '§.500 | U N ) Y I X W S A | | 85 % !
2 . WS L o3 s Lo |ap vy "
25 _Be2s ‘ b tses o aae 7T lep e I 51
| 2%, 9. 580. ._....“_! S TL N ol _|nap __1 101 i.ﬁo.__,
- __iq,no ] TSR W STk - e e LD __-_.%3 -
[ cibie, 300 Rl r-—"' Lo _f___ IED mm_'..:ﬂ
L B Rwes | TR S R I e 1 l%
i :‘:I 5 ﬂJ.'as__i 1R e | e, (4} %3 ]
e - — | = 1 — [—— b s
T 285, 15“5 . :3:»41 Ao 1 "'f"““! T2 ise:
P oAl IQSO'K Bl ) L lr2z | [_ 32 | 53 |
Chlorine Mix Ralio = quartsfgallons of _ _ — % chlorine added to - gallens of water in crock.
Date UV quartz sleeve lastcleaned: . _ Date UV lampreplaced: . ____
MMDO Y ML DDTY
Marm activation: [JNo £] ves 1FYes,” date of activation: — Required Treatment Residual Level: mofl

= e 0, e b Lataimniumen. NI Z252Y/
- = - _ Date: I/;égm//q Operator Grade Level; ;:E

Reporied by:

Signature:

DOH-360CUV (09/18) Page ) of 2
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Water System Operation Report

NEW YORK STATE DEPARTMENT OF HEALTH

Bureau of Water Supply Pralection For Systems that Treat with Chlorine and/for Ultraviolet Radiation
Public Waler System Name: ,.O ( (-‘&\M)‘ 6+ p"“‘f.ﬁ_._ﬁ'}“\"‘of‘ Public Waler System ID: NY...;S..c,.E} ‘1..,8,.2?.
County: wesfc!‘.e'?fEL cvusere - - TOWN, Village or Cily: \f\n’\\.\'ﬂip{“'}s n SourceWal!rTvpelsl:?L:i(Sudau
- . ) Ground
Reporting Month/Year: . _ | l ,‘%’21(1_ Date Report Submilted: 12@7 H g::',‘,‘na; with subsequent thiorination
! Purchase wiout subsequent chlorinalion
(3 4 tog ireaiment required
‘ CHLORINATION .. ULTRAVIOLET RADIATION/OTHER TREETME}JT} -
Gaseous i Liguid Free i ! [
B R B it 1Y . Quartz |
Treated water | Cylinder | Chlacine | Hypochlorite ! racidyalaq | UV Unit | Intensity | sleeve | Checked |
; Source(s) volume weight |used/Day | added to crock lentry polnt | active | meter | cleaned by
Dalﬁi nuse : ; GALLDWSDAY) nast s GALLONS O Q. ARIS) g} iVES-MD} r?D’fn et 7L D] LHITALS l |
| Kevouo- 99PS LY~ T 096 | ' ‘ «_I-b_l.-—. -
2 o TR _ A2 Lz
3 she . T 0:59 2 Ll?
L oat YR e 088 :
' - P e
§| - Ao e 09 P_‘ o
1. oty PP
o , P2 -
8 } i O 4 i i !
9] ] iy 2=
i i i i A .
. J =J I
Lo N A L2V
i .. . DT
14} . Y. =l L7
15 4 ol L2
i 16 ;._Y_ i By ,,,..g S
Lo X Bl D !
i sl 7 oz ST 4 N
L Y. .,ZJ !
20" i Y = L2
n; ] Sy P !
2, LA éz_é_l — i
2 i A - AV AN A
T I B VA 4
25! e | e | :
, 2] [ IV 4
K i D i
o ¥y el - 1
. 28! ; 2D AR
[ oep & 2 g
C o >
il = [ = L R P Nt S
. TOTAL - . [
sl SN S
Chlorine Mix Ratfo= . _ quarts/fgationsof . __ Schlorineaddedte . gallons of waterin crock.
Date UV quanz sleeve last cleaned: . _ _ _ . Dale UV lamp replaced:
MG Y M. 00-TY
AMarm activation: (INo [ Yes 117Ves,” date of activation: — Required Treatment Residual Level: . o myg/l
NYS00H Dperator
Reported by: / | 3 ot Title: 5@-(7- M? Cefliﬁutim': Number: UW% /
Signature: o Dale: //Aé“%%zé Q’ Operator Grade Level: j:‘E

DOH-360CUV (09/18) Page 1 of 2
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Monthly Operation Report for UV Disinfection

Summary
Reporting Peariod: November-2019 UV Reactor Model; Trojan Swift 6L24
Water System; WCWD #1 Orchard Street Max Validated Flow Rate (MGD per UV unit); 25.5
PWS ID#: 5303485 Minimum Validated UVT%: 70%
Target Pathogen: Cryptosporidium
Operator Signature: t arget Log Inactivation: 30
Operator Certification #: Dose Required (D) (mdicm®)”: 12
Date: Validation Factor (VF): Vartable
Minimum Validated
Total Production Dose Total Volume Of-Spec
UV Unit # (MG} {mJdicm®} (MG)

1 38.42 15.60 0.000

2 37.72 5.90 0.000
1. % of total volume of water produced this month that was Off-Specification : 0.000
2. Facility meets Off-Specification Requirement (i.e. value in Line 1 is <5%} (Y/N): Yes
3. Number of UV Sensors in use during this month: B
4. Number of UV Sensors checked for calibration this month: 6
5. % of UV Sensors checked for calibration this month: 100
6. UVT Analyzer calibration checked® (Y/N): N

Notes:

! D,o is the dose required to achieve the target log inactivation of the target pathogen without a VF or Correctlion Factor (CF)
applied {see Table 1.4 in the USEPA UV Disinfection Guidance Manual (UVDGM})).

2 The Caleulated Dose is the dose calculated by the UV system's PLC and reported by the SCADA syslem.

3 |tis recommended that calibration of the UVT analyzer be checked weekly.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : November-2018 Dose Required (D) (mJiem?): 12
Water System : )} #1 Orchard Street Max Validated Flow Rate (MGD / UV unit) : 25.5
PWS ID#: 5903488 g Minimum Validated UVT% : 70%
_5perallanal Data Data at Dally Minimum Validated Dose
UV Sensor
Correction | Calcuiated Validated Validated Total
Total Min. |Max Flow| Factor® | MS2RED? | Validation | Dose® Dose > | OH-Spec.
Production { UVT Rate (CF) (mdfem®} | Factor' | (mdiem®) |Flow Rate| UvT® Dia? | Volume
Day | {(MG) (%) (GPM) [Al )] €] [BAA*C)] | (GPM) (%) (YIN) (MG}
1 280 93 472200 1 a7.3¢ 1.90 19 80 4687.0 93 Y -
2 228 83 4487.00 1 36.40 1.90 20.50 4448.0 93 Y -
K] - - - 1 - - - - - -
4 2.77 93 4496.00 1 39.20 1.90 21.00 4439.0 93 Y -
5 - - - 1 - - - - - -
6 2.76 93 4510.00 1 38.70 1.00 20.70 4449.0 93 Y -
7 - - - 1 - - - - - -
8 2.76 91 4521.00 1 33.40 2.10 15.60 4463.0 91 Y -
9 - - - 1 - - - - - -
10 2.20 94 4484.00 1 39.20 1.80 21.40 4457.0 94 Y -
11 - - - 1 - - - - - -
12 2.61 93 4507.00 1 37.40 1.90 18.80 4485.0 93 Y -
13 - - - 1 - - - - - -
14 2.61 93 4507.00 1 37.30 1.90 19.40 4480.0 93 Y -
15 0.09 94 4497.00 1 41.10 1.80 23.20 4478.0 94 Y -
18 0.42 93 4485.00 1 37.60 1.90 20.10 4460.0 93 Y -
17 2.44 93 4709.00 1 36.20 1.90 19.10 4632.0 93 Y -
18 - - - 1 - - - - - -
19 2.47 93 4731.00 1 35.80 1.90 18.70 4673.0 93 Y -
20 - - - 1 - - - - S -
21 2.60 93 4840.00 1 34.80 1.90 18.00 4711.0 93 Y -
22 - - - 1 - - - - - -
23 217 93 4714.00 1 34.60 1.90 17.80 4879.0 83 Y -
24 - - - 1 - - - - - -
25 2.60 93 4723.00 1 35.30 1.90 18.70 4832.0 93 Y -
26 - - - 1 - - - - - -
27 259 93 4699.00 1 34.50 1.80 17.70 4650.0 93 Y -
28 - - - 1 - = - - - -
29 2.26 93 4694.00 1 34.20 1.90 17.60 4676.0 93 Y -
a0 - - - 1 s - - - s -
31 1
MIN. 0.09 15.60 | 4439.00 91
MAX. 2.80 23.20 | 4711.00
Total
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day
for the three sensars, and the three sensor readings should always trend In the same direction ag one another (i.e. 2l increase or all
decrease from one day to the next). If not, sensor andfor famp operation (e.g. calibration, cleaning, etc.) should be checked.

2 Refer o the “Manthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensor 2 is out of
caltbration and cannot be replaced. CF = 1 if all sensors for a reactor are within callbration, Never use CF < 1.

3 Calculated dose is calculated by the UV system's PLC and reported by the SCADA system.

4 Validation Factor is calculated by the UV system’s PLC and reported by the SCADA system.

% Validated dose is calculated by the SCADA system. Calculation Is based on the following: Validated Dose = (Caleulated Dose) / (VF
x CF); where VF = validation factor; CF = Sensor Corraction Factor

& D, is the dose required to achieve the target log inactivation without a VF or CF applied (see Table 1.4 In the UVDGM).

? Off-Spec total is calculated In the PLC. If the UV unit detects an off-spec trigger, an "Of-Spec” alarm is sent to the MCP. The MCP
begins (o totalize flow untit the alarm is cleared. The fotalized flow is then sent to SCADA for reporting.

8 Transmitlance Is calculated by the UV System's PLC and reported by the SCADA system.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Perled : Nov-19 Dosa Required (D, ) (mdiem’) : 12
Water Systom : WCWD#1 Orchard Stresl  Max Validated Flow Rate (MGD /UV unit): 255
PWS ID# : 5903488 Minimum Valldated UVT%:  70%
uv Validated uv validated
Intensity | yvT Dose |Flow Rate| Intensity " uvT Dose  |Flow Rate
{Wim?} (%) (mdlem® | (gpm) (Wim?) (%) {mdiem®) | {gpm)
HOUR: 0:00 4:00
DAY
1 NIS NIS NIS NIS NIS NIS NIS NIS
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 NIS NIS NIS NIS NIS NIS NIS NIS
6 NIS NIS NIS NIS NIS NIS NIS NIS
7 NIS NIS NIS NIS NIS NIS NIS NIS
8 NIS NIS NIS NIS NIS NIS NIS NIS
9 NIS NIS NIS NIS NIS NIS NIS NIS
10 NIS NIS NIS NIS NIS NIS NIS NIS
11 NIS NIS NIS NIS NIS NIS NIS NiIS
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 NIS NIS NIS NIS NIS NIS NIS NIS
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 NIS NiS NIS NIS NIS NIS NIS NIS
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 NIS NIS NIS NIS NIS NIS NIS NIS
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 NIS NiS NIS NIS NIS NIS NIS NIS
3

Notes:
1. UV Intensity is from UV Sansor #2, which is the duty sensor,
NIS = Not In Service

10F3
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Manthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Nov-19 Dose Required (D) (mdfem’) : 12
Water System : WCWD#1 Orchard Streel Max Validated Flow Rate (MGD f UV unit) ; 255
PWS ID# : 5803488 Minimum Validated UVT% : 70%
uv Validated uv Validated
intensity |  uyT Dose  |Flow Rate| Intensity uvT Dose  {Flow Rata
(Wim?) (%) (mdicm®) | (gpm) (Wim?) (%) {mdlem?®) { (gpm)
HOUR: 8:00 12:00
DAY
1 9.70 94 20.20 4661.00 9.60 93 20.70 4638.00
2 NIS NIS NIS NIS 9.60 23 20.90 4428.00
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 9.80 84 24.80 4460.00 9.60 93 22.20 4443.00
5 NIS NiS NIS NIS NIS NIS NIS NIS
8 39.40 94 68.40 2069.00 0.70 a3 21.20 4424.00
7 NIS NIS NIS NIS NIS NIS NIS NIS
8 NIS NIS NIS NIS 2.70 a3 22.00 4473.00
L) NIS NIS NIS NIS NIS NIS NIS NIS
10 NIS NIS NIS NIS 9.50 94 21.60 4434.00
" NIS NIS NIS NIS NIS NIS NIS NIS
12 NIS NIS NIS NIS .50 94 22.40 4436.00
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 40.70 94 49.70 227.00 8.50 94 21.20 4429.00
15 NIS NIS NIS NIS NIS NiS NIS NIS
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 NIS NIS NIS NIS 8.40 93 19.80 4619.00
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 NIS NIS NIS NIS 9.20 93 19.40 4859.00
20 NIS NIS NIS NIS NIS NIS NIS NIS
2 38.10 94 67.00 1784.00 37.10 93 66.90 4662.00
22 NIS NIS NiIS NIS NIS NIS NIS NIS
23 NIS NIS NIS NIS 8.20 93 18.80 4841.00
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 NIS NIS NIS NIS 8.20 93 19.40 4655.00
20 NIS NIS NIS NIS NIS NIS NIS NIS
27 NIS NIS NIS NIS 8.10 93 19.10 4618.00
28 NIS NIS NIS NiS NIS NIS NIS NIS
29 NIS NIS NIS NIS 0.00 83 18.30 4634.00
30 NIS NIS NIS NIS NIS NIS NIS NIS
31
Notes

1. UV Intensity Is from UV Sensor #2, which is the duty sensor.
NIS = Not In Service

2Z0F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Perlod : Nov-19 Dose Required {D,.;) (mJicm?) : 12
Water System : WCWO#1 Orchard Street  Max Validated Flow Rate (MGD / UV unit) : 255
PWS §D# : 5003488 Minimum Valideted UVT% :  70%
uv Validated uv Validated
Intensity !  uvT Dose  |Flow Rate| Intensity " uvT Dose  |Flow Rate
{Wim?) (%) (mdiem?) | (gpm) (Wim?) (%) (mdem? | {gpm)
HOUR: 16:00 20:00
DAY
1 9.80 93 20.60 4618.00 NIS NIS NIS NIS
21 970 93 21.10 4404.00 NIS NIS NIS NIS
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 970 93 21.90 4401.00 NIS NIS NIS NIS
5 NIS NIS NIS NIS NIS NIS NIS NIS
6 9.60 04 22.00 4415.00 NIS NIS NIS NIS
7 NIS NIS NIS NIS NIS NIS NIS NIS
8| 9.60 93 21.80 4402.00 NIS NIS NIS NS
9 NIS NIS NIS NiS NIS NIS NIS NIS
10 9.50 94 22,50 4375.00 NIS NIS NIS NIS
11 NIS NIS NIS NIS NiS NIS NIS NIS
12  9.50 94 22.20 4388.00 NIS NIS NIS NIS
13 NIS NIS NIS NIS NIS NIS NIS NIS
14| 9.50 93 20.90 4414.00 NIS NIS NIS NIS
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 NIS NIS NIS NIS NIS NIS NIS NIS
17| 930 93 19.70 4613.00 NIS NIS NIS NIS
18 NIS NS NIS NIS NIS NIS NIS NIS
19] 9.30 93 49.40 4584.00 NIS NIS NIS NIS
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 9.30 93 18.60 4629.00 NIS NIS NIS NIS
22 NIS NIS NIS NiS NIS NIS NIS NIS
23 9.20 93 18.80 4601.00 NIS NIS NIS NIS
24 NIS NIS NIS NIS NIS NIS NIS NIS
251 9.20 93 19.60 4604.00 NiS NIS NIS NIS
26 NIS NIS NIS NIS NIS NIS NIS NIS
27] 910 93 18.30 4600.00 NIS NIS NIS NIS
28 NIS NIS NIS NIS NIS NIS NIS NIS
29| 9.00 93 18.60 4582.00 NIS NIS NIS NIS
30 NIS NIS NIS NIS NIS NIS NiS NIS
kY|

Notes:
1. UV Intensity is from UV Sensor #2, which is tha duty sensor,
NIS = Not in Sarvice

30F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : November-2019 Dose Required (D,,,) {mJiem?}: 12
Water System :) #1 Orchard Street Max Validated Flow Rate (MGD / UV unit} ; 25.5
PWS ID#: 5903488 " Minimum Validated UVT% : 70%
Operational Data Data at Dally Minimum Validated Dose
UV Sensor
Correction | Calculated Validated Validated Total
Total Min. |Max Flow| Facio® | MS2RED®{ Validation | Dose® Dose> | OfH-Spec.
Production | UVT Rale (CF) (mdem?) | Factor' | (mdicm®) |Flow Rate] uvT® Dreg'? | Volume’
Day {MG) (%) (GPM) [A] (B] I€] (BAA*CH { (GPM) (%} (YM) (MG)
1 0.16 94 4584.00 1 41.00 1.80 23.20 4573.0 94 Y &
2 0.42 93 4555,00 1 38.90 1.80 20.80 4523.0 93 Y o
3 2.63 a3 4769.00 1 37.60 1.90 20.00 4746.0 k] Y -
4 0.00 - - 1 - - - - - -
5 2.56 93 4785.00 1 38.00 1.80 20.40 4735.0 93 Y -
G - - - 1 - = . - - 2
7 2.48 93 4771.00 1 38.00 1.80 20.40 4730.0 23 Y &
8 ) = - 1 . = - . - -
9 2.48 93 4768.00 1 37.70 1.80 2010 4725.0 93 Y -
10 ) = g 1 - - - ) 5 g
11 2.49 93 4778.00 1 37.20 1.50 20.00 4733.0 83 Y -
12 - - - 1 - - - - - -
13 2.48 94 4770.00 1 37.10 1.80 20.20 4725.0 94 Y -
14 s 5 - 1 E = 5 - g .
15 2.47 83 4804.00 1 35.80 1.90 18.70 4780.0 a3 Y :
18 2.00 83 4557.00 1 38.20 1.80 20.50 4554.0 93 Y -
17 g - - 1 . . - - : E
18 2.52 93 4561.00 1 37.70 1.90 20.10 4539.0 93 Y -
19 . = = i = 2 . 2 g s
20 2.50 93 4585.00 1 37.80 1.90 19.70 4571.0 93 Y -
21 - E - 1 . - = - . =
22 2.71 93 2869.00 1 52.70 1.80 28.80 2852.0 83 Y -
23 - - . 1 . 5 - - . 5
24 2.24 70 4584.00 1 22.10 3.70 5.80 4509.0 70 N -
256 g E s 1 . . = 5 - .
26 2.65 83 4589.00 1 37.40 1.90 20.00 4558.0 93 Y -
27 - - . 1 i - - z i .
28 2.74 93 4586.00 1 36.20 1.80 18.80 4567.0 93 Y -
29 - - - 1 - - - - - s
30 222 93 4550.00 1 35.890 1.80 18.50 4520.0 83 Y -
31 1
MIN. 0.00 22.10 5.90 2852.00 70
MAX. 2.74 52.70 28.80 4780.00 84
Total 37.72 0.000
Notes:

! Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day for
the three sensors, and the three sensor readings should always trend In the same direction as one another (i.e. all increase or all
decrease from one day to the next). If not, sensor and/or famp operation (e.g. calibration, cleaning, etc.) shoutd be checked.

2 Refer to the "Monthly UV Sensor Calibration Chack Report” warksheet for CF values. CF s only required if UV Sensor 2 is out of
calibration and cannot be replaced. CF = 1 If all sensars for a reactor are within calibration. Never use CF < 1.

3 Calculated dose is calculated by the UV syslem’s PLC and reported by the SCADA system.

* Validation Factor is calculated by the UV system's PLC and reported by the SCADA system.

§ Validated dose is calculated by the SCADA system. Calculation is based on the following: Validaled Dose = (Calculaled Dosa} / (VF x
CF);, where VF = validation factor; CF = Sensar Correction Factor

% Dypq Is the dose required o achieva the target log inactivation withaut a VF or CF applied (see Table 1.4 in the UVDGM),

7 Off-Spec tolal Is calculated in the PLC. If the UV unit detects an off-spec trigger, an "Off-Spec” alarm is sent to the MCP. The MCP
begins ta lolalize flow unlil the alamm is cleared. The totalized flow is then sent to SCADA for reporting.

# Transmittance is calculated by the UV Sysiem's PLC and reported by the SCADA system.
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Monthiy Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Nov-19 Dose Required {D,.,) {mJicm’} ; 12
Water System : WCWD#1 Qrchard Strest  Max Validated Flow Rate (MGD 7 UV unit) : 255
PWS 1D# ; 5803488 Minimum Validated UVT% :  70%
uv Validated uv Validated
intensity | uvT Dose  |Flow Rate] Intensity " UVT Dose |Flow Rate
{(Wim?) (%) {mdicm®) | {gpm) (Wim?) (%) {mdtem?} | (gpm)
HOUR: 0:00 4:00
DAY
1 NIS NIS NIS NIS NIS NIS NIS NIS
2 10.30 94 22.80 4524.00 NIS NIS NIS NIS
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 NIS NIS NIS NIS NIS NIS NIS NiS
5 NIS NIS NIS NIS NIS NIS NIS NS
6 NIS NIS NIS NIS NIS NIS NIS NiS
7 NIS NIS NIS NIS NIS NIS NIS NIS
8 NIS NIS NIS NIS NIS NIS NIS NIS
9 NIS NIS NIS NIS NIS NIS NIS NS
10 NIS NIS NIS NIS NIS NIS NIS NiS
11 NIS NIS NIS NIS NIS NIS NIS NIS
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 NIS NIS NIS NIS NIS NIS NIS NIS
17 NIS NIS NIS NIS NIS NS NIS NIS
18 NIS NIS NIS NIS NIS NS NIS NIS
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 NIS NIS NIS NIS NIS NIS NIS NIS
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 NIS NIS NIS NIS NIS NIS NiS NIS
26 NIS NIS NIS NIS NiS NIS NS NIS
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 NIS NIS NIS NIS NIS NIS NIS NIS
29 NIS NIS NIS NIS NS NIS NIS NIS
30 NIS NIS NIS NIS NIS NIS NIS NIS
3

Notes
1. UV intonsity Is from UV Sensor #2, which is the duly sensar.
NiS = Not in Service

10F 3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Nov-19 Dosa Required {D,.;) (mJlcm’) : 12
Water System : WCWO#1 Orchard Stresl  Max Validated Flow Rate (MGD / UV unit) : 25.5
PWS D ; 5803488 Minimum Valldated UVT% : 70%
uv Validated uv Validated
Intensity ™ uvr Dose  |Flow Rate| Intensity " uvT Dose  |Flow Rate
(Wim®) (%) | (mJdicm®) | (gpm) | (Wim?) (%) | (mdiem®) | (gpm)
HOUR: B:00 12:00
DAY
1 NIS NIS NIS NiS NIS NIS NIS NIS
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 NIS NIS NIS NIS 10.00 23 21.10 4692.00
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 NIS NIS NIS NIS 10.10 94 21.60 4705.00
B NIS NIS NIS NIS NIS NIS NIS NIS
7 NIS NIS NIS NIS 10.00 94 21.00 4732.00
a NIS NIS NiS NIS NIS NIS NIS NIS
g NIS NIS NIS NiIS 9.90 94 21.50 4677.00
10 NIS Nis NIS NIS NIS NIS NIS NIS
1" NIS NiS NIS NIS 9.80 94 21.40 4706.00
12 NiS NIS NIS NIS NIS NIS NIS NIS
13 NIS NIS NIS NIS 9.70 94 22.00 4709.00
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 NIS NIS NIS NIS 9,80 93 20.20 4688.00
16 NIS NIS NIS NIS 9.80 23 21.20 4475.00
17 NIS NIS NIS NIS NiS NIS NIS NIS
18 NIS NIS NIS NIS 9.60 93 20,90 4515.00
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 NIS NIS NIS NIS 9.50 93 20.20 4504.00
ral NIS NIS NIS NIS NIS NIiS NIS NIS
22 10.00 23 2.2 2797.00 9.50 93 30.10 2832.00
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 NIS NIS NIS NIS 8.50 92 18.10 4505.00
25 NIS NIS NIS NIS NIS NIS NIS NIS
28 NIS NIS NIS NIS 9.40 93 20.70 4520.00
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 NIS NIS NIS NIS 9.30 93 19.30 4516.00
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 NIS NIS NIS NIS 9.40 23 19.20 4473.00
31|
Notes

1. UV Iniensity Is from UV Sensor #2, which is the duty sensor
NIS = Nat in Service

20F3
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Monthly Operation Report for UV Disinfaction
Operating Data for UV Reactor # 2

Reporting Parlod : Nov-19 Dose Required (D,..} (mJiem’) : 12
Water System : WCWD#1 Orchard Street  Max Validated Flow Rate (MGD ! UV unit) : 255
PWS ID# : 5903488 Minimum Valldated UVT% : 70%
uv Validated uv Validated
Intensity ™| vt Dose  |Flow Ratel Intensity !V uvt Dose |Flow Rate
{Wim?) (%) (mdiem®) | (gpm) {Wim?) (%) (mdicm?) | (gpm)
HOUR: 16:00 20:00
DAY
1 NIS NIS NIS NIS | NIS NIS NIS NIS
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 10.00 94 21.60 4687.00 NIS NIS NIS NIS
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 10.10 93 21.90 4657.00 NIS NIS NIS NIS
6 NIS NIS NIS NIS NIS NIS NIS NIS
7 10,10 93 20.60 4634.00 NIS NIS NIS NIS
8 NIS NIS NIS NIS NIS NIS NIS NIS
g 10.00 94 21.90 4682.00 NIS NIS NIS NIS
10 NIS NIS NIS NIS NIS NIS NIS NIS
11 9.80 94 21.50 4665.00 NIS NIS NIS NIS
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 9.80 94 22.00 4649.00 NIS NIS NIS NIS
14 NIS NIS NIS NIS NIS NIS NIS NIS
15 9.70 93 20.10 4672.00 NIS NiS NiS NIS
16 9.70 93 21.20 4452.00 NIS NIS NIS NIS
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 9.70 23 20.80 4437.00 NIS NIS NIS NIS
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 9.60 23 20.50 4486.00 NIS NIS NIS NIS
21 NIS NIS NIS NIS NIS NIS NIS NIS
22 9.50 93 29.90 2808.00 9.50 93 30.10 2796.00
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 9.40 a1 15.680 4486.00 NIS NIS NIS NIS
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 9.30 93 20.60 4472.00 NIS NIS NIS NIS
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 810 :x 19.90 4488.00 NIS NIS NIS NIS
29 NIS NIS NIS NIS NiS NIS NIS NIS
0 9.50 Q3 19.10 4442.00 NiS NIS NIS NIS
M
Notes:

1. UV Inensily is from UV Sensor #2, which Is tha duty sensor
NIS = Nat in Service

30F3
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NEW YORK STATE DEPARTMENT OF HEALTH Water SVStem Operatlon REPDI’[

Bureau of Water Supgly Prolection For Systems that Treat with Chlorine and/or Ultraviolet Radiation
= a——--—
Public Water SystemName: _ W WD\ C . A P.S . Public Water System 10: v 590 3 gy
County: Wesdcvester Town, Village or City: Wb.‘*ﬂ Pidns SourceWalerTvpe{sl:'EZ’Sudace

© Ground

[ Gwuot

: .11 C j
Reporting Month/Year: . I"E%Iﬁl- -.. Date Report Submitted: _ !%EJL%Q‘IQ 5 Purchase with subsequent chlarination
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. CHLORINATION B ULTRAVIOLET RADIATION/OTHER TREATMENTS
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b el S |_‘ R = B =N A
TomaL| L ! N A
T R . ! 2.9/ | T
Chlorine MixRatio= .. .. . _____ quartsfgallonsel . . ... .. . . %chlorineaddedto . __ . _. gallons of water in crock
Date UV quartz sleeve lastcleaned: . _ .. Date UV lamp replaced: .
MDY My ppY
Alarm activation: (lNo (3 ves 1 “Yes,” date of activation: — R Required Treatment Residual Level: _ = mgA
NYSDOH Operator
Reporied by; Title: 6, O,l/(-/ 2. Ceniﬁullm':u Number: Mym.gz%[ /
Signature: Date: U/%‘é,ﬁ/ Lﬁ' Operator Grade I.e\rel:-::--"5

DOH-360CUV (0918} Page } of 2
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Monthly Operation Report for UV Disinfection

Summary
Reporting Perlod: November-2019 UV Reactor Model: Trojan Swift 6L24
Waler System: WCWD #1 Ceniral Avenue Max Validated Flow Rate (MGD per UV unit): 25.5
PWS ID#: 0348 Minimum Validated UVT%: 70%
Target Pathogen: Cryptosparidium
Operator Signature: argel Log Inactivalion: 3.0
Operator Certification #: Dose Required {Dyeq} (mdiom*)'": 12
Date: - ] &4 Validation Facler (VF): Variable
Minlmum Validated
Total Production Dose Tatal Volume Off-Spec
UV Unit # {MG) (mdiem?) {MG)
1 69.39 14.70 0.000
2 89.25 14.60 0.000
3 65.92 12.50 0.000
Total 204.55 0.000
1. % of total volume of water produced this month that was Off-Specification : 0.000
2. Facility meets Off-Specification Requirement {ize. value in Line 1 is <5%] (Y/N): Yes
3. Number of UV Sensors in use during this month: 9
4. Number of UV Sensors checked for calibration this month: 9
5. % of UV Sensors checked for calibration this month: 100
6. UVT Analyzer calibration checked® (v/N): N

Notes:
1 Dyyy i the dose required to achieve the target log inactivation of the target pathogen without a VF or Correction Factor (CF)
applied (see Table 1.4 in the USEPA UV Disinfection Guidance Manual {UVDGM)).

2 The Calculated Dose is the dose calculated by the UV system’s PLC and reported by the SCADA system.
2t is recommended that calibration of the UVT analyzer be checked weekly.
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Archived File - May Not Be ADA Compliant

Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Perlod : November-2019 Dose Required (Dpyq) {mMem?): 12
Water System ;' #1 Central Avenue Max Validated Flow Rate (MGD / UV unit) : 25.5
PWS 1D#: 5503488 Minimum Validated UVT% : 70%
Operaticnal Data Data at Dailly Minimum Validated Dose
UV Sensor 3
Correctlon | Calculated Valldated Validated Total
Total Min. |Max. Flow] Factor® | MS2 RED? | Validation | Dose® Dose> | Off-Spec.
Production | UVT Rate (CF) (mdiem® | Factor' | (mfem®) |Flow Rate| LvT® Druc? | Volume’

Day | (MG) {%) (GPM) [A] (B] (%] [BAA'C)] | (GPM) (%) (YIN) (MG)
1 3.53 94 5751.00 1 40.50 1.80 22.90 5507.0 94 Y -
2 1.48 94 4148.00 1 50.80 1.80 28.80 4063.0 04 Y -
3 1.90 94 3818.00 1 54.70 1.70 31.70 3818.0 94 Y -
4 1.81 94 4205.00 1 49.80 1.80 28.10 4166.0 24 Y -
1) 2.03 94 4008.00 1 52.10 1.80 29.30 3923.0 04 Y -
8 352 87 5300.00 1 35.90 2.40 14.70 3892.0 87 Y -
7 1.44 a3 5689.00 1 40.90 1.80 23.10 5689.0 93 Y -
8 2.05 94 4015.00 1 51.90 1.80 29.60 4015.0 94 Y -
) 3.32 84 4874.00 1 43.90 1.80 24.70 4874.0 94 Y -
10 1.17 84 4748.00 1 45.50 1.80 25,80 4748.0 94 Y -
11 2.09 a3 4158.00 1 48.00 1.80 26.70 4114.0 93 Y -
12 1.81 93 5608.00 1 38.80 1.90 20.80 5343.0 a3 Y -
13 2.03 93 4080.00 1 49.80 1.80 27.80 4025.0 83 Y -
14 1.56 93 5698.00 1 38.70 1.90 20.80 5408.0 a3 Y -
15 2.22 03 4304.00 1 48.70 1.80 26.10 4287.0 a3 Y -
16 3.41 93 4142.00 1 48.40 1.80 27.20 4130.0 93 Y -
17 1.19 93 4785.00 1 44,00 1.80 24.60 4785.0 93 Y -
18 2.08 93 4378.00 1 46.10 1.80 25.80 4378.0 93 Y -
19 3.50 93 4964.00 1 42.70 1.80 23.60 4920.0 93 Y -
20 1.39 93 4000.00 1 50.30 1.80 27.20 3786.0 93 Y -
21 2.04 93 4325.00 1 45.70 1.80 25.20 4271.0 93 Y -
22 3.52 93 5640.00 4 37.40 1.90 19.80 5612.0 93 Y -
23 .26 83 5265.00 1 38.40 1.80 21.40 5265.0 93 Y -
24 3.44 23 5341.00 1 38.10 1.90 20.30 5341.0 93 Y -
25 1.48 23 5191.00 1 38.10 1.90 20.90 5191.0 93 Y -
26 2.02 93 4170.00 4 45.50 1.80 24.80 4170.0 93 Y -
27 3.53 83 5450.00 1 36.50 1.90 18.90 5377.0 93 Y -
28 1.46 93 500500 1 38.20 1.90 20.70 5005.0 93 Y -
29 2.02 93 4214.00 1 43.80 1.90 23.20 4128.0 93 Y -
k1] 332 93 4979.00 1 39.40 1.90 20.80 4979.0 93 Y -
N 1
MIN. 1.17 14.70 3796.00

MAX. 3.59 5689.00

Totat

Notes:

' Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day
for the three sensors, and the three sensor readings should always trend in the same direction as one another {i.e. all increase or all
decrease from one day to the next). If not, sensor and/ar famp operation {e.g. calibration, cleaning, etc.) should be checked.

2 Refer to the “Monthly UV Sansor Calibration Check Report” worksheet for CF valuas. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced. CF =1 if all sensars for a reactor are within calibration. Never use CF < 1,

3 Caleulated dose is calculated by the UV system’s PLC and reported by the SCADA system.

4 Validation Factor is calculated by the UV system's PLC and reported by the SCADA system.

% Validated dosa s calculated by the SCADA system. Calculation is based on the following: Validaled Dose = (Calculated Dose) / (VF
x CF); where VF = validation factor; CF = Sensor Correction Factor

& Dy, Is the dose required to achieve the target log Inactivation without a VF or CF applied {see Table 1.4 in the UVDGM).

7 Off-Spec total is calculated in tha PLC. If the UV unit detecls an off-spec trigger, an “Of-Spac” alarm is sent to the MCP. The MCP
begins to totalize fiow until the alarm is cleared. The folalized flow is then sent ta SCADA for reparting,

8 Transmittance is calculated by the UV System's PLC and reported by the SCADA system.



Archived File - May Not Be ADA Compliant

Monthly Operation Report for UV Disinfection
Operating Data for UV Reaclor # 1

Reporting Perlod : Nov-18 Dosa Required (Dy,) (mdicm?) 12
Water System : WCWD#1 Central Avenue Max Vallidated Flow Rate (MGD / UV unit): 255
PWS 1D# : 5903488 Minimum Valldated UVT%: 70%
uv Validated uv Validated
intensity | uvT Dose  |Flow Rate| Intensity " UVT Dose  |Flow Rate
(Wim®) {%) (mJicm’} | (gpm) (Wim’) (%) (mdicm’) | (gpm)
HOUR: 0:00 4:00
oAy
1 11.90 95 41.40 1118.00 12.00 95 44.00 224400
2 11.70 94 38.20 1747.00 11.80 94 43.00 2234.00
3 NIS NIS NIS NiS NIS NIS NIS NIS
4 11.90 84 41.40 1019.00 12.00 93 42.00 1029.00
5 NIS NS NiS NIS NIS NIS NIS NIS
6 12.00 93 41.50 1094.00 11.90 93 43.20 2262.00
7 12.00 93 43.00 971.00 11.90 93 43.00 2052.00
8 NIS NiS NIS NIS NIS NIS NIS NIS
9 11.80 94 41,50 1123.00 12.00 93 41,30 1113.00
10 11.60 93 42.40 2248.00 11.80 93 41.40 1018.00
1" NIS NiS NIS NIS NIS NIS NIS NIS
12 11.60 93 41.90 1134.00 11.80 93 41,70 1106.00
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 11.680 93 41.70 1079.00 11.70 93 41.60 1128.00
15 NIS NIS NIS NiS NIS NIS NIS NIS
16 11.50 91 41.70 1104.00 11.40 92 41,50 2412.00
17 11.40 92 41.40 2308.00 11.60 92 41.50 1026.00
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 11.50 92 41.80 1091.00 11.50 92 41.70 1097.00
20 11.30 92 41.20 2459.00 11.40 91 42.00 1058.00
21 NS NIS NIS NIS NIS NIS NIS NIS
22 11.40 91 41.40 1127.00 11.40 92 41.00 1122.00
23 11.50 93 41.60 1062.00 11.50 94 40.40 2217.00
241  11.50 93 38.20 2561.00 11.60 93 41.40 1131.00
25 11.40 93 38.00 2495.00 11.60 93 41.90 1035.00
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 11.40 93 41.60 1117.00 11.60 93 35.80 2589.00
28 11.30 93 41.30 1108.00 11.40 23 41.80 1113.00
20 NIS NIS NIS NIS NIS NIS NIS NIS
30 11.30 92 36.10 2589.00 11.40 92 3710 2562.00
31
Noles:

1. LV Intensity is from UV Sensor #2, which is the duty sensor
NIS = Nol in Senvice

10F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Perlod : Nov-19 Dosa Required (D, .} {mJiem’}: 12
Water System : WCWDi#1 Central Avenue Max Validated Flow Rate (MGD / UV unit} : 255
PWS DR : 5903488 Minimum Validated UVT% : 70%
uv Validatad uv Valldated
intensity " uvT Dose  |Flow Rate] Intensity " UvT Dose  |Flow Rate
(wim’) (%) | (mdiem®) | (gpm) | (Wim) (%) | (mdiem®) | {gpm)
HOUR: 8:00 12:00
DAY
1 11.50 94 32.20 3496.00 11.80 94 34.00 3532.00
2 11.90 94 42.30 2256.00 NIS NIS NIS NIS
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 11.60 94 29.40 4105.00 11.70 94 42.20 2200.00
5 NIS NIS NIS NIS NIS NIS NIS NIS
6 11.80 93 30.B0 3740.00 11.70 83 33.50 3552.00
7 11.90 23 30.80 4016.00 11.60 93 41.70 2182.00
8 NIS NIS NIS NIS NIS NIS NIS NIS
] 11.90 21 41.70 1130.00 11.50 92 28.50 4060.00
10 11.90 93 4210 1052.00 11.40 23 31.50 3566.00
1 NIS NIS NIS NIS NIS NIS NIS NIS
12 11.40 93 22.30 5257.00 11.40 X 41.20 2333.00
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 11.40 93 22.60 5184.00 11.30 93 27.90 3872.00
15 NIS NIS NIS NIS NIS NIS NIS NIS
18 11.60 92 41.90 1071.00 11.40 92 27.80 3993.00
17 11.60 92 42.20 1014.00 11.30 91 40.70 2282.00
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 11.50 92 40.80 2490.00 11.40 91 40.90 2332.00
20 11.40 91 41.20 2349.00 11.30 92 40.80 2216.00
21 NIS NIS NIS NIS NIS NIS NIS NIS
22 11.30 a2 25.80 4318.00 11.10 93 25.80 3828.00
23 11.60 94 41.80 1068.00 11.30 93 27.60 3624.00
24 11.80 93 41.60 1132.00 11.40 93 37.50 2449.00
25 11.50 a3 34.30 3014.00 11.30 92 28.10 3600.00
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 11.50 93 2090 5078.00 11.20 23 23.60 4072.00
28 11.40 93 38.30 2025.00 11.20 a3 24.10 4217.00
29 NIS NIS NIS NIS NIS NIS NIS NIS
30 11.40 92 41.20 1091.00 11.10 92 24.80 404,00
31
Notes:

1. UV Intensity Is from UV Sensor #2, which is the duty sensor.
NiS = Nat in Senvice

20F 3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 1

Reporting Period : Nov-19 Dose Required {D,..) (mYem’) : 12
Water System : WCWOD#1 Central Avenue Max Valldated Flow Rata (MGD / UV unit) : 255
PWS ID# : 5803488 Minimum Validated UVT% : 70%
A uv Validated uv Validated
intensity |  uvT Dose  |Flow Rate| Intensity ' uvT Dose |Flow Rate
(Wim?) (%) (mdicm?®) | (gpm) (Wim?) (%) (mdicm?) | (apm)
HOUR: 16:00 20:00
DAY
1 11.80 94 42.80 2308.00 11.80 94 43.00 2243.00
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 11.80 93 43.00 2257.00 11.80 94 35.00 3489.00
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 11.30 94 32,60 3660.00 11.8¢ 93 42.80 242900
1 12.00 93 43.10 2147.00 11.80 23 43.00 2214.00
7 NiS NIS NIS NIS NIS NIS NIS NIS
8 11.70 92 31.80 3669.00 11.80 93 42.40 24271.00
9 11.60 93 42.50 2201.00 11.60 93 32.40 3409.00
10 NIS NIS NIS NIS NIS NIS NIS NIS
1 11.60 93 11.70 2329.00 11.60 93 27.80 3942.00
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 11.50 91 41.70 2302.00 11.50 93 41.80 2376.00
14 NIS NIS NIS NIS NIS NiS NIS MIS
15 11.50 91 41.30 2298.00 11.50 91 41.20 2491.00
16 11.30 92 29.70 3508.00 11.30 92 29,20 3631.00
17 NIS NIS NIS NIS NIS. NIS NIS NIS
18 11.4¢ 92 41.00 2268.00 11.40 92 41.2¢ 2383.00
19 11.30 92 41.20 2168.00 11.40 92 2810 4070.00
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 11.30 92 40.70 2292.00 11.30 o1 40.20 2424.00
22 11.40 94 29.20 3398.00 11.40 94 39.20 2239.00
23 11.40 93 27.10 3878.00 11.50 93 27.00 3865.00
24 11.40 [ x] 40.30 2218.00 11.30 93 27.00 3921.00
25 NIS NIS NIS NIS NIS NIS NIS NIS
26 11.50 93 26.90 3820.00 11.30 93 34.90 2743.00
27 11.30 93 27.20 3475.00 11.20 93 39.00 2367.00
28 NIS NIS NIS NIS NIS NIS NIS NIS
29 11.20 92 26,00 a732.00 11.30 92 34.60 2630.00
30 11.10 92 26.40 374200 11.20 92 33.80 2637.00
3
Notes:

1. UV Intensity i3 from UV Sensor #2, which is the duty sensor.
NIS = Nat In Service

30OF3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : November-2019 Dose Required (D) (m.llcm’): 12
Water System ;' #1 Central Avenue Max Validated Flow Rate (MGD / UV unit) : 25.5
PWS ID# : 5903488 Minimum Validated UVT% : 70%
Operational Data Data at Daily Minimum Validated Dose
UV Sensor
Comection | Calculated Validated validated | Total
Total Min. |Max Flow] Facto? | MS2RED®| Validation | ODose® Dose > | Qff-Spac.
Production | UVT Rate (CF) (mJiem?) | Factor’ | (mJiem®) |FlowRate] uvT? Dea? | Volume’
Day | (MG) (%) (GPM) Al (8] [C] [BRA'C)) | (GPM) (%) (YIN) {MG)
1 1.98 94 3906.00 1 45.60 1.70 26.10 3906.0 94 Y -
2 3.49 94 4186.00 1 42.40 1.80 23.80 4186.0 94 Y -
3 3.56 94 4720.00 1 38.40 1.80 21.10 4671.0 94 Y -
4 3.57 94 4413.00 9 39.80 1.80 22.00 4400.0 94 Y -
5 1.59 94 4920.00 1 37.20 1.80 20.40 4903.0 94 Y -
g 1.99 94 3990.00 1 44.80 1.80 25.50 3854.0 94 Y -
7 3.50 a3 5928.00 1 33.50 1.80 18.20 5895,0 93 Y -
B 1.69 94 5825.00 1 33.10 1.80 17.80 5825.0 94 Y -
9 2.00 94 4034.00 1 42.70 1.80 23.80 4020.0 94 Y -
10 3.32 04 4560.00 1 36.90 1.80 20.20 4960.0 94 Y -
11 145 93 5080.00 1 35.80 1.90 19.40 5077.0 93 Y -
12 2.14 a3 4315,00 1 40.30 1.80 22.20 4313.0 93 Y -
13 1.57 23 5731,00 1 32,80 1.80 17.50 5722.0 83 Y -
14 203 93 4221.00 1 40.50 1.80 22.00 4140.0 93 Y -
15 1.65 93 5441.00 1 33.50 1.80 17.60 5298.0 a3 Y -
16 2.04 93 4137.00 1 41.10 1.80 22.50 4137.0 93 Y -
17 3.27 93 5021.00 1 35.70 1.80 19.20 5010.0 93 Y -
18 1.52 87 5608.00 1 32.80 2.20 14.60 4038.0 87 Y -
19 2.13 93 4253.00 1 40.00 1.90 21.50 4114.0 93 Y -
20 a.58 90 4426.00 1 34.40 2.20 15.60 3824.0 80 Y -
21 1.84 93 6050.00 1 30.10 1.80 15.50 6050.0 93 Y -
22 2.00 93 3864.00 1 40.80 1.90 21.60 3840.0 93 Y -
23 1.57 93 5456.00 1 32.70 1.90 17.10 5447.0 93 Y -
24 2.11 83 4148.00 1 39.60 1.80 21.00 4007.0 93 Y -
25 3.62 93 5424.00 1 32.20 1.80 16.80 5407.0 93 Y -
26 1.55 93 5284.00 1 32.50 1.90 16.70 5244.0 83 Y -
27 1.90 93 3982.00 1 39.10 1.80 20.30 3804.0 93 Y -
28 3.47 93 5063.00 1 32.70 2.00 16.70 5063.0 93 Y -
29 1.40 93 5208.00 1 32.80 1.80 16.80 5054.0 93 Y -
0 1.92 93 4115.00 1 37.40 1.80 19.30 4112.0 93 Y -
k1] 1
MiIN. 1.40 14.60 3824.00
MAX. 3.62 26.10 6050.00
Total 69.25
Notes:

' Minimum sensor reading for each sensor must be recorded once each day. Minimum reading should occur at the same time of day for
the three sensors, and the three sensor readings should always trend in the same direction as one another (i.e. all increase or all
decrease from one day to the next). If not, sensor and/or lamp operation (2.g. callbration, cleaning, etc.) should be checked.

2 Refer to the “Monthly UV Sensor Callbration Check Report” worksheel for CF values. CF is only required if UV Sensor 2 is out of
calibration and cannot be replaced. CF = 1 if all sensors for a reactor are within calibration. Never use CF < 1,

3 Calculated dose Is calcutated by the UV system's PLC and reported by the SCADA system.

4 Validation Factor is caleulated by the UV system's PLC and reported by the SCADA system.

% Validated dose is calculated by the SCADA system. Calculation is based on the following: Validated Dose = (Calculated Dose) / {VF x
CF}); where VF = validation factor; CF = Sensor Comection Factor

& D,y is the dose required to achieve the target log inactivation without 2 VF or CF applied (see Table 1.4 in the UVDGM).

7 Ofi-Spec total is calculated in the PLC. If the UV unit detacts an off-spec trigger, an “Off-Spec” alarm is sent to the MCP. The MCP
begins lo totalize flow unlil the alarm is cleared. The totalized flow is then sent lo SCADA for reporting.

? Transmittance is calculated by the UV System's PLC and reporied by the SCADA system,



Archived File - May Not Be ADA Compliant

Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period * Nov-19 Dose Required {D,,;) {mdicm’) : 12
Water System : WCWD#1 Central Avenue Max Valldated Flow Rate (MGD / UV unit) : 255
PWS ID#¥: 5903488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity ! uvT Dose |Flow Rate| Intensity (" uvT Dose |Flow Rate
(Wim’} (%) (mdlem’) | (gpm} | (Wim?) (%) | (mJicm®) | {(gpm)
HOUR: 0:00 4:00
DAY
1 NIS NIS NIS NIS NIS NIS NIS NIS
2 10.90 94 31.90 1661.00 10.90 94 35.80 2165.00
3 10.90 94 34.10 1135.00 10.90 94 33.70 1116.00
4 10.80 94 34.50 1061.00 10.90 93 34.70 1099.00
5 10.80 94 34.10 1124.00 10,80 94 35.50 242000
8 NIS NIS NIS NIS NIS NIS RIS NIS
7 11.10 93 35.50 1060.00 10.90 93 35.70 2203.00
8 10.70 93 34.20 1128.00 10.80 23 34.60 1132.00
9 NIS NIS NIS NIS NIS NIS NIS NIS
10 10.80 93 35.30 2366.00 11.00 93 34,60 1098.00
1 10.60 92 34.50 1107.00 10.70 83 34.60 1083.00
12 NIS NIS NIS NIS NIS NIS NIS NIS
13 10.60 93 34.650 2613.00 10.70 93 34.90 2409.00
14 NIS NIS NIS NIS NIS NIS NiS NIS
15 10.70 83 34.10 1121.00 10.70 94 34.20 1158.00
16 NIS NIS NIS NIS NIS NiS NIS NIS
17 10.50 92 34.20 2412.00 10.60 92 3380 1076.00
18 10.50 82 3380 1144.00 10.40 91 34.40 1117.00
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 10.50 92 31.90 2631.00 10.50 ] 34.90 1066.00
21 10.40 a2 30.50 2834.00 10.40 92 33.80 1177.00
22 NIS NIS NIS NIS NIS NIS NIS NIS
23 10.60 93 34.80 1086.00 10.50 84 34.10 2281.00
24 NIS NIS NIS NIS NIS NIS NIS NIS
25 10.40 93 30.40 2636.00 10.50 93 35.50 1075.00
26 10.30 82 29.80 2682.00 10.50 83 3410 1160.00
27 NIS NIS NIS NIS NIS NIS NIS NIS
28 10.30 a3 J35.20 1057.00 10.40 93 35.50 1025.00
29 10.20 92 34.20 1144.00 10.30 92 34.70 1130.00
30 NIS NIS NIS NIS NIS NIS NIS NIS
ki

MNoles:
1. UV intensity ks from UV Sensor #2, which is (he duty sensor.
HIS = Not in Service

10F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Period : Nov-18 Dose Required (D, ) (mJiem’): 12
Water Systom : WCWOD#1 Central Averue  Max Validated Flow Rate (MGD / UV unit) : 25.5
PWS ID#: 5903488 Minimum Validated UVT% : 70%
uv Validated v Validated
intensity "] yvT Dose  |Flow Rate] Intensity " UvT Dose |Flow Rate
(Wim?) (%) (mdiem?) | (gpm) {Wim?) (%) (mdlem®) | (gpm)
HOUR: 8:00 12:00
DAY

1 NIS NIS NIS NIS 10.90 94 29.10 3340.00
2 10.80 94 35.20 2369.00 10.70 94 25.90 3788.00
3 10.90 94 33.10 1149.00 10.50 93 23.90 4087.00
4 10.50 94 23.70 4254.00 10.60 94 34.70 2295.00
5 10.50 94 21.30 4829.00 10.60 93 34.80 2384.00

a NIS NIS NIS NIS NIS NIS NIS NIS
7 10.80 93 24.60 4182.00 10.60 93 34.50 2336.00
8 10.60 93 20.10 5070.00 10.70 93 34.80 2429.00

] NIS NIS NIS NIS NIS NIS NIS NIS
10 11.00 93 34.70 1082.00 10.50 93 25.60 3725.00
1 10.70 93 34.80 2416.00 10.40 93 33.90 2459.00

12 NIS NIS NIS NIS NiS NIS NIS NIS
13 10.60 93 20.50 4785.00 10.40 93 26.00 3712.00

14 NIS NIS NIS NIS NIS NIS NIS NIS
15 10.50 92 21.40 4484 .00 10.40 91 21.50 4088.00

16 NIS NIS NIS NiS NIS NIS NIS NIS
17 10.60 92 34.70 1086.00 10.30 91 3370 2412.00
18 10.30 92 18.60 5084.00 10,30 9 32.40 2440.00

19 NIS NIS NIS NIS NIS NIS NIS NIS
20 10.50 91 34.20 243200 10.40 22 33.80 2381.00
21 10.20 92 16.00 5426.00 10.10 92 35.10 2453.00

22 NIS NIS NIS NIS NIS NIS NIS NIS
23 10.60 94 34,70 1063.00 10.30 93 22,80 3r72.00

24 NIS NIS NIS NIS NIS NIS NIS NIS
25 10.40 93 27.40 3169.00 10.30 92 23.20 3698.00
26| 1040 03 26.20 3145.00 10.30 83 30.30 248400

27 NIS NIS NIS NIS NIS NIS NIS NIS
28 10.30 93 32.50 1980.00 10.10 93 19.30 4121.00
28] 1030 93 34.20 1103.00 10.00 92 20.80 3878.00

30 NIS NiS NIS NIS NIS NIS NIS NIS

ki

Notas:

1 UV intensity 5 from UV Sensor #2, which s tha duty sensor
NIS = Nol in Secvica

20F3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 2

Reporting Pariod : Nov-19 Dose Required (D) {mdfem’): 12
Watar System : WCWD#1 Cenfral Avenua Max Valldated Flow Rate (MGD / UV unit) : 25.5
PWS ID# : 55803488 Minlmum Validated UVT% : 70%
uv Vatidated uv Valldated
Intensity ™| gvT Dose  |FlowRate| Intensity uvt Dose |Flow Rate
(Wim®) {7} (mdicm®) | {gpm) (Wim?) (%) {(mdicm®) | (gpm)
HOUR: 16:00 20:00
DAY
1 10.90 84 35.80 2205.00 11.00 94 35.80 2336.00
2 10.70 94 25.50 3878.00 10.70 94 35.20 2417.00
3 10.80 93 35.40 2329.00 10.70 94 27.80 3627.00
4 10.60 84 27.60 3484.00 10.70 94 34.90 2527.00
5 NIS NIS NIS NIS NIS NIS NiS NIS
6] 10.90 a3 35.80 2225.00 11.00 093 35.60 234200
7 10.70 93 25.40 3815.00 10.70 94 34.80 2435.00
8 NIS NIS NIS NIS NIS NIS NIS NIS
8 10.80 93 35.30 2388.00 10.80 93 27.00 3618.00
10 10.50 93 25.30 3836.00 10.50 93 34.60 2451.00
1 NIS NIS NIS NIS NIS NIS NIS NIS
12 10.60 93 24,806 3848.00 10.60 93 34.50 2456.00
13 NIS NIS NIS NIS NIS NIS NIS NIS
14 10.70 94 24.20 3702.00 10.60 94 34.10 2455.00
15 NIS NIS NIS NIS NIS NIS NIS NIS
16 10.40 82 24.60 3773.00 10.60 92 24.10 3824.00
17 10.40 92 34,00 2372.00 10.40 92 3380 2442.00
18 NIS NIS NIS NIS NIS NIS NIS NIS
19 10.60 92 34.30 2239.00 10.50 92 21.70 4109.00
20 10.40 a2 33.80 2355.00 10.30 92 33.60 2436.00
21 NIS NIS NIS NIS. NIS NIS NIS NIS
22 10.40 a4 23,30 3649.00 10.40 94 32.30 2372.00
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 10.40 a3 33.80 2362.00 10.40 93 22.20 4045.00
25 10.40 93 33.70 2321.00 10.30 92 20.50 4205.00
26 NIS NIS NIS NIS NIS NIS NIS NIS
27 10.30 83 22.70 3638.00 10.30 93 33.10 2271.00
28 10.20 83 29.50 2512.00 10.20 23 34.50 1109.00
20 NIS NIS NIS NIS NIS NIS NIS NIS
30 10.10 92 21.10 3807.00 10.10 92 28.50 2565.00
31
Motes:
1 UV Intensily is from UV Sensor #2, which is tha duty sensor,
NIS = Naot in Service

JOF3
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 3

Reporting Period : November-2019 Dose Required (D,;) (mchm’): 12
Water System ;' #1 Central Avenue Max Validated Flow Rate (MGD / UV unit) ; 25.5
PWS ID#: 5903488 Minimum Validated UVT% : 70%
Operational Data Data at Daily Minimum Valdated Dase
UV Sensor
Carrection | Calculated Validated Validated Total
Tolal Min. |Max. Flow| Facto? |MS2RED®| Validation | Dese® Dose > | OR-Spec.
Production | UVT Rate {CF) (mdlcm®) | Factor* | (mJicm?) [FlowRate| UVT® Dea? | Volume'
Day | (MG) (%) {GPM) [A] [B] €] [BI{A"C) | (GPM) (%) (Y/N) (MG)
1 1.43 94 5333.00 1 36.30 1.80 20.10 5333.0 94 Y -
2 1.81 94 3653.00 1 47.00 1.70 26.90 3648.0 94 Y -
3 1.41 94 4170.00 1 41.80 1.80 23.40 4165.0 94 Y -
4 1.78 94 3611.00 1 47.50 1.80 27.00 3556.0 94 Y =
5 3.25 94 4427.00 1 40.50 1.80 22.50 4422.0 94 Y -
] 1.49 a7 4859.00 1 31.20 2.50 12.50 3690.0 a7 Y -
7 1.78 93 3697.00 1 46,10 1.80 26.10 3691.0 93 Y -
8 336 94 5004.00 1 36.80 1.80 20.20 5078.0 94 Y -
9 1.30 94 4550.00 1 38.90 1.80 21.40 4532.0 94 Y -
10 1.88 94 3850.00 1 45.80 1.80 25.80 3650.0 94 Y -
1 3.19 93 4376.00 1 39.90 1.80 22.00 4376.0 93 Y -
12 3.25 93 5201.00 1 34.00 1.80 17.80 5046.0 93 Y -
13 3.23 93 5031.00 1 36.10 1.80 19.60 5031.0 93 Y -
14 3.19 93 5324.00 1 34.00 1.80 18.10 5324.0 93 Y -
15 3.48 93 4727.00 1 36.80 1.90 19.90 4727.0 93 Y -
16 1.35 93 3809.00 1 43.50 1.80 24.10 3809.0 93 Y -
17 1.81 93 3763.00 1 43.00 1.80 23.40 3739.0 93 Y -
18 3.24 87 4894.00 1 35.60 2.40 14.60 3517.0 87 Y -
19 1.44 83 4618.00 1 37.60 1.80 20.40 4618.0 93 Y -
20 1.88 90 3889.00 1 38.00 2,20 17.40 3366.0 90 Y -
21 3.20 93 5013.00 1 34.80 1,80 18.4D 5013.0 93 Y -
22 1.45 93 5174.00 1 33.40 1.90 17.40 5174.0 93 Y -
23 1.93 93 3794.00 1 42.10 1.90 22,70 3773.0 93 Y -
24 1.28 93 4826.00 1 34.80 1.90 18.20 4826.0 93 Y -
25 1.85 93 3858.00 1 41.20 1.90 22.20 3858.0 93 Y -
26 3.10 93 4438.00 1 37.00 1.90 19.50 4427.0 g3 Y -
27 1.41 93 4740.00 1 34.70 2.00 17.70 4619.0 93 Y -
28 1.81 93 3896.00 1 37.80 1.90 19.60 3998.0 a3 Y -
29 3.07 93 4567.00 1 35.10 1.90 18.20 4567.0 93 Y -
30 1.25 93 4471.00 1 35.20 1.890 18.30 4471.0 93 Y -
31 1
MiIN. 1.25 31.20 12.50 3366.00 a7
MAX. 3.48 47.50 27.00 5333.00 94
Total] 65.92 0.000
Notes:

! Minimum sensor reading far each sensor must be recorded once each day. Minimum reading should occur at the same time of day
for the three sensors, and the three sensor readings should always trend in the same direction as one another {i.e. all increase or all
decrease from one day 1o the next). if not, sensor and/or Jamp oparation (e.g. calibration, cleaning, etc.) should be checked.

2 Refer to the "Monthly UV Sensor Calibration Check Report” worksheet for CF values. CF is only required if UV Sensar 2 is out of
calibration and cannot be replaced. CF = 1 if all sensors for a reactor are within calibration. Never use CF < 1.

3 Calculated dose is calculaled by the UV system's PLC and reported by the SCADA system.

4 Validation Factor is calculated by the UV system's PLC and reported by the SCADA system.

$ Validated dose Is calculated by the SCADA system. Calculation Is based on the following: Validated Dase = (Calculated Dose) / (VF
x CF); where VF = validation factor; CF = Sensor Correction Factor

€ Dyyq is the dose required (o achisve the target log inaclivation without a VF or CF applled (see Tabie 1.4 in the UVDGM).

7 Off-Spec total Is calculated in the PLC. If the UV unit detects an off-spec trigger, an “OR-Spec” atarm is sent to the MCP. The MCP
begins to totalize flow until the alarm s cleared. The totalized flow Is then sent to SCADA for reporting.

8 Transmittance s calculated by the UV System's PLC and reported by the SCADA system.
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Monthly Operation Report for UV Disinfection
Operating Data for UV Reactor # 3

Reporting Perlod : Nov-18 Dose Required {D,,q) {mJlem?) ; 12
Water System : WCWD#1 Central Avenue  Max Valldated Flow Rate (MGD / UV unit) ; 255
PWS ID# : 5903488 Mintmum Validated UVT% : 70%
uv Validated uv Validated
Intensity n uvTt Dose Flow Rate| Intensity m uvr Dose Flow Rate
(wim?) (%) (mdicm®) | (gpm) (Wim?) (%) (mJicm®) | (gpm)
HOUR: 0:00 4:00
DAY
1 12.20 95 35.60 1024.00 12.30 95 36.10 2090.00
2 NIS NIS NIS NIS NIS NIS NIS NIS
3 12.30 94 35.20 1006.00 12.30 94 35.90 991.00
4 NIS NIS NIS NIS NIS NIS NIS NIS
5 12.20 94 35.90 1018.00 12.30 94 3570 2095.00
6 1210 93 35.20 1031.00 1210 93 35.50 2074.00
7 NIS NIS NIS NIS NIS NIS NiS NIS
8 12,40 93 35.90 1010.00 12.30 93 36.00 983.00
9 12.20 94 35.30 1010.00 12.30 93 35.5¢ 996.00
10 NIS NIS NIS NIS NIS NIS NIS NIS
11 12.10 92 36.50 972.00 12190 a3 35.90 954.00
12 11.90 93 35.50 1056.00 11.90 93 35.70 999.00
13 12.00 93 34.80 2248.00 12.00 93 34.80 2098.00
14 11.80 93 34.50 1067.00 1210 63 35.70 1017.00
15 11.80 93 36.70 944.00 11.90 94 36.70 935.00
16 11.60 91 34.60 1039.00 11.60 92 33.90 2245.00
17 NIS NIS NIS NIS NIS NIS NIS NIS
18| 11.90 92 36.30 1019.00 11.80 91 34.90 1062.00
19| 11.70 92 35.20 1015.00 11.80 92 37.10 949,00
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 11.80 92 34.10 2367.00 11.80 92 36.890 917.00
22 11.60 91 35.60 1014.00 11.60 02 35.40 1045.00
23 NIS NIS NIS NiS NIS NIS NIS NIS
24 11.50 93 33.50 2319.00 11.70 93 34.80 1076.00
25 NIS NIS NIS NIS NIS NIS NIS NIS
26| 1150 92 32.80 2353.00 11.60 93 35.60 1000.00
27 1%.40 93 35,60 1011.00 11.40 23 33.40 2293.00
28 NIS | NIS NIS NIS NIS NIS NIS NIS
29 11.20 92 36,00 958.00 11.20 92 35.00 966.00
30 10.90 92 31.00 2416.00 11.00 92 31,30 2371.00
k] |

Motas;
1. WV Intensity is from UV Sensor #2, which is the duty sensor,
NIS = Mot in Servica

10F3



Archived File - May Not Be ADA Compliant

Monthly Operation Report for UV Disinfection
Operaling Data for UV Reactor # 3

Reporting Perlod : Nov-19 Dose Required (D,.,) {md/cm’} : 12
Water System : WCWD#1 Cenlral Avenue Max Validated Flow Rate (MGD / UV unit) : 25.5
PWSID#: 5803488 Minimum Validated UVT% : 70%
uv Validated uv Validated
Intensity n UVT Dose Flow Rate| Intensity n UvT Dose Flow Rate
(Wim’) (% | (mdiem®) | (gpm) | (wim’) (%) | (mdicm’) | (gpm)
HOUR: 8:00 12:00
DAY
1 11.90 94 28.19 3256.00 NIS NIS NIS NIS
2 NIS NIS NIS NIS 12.10 94 28.20 3371.00
3 12.20 94 35.00 987.00 11.90 93 26.50 3543.00
4 NiS NIS NIS NIS NIS NIS NIS NIS
5 12.00 94 231,50 4266.00 12.10 93 35.00 2131.00
6 1210 93 27.60 3385.00 11.90 93 28.80 3344.00
7 NIS NIS NIS NIS NIS NIS NIS NIS
8] 1210 a3 22.00 4543.00 12.10 93 35.00 2079.00
9 12.30 a3 35.00 1017.00 11.90 92 25.20 3737.00
10 NIS NIS NiS NIS NIS NIS NIS NIS
11 12.10 93 35.00 2111.00 11.80 93 34,10 214500
12| 1170 93 19.50 4860.00 11.50 93 33.90 2144.00
13 11.90 93 23.40 4251.00 11.70 93 28.60 3196.00
14 11.70 93 19.90 4835.00 11.50 23 24.20 3592.00
15|  11.80 92 23.90 3885.00 11.60 91 24.00 3604.00
6| 11.90 92 35.30 1022.00 11.60 92 24.40 3704.00
17 NIS NIS NIS NIS NIS NIS NIS NIS
18 11.80 92 20.50 4435.00 11.50 a1 33.40 2109.00
19| 1170 92 34.00 2329.00 11.50 91 33.80 2193.00
20 NIS NIS NIS NIS NIS NIS NIS NIS
21 11.60 92 19.30 4622.00 11.40 92 33.00 2020.00
22 11.40 92 2310 3901.00 11.10 a3 22.60 3554.00
23 NIS NIS NIS NIS NIS NIS NIS NIS
24 1170 93 35.70 1041.00 11.40 93 33.40 2269.00
25 NIS NIS NIS NIS NIS NIS NIS NIS
26| 11.50 93 31.00 2699.00 11.40 93 32.40 2081.00
27 11.40 93 20.50 4296.00 11.10 93 21.40 3836.00
28 NIS NIS NIS NiS NIS NIS NIS NIS
28| 11.40 93 36.50 928.00 11.10 a2 23.50 3363.00
30 11.10 92 33.90 1051.00 10.80 a2 21.50 3651.00
N
Notes:

1. UV Intansity is from UV Sensor #2, which Is the duty sensor,
NIS = Not in Service

Z0F3



Archived File - May Not Be ADA Compliant

Monthly Operation Report for UV Disinfection
Operaling Data for UV Reactor # 3

Reporting Perlod : Nov-19 Dose Required (D, ) {(mdfcm’) : 12
Water System : WCWDit1 Central Avenue Max Validated Flow Rata (MGD / UV unit) : 255
PWS ID# : 5903488 Minimum Valldated UVT% : 70%
uv Valldated uv Validated
intensity'M |  yvT Dose |Flow Rate| Intensity " uvT Dose |Flow Rate
(Wim®) (%) | (micm®) | (gpm) | (wim’) (%) | (mdiem®) | (gpm)
HOUR: 16:00 20:00
DAY
1 NIS NIS NIS NIS NIS NIS NiS NIS
2 12.20 94 28.80 3425.00 12.20 94 35.20 2185.00
3 NIS NIS NIS NIS NIS NIS NIS NIS
4 12.20 94 30.90 3143.00 12.20 04 35.30 2161.00
5 1210 94 28.50 3329.00 12.10 23 35.00 2196.00
6 NIS NIS NIS NIS NIS NIS NIS NIS
7 12.20 93 28.70 3316.00 12.20 94 35.10 2154.00
8 12.20 93 28.40 3358.00 12.00 23 34.90 2163.00
9 NIS NIS NIS NiS NIS NIS NIS NIS
10 1210 93 28.10 3292.00 11.80 93 kPN 2113.00
" 11.90 a3 34.40 2165.00 11.70 23 23.70 3763.00
12 12.10 93 27.10 3386.00 11.90 a3 34.50 2119.00
13 11.90 93 34.40 2117.00 11.80 23 34.30 2244.00
14 11.80 94 27.70 3300.00 11.70 94 34.10 2162.00
15 11.70 9 33.60 214400 11.60 1 33.80 2326.00
16 NIS NIS NIS NiS NIS NIS NIS NIS
17 11.80 92 34.40 2106,00 11.70 92 3410 2189.00
18 11.60 92 33.70 2091.00 11.60 92 33.80 2221.00
19 NIS NIS NIS NIS NIS NIS NIS NIS
20 11.60 92 34.00 2045.00 11.70 92 33.80 2149.00
21 11.40 92 33.60 2119.00 11.50 91 33.60 2195.00
22 NiS NIS NIS NIS NIS NIS NIS NIS
23 11.50 93 24.10 3577.00 11.40 93 24.20 3400.00
24 NIS NIS Nis NIS NIS NIS NIS NIS
25 11.50 93 33.80 2081.00 11.40 92 22.70 3771.00
26 11.40 93 23.90 3462.00 11.20 a3 30.20 2540.00
27 NiS NIS NIS NIS NIS NIS NIS NIS
28 11.10 93 32.40 2136.00 11.20 93 35.30 981.00
29 11.00 92 22.00 3461.00 11.00 92 29.90 2383.90
30 NIS NIS Nis NIS NIS NIS NIS NIS
31

Notes:
1. UV intensity is from UV Sensor #2, which is the duly sensor,
NIS = Not in Service

30F3
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Sample No.AV23073
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : VA

Bottle No : 163-0120
VALHALLA, NY

Collection Point: TREATED Coltected By : DONOHUE

ID of Source ;: WWD1 Collection Date : 11/01/2019 AT 12:02:00PM
Agency : Westchester County DEF Subn'l,i&eélh? n ;;?;28219 IR
Operations Bldg., Grasslands 0.:
Valhalla. NY 10595 Type Descriptor: 022 Source ID : 000
Attn: Mike Ferraro 18
FreeC2: 1.20 Residual CI2 :
Sample chilled on arrival 7 : YES
addt’l Report To . Sample Type: POT_DW
Comment :
Test Description Uniits Results ____Qualifier Method
Date/Time Set 11/01/2019 AT 12:33:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 10 SM20 82158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count ]

Approved By Date Approved : 11/04/2019

Environmental Laboratories
NYS ELAP # 10108 THIS IS ACOPY

(914) 2311620

Page 1 of 1
These analytical results relale only to the sample identified in this report.
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Sample No.AV23074
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : VA

Bottle No : 164-2820
VALHALLA, NY

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 11/01/2019 AT 12:01:.00PM
Agency ; Westchester County DEF Submitted Onf 11/0172019 AT 12:12:00PM
. PWS No. : 5903488
Operations Bldg., Grasslands Type Descri . 022 s ID: 000
Valhalla, NY 10595 ype Descr Pt‘;L-, ource ID ;
Attn: Mike Ferraro Free CR : 0.00 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To: Sample Type : POT_SRC
Comment :
Test Description Units Results ___Qualifier Meihod
Date/Time Set 11/01/2019 AT 12:33:00PM
Heterotrophic Plate Count CFU/mI 54 5M20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL
Coliform, Most Probable Number per 100ml 22 SM20 92218
Fecal Coliform, Most Probable Number per 100mi 7.8 SM20 9221E
{E = Estimated Count |
Approved By Date Approved : 11/06/2019
Environmental Laboratories THIS IS A Y
NYS ELAP # 10108 el Page 1 of 1
(914) 2311620

These analylical results relate only to the sample identified in this report.
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Sample No.AV23242
REPORT OF ANALYSIS
Wastchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : VA SM

Bottle No ; 48-2824
VALHALLA, NY

Collection Point: RAW Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 11/04/2019 AT 8:21:00AM
Agency : Wesichester County DEF Submitted On : 11/04/2019 AT 11:06.00AM

Operations Bldg.. Grasslands PWS No.: 5903488

Valhalla, NY 10595 Type Descripto:l 002 Source ID : 000
Attn: Mike Ferraro pr:
FreeC2: 0.00 Residual CI2 :
Sample chilled on arrival ? : YES
addt'l| Report To: Sample Typa: POT_SRC
Comment ;
Test Description Units _ Results Qualifier Method
Date/Time Set 11/04/2019 AT 11:35:00AM
Heterotrophic Plate Count CFU/mI 52 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml 17 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml 7.8 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 11/08/201%9
Environmental Laboratories THI:
NYS ELAP # 10108 SISACOPY Page 1 of 1

(914) 2311620 These analytical resuits relate only to the sample identified in this report.
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Sample No.AV23243
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : VA SM

Bottle No : 49-4277
VALHALLA, NY

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 11/04/20198 AT 8:22:00AM
Agency : Westchester Counly DEF Submitied On : 11042019 AT 11:0600AM
Operations Bldg., Grasslands 0. :
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro pH:
FreeCR: 1.19 Residual CI2 :
Sample chilled on arrival ? : YES
addt'l| Report To: Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/04/2019 AT 11:35.00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 5 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count |

Approved By Date Approved : 11/06/2019

Environmental Laboratories
NYS ELAP # 10108 THIS IS ACOPY

{914} 2311620

Page 1 of 1
These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23312

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location ; KENSICO Received By : EG VA
Bottle No : 83-0535
VALHALLA, NY
Collection Point : TREATED Collected By : DONOHUE
iD of Source : WWD1 Collection Date : 11/05/2019 AT 8:54:00AM
Agency : Westchester County DEF Submitted On : 11/05/2019 AT 10:08:00AM
. PWS No.: 5903488
Operations Bldg., Grasslands
Vathalla. NY 10595 Type Descriptor : 022 Source ID ; 000
T pH:
L DU Free C2: 1.22 Resldual CI2 ;
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type: PQT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/05/2018 AT 12:45:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/ml 5] SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL

|E = Estimated Count

Approved By

Date Approved :

11/07/2019

Environmental Lahoratories

NYS ELAP # 10108
(914) 2311620

THIS IS A COPY

Page 1 of 1

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23313
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location: KENSICO Received By : EG VA
Bottle No : 84-2847
VALHALLA, NY
Collection Point: RAW Collected By : DONOHUE
ID of Source: WWD1 Collection Date : 11/05/2019 AT 8:53:00AM

Agency : Wesltchester County DEF Subng&esdr? " ;19?3‘3219 AT*10:08:00AM
Operations Bldg., Grasslands 0.
Valhalla. NY 10595 Type Descripto; : 002 Source ID : 000
ry” PH:
Attne.Mike Ferraro FreeCR2: 000 Residual C2 :

Sample chilled on arrival 7 : YES

addt'l Report To: Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/05/2018 AT 12:45.00PM
Heterotrophic Plate Count CFU/mi 43 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Resuits outside this range are reported as estimated CFU/mL
Coliform, Most Probable Number per 100ml 33 SM20 92218
Fecal Coliform, Most Probable Number per 100mi 20 SM20 9221E

|E = Estimated Count |

Approved By

Date Approved : 11/12/2019

Environmental Laboratories
NYS ELAP # 10108
{914) 2311620

THIS IS ACOPY
Page 1 of 1

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23382

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Read Valhalla, New York 10595

Sample Location ;

Collection Point:
ID of Source :
Agency :

addt’'l Report To :

KENSICO Received By :
Bottle No :

VALHALLA, NY
Uiii2aUi=o Collected By :
WWD1 Collection Date :
Westchester County DEF Subrr;:itted S X
Operations Bldg., Grasslands WL
valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro PH:
Free CR2 :

SM VA
92-0541

DONOHUE
11/06/2019 AT 8.08:00AM
11/06/2019 AT 9:51:00AM

5903488
022 Source ID : 000
1.26 Residual CI2 :

Sample chilled on arrival 7 ; YES
Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/06/2019 AT 10:25:00AM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/ml 6 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL

|E = Estimated Count

Approved By

Date Approved :

11/08/2019

Environmental Laboratories

NYS ELAP # 10108
(914) 2341620

THIS IS A COPY

Page 1 of 1

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23383

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Coliection Point:
ID of Source :
Agency :

addt'l Report To:

KENSICO Received By :
Bottle No :

VALHALLA, NY
RAW Collected By :
WWD1 Collection Date :
Westchester County DEF Submittad On;;
Cperations Bldg., Grasslands PWS No. :
valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro pH:
Free CR2:

SM VA
93-2749

DONOHUE

11/06/2019 AT 8:06:00AM
11/06/2019 AT 9:51:.00AM
5903488

002 Source ID ; 000

0.00 Residual CI2 :

Sample chilled on arrival 7 : YES
Sample Type: POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/06/2019 AT 10:25:00AM
Heterotrophic Plate Count CFU/ml 44 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

Coliform, Most Probable Number per 100ml 49 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 11/12/201¢
Environmental Laboratories THIS IS A COPY
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results refate only to the sample idenlified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23442

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By :
Bottle No ;

VALHALLA, NY
Collection Point; TREATED Collected By :
ID of Source : WWDH1 Collection Date :
Agency : Weslchester County DEF Su""g:f; h? n .
Operations Bldg., Grasslands °‘:
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro i
Free CI2 :

SM

83878

DONOHUE

11/06/2019 AT 8:08:00AM
11/06/2019 AT 9:51:00AM
5903488

022 Source ID : 000
1.25 Residual CI2 :

Sample chilled on arrival 7 ; YES

addt'l Report To:
Comment :

Sample Type : POT_DW

Mcthod Test Description Results  Qualifier Units DL/LOQ Analyzed on Validator
Inorganics
SM22 4500P-E Orthophosphate (as P) 0.826 mg/L 0.03 11/07/2019 12:26 pm MO
SM20-4500HB Hydrogen lon 7.16 units 0.1 11/06/2019 2:59pm JLM

The pH is a field parameter with a 15 minute hold time. The Laboralory provides this test resuits only as a guide, this result cannot be

used for regulatory reporting purposes.

DL = Detection Limit LOQ = Limit of Quantitation J=value is an estimate

H = exceeds holding time

Approved By Robert Hilbrandt QA Officer Date Approved :  11/112/2019
Environmental Laboratories THIS IS ACOPY
NYS ELAP # 10108 Page 1 of 1

(914) 2311620

These analytical results relate anly to the sample identified in this report.




Archived File - May Not Be ADA Compliant

Sample No.AV23554
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location | KENSICO Received By : KAVA

Bottle No : 172-2756
VALHALLA, NY

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 11/07/2019 AT 8:11.00AM
Agency : Wesichester County DEF Submitted On : 11/07/2019 AT 11.50:00AM
; PWS No. : 5903488
Operations Bldg., Grasslands ;
Valhalla, NY 10595 Type I:iesc:rlplo:'.I : 002 Source ID: 000
Py pH:
GubBLLLCIIE FreeCl2: 0.00 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_SRC
Comment :
Test Description Units Rfs_ulls Qualifier Method
Date/Time Set 11/07/2019 AT 1:35:00PM
Heterotrophic Plate Count CFU/mI 58 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100mi 13 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
|E = Estimated Count f
Approved By Date Approved : 11/12/2019
Environmental Laboratories THIS IS A COPY
NYS ELAP # 10108 Page 1 of 1
{914) 231+-1620

These analylical resulls relate only o the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AV23555

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

addt’l| Report To :

KENSICO Received By :
Bottle No :

VALHALLA, NY
USUE Coliected By :
WWD1 Collection Date :
Westchester County DEF I
Operations Bldg., Grasslands PWS No. :
valhalla, NY 10595 Type Descriptor;
Attn: Mike Ferraro it
Free C2 ;

KAVA
173-0549

DONQHUE

11/07/2019 AT 8:12:00AM
11/07/2019 AT 11:50.00AM
5903488

022 Source ID : 000

147 Residual CI2 :

Sample chilled on arrival 7 : ' YES
Sample Type : POT_DW

Comment :
Test Description Units - REs_ults Qualifier Method
Date/Time Set 11/07/2019 AT 1:35:00PM
Coliform Presence/Absence Test per 1G0m| Absent Colilert-18
Heterotrophic Plate Count CFU/ml 9 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

{E = Estimated Count

Approved By

Date Approved :

11/12/2019

Environmental Laboratories

NYS ELAP # 10108
(314) 2311620

THIS IS ACOPY

These analytical resulls relale only to the sampie idenlified in this report.

Page 1 of 1



Archived File - May Not Be ADA Compliant

Sample No.AV23652
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : VAKA

Bottle No : 217-2539
VALHALLA, NY

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWD1 Collectlon Date : 11/08/2019 AT 10:16:00AM
Agency : Westchester County DEF Submitted On: 11/08/2019 AT 11:45:00AM
; PWS No. : 5903488
Cperations Bldg., Grasslands L . 002 .
Valhalla, NY 10595 Type Desc:nptt:,::I : Source ID: 000
Alin: Mk Ferraro Free C2: 000 Residual CR2 :
Sample chilled on arrival 7 : YES
addt'| Report To: Sample Type: POT_SRC
Comment :
Test Deseription Units Results Qualifier Method
Date/Time Set 11/08/2019 AT 1:56:00PM
Heterotrophic Plate Count CFU/mlI 51 5M20 9215B
The HPC method’s ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL,
Coliform, Most Probable Number per 100mil 11 SM20 92218
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E
{E = Estimated Count |
Approved By Date Approved : 11/12/2019
Environmental Laboratories THIS IS A COPY

NYS ELAP # 10108

Page 1 of 1
{914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23653

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency ;

addt'l Report To:

KENSICO Received By :
Bottle No :

VALHALLA, NY
Ui Collected By :
WwWDH1 Collection Date :
Westchester County DEF Subngtvtved e
Operations Bldg., Grasslands S No.:
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro PH:
Free CI2 :

VA KA
218-5363

DONQHUE
11/08/2019 AT 10:18:00AM
11/08/2019 AT 11:45:00AM

5903488
022 Source ID ;: 000
1.20 Residual Ci2 :

Sample chilled on arrival 7 : YES
Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/08/2019 AT 1:56:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFWmI 6 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count

Approved By

Date Approved : 11/12/2019

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

THIS IS ACOPY
Page 1 of 1

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23739

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
1D of Source :
Agency :

addt'l Report To:

KENSICO Received By :
Bottle No :

VALHALLA, NY
RS Collected By :
wwD1 Collection Date :
Westchester County DEF 0Ll :
Operations Bldg., Grasslands PW§ \LhE
Valhalla, NY 10585 Type Descriptor :
Attn: Mike Ferraro piE:
Free CR2;

EM VA
17-2742

DELGADO

117112019 AT 7:42:00AM
117112019 AT 9:22:00AM
5903488

o2 Source ID : 000

0.00 Residual C12 ;

Sample chilled on arrival 7 : YES
Sample Type : POT_SRC

Comment :
Test Description Units _ Results Qualifier Method
Date/Time Set 1111172019 AT 12:32:00PM
Heterotrophic Plate Count CFU/m| 52 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL

Coliform, Most Probable Number
Fecal Coliform, Most Probable Number

per 100m|
per 100mi

49
45

[E = Estimated Count

Approved By

Date Approved :

SM20 9221B
SM20 9221E

11115/2019

Environmental Laboratories

NYS ELAP # 10108
{914) 2311620

THIS IS A COPY

Page 1of 1

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23741

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point :
ID of Source :
Agency :

addt’l Report To:

: EMVA
19-0589

DELGADO
1111/2019 AT 7:43:00AM
11/11/2019 AT 9:22:00AM

KENSICO Received By
Bottle No :
VALHALLA, NY
LRZATISE: Collected By :
WwWD1 Collection Date :
Westchester County DEF Suhn:&esd I\? n
Operations Bldg., Grasslands 9. :
Valhalla, NY 10595 Type Descriptor :
Attr: Mike Ferraro pH:
Free CI2:

5903488
022 Source ID : 000
1.29 Residual CI2 :

Sample chilled on arrival ? : YES
Sample Type: POT_DW

Comment ;
Test Description Units Results ____Qualifier Method
Date/Time Set 111172019 AT 12:32:00PM
Coliform Presence/Absence Test per 100ml| Absent Colilert-18
Heterotrophic Plate Count CFU/m] 7 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

[E = Estimated Count

Approved By

Date Approved :

1111372018

Environmental Laboratories

NYS ELAP # 10108
{914) 2311620

THIS IS ACOPY

Page 1 of 1

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23808

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :

Agency :

addt’l Report To :

KENSICO Received By :
Bottle No :

VALHALLA, NY
RAW Collected By :
WwWwD1 Collection Date :
Westchester County DEF Suhn'g&esd: n .
Operations Bldg., Grasslands 2 °':
Valhalla, NY 10585 Type Descriptor :
Attn: Mike Ferraro PH:
Frea CI2 :

VA
53-2746

DONOHUE

11/12/2019 AT B:59:.00AM
11/12/2019 AT 11:28:00AM
5903488

002 Source ID : 000

0.00 Residual CI2 ;

Sample chilled on arrival ? : YES
Sample Type : POT_SRC

Comment :
Test Description Units Results ____Qualifier Method
Date/Time Set 11/12/2019 AT 12:13:00PM
Heterotrophic Plate Count CFU/mI 41 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml 7.8 SM20 92218

Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

|E = Estimated Count

Approved By

Date Approved : 11/18/2019

Environmental Laboratories
NYS ELAP # 10108
{914) 2341620

THIS IS A COPY
Page 1 of 1

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23809

Westchester County Department of L.abs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location ;

Collection Point :
ID of Source :
Agency :

KENSICO Received By :
Bottle No :

VALHALLA, NY
TREATED Collected By :
WwD1 Collection Date :
Westchester County DEF sm’";m’sdh? n .
Operations Bldg., Grasslands 0.:
Valhalla, NY 10595 Type Descriptor :
Atin: Mike Ferraro PH:
Free CR2 :

VA
54-5361

DONOHUE

11/12/12019 AT 9:00:00AM
1111212019 AT 11:28:00AM
5903488

022 Source ID : 000

122 Residual CI2 :

Sample chilled on arrival 7 : YES

addt’'l Report To: Sample Type : POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 1112/2019 AT 12:13:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mi 3 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL

|E = Estimated Count

Approved By

Date Approved :

11/14/2019

Environmental Laboratories

NYS ELAP # 10108
(914) 2311620

THIS IS A COPY

Page 1 of 1

These analylical results refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23846
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhaila, New York 10595
Sample Location : KENSICO Received By : VA

Bottle No : 3787
VALHALLA, NY

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 11/12/2019 AT 9:01:00AM
Agency : Westchester County DEF SUb"gtvt:S" h? “ ;;Qgiggw AT 11:28:00AM
Operations Bldg., Grasslands S50
Valhalla. NY 10595 Type Descriptor : 022 Source ID : 000
R pH:
L L ) FreeCR2: 1.22 Residual CI2 :
Sample chilled on arrival 7 : YES
addt’'l| Report To: Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/13/2019 AT 9:58:00AM
Diatomaceae Organisms ASU per ml 8 SM1810200F
ASTERIONELLA - 8 ASU/mL

Chloraphyceae Organisms ASU per mi 0 SM1810200F
Cyanophyceae Organisms ASU per ml 0 SM1810200F
Protozoa Crganisms ASU per ml 0 SM1810200F
Rotifera Organisms ASU per mi 0 SM1B810200F
Crustaceae Organisms ASU per ml 0 SM1810200F
Other Microscopic Organisms ASU per ml 0 SM1810200F
Total Microscopic Organisms ASU permi 8 SM18 10200F
Amorphous Matter ASU perml 418 SM1810200F

NYSDOH ELAP and NELAC do not offer accreditation for Microscopic Examination. Unless the sample is otherwise qualified, all method
QC requirements were found to be acceptable.

|E = Estimated Count |

Approved By RobertHilbrandt QA Officer Date Approved : 11/15/2019
Environmental Laboratories THIS IS A COPY
NYS ELAP # 10108 Page 10f 1

(914) 2311620 These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV23934

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

410 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

addt'l Report To:

KENSICO Received By :
Bottle No :

VALHALLA, NY
UL Collected By :
WWwWDA Collection Date :
Westchester County DEF SmeF:&eSd I\? n :
Operations Bldg., Grasslands 0.
Valhalta, NY 10595 Type Descriptor :
Aftn: Mike Ferraro pH:
Free CI2 :

SM VA
§9-5389

DONOHUE
1113/2019 AT 11:26.00AM
11113/12019 AT 12:02:00PM

5803488
022 Source [D: 000
125 Residual CI2 :

Sample chilied on arrival 7 : YES
Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/13/2019 AT 1:57:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 4 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

{E = Estimated Count

Approved By

Date Approved :

11/15/2019

Environmental Laboratories

NYS ELAP # 10108
(914) 2341620

THIS IS A COPY

Page 1 of 1

These analytical results refate only to the sample identified in this repornt.



Archived File - May Not Be ADA Compliant

Sample No.AV23935

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location

Collection Point:
ID of Source :
Agency :

addt’'l Report To:

KENSICO Recelved By :
Bottie No :
VALHALLA, NY
A Collected By :
WwWD1 Collection Date :
Westchester County DEF S“b"g&"s"ﬁ" ;
Operations Bldg., Grasslands > MO
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro sl
Free C2 :

SM VA
90-2887

DONOHUE
11/13/2019 AT 11:25:00AM
11/13/2019 AT 12:02:00PM

: 5903488
002 Source D : 000
0.00 Residual CI2 :

Sampte chilled on arrival 7 : YES
Sample Type: POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 1111372019 AT 1:57.00PM
Heterotrophic Piate Count CFU/mI 36 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

Coliform, Most Probable Number per 100ml 14 SM20 9221B
Fecal Caliform, Mast Probable Number per 100ml 4.0 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 11/18/2019
Environmental Laboratories THIS IS A COPY
NYS ELAP # 10108 Page 1 of 1

{914) 2311620

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV24021

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point :
1D of Source :
Agency :

addt’'l Report To:

¢ SMVA
: 120-2891

DONOHUE
11/14/2019 AT 9:02:00AM
11/14/2019 AT 10:53:00AM

KENSICO Received By
Bottle No
VALHALLA, NY 10595
RAW Collected By :
WWD1 Collection Date :
Westchester County DEF Subngtted On X
Operations Bldg., Grasslands LUSL b
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro PH:
Free CR :

5903488
002 Source ID : 000
0.00 Residual CI2 :

Sample chilled on arrival 7 : YES
Sample Type: POT_SRC

Comment :
Test Description Units Results Qualifier Method
DatefTime Set 11/14/2019 AT 11:20:00AM
Heterotrophic Plate Count CFU/m 40 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

Coliform, Most Probable Number

per 100ml 17 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E
|E = Estimated Count |
Approved By Date Approved : 11/18/2019
Environmental Laboratories THIS IS A COPY
NYS ELAP # 10108 Page 1 of 1

(914) 2311620

These analytical results relate only to the sampla ideniified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV24022
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : SMVA

Bottle No : 121-3573
VALHALLA, NY 10595

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWDH1 Collection Date ;: 11/14/2019 AT 9:02:00AM
Agency : Westchester County DEF Subn:,l&esd h? n ' ;19‘3;128%19 WU )
Operations Bldg., Grasslands 0.:
Valhalla. NY 10595 Type Descriptor : 022 Source ID : 000
CAAT pH:
RO Free C2: 130 Residual Ci2 :
Sample chilled on arrival ? :  YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Deseription Units _ Results Qualifier Method
Date/Time Set 111472019 AT 11:20:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL

|E = Estimated Count

Approved By Date Approved : 11/18/2019

Environmental Laboratories
NYS ELAP # 10108 THIS IS ACOPY

Page 1 of 1
{914) 2341620 These analytical resulls relate only to the sample identified in this report.




Archived File - May Not Be ADA Compliant

Sample No.AV24090
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : VASM
Boftle No : 143-3928
VALHALLA, NY
Collection Point : TREATED Collected By : DONOHUE
ID of Source : WWD1 Collection Date ; 11/15/2019 AT 8:44.00AM
Agency : Westchester County DEF Submitted On : 11/15/2019 AT 9:29.00AM
3 PWS No.: 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descripto; : 022 Source ID : 000
. A pH:
GluBL LU Free Cl2: 1.2 Residual CI2 :
Sample chilled on arrival ?: YES
addt'l Report To : Sample Type : POT_DW
Comment :
Test&scription Units Reiults Qualifier Method
Date/Time Set 11/15/2019 AT 11:31.00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mil 4 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count |

Approved By Date Approved : 11/18/2019

Environmental Laboratories
NYS ELAP # 10108 THIS IS ACOPY

(914) 2311620

Page 1 of 1
These analytical resulls relate only to the sample identified in this regort.



Archived File - May Not Be ADA Compliant

Sample No.AV24089

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

addt’l Report To :

KENSICO Received By ;
Bottle No :

VALHALLA, MY
ot/ Collected By :
WWD1 Collection Date :
Westchester County DEF Submitted On .
Operations Bldg., Grasslands bl 6
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro PH:
Free CL2 :

VA SM
142-2849

DONOHUE

11115/2019 AT 8:43:00AM
11/15/2019 AT 9.29.00AM
5903488

002 Source ID: 000

0.00 Residual CI2 :

Sample chilled on arrival ? ;. YES
Sample Type : POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/15/2019 AT 11:31.00AM
Heterotrophic Plate Count CFU/miI 31 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL, Results outside this range are reported as estimated CFU/mL.

Coliform, Most Probable Nurmber
Fecal Coliform, Most Probable Number

per 100m|
per 100ml

4.0
18

[E = Estimated Count

Approved By

Date Approved :

8M20 9221B
SM20 9221E

11/19/2019

Environmental Laboratories

NYS ELAP # 10108
(914) 231-1620

THIS IS A COPY

Page 1 of 1

These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV24265
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : SM VA

Bottle No : 49-2842
VALHALLA, NY

Collection Point: RAW Collected By : DELGADO
1D of Source : WWD1 Collection Date : 11/18/2019 AT 12:40:00PM
Agency : Westchester County DEF Submitted On : 11/18/2019 AT 12:57:00PM

Operations Bldg., Grasslands PWS No.: 5903488

Valha“a, NY 10595 Type Descript(;:'.l: 002 Source ID : 000
Attn: Mike Ferraro Frea C2: 0.00 Residual Ci2 :
Sample chilled on arrival 7 : NA
addt'i Report To; Sample Type: POT_SRC
Comment :
Test Description Units ____Results Qualifier Method
Date/Time Set 11/18/2019 AT 2:08:00PM
Heterotrophic Plate Count CFU/mi 45 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Mast Probable Number per 100mi 22 SM20 92218
Fecal Coliform, Most Probable Number per 100ml 6.8 SM20 9221E

The method specifies a read time of 24+/-2 hours; the sample was read 45 minutes after the
acceptable read window. Results may be biased high and should be viewed as an estimated count.

[E = Estimated Count
Approved By Date Approved : 11/25/2019

Environmental Laboratories THIS IS ACOPY
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical resulls relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV24266
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : SM VA

Bottle No : 50-3709
VALHALLA, NY

Collection Point: TREATED Collected By : DELGADO

ID of Source : WWD1 Collection Date : 11/18/2019 AT 12:41:00PM
Agency : Westchester County DEF Subn:;t::: n ;193'381‘3219 AT 12:57:00PM
Operations Bldg., Grasslands 0.:
valhalia. NY 10595 Type DBSCI'lptOI': 022 Source ID: 000
Attn: Mike Ferraro PH:
FreaCR2: 127 Reslidual CI2 :
Sample chilled on arrival 7 : NA
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results ___Qualifier Method
Date/Time Set 111812019 AT 2:08:00PM
Coliform Presence/Absence Test per 100ml Absent Calilert-18
Heterotrophic Plate Count CFU/mi 4 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count B

Approved By Date Approved : 11/20/2019

Environmental Laboratories
NYS ELAP # 10108 THISIS ACOPY

Page 1 of 1
{914) 2311620 These analytical resuits relate only to the sample identified in this repont.




Archived File - May Not Be ADA Compliant

Sample No.AV24343

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

addt’'l Report To :

KENSICO Received By :
Bottle No :

VALHALLA, NY
TREATED Collected By :
WwD1 Collection Date ;
Woestchester County DEF Subn:&esd l'? n
Operations Bldg., Grasslands °'_'
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro pH:
Free CIZ ;

SMm
66-0641

DONOHUE

11/19/2019 AT 9:25:00AM
11/19/2019 AT 10:44:00AM
5903488

022 Source ID : 000

1.23 Residual CL2 :

Sample chilled on arrival 7 : YES
Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 1118/2019 AT 11:22:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 2 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count

Approved By

Date Approved :

1112172018

Environmental Laboratories

NYS ELAP # 10108
(914) 2311620

THIS IS ACOPY

Page 1 of 1

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV24344

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point :
ID of Source :
Agency :

addt’l Report To :

KENSICO Received By :
Bottle No :

VALHALLA, NY
AL Collected By :
WWD1 Collection Date :
Westchester County DEF SO ) :
Operations Bldg., Grasslands FWS No. :
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro PH:
Free CI2 :

SM
67-25675

DONOHUE
11/19/2019 AT 9:24:00AM
11/19/2019 AT 10:44.00AM

5903488
002 Source ID : 000
000 Residual CI2 :

Sample chilled on arrival 7: YES
Sample Type: POT_SRC

Comment :
Test Description Units Results Qualilier Method
Date/Time Set 11/19/2019 AT 11:22:00AM
Heterotrophic Plate Count CFU/ml 29 8M20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL

Coliform, Most Probable Number per 100mi 4.0 SM20 9221B
Fecal Coliform, Most Probable Number per 100ml 2.0 SM20 9221E
|E = Estimated Count
Approved By Date Approved : 11/22/2019
Environmental Laboratories THIS IS A COPY
NYS ELAP # 10108 Page 1 of 1

(914) 2341620

These analytical results relate only to the sample identified in this repont,



Archived File - May Not Be ADA Compliant

Sample No.AV24467
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : SM

Bottle No : 127-2816
VALHALLA, NY

Collection Point: RAW Collected By : DONOHUE

ID of Source : WWDA1 Collection Date : 11/20/2019 AT 8:26:00AM
Agency : Westchester County DEF Submitted On : 11/20/2019 AT 10:40:00AM
; PWS No, : 5903488
Operations Bldg., Grasslands T ; : . 00
Va]ha"a, NY 10595 ype Descr pt::l.. 002 Source ID : 0
Bl L Free CR2: 0.00 Residual Ci2 :
Sample chilled on arrival 7 ;. YES
addt'l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/20/2019 AT 11:06:00AM
Heterotrophic Plate Count CFU/mI 40 SM20 9215B
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reporied as estimated CFU/mL
Coliform, Most Probable Number per 100ml 13 SM209221B
Fecal Coliform, Most Probable Number per 100ml <18 SM20 9221E
E = Estimated Count | _
Approved By Date Approved : 11/25/2019
Environmental Laboratories THIS
NYS ELAP # 10108 BLICC R Page 1 of 1

(914) 2311620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AV24468
REPORT OF ANALYSIS

Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO SM

128-4121

Received By :

Bottle No :
VALHALLA, NY

Collection Point: TREATED

ID of Source : WWD1

Collected By :
Collection Date :

DONOHUE
11/20/2019 AT 8:27:00AM

Agency : Westchester County DEF Subn:,itvtvesd ,3 n ;;‘ggﬁgw AT 10:4000AM
Operations Bldg., Grasslands T . o... 022 . 000
Valhalia, NY 10595 Lol Source 1D :
Attn: Mike Ferraro FreeCR: 1.24 Residual C2 :

Sample chilled on arrival ? : YES

addt'l| Report To : Sample Type: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/20/2019 AT 11:07:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotraphic Plate Count CFU/m| 5 SM2(3 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL

|E = Estimated Count

Approved By

Date Approved : 11/22/2019

Environmental Laboratories
NYS ELAP# 10108
(914) 2311620

THIS IS ACOPY
Page 1 of 1

These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV24480
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : SM VA

Bottle No : B4134
VALHALLA, NY 10595

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Coliection Date : 11/20/2019 AT 8:25:00AM
Agency : Westchester County DEF Subn::’tvesdr? n ;;‘;)2:‘%%19 ARG
Operations Bidg., Grasslands 0. :
Valhalla. NY 10595 Type Descriptor ;: 022 Source ID : 000
Y, pH:
Atin; Mike Ferraro FreeCR2: 124 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To: Sample Type : POT_DW
Comment :
Method Test Description Resalts  Qualifier Units DL/LOQ Analyzed on Validator
I -
SM22 4500P-E Orthophosphate (as P) 0.830 mgiL 0.03 11/21/2019 11:58 am MO
SM20-4500HB Hydrogen lon 7.36 units 0.1 117202018 3:13pm JLM

The pH is a field parameler with a 15 minute hold time. The Laboratory provides this test resulls only as a guide, this result cannot be
used for regulatory reporting purposes.

DL = Detection Limit LOQ = Limit of Quantitation J=value is an eslimate H = exceeds holding time
Approved By Robert Hitbrandt QA Officer Date Approved : 11/22/2019
Environmental Laboratories THIS IS A COPY

NYS ELAP # 10108 Page 1 of 1
{914) 2311620

These analytical results relate only to the sample idenlified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV24547

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : VA
Bottle No : 157-2758
VALHALLA, NY
Collection Point: RAW Collected By : DONOHUE
ID of Source : WWD1 Collection Date : 11/21/2019 AT 8:42:008M
Agency : Westchester County DEF Subng&esd S n ;19‘:'_)2;33219 AT 9:19.00AM
Operations Bldg., Grasslands i
Valhalla, NY 10595 Type l:!es«:npto:'1 : 002 Source ID : 000
T pH:
LA Free C2: 000 Residual CI2 :
Sample chilled on arrival ? : YES
addt’'l Report To: Sample Type: POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 1172112012 AT 11:10:00AM
Heterotrophic Plate Count CFU/mi 20 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL
Coliform, Most Probable Number per 100mi 4.0 SM20 9221B
Fecal Coliform, Most Probable Number per 100m| <1.8 SM20 9221E

[E = Estimated Count |
Approved By

Date Approved :  11/25/2019

Environmental Laboratories
NYS ELAP # 10108
{914) 2311620

THIS IS ACOPY
Page 1 of 1

These analytical results relate only ta the samplie identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV24548

Wastchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

addt'l Report To :

KENSICO Received By :
Bottle No ;

VALHALLA, NY
Uiz Collected By :
WWD1 Collection Date :
Westchester County DEF SO
Operations Bldg., Grasslands PWS No. :
Valhalla, NY 10595 Type Descriptor :
Atin: Mike Ferraro Lk
FreaC2 :

VA
158-4473

DONOHUE
11/21/2019 AT 8:43:00AM
11/21/2018 AT 9:19:00AM

5903488
022 Source ID: 000
1.29 Residual CI2 :

Sample chilled on arrival 7 : YES
Sample Typa: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/21/2019 AT 11:10:00AM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 5 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count

Approved By

Date Approved ;

112512019

Environmental Laboratories

NYS ELAP # 10108
(914) 2311620

THIS IS ACOPY

Page 1 of 1

These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV24646

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point :
ID of Source :
Agency :

addt'l Report To :

KENSICO

Received By :
Bottle No :

VALHALLA, NY
RAW Collected By :
WWD1 Collection Date :
Westchester County DEF Subml:;ed On
Operations Bldg., Grasslands PWS No. :
Valhalia, NY 10595 Type Descriptor :
Attn: Mike Ferraro pH:
Free CI2 :

SM
201-2807

DONOHUE

11/22/2019 AT 8:21:00AM
11/2212019 AT 9:10:00AM
5903488

002 Source ID : 000

0.00 Residual CL2 :

Sample chllled on arrival 7 : YES
Sample Type: POT_SRC

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/22/2019 AT 12:01:00PM
Heterotrophic Plate Count CFU/ml 34 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Resulls outside this range are reported as estimated CFU/mL

Coliform, Most Probable Number
Fecal Coliform, Most Probable Number

per 100ml
per 100ml

6.1
<1.8

[E = Estimated Count

Approved By

Date Approved :

SM20 9221B
SM20 8221E

11/26/2019

Environmental Laboratories

NYS ELAP # 10108
{914) 231-1620

THIS IS ACOPY

Page 1 of 1

These analylical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV24647
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : SM

Bottle No : 202-4498
VALHALLA, NY

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 11/22/2019 AT 8:22:00AM
Agency : Westchester County DEF Submitted On 11/22/2019 AT 9:10.00AM
X PWS No. : 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
ML pH:
AL O FreaC2: 1.21 Residual CI2 :
Sample chilled on arrival 7: YES
addt'l Report To : Sample Type: POT_DW
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/22/2019 AT 12:01:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mI 4 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count

Approved By Date Approved : 11/25/2019

Environmental Laboratories
NYS ELAP # 10108 THIS IS ACOPY

Page 1 of 1
(914) 2311620 These analytical resuls relate only to the sarnple identified in this report.




Archived File - May Not Be ADA Compliant

Sample No.AV24772
REPORT OF ANALYSIS
Westchester County Department of Labs and Research 10 Dana Road Valhalla, New York 10595
Sample Location : KENSICO Received By : SM

Bottle No : 32-2808
VALHALLA, NY 10595

Collection Point : RAW Collected By : DELGADO

ID of Source : WWD1 Collection Date : 11/25/2019 AT 10:00:00AM
Agency : Westchester County DEF Submitted On : 11/25/2019 AT 11:47:00AM
: PWS No.: 5903488
Operations Bldg., Grasslands
Valhalla, NY 10595 Type Descriptor : 002 Source ID : 000
Attn: Mike Ferraro a8
FreeCz: 0.00 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l ReportTo : Sample Type : POT_SRC
Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/25/2019 AT 12:25.00PM
Heterotrophic Plate Count CFU/ml 24 SM20 9215B
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100m| 11 SM20 92218
Fecal Coliform, Most Probable Number per 100ml <1.8 SM20 9221E

(E = Estimated Count |

The results given above are INTERIM values and have not been validated by the QC Officer
Approved By Date Approved : 12/30/1809

Environmental Laboratories THIS IS A COPY
NYS ELAP #10108

{914) 2311620

Page 10of 1
These analylical results relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AV24773

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhaila, New York 10595

Sample Location :

Collection Point:
ID of Source ;

Agency :

addt’'l Report To:

KENSICO Received By :
Bottle No :

VALHALLA, NY 10595
TREATED Collected By :
WWD1 Collection Date :
Westchester County DEF Submittsd On
Operations Bldg., Grasslands Pws, No.:
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro PH:
Free CR2 :

SM
33-3543

DELGADO

11/25/2019 AT 9:58:00AM
11/25/2019 AT 11:47:00AM
5903488

022 Source 1D : 000

1.26 Residual CI2 :

Sample chilled on arrival 7 : YES
Sample Type;: POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/25/2019 AT 12:25:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFU/ml 2 S5M20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count

Approved By Michele Matos QA Officer Date Approved : 11/27/2019
Environmental Laboratories THIS IS A COPY
NYS ELAP # 10108 Page 1 of 1

(914) 2311620 These analytical results relate only to the sample identified in this report



Archived File - May Not Be ADA Compliant

Sample No.AV24866

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point :
ID of Source :
Agency :

KENSICO

Received By :
Bottle No :

VALHALLA, NY
RAW Collected By :
WWD1 Coliection Date :
Westchester County DEF Submittsd On :
Operations Bldg., Grasslands PWS No. :
Valhalla, NY 10595 Type Descriptor :
Attn: Mike Ferraro pH:
Free CI2 :

VA
54-7115

DONOHUE

11/26/2019 AT 8:20:00AM
11/26/2019 AT 11.02:00AM
5903488
002 Source ID : 000

Residual C2 :

Sample chilled on artival ? : YES

addt'| Report To: Sample Type : POT_SRC

Comment :
Test Description Units Results ___Qualifier Method
Date/Time Set 11/26/2019 AT 12:13:00PM

Heterotrophic Plate Count CFU/ml 28 SM20 9215B
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

Coliform, Most Probable Number per 100ml 56 SM20 92218
Fecal Coliform, Most Probable Number per 100ml 18 SM20 9221E

[E = Estimated Count |

The results given above are INTERIM values and have not been validated by the QC Officer

Approved By

Date Approved : 12/30/1899

Environmental Laboratories
NYS ELAP # 10108
(914) 2311620

THIS IS A COPY
Page 1 of 1

These analytical results relate only lo the sample idenlified in this report



Archived File - May Not Be ADA Compliant

Sample No.AV24867
REPORT OF ANALYSIS
Woestchester County Department of Labs and Research 10 Dana Road Vatlhalla, New York 10595
Sample Location : KENSICO Received By : VA

Bottle No : 55-4360
VALHALLA, NY

Collection Point: TREATED Collected By : DONOHUE

ID of Source : WWD1 Collection Date : 11/26/2019 AT 8:21:00AM
Agency : Westchester County DEF Submitted On : 11/26/2019 AT 11:02:00AM
] PWS No. : 5903488
Operations Bldg., Grasslands
Valhalia, NY 10595 Type Descriptor : 022 Source ID: 000
Attn: Mike Ferraro pH:
FreeCR2: 1.27 Residual CI2 :
Sample chilled on arrival 7 : YES
addt'l Report To : Sample Type : POT_DW
Comment ;
Test Description Units Results Qualifier Method
Date/Time Set 11/26/2019 AT 12:13.00PM
Caliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/mlI 4 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL

[E = Estimated Count ]

The results given above are INTERIM values and have not been validated by the QG Officer
Approved By Date Approved : 12/30/1899

Environmental Laboratories THIS IS A COPY
NYS ELAP # 10108

Page 1 of 1
{914) 23118620 These analytical results relate only to the sample identified in this report.




Archived File - May Not Be ADA Compliant

Sample No.AV24990

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:
ID of Source :
Agency :

KENSICO Received By :
Bottle No :

VALHALLA, NY

RAW

Collected By :
Collection Date :
Submitted On :
PWS No. :

WWDH1

Westchester County DEF
Operations Bldg., Grasslands

VA 5M
99-7170

DONOHUE

11/27/2019 AT 8:28:00AM
11/27/2019 AT 12:54.00PM
5903488

Valhalla, NY 10595 Type Descriptc;l:f 002 Source ID : 000
Attn: Mike Ferraro FreeCR: 0.00 Residual CI2 :

Sample chilled on areival ? : YES

addt'l Report To: Sample Type : POT_SRC

Comment :
Test Description Units ____Results Qualifier Method
Date/Time Set 11/27/2018 AT 1:21:00PM
Heterotrophic Plate Count CFU/m| 32 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number 14 SM209221B

Fecal Caliform, Most Probable Number =1.8 SM20 9221E

per 100mi
per 100ml

[E = Estimated Count |

The results given above are INTERIM values and have not been validated by the QC Officer

Approved By

Date Approved : 12/30/1899

Environmental Laboratories
NYS ELAP # 10108
(914) 2311620

THIS IS A COPY
Page 1 of 1

These analytical results relate only to the sampie identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV24991

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point :
ID of Source ;
Agency :

addt'l Report To :

KENSICO Received By
Bottle No

VALHALLA, NY

U U=D Collected By :

WWD1 Collection Date :

: VASM
: 100-3615

DONOHUE
11/27/2019 AT 8:29.00AM

Westchester County DEF Submitted On : 11/27/2019 AT 12:54.00PM
; PWS No.: 5903488

Operations Bldg., Grasslands T . 022 . 000

Valhalla, NY 10535 ype D“""”“'p{,: Source 10 :

Attn: Mike Ferraro FreeC2: 1.20 Residual CI2 :

Sample chilled on arrival ? ; YES
Sample Type: POT_DW

Comment :
Test Description Units Results ___ Qualifier Method
Date/Time Set 11/27/2019 AT 1.21:00PM
Coliform Presence/Absence Test per 100m| Absent Colilert-18
Heterotrophic Plate Count CFUmI 2 SM20 92158

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

[E = Estimated Count

The results given above are INTERIM values and have not been validated by the QC Officer

Approved By

Date Approved :

12/30/1899

Environmental Laboratories

NYS ELAP # 10108
(914) 2311620

THIS IS A COPY

Page 1 of 1

These analytical results relate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV25027

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point :
ID of Source :

Agency :

addt’) Report To :

KENSICO Received By
Bottle No :

VALHALLA, NY

RAW Collected By :

WwD1

Collection Date :

: NM SM
110-2111

DEMA
11/28/2019 AT 8:30:00AM

Westchester County DEF Submitted On: 11/28/2019 AT 10:41:00AM
Operations Bldg., Grasslands PWS No.: 5903488
Valhalta, NY 10595 Type Descriptor : 002 Source ID: 000
Attn: Mike Ferraro )6

Free CI2 : Residual CI2 :

Sample chitled on arrival ? : YES
Sample Type : POT_SRC

Comment ;
Test Description Units Resulis Qualifier Method
Date/Time Set 11/28/2019 AT 12:12:.00PM
Heterotrophic Plate Count CFU/mi 4 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml 7.8 SM209221B
Fecal Coliform, Most Probable Number per 100ml| =<1.8 SM20 9221E

[E = Estimated Count

The results given above are INTERIM values and have not been validated by the QC Officer

Approved By

Date Approved :

12/30/1899

Environmental Laboratories

NYS ELAP # 10108
(914) 23t1620

THIS IS A COPY

Page 1 of 1

These analytical results refate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AV25028

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : NM SM
Bottlie No : 111-4391
VALHALLA, NY
Collection Point: TREATED Collected By : DEMA
ID of Source : WWD1 Collection Date : 11/28/2019 AT 8:28:00AM
Agency : Westchester County DEF Submitted On : 11/28/2019 AT 10:41:00AM
Operations Bldg., Grasslands PWS No. : 5903488
Valhalla, NY 10595 Type Descriptor : 022 Source ID : 000
Attn: Mike Ferraro pH:
Frea C2: 1.18 Residual CI2 :

Sample chilled on amrival 7 : YES

addt’'l Report To: Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
Date/Time Set 11/28/2019 AT 12:12.00PM
Coliform Presence/Absence Test per 100mi Absent Colilert-18
Heterotrophic Plate Count CFU/m 2 SM20 9215B

The HPC method's ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

IE = Estimated Count |

The results given above are INTERIM values and have not been validated by the QC Officer

Approved By

Date Approved : 12/30/1899

Environmental Laboratories
NYS ELAP # 10108
(914) 2341620

THIS IS A COPY
Page 1 of 1

These analytical results relate only to the sample identified in this report,



Archived File - May Not Be ADA Compliant

Sample No.AV25045

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location : KENSICO Received By : EM VA
Bottle No : 114-5548
VALHALLA, NY
Collection Point: TREATED Collected By : DEMA
ID of Source : WWD1 Collection Date : 11/29/2019 AT 9:45:00AM
Agency : Westchester County DEF Submitted On : 11/29/2019 AT 10:40:00AM
; PWS No.: 5903488
Operations Bldg., Grasslands : .
Valhalla, NY 10595 Type Descriptor 022 Source ID ; 000
Attn: Mike Ferraro PH:
FreeCR2: 1.19 Residual CI2 :

Sample chilled on arrival ? : YES

addt't Report To: Sample Type : POT_DW

Comment :
Test Description Units Results Qualifier Method
DatefTime Set 11/29/2019 AT 2:21:00PM
Coliform Presence/Absence Test per 100ml Absent Colilert-18
Heterotrophic Plate Count CFU/ml 4 SM20 92158

The HPC method’s ideal range is 30-300 CFU/mL. Results outside this range are reported as estimated CFU/mL.

|E = Estimated Count |

The results given above are INTERIM values and have not been validated by the QC Officer

Approved By

Date Approved : 12/30/1899

Environmental Laboratories
NYS ELAP # 10108
(914) 2311620

THIS IS A COPY
Page 1 of 1
These analytical resulls refate only to the sample identified in this report.



Archived File - May Not Be ADA Compliant

Sample No.AV25052
REPORT OF ANALYSIS
Westchestar County Department of Labs and Research 10 Dana Reoad Valhalla, New York 10595
Sample Location: KENSICO Received By : EM VA

Bottle No : 121-7042
VALHALLA, NY

Collection Point: RAW Collected By : DEMA

10 of Source : WWD1 Collection Data : 11/29/2019 AT 9:42:00AM
Agency : Wesichester County DEF Submitted On : 11/29/2016 AT 10:40:00AM
. PWS No. : 5903488
Operations Bldg., Grasslands -
Valhalla, NY 10595 Type Dsscnptorf 002 Source ID: 000
Attn: Mike Ferraro PH:
Frea CI2: Residual CI2 :
Sample chilled on arrival 7:  YES
addt'| Report To : Sample Type: POT_SRC
Comment :
Test Description L nits Results Qualifier Method
Date/Time Set 11/29/2019 AT 2:22.00PM
Meterotrophic Plate Count CFU/mI 16 SM20 92158
The HPC method's ideal range is 30-300 CFU/mL. Resulls outside this range are reported as estimated CFU/mL.
Coliform, Most Probable Number per 100ml 22 SM20 92218
Fecal Coliform, Most Probable Number per 100mf 20 SM20 9221E

E = Estimated Count

Approved By  Michele Matos QA Officer Date Approved ; 12/03/12019
Environmental Laboratories i EMAIL 121312019
NYS ELAP # 10108 Report Number: 623 Page 1of 1

R These analytical results relate only to the sample idenlified in this report



Archived File - May Not Be ADA Compliant



